CALIFORNIA ENERGY COMMISSION

1516 NINTH STREET
SACRAMENTO, CA 95814-5512

The staff of the California Energy Commission hereby submits its Final Staff Assessment
(FSA) for the Metcalf Energy Center, a 600-megawatt, natural gas-fired electric generation
facility proposed for south San Jose. This document contains our testimony for the
upcoming evidentiary hearings of the Energy Commission that will occur later this year. lItis
staff s responsibility to complete an independent assessment of the project s potentially
significant effects on the environment, public health and safety, and whether it conforms to
applicable legal requirements. This assessment also includes recommended conditions of
certification to mitigate potential effects of the project. The analyses were prepared in
accordance with Public Resource Code Sections 25500 et seq.; the California Code of
Regulations (CCR) Title 20, Sections 12001 et seq.; and the California Environmental
Quality Act (PRC/21000 et seq.) and its guidelines (CCR title 14715000 et seq.).

The City of San Jose plans to use the FSA for the environmental review associated with the
City s actions related to Calpine Corporation/Bechtel Enterprises application for a general
plan amendment and request for a change in the land-use zoning of the proposed 20-acre
Metcalf Energy site. The City of San Jose expects to hold these hearings later in the year.

After careful consideration, Energy Commission staff concludes that the project (1) has the
potential to result in significant adverse impacts with respect to land use and visual
resources, and (2) will result in substantial electric system benefits. Energy Commission
staff believe that the significant local electrical system benefits and consumer benefits, the
use of reclaimed water for cooling and the dedication in perpetuity of 130 acres of habitat
for the endangered bay checkerspot butterfly outweigh the project s potential impacts.
Therefore, considering the limitations of the electric transmission system to provide electric
resources to the greater San Jose area, the acute need for reliable electricity to meet the
increasing demands of a growing area, the mandate of the State to ensure a safe and
reliable supply of electricity to maintain the health, safety and welfare of the people of the
state and the state economy, and the timing and feasibility of the project relative to other
alternatives; the staff recommends approval of the project (see the Executive Summary for
a further discussion).

Copies of this document are available by contacting Luz Manriquez-Uresti, California

Energy Commission, 1516 Ninth Street, MS-15, Sacramento, CA 95814-5512, phone (916)

654-3928. This document is also available on the Internet at:
(http://lwww.energy.ca.gov/sitingcases/metcalf).

Persons wanting information on how to participate in the Energy Commission s hearings
should contact Ms. Roberta Mendonca, the Energy Commission s Public Adviser, at
(916)°654-4489, or (800) 822-6228. Technical or project schedule questions should be
directed to Paul Richins, Energy Commission Project Manager, at (916) 654-4074. News
media inquiries should be directed to Assistant Executive Director, Claudia Chandler, at
(916)°654-4989.

DATE:

ROBERT L. THERKELSEN, Deputy Director for
Energy Facilities Siting and Environmental Protection
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EXECUTIVE SUMMARY

This report contains the Energy Commission staff’'s independent analysis and
recommendation on the Metcalf Energy Center (MEC). This is not the decision
document for these proceedings nor does it contain findings of the Energy
Commission related to environmental impacts or the project’s compliance
with local/state/federal legal requirements. The final decision including findings,
will be made by the Commissioners of the California Energy Commission after
completion of evidentiary hearings. During these hearings the Commissioners will
consider the recommendations of all interested parties, including those of the
Energy Commission staff in this document; the applicant; intervenors; concerned
citizens; City of San Jose; and other local, state, and federal agencies, before
making a final decision on Calpine/Betchel’s application to construct and operate
the nominal 600-megawatt, natural gas-fired Metcalf Energy Center.

It is the responsibility of the Energy Commission staff to complete an independent
assessment of the project's potential effects on the environment, the public's health
and safety, and whether the project conforms with all applicable laws, ordinances,
regulations and standards (LORS). The staff also recommends measures to
mitigate potential significant adverse environmental effects and conditions for
construction, operation and eventual closure of the project, if approved by the
Energy Commission. The analyses contained in this document were prepared in
accordance with Public Resources Code Sections 25500 et seq.; the California
Code of Regulations, Title 20, Sections 12001 et seq.; and the California
Environmental Quality Act (Pub. Resources Code 88 21000 et seq.) and its
guidelines (Cal. Code Regs., tit. 14 88 15000 et seq.).

The Metcalf Energy Center and related facilities such as the electric transmission
lines, natural gas line, water supply lines and wastewater lines are under the Energy
Commission’s jurisdiction (Pub. Resources Code § 25500). When issuing a license,
the Energy Commission acts as lead state agency (Pub. Resource Code 8
25519(c)) under the California Environmental Quality Act (Pub. Resource Code 88
21000 et seq.), and its process is functionally equivalent to the preparation of an
environmental impact report (Cal. Code Regs., tit. 14 § 15251(k)).

PROJECT LOCATION AND DESCRIPTION

On April 30, 1999, the Calpine Corporation and Bechtel Enterprises, Inc. filed an
Application for Certification (AFC) seeking approval from the California Energy
Commission (Energy Commission) to construct and operate the Metcalf Energy
Center (MEC), a nominal 600-megawatt (MW), natural gas-fired, combined cycle
electric generation facility. On June 23, 1999, the California Energy Commission
accepted the AFC as complete. On October 1, October 15, 1999, and February 15,
2000, Calpine/Bechtel filed supplements A, B and C amending its original proposal
in response to input from the public and the City of San Jose. Additional information
was provided in response to information requests through September 2000.
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The proposed site is located partially in the City of San Jose and patrtially in the

County of Santa Clara near Highway 101 in the south part of San Jose (see
PROJECT DESCRIPTION Figure 1). The site lies at the southern base of Tulare

Hill in northern Coyote Valley to the west of Monterey Highway and south of the
Metcalf Road intersection. The 20-acre site is currently zoned for agricultural uses
by both the city and county.

Calpine/Bechtel’s proposed power plant design consists of two 285-MW combustion
turbine generators (CTG), each equipped with steam injection power augmentation
capabilities; two heat recovery steam generators (HRSG) with duct burners; a single
235 MW condensing steam turbine generator; a mechanical draft (wet/dry) plume-
abated cooling tower; and a 230-kilovolt (kV) switching station. The combustion
turbine trains will include 145-foot exhaust stacks at the southern end of the site and
step-up transformers, HRSG units, steam turbine generator units and their
transformers, and water treatment and cooling towers.

Nitrogen oxide (NOy) emissions from the combustion process will be controlled to
no more than 2.5 parts-per-million by volume dry (ppmvd) corrected to 15 percent
oxygen by utilizing dry low NOx combustion technology in the CTGs and a selective
catalytic reduction (SCR) system for the HRSGs. The SCR system will use aqueous
ammonia for the reduction process.

Additional facilities proposed as part of this project include an administration
building with control room, storage tanks, parking area, water treatment building, a
switchgear building and a warehouse/maintenance shop. Calpine/Bechtel may also
install a temporary rail spur from the adjacent Union Pacific Railroad to
accommodate delivery of heavy equipment during construction.

The proposed power plant is adjacent to existing PG&E transmission lines that are
connected to the Metcalf Substation. Electricity generated by MEC will be delivered
to the transmission grid via a new 230-kV transmission line approximately 240 feet
in length. The overhead transmission line will connect into PG&E’s existing 230-kV
Metcalf-Monte Vista No. 4 line which runs east-west along the northern edge of the
project boundary.

Calpine/Bechtel proposes to use approximately 2.9 to 5.8 million gallons a day of
recycled water for cooling purposes from the San Jose/Santa Clara Water Pollution
Control Plant as part of the South Bay Water Recycling Program. This will
necessitate the construction of a new 10.2-mile recycled water supply line (the
“SBWR Route”). A combined industrial wastewater and sanitary sewer line (less
than a mile in length) will be constructed along Fisher Creek to the City’s existing
sanitary sewer line that runs along Santa Teresa Boulevard. Fresh water will be
supplied either by the San Jose Municipal Water System or Great Oaks Water
District from wells located in Coyote Valley. The applicant has not selected a water
purveyor to date.

During baseload operations, it is expected that the project will use a maximum of
100,522 MMBtus/day of natural gas. The applicant proposes to build a new 16-inch
diameter fuel gas pipeline from the MEC to PG&E’s existing Line 300, a major
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natural gas transmission line along the eastern side of US 101. The proposed gas
pipeline is sized to permit operation of the turbines and duct burners at full power.

Calpine/Bechtel estimates the capital costs of the Metcalf Energy Center to be
$300-$400 million. The applicant expects to employ a peak construction workforce
of about 400 over a two-year period and a permanent workforce of 20 for plant
operation. Construction payroll is estimated to be about $40.8 million, while annual
operations payroll is expected to be $1 million.

If approved, construction of the MEC, from site preparation to commercial operation
is expected to take approximately 18-22 months.

PUBLIC AND AGENCY COORDINATION

The Metcalf Energy Center is proposed on land currently zoned for agriculture and
is designed for campus industrial uses in the City of San Jose’s general plan.
Consequently, Calpine/Bechtel has applied to the City of San Jose for a change in
the general plan and zoning designation. For the City of San Jose to make a
determination to change the general plan and zoning, an environmental document
is required. The City of San Jose plans to use this document as the environmental
document that must be considered in reaching a decision. As such, this analysis
has been coordinated with the City of San Jose staff.

Publicly noticed workshops on air quality, water resources, biological resources,
project site alternatives, and transmission system engineering were held in San
Jose prior to the completion of the Preliminary Staff Assessment (PSA). Several of
these workshops were jointly sponsored by the Energy Commission staff and the
City of San Jose District 2 Metcalf Energy Center Advisory Committee. After the
PSA was issued on May 15, 2000, six days and four evenings of workshops were
held to receive comments on that draft document. In total, 20 publicly-noticed
workshops and meetings have been held by staff in the San Jose area to
understand the issues and concerns of the public and other government agencies.
Many helpful comments were received from concerned citizens, the City of San
Jose, Santa Clara County, California Native Plant Society, intervenors, and the
applicant.

In addition to these workshops, extensive coordination has occurred with the
numerous local, state and federal agencies that have an interest in the project.
Particularly, Energy Commission staff has worked with the California Independent
System Operator (Cal-1SO), Bay Area Air Quality Management District, California
Air Resources Board, U.S. Environmental Protection Agency, U.S. Fish and Wildlife
Service, and California Department of Fish to identify and resolve issues of concern.

Written PSA comments received from local, state, and federal agencies and
concerned citizens, along with staff’'s response to each, have been included in this
assessment. Written and verbal comments from the applicant and intervenors were
carefully considered and incorporated into the analysis where appropriate.
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CONCLUSIONS

If the Commission decides to approve the project, staff has proposed 192 conditions
of certification to ensure that the facility is constructed and operated in a safe and
reliable manner and potential impacts are mitigated to the greatest extent feasible.
Each technical area in the Final Staff Assessment (FSA) includes a discussion of
the project and the existing environmental setting; the project's conformance with
laws, ordinances, regulations and standards (LORS) and whether the facility can be
constructed and operated safely and reliably; project specific and cumulative
impacts; the environmental consequences of the project using the proposed
mitigation measures; conclusions and recommendations; and any proposed
conditions of certification under which the project should be constructed and
operated.

CONSUMER BENEFITS AND LOCAL ELECTRIC TRANSMISSION SYSTEM EFFECTS

The staff of the Energy Commission and the Cal-1ISO have completed an analysis of
the local electric transmission system effects of the project. This analysis concludes
that the project, as proposed, will provide substantial benefits to consumers,
industry and the electric transmission system in the greater San Jose area. These
benefits include a reduction of 39 megawatts and 81 gigawatt hours of transmission
system losses, increased reliability, improved voltage support, and a reduction in
the risk of rolling blackouts which the State of California and the greater San Jose
area potentially face due to serious electricity shortages. Some of these benefits
are listed below. (Refer to the chapter on Local System Effects for a full discussion.)

The addition of the MEC project significantly reduces system losses that would
otherwise result from transporting power in the transmission system. Due to the
location of the MEC near the San Jose load center, loss savings of 39
megawatts (MW) and 81 gigawatt hours (GWh) valued between $23 to $34
million would be realized. This means that 39 MW and 81 GWh, instead of
being dissipated as heat losses in the delivery of power across the transmission
lines, are available to consumers with no new transmission lines, no additional
consumption of water and fuel, and no additional impacts to water quality, water
use, and biological resources. With an electric system that operates more
efficiently, system wide costs can be reduced resulting in benefits to businesses
and consumers.

The MEC provides a significant source of real and reactive power to serve loads
in the South Bay Area. This will substantially reduce the need for imported
power over stressed transmission facilities and reduce the need for additional
substation upgrades to prevent voltage collapse and rolling blackouts.

The MEC provides a substantial increase in the local area’s reactive reserve
margins resulting in a significant increase in local area reliability and will assist in
the maintenance of interconnected system reliability thereby reducing the
potential for future voltage collapse or rolling blackouts.

The MEC may result in deferral or relocation of substantial capital facilities
planned or currently located in the South Bay Area and Greater Bay Areas.
These capital facilities involve tens of millions of ratepayer dollars. In addition,
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the deferral or the elimination of linear facilities can result in deferral or
elimination of the environmental impacts associated with tens of miles of such
construction.

In a September 1, 2000, letter to the Energy Commission, Terry M. Winter,
President and Chief Executive Officer of the California ISO, strongly encouraged the
Commission to expedite the review of the Metcalf Energy Center as the “ISO
believes that the MEC will provide substantial reliability benefits to the San Jose
area sufficient to offset the impacts ..... ”. Energy Commission staff agrees with the
points made by Mr. Winter which are summarized below.

There is an acute need for new power generation in the San Jose area and
throughout California.

The San Jose area is the most generation deficient in the state.

The San Jose area is one of the areas most vulnerable to outages and
reliability problems in the PG&E service territory.

With the continued growth in demand, the ISO could be forced to implement
rolling blackouts of customers, such as those experienced in the Greater San
Francisco Bay Area and San Jose area on June 14, 2000.

New electric generation at Metcalf will be a permanent means to defer these
extreme measures.

AIR QUALITY

The analysis contained in the Final Determination of Compliance issued by the San
Francisco Bay Area Air Quality Management District has been incorporated into the
FSA. The San Francisco Bay Area Air Quality Management District believes that
the project complies with the appropriate rules and requirements of the District and
will not contribute to the degradation of the air quality in the San Francisco Bay Area
Air Quality Management District.

Energy Commission staff has identified a number of local air quality issues and
potentially significant impacts beyond those addressed by the San Francisco Bay
Area Air Quality Management District permit. To mitigate these potential impacts,
staff has proposed additional conditions of certification for PM-10 air quality offsets
and construction machinery.

OVERVIEW OF POTENTIAL IMPACTS AND LEGAL REQUIREMENTS

It is staff’s responsibility to complete an independent assessment of the project's
potential effects on the environment and on the public's health and safety, and
whether the project conforms to all applicable laws, ordinances, regulations and
standards (LORS). The staff also recommends measures to mitigate all identified,
potentially significant environmental effects of the project. Staff's analysis indicates
that the project’s environmental impacts are fully mitigated to levels of less than
significant in all areas except for visual resources and land use, and that the project
complies with all legal requirements (laws, ordinances, regulations and standards
(LORYS)) in all technical areas except for land use and visual resources. Below is a
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summary of the potential environmental impacts and LORS compliance for each

technical area.

Technical Discipline Environmental Impact | LORS Conformance
Air Quality fully mitigated Yes
Biological Resources fully mitigated Yes
Cultural Resources none Yes
Power Plant Efficiency none n/a
Power Plant Reliability none n/a
Facility Design none Yes
Geology none Yes
Hazardous Materials fully mitigated Yes
Land Use yes No
Noise fully mitigated Yes
Public Health fully mitigated Yes
Socioeconomics none Yes
Traffic and Transportation fully mitigated Yes
Transmission Line Safety none Yes
Transmission System none Yes
Engineering

Visual Resources yes No
Waste Management none Yes
Water and Soils fully mitigated Yes
Worker Safety none Yes

POTENTIAL PROJECT IMPACTS

Energy Commission staff believe that the project’s construction and operation
impacts can be mitigated to a level less than significant in all areas except for land
use and visual resources. (Note: these are not the official findings of the Energy
Commission but staff’'s conclusions on its assessment of the project.) The areas of
potential impact are described below.

Land Use—the project has the potential for a significant and unmitigated
adverse impact on agriculture because it would convert about 20 acres of prime
farmland to non-agricultural uses.

Land Use—a project is considered to be compatible with existing and planned
land uses if it does not cause significant unmitigated noise, public health and
safety, hazardous materials handling, traffic, and visual resource impacts. In
this case, the project would be compatible in terms of the above effects except
for visual resource impacts.

Visual Resources—the project has the potential for unmitigable adverse visual
impacts in three areas. Staff found that the project would have direct impacts
on the views from the Blanchard Road area, degrade the general visual
character and quality of the area, and when considered with Cisco Systems
planned development, contribute to a cumulative impact.
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CONFORMANCE WITH LORS

Calpine/Bechtel has demonstrated that the project will conform to all local, state and
federal legal requirements (LORS) except for two areas—Iland use and visual
resources. The areas of potential nonconformance are described below.

Land Use—since the proposed site is planned for campus industrial uses and
zoned for agriculture, Calpine/Bechtel has applied for a general plan
amendment, rezoning of the land and annexation to the City of San Jose. This
request is currently being reviewed by the City of San Jose and a vote by the
City Council is expected in the fall, 2000. If the City of San Jose approves
these requests, the project would be in conformance with the general plan.

Land Use—the proposed project would be consistent with 23 applicable
general plan strategies, policies, development guidelines and standards. The
project would be inconsistent with three development guidelines. However, the
environmental impacts of the project these guidelines are intended to avoid
would be less than significant.

Visual Resources—the project has the potential to conflict with a number of
policies and guidelines adopted by the City of San Jose.

ALTERNATIVES

It is important to note that the Energy Commission’s authority is limited to either
approving or denying the MEC at the site proposed by Calpine/Bechtel. The
Commission does not have the authority to approve the project at one or more
alternative sites or to require the Calpine/Bechtel to move the proposed project to
another location. If Calpine/Bechtel decides to build a power plant at another site,
other than the originally proposed site, a new Application for Certification must be
filed and the review process would begin anew on that site. Considering the time it
would take to develop a new AFC, the Energy Commission review process and
construction time, a plant, if approved, would not begin producing electricity for the
grid until 2005, at the earliest. Moreover, it is entirely conceivable that some or all
of the alternative sites may, upon more rigorous examination, prove unsuitable.

Staff’'s assessment describes a range of reasonable alternatives to the proposed
project, or to the location of the project, that could feasibly attain most of the basic
project objectives but would avoid or substantially lessen any of the significant
effects of the project. The assessment also evaluates the comparative advantages
and disadvantages of the various alternatives in less detail than the analysis of the
project, but in a manner to inform the decision making process.

Staff identified and reviewed 17 alternative sites, all of which have their own set of
unique issues and potential impacts. Several alternative sites appear to lessen the
adverse land use and visual impacts associated with MEC. However, a project
proposed for any one of these sites would not be in conformance with all local land
use requirements, and may have issues regarding environmental justice and visual
impacts. Although the use of an alternative site may appear to lessen or avoid the
impacts of the project, a more detailed site analysis may show otherwise. Since the
alternative site analysis was less detailed than the FSA assessment of the MEC
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site, we would caution that a more rigorous AFC-type analysis of an alternative site
could reveal additional non-conformity with LORS or environmental impacts that
were missed during the more general alternatives analysis".

In addition, a project located at an alternative site would not meet the critical project
objective of providing generation-based reliability improvements in the San Jose
area in 2002 or as soon thereafter as possible. The Independent System Operator
has identified MEC as a time-critical project. If approved and constructed, MEC
would enhance the reliability of an imperiled electric system. Recent events have
emphasized the need for more generation throughout the state to enhance reliability
and relieve high prices driven by insufficient supply. The proposed project
addresses this critical objective in the near term. The alternatives cannot.

RECOMMENDATIONS

After careful consideration, Energy Commission staff concludes that the benefits
resulting from the approval of the Metcalf Energy Center would be substantial. The
significant local electrical system benefits and consumer benefits, the use of
reclaimed water for cooling, and the dedication in perpetuity of 130 acres of habitat
for the endangered bay checkerspot butterfly outweigh the potentially significant
visual and land-use impacts of the project. Therefore, considering the limitations of
the electric transmission system to provide electric resources to the greater San
Jose area, the acute need for reliable electricity to meet the increasing demands of
a growing area, the mandate of the State to ensure a safe and reliable supply of
electricity to maintain the health, safety and welfare of the people of the state and
the state economy, and the timing and feasibility of the project relative to other
alternatives, staff recommends approval of the project.

Litis exceedingly difficult to identify locations near load centers that are acceptable to the local
community and do not have significant impacts. This is illustrated by the fact that there are few
major generation sources in the greater San Jose area. This is further demonstrated by the fact that
the Energy Commission does not have any other applications for permanent generation in the
greater San Jose area even though the area’s current load and expected load growth would benefit
greatly by not one, but several other, new electric generation facilities.
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INTRODUCTION

On April 30, 1999, the Calpine Corporation and Bechtel Enterprises, Inc. filed an
Application for Certification (AFC) seeking approval from the California Energy
Commission (Energy Commission) to construct and operate the Metcalf Energy
Center (MEC), a 600 megawatt (MW), natural gas-fired, combined cycle power
plant. On June 23, 1999, the California Energy Commission found the AFC to be
data adequate. A finding of data adequacy by the Commission begins staff's
analysis of the project.

On October 1, 1999, October 15, 1999, and February 15, 2000 Calpine/Bechtel filed
supplements A, B and C to their application. Many of the changes in the project
were in response to input they received from the public and the City of San Jose.
Additional information was provided in response to information requests received
through September 2000.

The Final Staff Assessment (FSA) presents the California Energy Commission
(Energy Commission) staff’s independent analysis of Calpine Corporation and
Bechtel Enterprise’s (Calpine/Bechtel) Application for Certification. The primary
responsibility of the California Energy Commission staff is to complete an
independent assessment of the project’s potential effects on the environment, the
public’s health and safety, and whether it conforms with all applicable laws,
ordinances, regulations and standards (LORS). The staff also recommends
measures to mitigate any identified, potential effects of the project. The FSA is
prepared pursuant to Title 20, California Code of Regulations, sections 1742,
1742.5,1743 and 1744,

The FSA is a staff document and is not a decision document pertaining to MEC.

The final decision will be made by the California Energy Commission after
completion of evidentiary hearings.

ORGANIZATION OF THE REPORT

The FSA describes the following:
- the proposed project;
the existing environmental setting;
whether the facilities can be constructed and operated safely and reliably in
accordance with applicable laws, ordinances, regulations and standards (LORS);
the environmental consequences of the project, including potential public health
and safety impacts;
cumulative analysis of the potential impacts of the project, along with potential
iImpacts from other existing and known planned developments;
mitigation measures proposed by the applicant, staff, interested agencies and
intervenors that may lessen or eliminate potential direct and cumulative impacts;
proposed conditions under which the project should be constructed and
operated, if it is certified; and
project alternatives.
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The analyses contained in this FSA are based upon information from: 1) the AFC;
2) supplements to the AFC; 3) responses to data requests; 4) information from local
and state agencies; 5) concerned citizens; 6) existing documents and publications;
and 7) independent field studies and research. The analyses for most technical
areas include discussions of proposed conditions of certification. Each proposed
condition of certification is followed by a proposed means of “verification”. The
verification is the Energy Commission Compliance Unit’'s method of ensuring post-
certification compliance with adopted requirements. The FSA presents
recommended conclusions and proposed conditions of certification that apply to the
design, construction, operation and closure of the proposed facility.

The FSA contains an Executive Summary, Introduction, Project Description,

Project Alternatives, Local Electric Transmission System Effects, and Responses to
Public and Agency Comments. The environmental, engineering, and public health
and safety analysis of the proposed project is contained in 19 technical areas. Each
technical area is included in a separate chapter and are as follows: Air Quality,
Public Health, Worker Safety and Fire Protection, Transmission Line Safety,
Hazardous Material Management, Waste Management, Land Use, Traffic and
Transportation, Noise, Visual Resources, Cultural Resources, Socioeconomic
Resources, Biological Resources, Soil and Water Resources, Geology and
Paleontology, Facility Design, Reliability, Efficiency, and Transmission System
Engineering. These chapters are followed by a discussion of facility closure, project
construction and operation compliance monitoring plans, and a list of staff that
assisted in preparing this report.

Each of the 19 technical area assessments includes a discussion of:
- laws, ordinances, regulations and standards (LORS);

the regional and site-specific setting;

project specific and cumulative impacts;

mitigation measures;

closure requirements;

conclusions and recommendations; and

conditions of certification for both construction and operation (if applicable).

ENERGY COMMISSION SITING PROCESS

The California Energy Commission has the exclusive authority to certify the
construction and operation of thermal electric power plants 50 megawatts (MW) or
larger. The Energy Commission certification is in lieu of any permit required by
state, regional, or local agencies, and federal agencies to the extent permitted by
federal law (Pub. Resources Code, section 25500). The Energy Commission must
review AFCs to assess potential environmental impacts including potential impacts
to public health and safety, potential measures to mitigate those impacts (Pub.
Resources Code, section 25519), and compliance with applicable governmental
laws or standards (Pub. Resources Code, section 25523 (d)).
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The Energy Commission’s siting regulations require staff to independently review
the AFC and assess whether the list of environmental impacts contained is
complete, and whether additional or more effective mitigation measures are
necessary, feasible and available (Cal. Code Regs., tit. 20, sections 1742 and
1742.5(a)).

In addition, staff must assess the completeness and adequacy of the health and
safety standards, and the reliability of power plant operations (Cal. Code Regs., tit.
20, section 1743(b)). Staff is required to develop a compliance plan (coordinated
with other agencies) to ensure that applicable laws, ordinances, regulations and
standards are met (Cal. Code Regs., tit. 20, section 1744(b)).

Staff conducts its environmental analysis in accordance with the requirements of the
California Environmental Quality Act (CEQA). An Environmental Impact Report
(EIR) is not required as the Energy Commission’s site certification program has
been certified by the Resources Agency (Public Resource Code, section 21080.5
and Cal. Code Regs. tit. 14, section 15251 (k)). The Energy Commission acts in the
role of the CEQA lead agency and is subject to all other portions of CEQA.

Staff prepared both a preliminary and final staff assessment. The Preliminary Staff
Assessment (PSA) included a draft assessment and conclusions, and preliminary
conditions of certification for review and comment by the applicant, intervenors,
agencies, other interested parties and members of the public. Staff used the PSA
to resolve issues between the parties and to narrow the scope of adjudicated issues
in the evidentiary hearings. During the period between publishing the PSA and the
FSA, staff conducted a series of workshops in San Jose to discuss their findings,
proposed mitigation, and proposed compliance monitoring requirements. Based on
the workshops and written comments, staff refined their analysis, corrected errors,
and finalized conditions of certification.

Staff's assessment is only one piece of evidence that will be considered by the
Committee (two commissioners who have been assigned to a specific project) in
reaching a decision on whether or not to recommend that the full Energy
Commission approve the proposed project. At the publicly-noticed evidentiary
hearings all parties will be afforded an opportunity to present evidence, cross
examine witnesses, and to rebut the testimony of other parties, thereby creating an
evidentiary hearing record on which a decision on the project can be based. The
hearing before the Committee also allows all parties to argue their positions on
disputed matters and it provides a forum for the Committee to receive comments
from the public and other governmental agencies.

Following the hearings, the Committee’s recommendation to the full Energy
Commission on whether or not to approve the proposed project will be contained in
a document entitled the Presiding Members’ Proposed Decision (PMPD). Following
publication, the PMPD is distributed in order to receive written public comments. At
the conclusion of the comment period, the Committee may prepare a revised
PMPD. A revised PMPD is required to undergo a 15-day comment period. At the
close of the comment period for the revised PMPD, the PMPD is submitted to the
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full Energy Commission for a decision. Within 30 days of the Energy Commission
decision, any party may appeal the decision to the Energy Commission.

A Compliance Monitoring Plan and General Conditions will be assembled from
conditions contained in the FSA and other evidence presented at the hearings. The
Compliance Monitoring Plan and General Conditions will be presented in the
PMPD. The Energy Commission staff's implementation of the plan ensures that a
certified facility is constructed, operated, and closed in compliance with the
conditions adopted by the Energy Commission. The proposed Compliance
Monitoring Plan and General Conditions are included in the FSA.

PUBLIC AND AGENCY COORDINATION

The Metcalf Energy Center is proposed for land not currently zoned for a power
plant. Consequently, Calpine/Bechtel has applied to the City of San Jose for a
change in the general plan, zoning designation and annexation to the City of San
Jose. For the City of San Jose to make a determination to change the general plan
and zoning, an environmental document is required. The City of San Jose has
agreed to use the Energy Commission’s FSA as their environmental document on
which to base their decision. As such, the analysis has been closely coordinated
with the City of San Jose.

Publicly noticed workshops on air quality, water resources, biological resources,
project site alternatives, and transmission system engineering were held in San
Jose prior to the completion of the PSA. Several of these workshops were jointly
sponsored by the Energy Commission staff and the City of San Jose District 2
Metcalf Energy Center Advisory Committee. These workshops were productive and
well attended by the public.

After release of the PSA on May 15, 2000, six days and four evenings of workshops
on the PSA were held in south San Jose during June. During, approximately 50
hours of workshops, the applicant, intervenors, agencies, the public, and staff
discussed the PSA and outstanding issues. Written comments on the PSA that
were received from the public and local, state, and federal agencies are specifically
addressed in the FSA.

In addition to these workshops, extensive coordination has occurred with the
numerous local, state and federal agencies that have an interest in the project.
Particularly, Energy Commission staff has worked with the City of San Jose,
California Independent System Operator (Cal-ISO), Bay Area Air Quality
Management District, California Air Resources Board, U.S. Environmental
Protection Agency, and the Regional Water Quality Control Board to identify and
resolve issues of concern. We have also coordinated the review and analysis of the
project with U.S. Fish and Wildlife Service, Department of Fish and Game, U.S.
Army Corp of Engineers, intervenors, and the interested residents of the
community.
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PROJECT DESCRIPTION

Calpine Corporation and Bechtel Enterprises, Inc., a partnership, is seeking
approval from the California Energy Commission (Energy Commission) to construct
and operate the Metcalf Energy Center (MEC), a 600 megawatt (MW), natural gas-
fired, combined cycle power plant. Note that this nominal rating is based on
preliminary design information and generating equipment manufactures’
guarantees. The project’s actual maximum generating capacity will differ from, and
likely exceed, this nominal megawatt rating.

Calpine/Bechtel estimates the capital costs of the Metcalf Energy Center to be
$300-$400 million. The applicant expects to employ a peak construction workforce
of about 400 over a two-year period and a permanent workforce of 20 for plant
operation. Construction payroll costs are estimated to be $40.8 million, while
annual operations payroll is expected to be $1 million.

If approved, construction of the MEC, from site preparation to commercial operation
is expected to take approximately 18 months. The applicant anticipates commercial
operation by the summer of 2003.

Calpine/Bechtel is developing the MEC to sell electricity in California’s electricity
market. Overall anticipated availability for the MEC is between 92 and 98 percent,
operating approximately seven days a week, 24 hours a day. The proposed project
is a merchant facility, not owned by a utility or its affiliate.

PROJECT LOCATION

As proposed by Calpine/Bechtel., the MEC site is located partially in the City of San
Jose and the County of Santa Clara (see PROJECT DESCRIPTION Figure 1).

The site lies at the southern base of Tulare Hill in northern Coyote Valley to the
west of Monterey Highway and south of the Metcalf Road intersection. The site is
bordered by Fisher Creek to the north and west and the Union Pacific Railroad
right-of-way to the east. Blanchard Road is to the south.

The applicant proposes to construct the 600-megawatt, combined cycle, power
plant on 20 acres (that lies partially in the County of Santa Clara and partially in the
City of San Jose). During the construction phase, Calpine/Bechtel also proposes a
temporary 20-acre construction lay down area adjacent to and south of the
proposed power plant site. The site is currently zoned for agricultural uses.

PROJECT DESCRIPTION AND LINEAR FACILITIES

Calpine/Bechtel’s proposed power plant design consists of two combustion turbine
generators (CTG) capable of generating a maximum of 200 MW, equipped with
steam injection power augmentation capabilities; two heat recovery steam turbine
generators (HRSG) with duct burners; a single condensing steam turbine generator
(STG) capable of generating a maximum of 235 MW; a mechanical draft (wet/dry)
plume-abated cooling tower; and a 230-kilovolt (kV) switching station. Natural gas
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is burned in the combustion turbine generators, which converts the thermal energy
into mechanical energy required to drive the compressor and electric generator.

Modern gas turbines embody the most fuel-efficient electric generating technology
available today. The “F-class” gas turbines to be employed in the MEC represent
some of the most modern and efficient such machines now available. The thermal
efficiency of the “F-class” gas turbines Calpine/Bechtel plans to use are
approximately 55-56 percent (for further discussion, refer to the Power Plant
Efficiency chapter).

Calpine/Bechtel plans to include elaborate architectural treatment (architectural
screening/facade) around the Heat Recovery Steam Generators that is intended to
make the plant consistent with the design qualities of the office structures planned
for the adjacent industrial lands and to make the plant attractive in its own right.

A 900-foot 2-lane road and railroad crossing, built to city standards, will allow
access to the site from Monterey Highway. The road will cross the Union Pacific
Railroad right-of-way at Blanchard Road. Please see the FACILITY DESIGN
section for a more detailed description. Calpine/Bechtel will construct a western
access road if and when dedicated city streets are developed for the Coyote Valley
Research Park and Calpine/Bechtel is granted the necessary rights to access this
road system.

The two combustion turbine trains will include HRSG units with 145-foot exhaust
stacks, a steam turbine generator unit and step-up transformers, and water
treatment and cooling towers. Calpine/Bechtel proposes to locate the hybrid
wet/dry cooling towers at the west end of the site and equip them with a plume
abatement system to minimize the plume.

Nitrogen Oxide (NOy) emissions from the combustion process will be controlled with
state of the art combustion technology. Selective Catalytic Reduction (SCR) will
further reduce NOy to 2.5 parts-per-million by volume dry (ppmvd) corrected to 15
percent oxygen (rolling 3-hour average) and 2.0 ppmvd (annual average) by utilizing
dry low NOx combustion technology in the CTGs and a selective catalytic reduction
(SCR) system for the HRSGs. The SCR system will use aqueous ammonia for the
reduction process.

Additional facilities proposed as part of this project include an administration
building with control room, storage tanks, parking area, water treatment building, a
switchgear building and a warehouse/maintenance shop. Calpine/Bechtel may also
install a temporary rail spur from the adjacent Union Pacific Railroad to
accommodate delivery of heavy equipment during construction.

The linear facilities (electric transmission lines, natural gas line, and water supply

lines) are described below and are depicted on the PROJECT DESCRIPTION
Figure 2 Local Setting map.
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ELECTRIC TRANSMISSION LINES

The proposed power plant is adjacent to existing PG&E transmission lines that are
connected to the Metcalf Substation. Electricity generated by MEC will be delivered
to the transmission grid via a new 230 kV transmission line approximately 200 feet
in length. The overhead transmission line will connect into PG&E’s existing 230 kV
Metcalf-Monte Vista No. 4 line which runs east-west along the northern edge of the
project boundary.

WATER SUPPLY

As described in their October 1, 1999 AFC supplement, Calpine/Bechtel proposes
to use approximately 2.9 to 5.8 million gallons a day of recycled water for cooling
purposes from the San Jose/Santa Clara Water Pollution Control Plant as part of
the South Bay Water Recycling Program. This will necessitate the construction of a
new 10.2-mile 20-inch recycled water supply line (the “SBWR Route”). The
recycled water pipeline would begin north of the power plant site and weave its way
along paved city streets, traveling primarily through residential and commercial
areas, until reaching Fisher Creek at Santa Teresa Boulevard. South of Fisher
Creek the recycled water pipeline would turn northeast, travelling through
agricultural land on its way to the MEC site.

A combined industrial wastewater and sanitary sewer line (less than a mile in
length) will be constructed along Fisher Creek to the City’s existing sanitary sewer
line that runs along Santa Teresa Boulevard. Back-up water will be supplied either
by the San Jose Municipal Water System or from wells located on site or one mile
south of the project. Domestic water supply pipelines include a 1.25-mile, 24-inch
pipeline along the western portion of the railroad right-of-way from the MEC to San
Jose MUNI Well 23 near Bailey Road and a pipeline from the MEC site to Great
Oaks Water Company’s system located in Santa Teresa Boulevard.

NATURAL GAS PIPELINE

During baseload operations, it is expected that the project will use a maximum of
99,000 MMBtus/day of natural gas. The applicant proposes to build a new 16-inch
diameter fuel gas pipeline from the MEC to PG&E'’s existing Line 300, a major
natural gas transmission line along the eastern side of US 101. The proposed gas
pipeline is sized to permit operation of the turbines and duct burners at full power.

About one-third of the gas pipeline route is within the City of San Jose and the
remainder is within unincorporated Santa Clara County. Existing land use along the
proposed gas pipeline is primarily park, vacant, and agricultural land. The route
traverses areas designated PL (Other Public Open Lands) and P (Regional Parks,
Existing) on the County Land Use Plan and Campus Industrial on the San Jose
Land Use Diagram.
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Project Description Figure 1
Regional Setting
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Project Description Figure 2
Local Setting
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Project Description Figure 3
Visual Simulation

PROJECT DESCRIPTION 20 October 10, 2000



RESPONSE TO PUBLIC AND AGENCY COMMENTS

The following is an index of Preliminary Staff Assessment comments received from
interested citizens and local governmental agencies. A few of the questions are
answered directly below but most are addressed in the applicable technical
section/chapter cross-referenced below. Responses appearing in separate
chapters are included under the heading “Response to Public and Agency
Comments”. Following the index, is a photocopy of each interested citizen and
public agency comment.

Additionally, applicant and intervenor comments have been considered by each
author and have been included in the analysis where staff believes it is appropriate.
Since the applicant and each intervenor are parties to the proceedings and will have
an opportunity to present testimony and cross-examine witnesses at the evidentiary
hearings, staff has not included a copy of the voluminous comments from
intervenors and applicant.

AGENCY COMMENTS

DEPARTMENT OF PLANNING, CITY OF SAN JOSE

SJ-1 General comments, Santa Clara County policies relevant for the linear
facilities—see Land Use

SJ-2 Land use and Economic Development—see Land Use and Socioeconomic
Resources

SJ-3 Land use development standards—see Land Use

SJ-4 Soil and Water Resources—see Soils and Water resources

SJ-5 Air Quality—see Air Quality

SJ-6 Biological Resources—see Biological Resources

SJ-7 Noise—see Noise

SJ-8 Socioeconomics—see Socioeconomic Resources

SJ-9 Visual Resources—see Visual Resources

SJ-10 Traffic and Transportation—see Traffic and Transportation

SJ-11 Hazardous Materials—see Hazardous Materials

PARKS AND RECREATION, COUNTY OF SANTA CLARA

SC-1 Visual impacts on Coyote Ranch—see Visual Resources

SC-2 Visual impacts from Fisher Creek Trail Corridor—see Visual Resources and
Land Use

SC-3 Biological impacts as a result of gas line construction—see Biological
Resources and Land Use

SC-4 Biological impacts as a result of project emissions—see Biological Resources

SANTA CLARA VALLEY CHAPTER, CALIFORNIA NATIVE PLANT
SOCIETY, LIBBY LUCAS

NPS-1 Impact to groundwater—see Soil and Water Resources
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NPS-2 Depth of groundwater table—see Soil and Water Resources

NPS-3 Loss of trees and riparian habitat—see Biological Resources

NPS-4 Serpentine soils and the checkerspot butterfly—see Biological Resources

NPS-5 Impacts to biological resources in Fisher and Coyote Creeks—see Biological
Resources

NPS-6 Noise impacts on biological resources in the riparian corridor—see Biological

Resources

NPS-7 Tulare Hill land dedication—see Biological Resources

NPS-8 Recreational trails and wildlife—see Biological Resources

NPS-9 Hazardous materials stored at the site and potential for impacts—see Water
Resources

NPS-9b Discharge or accidental release of “salty” waste recycled water into the
creeks—see Soil and Water Resources

NPS-10 Chlorine and mercury at the plant—see Hazardous Materials Management

NPS-11 Nitrogen deposition and the checkerspot buterfuly—Biological Resources

NPS-12 Increased fire danger on Coyote Ridge—see Biological Resources

PUBLIC COMMENTS (NON-INTERVNORS)

SUE SWACKHAMER

SS-1 San Francisco Regional Water Quality Control Board—see Soil and Water
Resources

SS-2 Santa Clara Valley Water District—see Soil and Water Resources

SS-3 San Jose Municipal Water System—see Soil and Water Resources

SS-4 Other proposed water pipelines—see Soil and Water Resources

SS-5 Water supply—see Soil and Water Resources

SS-6 Insure replacement—see Soil and Water Resources

SS-7 Soil and Water 1—see Soil and Water Resources

SS-8 Soil and Water 1, verification—see Soil and Water Resources

SS-9 Soil and Water 1, penalty—see Soil and Water Resources

SUZANNA WONG

SW-1 Public health—see Public Health

SW-2 Pollutant levels—see Public Health

SW-3 Cancer risk—see Public Health

SW-4 Underestimation of risks—see Public Health

SW-5 Protection of high-risk population groups—see Public Health

SW-6 RELs—see Public Health

SW-7 Diesel exhaust—see Public Health

SW-8 Power plant location—The location of a power plant is selected by the
applicant prior to submitting an Application for Certification (AFC) to the Energy
Commission. Calpine/Bechtel indicated in Metcalf Energy Center AFC that the
reasons for selecting this specific site was to provide reliability and voltage
support to the transmission system in the south San Francisco Bay area. They
plan to sell electricity in the open market (Power Exchange). The Alternatives
section of this document contains a discussion and comparison of various
alternative forms of energy.
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SW-9 Aqueous ammonia—see Hazardous Materials
SW-10 Natural gas explosion and fire—see Hazardous Material Management
SW-11Natural gas accident records—see Hazardous Material Management

JULIE WEI
JW-1 Air quality degradation—see Air Quality

MICHAEL ROSENBLATT

MR-1 Conservation measures—Conservation measures are an important ingredient
in the energy mix in California. The Energy Commission and the California
Public Utilities Commission have many programs that encourage and assist in
the funding of conservation measures. For more information on these
conservation efforts see the Energy Commission web site www.energy.ca.gov
and click on programs.

PHIL HOLDEN

PH-1 Environmental and health studies—The Energy Commission staff is charged
with the responsibility of completing an independent assessment of the potential
environmental impacts and the public health risks of the Metcalf Energy Center
as well as all proposed thermal power plants 50 megawatts and greater in
California. The studies/analysis provided by the Applicant are carefully reviewed
and analyzed by the Commission staff. These reports are not the sole basis of
our analysis but rather the starting point as we gather whatever data is necessary
to come to an independent assessment and conclusion. The Energy
Commission has more than twenty-five years of experience in which about 90
power plant proposals have been analyzed.

PH-2 Health risk for Nitrogen Dioxide—see Public Health

PH-3 Health risk for ammonia—see Public Health

PH-4 Carbon monoxide and the “smog” effect—see Air Quality

JOHN BARMETTLER
JB-1 Air quality degradation—see Air Quality

MICHAEL BALL

MB-1 Carbon Dioxide gases—see Air Quality

MB-2 Landscaping and compatibility with residential areas—There are many
examples of power plants in residential neighborhoods that are good neighbors.
However, that being said, the responsibility of the Energy Commission is to
complete and independent assessment of the power plant project, and determine
if there are potential significant impacts and whether these impacts can be
mitigated to less than significant. Visual aesthetics and landscaping, and
compatibility with nearby neighborhoods are just two aspects of the many areas
that we carefully evaluate.

KATHY NAPOLI

KN-1 Hearings and inadequate time to review PSA—AIlthough the PSA workshops
were held over a 2-week period, the public and intervenors can provide comment to
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the staff at anytime. Additionally, there will be opportunities for oral comment and
input (as well as written comment) at the evidentiary hearings that will take place in
the fall, 2000. This will provide you and the public additional time to review and
analyze the project and provide comment.

ALESIA HABEEB

AH-1 Visual resources and compatibility with the neighborhood—The Energy
Commission is responsible for completing an independent assessment of the
power plant project and for determining whether there are any potential
significant visual impacts and whether these impacts can be mitigated to less
than significant. Visual appearance, compatibility with nearby neighborhoods
and schools, public health and safety are just a few aspects of the plant that we
carefully evaluate.

AH-2 Property values—see Socioeconomic Resources

TEWFIK MOURAD

TM-1 Air quality not adequately addressed—see Air Quality
TM-2 Noise and vibration—see Noise
TM-3 Impact to streams—see Biological Resources

DAPHNE RENELLE

DR-1 Health and other impacts—The Energy Commission is responsible for
completing an independent evaluation of the power plant project (as proposed by
the applicant) and for determining whether there are potential significant impacts
and whether these impacts can be mitigated to less than significant levels.

Public health effects, compatibility with nearby neighborhoods and schools, water
quality, ground water contamination, and hazardous materials are just a few of
the aspects and potential impacts that are closely reviewed by the Energy
Commission. The Energy Commission has more than twenty years of
experience in which about 90 power plant proposals have been analyzed.
Regarding the location of the plant, the developer is responsible for selecting a
site. Once the developer selects a site and files an Application for Certification
with the Energy Commission, the Energy Commission staff will complete an
independent assessment of the project and the site. The Energy Commission
does not have the authority to require the developer to move the plant to another
location such as the next valley to the east as you suggest.

DR-2 Transmission and plant location—see response DR-1 response above
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NEED CONFORMANCE
Statement of Kerry Willis, Staff Counsel

The Metcalf Energy Center Application for Certification was accepted on November
30, 1999. Prior to January 1, 2000, the Public Resources Code prohibited the
Energy Commission from certifying a power plant unless the Commission made a
finding that the facility was found to be in conformance with the Commission’s
integrated assessment of the need for new resource additions. (Pub. Resources
Code 88§ 25523(f) and 25524(a).) The Public Resources Code directed the
Commission to do an “integrated assessment of need,” taking into account 5- and
12-year forecasts of electricity supply and demand, as well as various competing
interests, and to adopt the assessment in a biennial electricity report.

On September 28, 1999, the Governor signed Senate Bill No. 110, which became
Chapter 581, Statutes of 1999. This legislation repealed Public Resources Code
sections 25523(f) and 25524(a) and amended other provisions relating to the
assessment of need for new resources. It removed the requirement that the
Commission make a specific finding that the proposed facility is in conformance with
the adopted integrated assessment of need. Regarding need-determination,
Senate Bill 110 states:

“Before the California electricity industry was restructured the
regulated cost recovery framework for power plants justified requiring
the commission to determine the need for new generation, and site
only power plants for which need was established. Now that power
plant owners are at risk to recover their investments, it is no longer
appropriate to make this determination.”

(Pub. Resources Code, § 25009, added by Stats. 1999, ch. 581, § 1.) Senate Bill
110 took effect on January 1, 2000 (Cal. Const. Art. 4, 8 8.). As of January 1, 2000,
the Commission is no longer required to determine if a proposed project conforms
with an integrated assessment of need. As a result, an application for certification
for which the Commission adopts a final decision after January 1, 2000 is not
subject to a finding of “need-conformance.”

In this case, the Commission’s final decision will be made after January 1, 2000.

Therefore, because of SB 110, the Commission will make no finding of “need-
conformance” with respect to the proposed project.
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AIR QUALITY
Testimony of Magdy Badr

INTRODUCTION

This analysis addresses the potential air quality impacts resulting from criteria air
pollutant emissions created by the construction and operation of the Metcalf Energy
Center project. Criteria air pollutants are those for which a state or federal standard
has been established. They include nitrogen dioxide (NOZ2), sulfur dioxide (SO2),
carbon monoxide (CO), ozone (0O3) and its precursors (nitrogen oxides (NOx ) and
volatile organic compounds (VOC), and particulate matter less than 10 and 2.5
microns in diameter (PM10 and PM2.5) and their precursors: NOx, VOC, and SOx.

In carrying out its analysis, the California Energy Commission staff evaluates the
following:

whether the Metcalf Energy Center project is likely to conform with applicable
Federal, State, and Bay Area Air Quality Management District (BAAQMD) air
guality laws, regulations and standards, as required by Title 20, California Code
of Regulations, sections 1744(b) and 1744.5 (b),

whether the Metcalf Energy Center is likely to cause significant air quality
impacts, including new violations of ambient air quality standards or
contributions to existing violations of those standards, as required by Title 20,
California Code of Regulations, sections 1742(b) and 1742.5 (b), and

whether the mitigation proposed for the Metcalf Energy Center is adequate to
lessen the potential impacts to a level of less than significant, as required by
Title 20, California Code of Regulations, section 1742(b), and 1742.5(a).

LAWS, ORDINANCES, REGULATIONS AND STANDARDS

FEDERAL

The federal Clean Air Act requires any new major stationary sources of air pollution
and any major modifications to major stationary sources to obtain an air pollution
permit before commencing construction. This process is known as New Source
Review (NSR). Its requirements differ depending on the attainment status of the
area where the major facility is to be located. Prevention of Significant
Deterioration (PSD) requirements apply in areas that are in attainment of the
national ambient air quality standards. The Non-attainment area NSR requirements
apply to areas that have not been able to demonstrate compliance with national
ambient air quality standards. The entire program, including both PSD and Non-
attainment NSR permit reviews, is referred to as the federal NSR program.

Title V of the federal Clean Air Act requires states to implement and administer an
operating permit program to ensure that large sources operate in compliance with
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the requirements included in the Code of Federal Regulations 40, part 70. A Title V
permit contains all of the requirements specified in different air quality regulations
which affect an individual project.

The U.S. Environmental Protection Agency (EPA) has reviewed and approved the
Bay Area Air Quality Management District's (BAAQMD) regulations and has
delegated to the BAAQMD the implementation of the federal PSD, Non-attainment
NSR, and Title V programs. The BAAQMD implements these programs through its
own rules and regulations, which are, at a minimum, as stringent as the federal
regulations.

STATE

The California State Health and Safety Code, Section 41700, requires that "no
person shall discharge from any source whatsoever such quantities of air
contaminants or other material which causes injury, detriment, nuisance, or
annoyance to any considerable number of persons or to the public, or which
endanger the comfort, response, health, or safety of any such person or the public,
or which causes, or have a natural tendency to cause, injury or damage to business
or property."

The state's Air Resources Board (ARB) promulgates state-level ambient air quality
standards, which are, in general, more stringent than the national ambient air quality
standards. Table 5.2-2 in the Application for Certification (AFC) presents a
summary of the current national and state ambient air quality standards.

LOCAL

The proposed facility is subject to various BAAQMD rules and regulations.
Regulation 2, Rule 2 is the more relevant local air quality rule for this project. This
rule, entitled "New Source Review," applies to all new and modified stationary
sources. It defines requirements related to Best Available Control Technology
(BACT), offsets, emission calculation procedures to estimate bankable emission
reduction credits (ERCs), and requirements for the federal acid rain program.

A more complete discussion of the applicable rules and regulations can be found in
section 8.1, regulatory setting of the AFC and various air quality data responses.
An in-depth discussion how the Metcalf Energy Center will comply with all
applicable rules and regulations is provided in the BAAQMD's Final Determination
of Compliance (FDOC).

SETTING

METEOROLOGY AND CLIMATE

A presentation of the meteorological and climatological characteristics of the region
can be found in section 8.1 of the AFC. In addition, the BAAQMD has published an
excellent discussion on this subject, entitled "Climate, Physiography, and Air
Pollution Potential - Bay Area and its Subregions” (BAAQMD, 1999).
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The Metcalf Energy Center, if approved, would be located in a climatological
subregion of the Bay Area known as the Santa Clara Valley. Itis located eleven
miles southeast of downtown San Jose and approximately eight miles northwest of
the town of Morgan Hill. The project site is relatively flat bounded by Santa Teresa
Hills on the southwest and other ridges of the Coastal Range to the northeast.

The project area is characterized by prevailing winds predominantly from the
northwest which are associated with the flow of the cool marine air inland to the
warm interior during the warm part of the day and warm part of the year. These
wind directions will provide favorable conditions for the dispersion of pollutants
during the summer and fall seasons. However, during the cool parts of the year and
sometimes during parts of the day, when temperatures over the Bay are warmer
than inland, convective flow of southeasterly winds occur. These wind conditions
will inhibit dispersal of low-lying sources of pollution which can result in increased
concentrations of pollution during the winter and spring seasons. Calm conditions
occur one percent of the time. Summer temperature ranges from average mid-50s
to high 80s. In winter, the average lows are in the 40s and the average highs are in
the 50s. These data are obtained from the meteorological monitoring station in
south San Jose operated by IBM.

EXISTING AMBIENT AIR QUALITY

Both the EPA and the ARB have established National Ambient Air Quality
Standards (NAAQS) and California Ambient Air Quality Standards (CAAQS) for the
levels of all criteria pollutants which are designed to protect the most sensitive
members of the population such as children, elderly and people with lung or heart
diseases. AIR QUALITY Table 1 summarizes these standards. In general, when
these NAAQS are exceeded more than once a year for one of the criteria pollutants,
the area will be designated as nonattainment for that pollutant. For example, the
Bay Area air quality basin is classified as nonattainment for ozone. Therefore, the
BAAQMD will be obligated in their Air Quality Management Plan to require and
enforce more stringent control requirements to reduce ozone in the air basin.

AIR QUALITY Table 2 summarizes the Ambient Air Quality Monitoring data
recorded at the San Jose-4th Street monitoring station for ozone, PM10 NO2 and
CO from 1993 to 1998. The table provides the concentration of each pollutant, the
averaging time over which the concentration is measured and the number of days of
the year which the CAAQS or NAAQS is violated. In 1998 the EPA reclassified the
Bay Area as nonattainment for ozone based on violations of the federal standards
at several locations in the air basin.
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AIR QUALITY Table 1
Federal and State Ambient Air Quality Standards

Pollutant Averaging Time Federal Standard California Standard
Ozone (03) 1 Hour 0.12 ppm 0.9 ppm
8 Hour 0.08 ppm
Carbon Monoxide 8 Hour 9.0 ppm 9 ppm (10 mg/m3
(CO)
1 Hour 35 ppm (40mg/m’ 20 ppm (23 mg/m’
Nitrogen Dioxide Annual 0.053 ppm
(NO2) Average (100ng/m’®
1 Hour 0.25 ppm (470 ng/m
Sulfur Dioxide Annual 80 rrg/m3 (0.03 ppm)
(S02) Average
24 Hour 365 rrg/m3 (0.14 ppm) 0.04 ppm (105 rrg/m3
3 Hour 1300 rTg/mS)
(0.5 ppm)
1 Hour 0.25 ppm (655rrg/m3)
Suspended Annual 30 ng/m°
Particulate Matter Geometric
(PM 10) Mean
24 Hour 150 rrg/m3 50 mm®
Annual 50 mg/m*®
Arithmetic
Mean
Sulfates (S0,) 24 Hour 25 rrg/m3
30 Day 1.5mg/m3
Lead Average
Calendar 1.5mg/m3
Quarter
Hydrogen Sulfide 1 Hour 0.03 ppm (42ng/m3
(H25)
Vinyl Chloride 24 Hour 0.010 ppm(26 ny/m°)
(chloreothene)
Visibility Reducing 1 In sufficient amount to
Particulates Observation produce an extinction

co-efficient of 0.23 per
kilometer due to
particles when the
relative humidity is less
than 70 percent.
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AIR QUALITY Table 2
San Jose - 4TH St Ambient Air Quality Monitoring Data

Most
Restrictive
Pollutant 1993 1994 1995 1996 1997 1998 Ambient
Air Quality
Standard
Highest 1-hr 0.11 0.11 0.13 0.11 0.094 0.15 0.09(CAAQS)
Ozone 0.12(NAAQS)
# of days with 3 2 14 5 0 4
violations of
CAAQS
PM10 Highest 24-hr 92 92.6 59.7 76.1 78 92 150(NAAQS)
conc. (rrg/m3)
# of days with 8 7 4 2 3 3
violations of
CAAQS
Highest NA NA 21.91 22.08 23.73 22.48 | 30
annual conc. (CAAQS)
(mg/m”)
NO. Highest 1-hr 0.12 0.107 0.116 0.108 0.108 0.083 | 0.25
conc. (ppm) (CAAQS)
Highest 0.027 0.028 0.027 0.025 0.025 0.025 | 0.053
Annual conc. (CAAQS)
(mg/m”)
(6{0) Highest 1-hr 14 12 8.9 8.8 9.9 8.6 20.0
conc. (ppm) (CAAQS)
Highest 8-hr 6.88 8.75 5.84 7 6.11 6.27 9.0
conc. (ppm) (CAAQS)
SO, Highest 1-hr NA NA NA NA NA NA 0.05
conc. (ppm) (CAAQS)
Annual Avg. NA NA NA NA NA NA 0.003
(ppm)

NA: Data are Not Available.
Source: CARB. 1993-1998 “Air Quality CD-ROM”

OZONE

In the presence of the ultraviolet radiation, both NOx and VOC go through a number
of complex chemical reactions to form ozone. AIR QUALITY Table 3 summarizes
the best representative ambient air quality data collected from three different
monitoring stations close to the project site. The table shows that, generally, the
ozone formation is high in the summer time and low in the winter time. The San
Francisco air basin is classified as a nonattainment area for ozone because it
violates California Ambient Air Quality Standards (CAAQS) and recently, as
discussed above, the National Ambient Air Quality Standards (NAAQS). The table
also shows the maximum hourly concentration and the number of days above the

State standards.
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AIR QUALITY Table 3
Ozone Air Quality Summary, 1991-1996

4" Street Piedmont Street W San Carlos
Year Max. Days Month Max. Days Month Max Days Month
1-hr Above | Violations 1-hr Above Violations 1-hr Above | Violation
Avg. State occurred Avg. State occurred Avg. State | occurred
(ppm) Stand. (ppm) | Stand. (ppm) Stand.
1991 0.1 6 JI,S,0 NA NA NA 0.08 0 0
1992 0.12 3 JI,S 0.13 5 S,0 0.11 1 S
1993 0.11 3 Ju,JI,S 0.11 5 Ju,JI,Au,S | 0.13 4 Ju,JI,Au,S
1994 0.11 2 Ju,Au 0.12 3 Ju,Au,S 0.1098 |1 Au
1995 0.13 14 Ju,JI,Au 0.15 15 Ju,JI,Au,S | 0.047 0 0
1996 0.11 5 Ap,My,Ju,S | 0.12 5 My, Ju,Jl NA NA NA
0.12
1997 00.94 0 0 0.095 [1 S NA NA NA
1998 0.15 4 JI,Au,S 0.13 5 JI,Au,S NA NA NA

California Ambient Air Quality Standard: 0.09 ppm
National Ambient Air Quality Standard: 0.12 ppm

Month abbreviations: J-January, F-February, M-March, Ap-April, My-May,
Ju-June, JI-July, Au-August, S-September, O-October, N-November, D-

December
NA: Data are Not Available at ths Station.
Source: CARB. 1991-1998 “Air Quality CD-ROM”

Ozone formation is influenced significantly by year-to-year changes in atmospheric
conditions. For this reason, a long-term trend in ambient ozone levels is needed to
understand if a region is experiencing reductions in its ambient ozone
concentrations or not. As shown in AIR QUALITY Figure 1, the long-term statistics
of ozone levels in the San Francisco Bay Area region shows that this region has
made significant strides toward attainment of the previous federal ozone 1-hour
standard. However, the Bay Area is still in violation of the State and Federal ozone
standards.

The reasons for the recent violations of the federal ozone standard shown in the
AIR QUALITY Figure 1 are not known. However, one important characteristic of the
last few years is that more exceedences have been observed during weekends,
when NOx emissions are expected to go down by 30 percent, and VOC emissions
would only be reduced by 10 percent from the emission levels expected during
weekdays (SCAQMD 1997). The "weekend effect”, modeling analyses, and other
corroborative analyses suggest that the air basin may be VOC limited. That means
by limiting the VOC emission in the air basin, the formation of ozone will be lower.
The BAAQMD has conducted modeling analysis and confirmed the need of
reducing VOC emission. This means that any reductions in NOx emissions may be
counterproductive unless accompanied by reductions in VOC emissions. The
BAAQMD has developed its State Implementation Plan (SIP) in which it identified
the strategy to bring the air basin back to attainment of the national 1-hour standard
(BAAQMD Ozone Attainment Plan1999). Additional studies will be conducted in the
future to better understand the ozone problem in the Bay Area air basin and
surrounding air basins. The study results will be used to develop equitable and
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more effective air quality management strategies to reach attainment of federal air
quality standards.

AIR QUALITY Figure 1
District Ozone Design Value 1970-1998
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Each design value represents the fourth highest concentration recorded in
the air basin during the previous three years. Design values are used to
determine attainment status. Source: BAAQMD, 1998.

CARBON MONOXIDE (C0O)

As AIR QUALITY Table 2 shows that the highest one hour and eight hours
concentrations are significantly less than California Ambient Air Quality Standards.
CO emissions is a local pollutant found near the source of emission with high
concentrations. CO emissions is predominately generated as a result of the internal
combustion process. Automobiles and mobile sources are the principal source of
the CO emissions. CO emissions can also be generated from fireplaces and wood-
burning stoves. Industrial sources contribute for less than 10 percent of the ambient
CO levels in the Bay Area. There has been no violation of California Ambient Air
Quiality Standards or National Ambient Air Quality Standards since 1992 for the one
hour or the eight hour standards in the San Jose area.

The highest concentrations of CO occur when low wind speeds and a stable
atmosphere trap the pollution emitted at or near ground level in what is known as
the stable boundary layer. These conditions occur frequently in the wintertime late
in the afternoon, persist during the night and may extend one or two hours after
sunrise. Since the mobile sector (cars, trucks, busses) is the main source of CO,
we expect ambient concentrations of CO to be highly dependent on emissions from
the mobile sector. In fact, the peak CO concentrations occur during the rush hour
traffic in the morning and afternoon.

Carbon monoxide concentrations in San Jose and the rest of the state have
declined significantly due to two state-wide programs: 1) the 1992 wintertime
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oxygenated gasoline program, and 2) Phases | and Il of the reformulated gasoline
program. New vehicles with oxygen sensors and fuel injection systems have also
contributed to the decline in CO levels in the state. Today, all the counties in
California, with the sole exception of Los Angeles County, are in compliance with
the CO ambient air quality standards.

NITROGEN DIOXIDE (N02)

As AIR QUALITY Table 2 shows that the highest one hour and annual
concentrations in San Jose area are significantly less than California Ambient Air
Quality Standards. Approximately 90 percent of the NOx emitted from combustion
sources is NO, while the balance is NO2. NO is oxidized in the atmosphere to NO2
but some level of photochemical activity is needed for this conversion. This is why
the highest concentrations of NO2 occur during the fall and not in the winter when
atmospheric conditions favor the trapping of ground level releases but lack
significant photochemical activity (less sun light). In the summer the conversion
rates of NO to NO2 are high but the relatively high temperatures and windy
conditions (unstable atmospheric conditions) disperse pollutants, preventing the
accumulation of NO2 to levels approaching the 1-hour ambient air quality standard.
The following equation shows the formation of NO2 in the summer with the help of
the ozone.

NO + O3® NO2 + 02

In urban areas, ozone concentration level is typically high. That level will drop
substantially at night as the above reaction takes place between ozone and NO.
This reaction explains why, in urban areas, ozone concentrations at ground level
drop, while aloft and in rural areas (without sources of fresh NOx emissions) ozone
concentrations can remain relatively high.

PARTICULATE MATTER (Pwm)

As Table 4 indicates, the project area also annually experiences a number of
violations of the state 24-hour PM10 standard. The violations of the state 24-hour
standard occur predominately between the months of August and February, with the
highest number of violations occurring from October through February.

PM10 can be emitted directly or it can be formed many miles downwind from
emission sources when various precursor pollutants interact in the atmosphere.
Gaseous emissions of pollutants like NOx, SOx and VOC from turbines, and
ammonia from NOx control equipment can, given the right meteorological
conditions, form particulate matter known as nitrates (NO3), sulfates (SO4), and
organics. These pollutants are known as secondary particulates, because they are
not directly emitted but are formed through complex chemical reactions in the
atmosphere.
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AIR QUALITY Table 4
PM10 Air Quality Summary, 1991-1998
Maximum 24-hour Average Concentration (mg/m3)

4" Street Moorpark Piedont St. Tully Road W. San Carlos
Year Max 24-hr | Days Months Max Days Months Max Days Months Max Days Months Max Days Months
Avg. Above Violations | 24-hr Above Violations | 24-hr Above Violations 24-hr Above Violations 24-hr Above Violations
(ppm) State occurred State State occurred State State occurred State State occurred State State occurred
Standard Standard Standard Standard Standard Standard | Standard Standard | Standard
1991 153 26 J,F,OND [ 120 13 J,ON,D, NA NA NA 111 11 J,O,N,D 111 14 J,O,N,D
1992 106 13 J,Au,S,0, | 104 8 J,N,D NA NA NA 110 11 JFJLON, [ 112 9 J,Au,N,D
N,D D
1993 92 8 J,M,N,D 76 3 N,D NA NA NA 101 7 J,N,D 93 5 M,N,D
1994 92.6 7 J,F,.D 66.6 4 J,F,.D NA NA NA 90.2 7 J,F,N,D 79.5 6 J,F,.D
1995 59.7 4 F,O,N 54.5 1 [¢] 57.4 1 [¢] 48.6 0 0 45.8 0 0
1996 76.1 2 F,N 58.4 1 N 58.7 2 F,N 66.8 1 N NA NA NA
1997 78 3 60.7 3 J.D 55.3 1 J 95 3 J.D NA NA NA
1998 92 3 Ap,0,D 42.5 0 0 54.4 1 Ap 88.5 1 D NA NA NA

California Ambient Air Quality Standard: 50 ng/m°® (24-hour average)
National Ambient Air Quality Standard: 150 rrg/m3 (24-hour average)
Month abbreviations: J-January, F-February, M-March, Ap-April, My-May, Ju-June, JI-July, Au-August, S-September, O-October, N-November, D-December

NA: Data are Not Available at this Station.

Source: CARB. 1991-1998 “Air Quality CD-Rom”
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PM nitrate (mainly ammonium nitrate) is formed in the atmosphere from the reaction
of nitric acid and ammonia. Nitric acid in turn originates from NOx emissions from
combustion sources. The nitrate ion concentrations during the winter time are a
significant portion of the total PM10 and should be even a higher contributor to
particulate matter of less than 2.5 microns (PM2.5). The nitrate ion is only a portion
of the PM nitrate, which can be in the form of ammonium nitrate (ammonium plus
nitrate ions) and some as sodium nitrate.

The highest PM concentrations are measured in the winter. During wintertime high
PM episodes, the contribution of ground level releases to ambient PM
concentrations is disproportionately high. For example, wood smoke contributes
approximately 47 percent of the PM10 mass in San Jose, while the contribution at
Pittsburg may be on the order of 30 percent (Chow et al. 1995).

AcCID RAIN

The Metcalf Energy Center gas turbine units and heat recovery steam generators
will be subject to the requirements of Title IV of the federal Clean Air Act. The
requirements of the Acid Rain Program are outlined in 40 CFR Part 72. The
specifications for the type and operation of continuous emission monitors (CEMs)
for pollutants that contribute to the formation of acid rain are given in 40 CFR Part
75. District Regulation 2, Rule 7 incorporates by reference the provisions of 40
CFR Part 72. Pursuant to 40 CFR Part 72.30(b)(2)(ii), MEC must submit an Acid
Rain Permit Application to the District at least 24 months prior to the date on which
each unit commences operation. Pursuant to 40 CFR Part 72.2, "commence
operation” includes the start-up of the unit's combustion chamber.

OTHER AIR POLLUTANTS

There are also ambient air quality standards for sulfates and lead. A full description
of the measured ambient air concentrations in San Jose area is contained in section
8.1.3.5 and 8.1.3.7 of the AFC. The ambient concentrations of these pollutants are
well below their respective standards.

METCALF ENERGY CENTER ESTIMATED EMISSIONS

CONSTRUCTION PHASE

The construction phase includes the power plant and ancillary facilities (i.e.,
transmission lines, and pipelines for reclaimed water, natural gas, fire and potable
water). The construction of the proposed power plant will result in temporary
emissions for approximately 20 months. All construction scheduling is based on a
40-hour per week. The activities during the main phase of construction will include
site preparation including cleaning, grading and excavation for the foundation. After
the site preparation is completed, the construction of the foundations will follow.
Installations and assembly of mechanical equipment will begin soon after the
foundation work is completed.
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Fugitive dust will be emitted primarily during the site preparation, grading and
excavation, travelling on the unpaved surfaces and during the loading and
unloading of soil from/to the site. Criteria pollutants also will be emitted during the
construction of project from combustion emissions. These emissions are primarily
exhaust from the diesel construction equipment used in all phases of the site
preparation, exhaust from water trucks, welding equipment, workers vehicles,
delivery trucks, generators and compressors.

Table 8.1E-1 and its attachments in the AFC presents detailed construction
emission estimates for fugitive dust, PM10, NOx, CO, SOx, and VOC emissions
from vehicles. Construction emissions are unavoidable but can be mitigated to less
than significant level. It is important to understand that construction estimated
emissions are highly speculative since detailed activity data can not be forecast
accurately and the emission factors used in these estimations are known to be
worst case estimates.

COMMISSIONING AND OPERATIONAL PHASES

"Commissioning" is the technical term used to describe, in general, all the initial
operations of the power plant once it has been physically installed but is not yet in
commercial operation. Commissioning starts with the first firing of fuel in the
GT/HRSG or in the auxiliary boilers. During commissioning the control systems are
tested, the burners are tuned up, the inside and outside of tubes are cleaned up,
and the control systems are installed after determining that there are no
contaminants in the GT/HRSG that may damage the surfaces of the catalysts.
During the commissioning period, which can last for several months, the power
plant will operate without emission controls. Commissioning ends with the start of
commercial operation, which is usually signaled by the issuance of the Permit to
Operate (PTO) from the local air district.

The proposed Metcalf Energy Center is a combined cycle power plant with two new
power trains. Each power train consists of a Westinghouse 501F gas turbine rated
at 200 MW, a duct burner and a heat recovery steam generator (GT/HRSG). The
steam from the heat recovery steam generators will be fed to a steam turbine rated
at 234 MW. The actual operation of turbines will range between 70 percent to 100
percent of their maximum rated output. Supplemental firing, which is limited to 1500
hours/year, will be provided by the duct burners up to 200 MMBtu/hr to maintain
required electricity and steam production rates. The facility will also include 10-cell
mechanical cooling tower which will operate 8760 hours/year, a 600 kW emergency
generator operating at a maximum of 200 hours/year and a 300 hp Diesel fire pump
engine which will operate at a maximum of 100 hours/year. AIR QUALITY Table 5
summarizes the hourly, daily and annual air emissions associated with the
operation of the Metcalf facility and the assumptions are used to calculate the daily
and annual emissions. AIR QUALITY Table 5, there are two levels of annual
emissions. The high emission level is associated with the first year of operation
which includes the commissioning period of the facility, when the annual level is
projected to be higher. The Applicant is providing mitigation for these levels.
However, after the first year and during the rest of the life time of the facility, the
Applicant is willing to accept much lower levels of annual operating emissions as
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shown in AIR QUALITY Table 5, holding the operating assumptions of the facility
the same.

The Metcalf Energy Center will burn only natural gas, with no provisions for an
alternative backup fuel. The exclusive use of natural gas, an inherently clean fuel
compared to oil or coal, will limit the formation of VOC, PM10, and SOx emissions.
The combustion turbines will be equipped with low-NOx combustors to minimize
NOx formation. After combustion, the turbine exhaust gasses will be treated by
Selective Catalytic Reduction (SCR) systems to further reduce NOx emissions.
Continuous emissions monitoring systems (CEMs) will be required and installed to
closely monitor the project's emission levels. Calpine/Bechtel is not proposing to
use post-combustion oxidizing catalyst at this time to further control CO and VOC
emissions. AIR QUALITY Table 6 summarizes the maximum facility heat input
rates (natural gas use) in MMBtu.

AIR QUALITY Table 5
Maximum Hourly, Daily, and Annual Emissions

NO” CO VOC PM10 ek
GT1 (lb/hr) 17.97 43.84 5.0 9.0 1.2
GT2 (lb/hr) 1797 43.84 5.0 9.0 1.2
GT1 w/DB (Ib/hr) 19.21 46.8 5.4 11.0 1.28
GT2 2/DB (Ib/hr) 19.21 46.8 5.4 11.0 1.28
Cooling Tower (Ib/hr) | - - - 1.81 -
GT-S (Ib/hr) 80 838 16.0 10.0
EG (Ib/hr) 1.77 3.02 1.42 0.28 0.004
FPE (Ib/hr) 3.9 2.35 0.48 0.17 0.106
Total Facility Daily Emissions (Ib/day)*
| 1366.4 | 8,595.7 | 332.2 | 571.4 | 57.9
1% Year Total Facility Annual Emissions (Ton/year)”

| 185.6 [ 736.0 [ 49.2 [ 91.3 [ 10.6

Total Annual Emissions After The 1° Year (Ton/year)*

| 123.4 | 588 | 28 [ 91.3 [ 10.6
GT1 =the first gas turbine.
GT1 w/DB = the first gas turbine and Duct Burner.
GT-S = Start up emissions from either GT.
EG = Emegency Generator
FPE = Fire Pump Engine

a) Based on one cold start up and one hot start up, 16 hours of full load operation with Duct burner, 4
hours at full load operation without duct burners and 24 hours of cooling towers operation.

b) Based on 6844 hours pf full load operation for each turbine, 1500 hours of duct burner firing, 156
one-hour hot start-up for each turbine per year, 52 three-hour cold start-ups per each turbine per
year.

c) Same assumption as (b) without the commissioning emissions.

Source: AFC, Supplement C, dated Feb. 15, 2000.
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The following AIR QUALITY Table 6 delineates the maximum heat rate in million
Btu (MMBtu) assumptions underlying the emission calculations for the new
equipment for the Metcalf Energy Center shown in the above table.

AIR QUALITY Table 6

Maximum Hourly, Daily, and Annual Fuel Consumption

Hourly Daily Annual

(MMBLtu/hr) (MMBtu/day) (MMBtu/year)
GT1 1990.5 15,924 14,451,030
GT2 1990.5 15,924 14,451,030
GT1+DB 2124 33,984 3,186,000
GT2+DB 2124 33,984 3,186,000
Total Facility 4277 100,522 35,332,860

Source: AFC Table 8.1-15

PROJECT IMPACTS

The air quality impacts of project operation are shown in the following sections for
fumigation meteorological conditions, and during combustion turbine start-up and
steady-state operations.

FUMIGATION IMPACTS
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During the early morning hours before sunrise, the air is usually very stable. During
such stable meteorological conditions, emissions from elevated stacks rise through
this stable layer and are dispersed. When the sun first rises, the air at ground level
is heated, resulting in a vertical (both rising and sinking air) mixing of air for a few
hundred feet or so. Emissions from a stack that enter this vertically mixed layer of
air will also be vertically mixed, bringing some of those emissions down to ground
level. Later in the day, as the sun continues to heat the ground, this vertical mixing
layer becomes higher and higher, and the emissions plume becomes better
dispersed. The early morning air pollution event, called fumigation, usually lasts
approximately 30 to 90 minutes.

The applicant used the SCREEN3 model, which is an EPA approved model, for the
calculation of fumigation impacts. AIR QUALITY Table 7 shows the modeled
fumigation results and impacts on the 1-hour NO2, CO, and SO2 standards. Since
fumigation impacts will not typically occur much beyond a 1-hour period, only
impacts on these 1-hour standards are addressed. The results of the modeling
analyses show that fumigation impacts at either partial load or full load will not
violate the NO2, CO or SO2 1-hour standards.
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AIR QUALITY Table 7

CTG Fumigation Modeling Maximum 1-Hour Impacts

Pollutant Averaging Fumigation | Start-up Background | Limiting
Time Impact Impact (mgy/m?) Standard
(my/m°) (my/m°) (my/m°)
NO2 1-hour 13.0 81.4 226 470
Cco 1-hour 45.6 1942.8 11500 23000
SO2 1-hour 0.63 2.8 107 650
PM10 24-hour 3.2 - 95 50

SECONDARY POLLUTANT IMPACTS

The project's gaseous emissions, primarily NOx, SO2 and VOC, can contribute to
the formation of secondary pollutants, namely ozone and PM10, particularly
ammonium nitrate, PM10 and sulfate. There are air dispersion models that can be
used to quantify ozone impacts, but they are used for regional planning efforts
where hundreds or even thousands of sources are input into the modeling to
determine ozone impacts. There are no regulatory agency models approved for
assessing single source ozone impacts. However, because of the known
relationship of NOx and VOC emissions to ozone formation, it can be said that the
emissions of NOx and VOC from the MEC do have the potential (if left unmitigated)
to contribute in some unquantified way to higher ozone levels in the region.

Staff believes that the emissions of NOx from MEC have the potential (if left
unmitigated) to contribute, to higher secondary PM10 (particularly of ammonium
nitrate) levels in the region. Secondary formation of PM10 can be limited by
reducing the ammonia slip, by reducing NOx emissions from the project, and fully
mitigating the project's emissions liabilities. The Applicant has agreed to reduce the
ammonia slip to 50%, the NOx emissions by a 33% by installing a larger SCR that
provides the catalyst with more time and surface area to normalize NOx emission,
and fully mitigate the project liabilities from the local area (San Jose and
Mountainview area) to all emissions. With the above mitigation of reductions and
offsets, the impact on air quality of secondary emissions is less than significant.

MODELING APPROACH

Calpine/Bechtel used the SCREEN model to select the worst case turbine
configuration that would produce the highest emission impacts. The SCREEN
model, which is approved by EPA, is designed to provide conservative estimates of
emission impacts. Based on the results of the SCREEN model, Calpine/Bechtel
modeled the Westinghouse gas turbines and HRSGs configuration, including the
duct burners, using a more refined modeling analysis. This more refined modeling
analysis was done with the EPA approved Industrial Source Complex (ISC) model,
and used near-by meteorological data collected at the IBM station in 1993.

SITE REPRESENTATION

EPA defines the term "on-site data" as data that would be representative of
atmospheric dispersion conditions at the source and locations where the source
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may have a significant impact on air quality. The requirement of the meteorological
data originates in the Clean Air Act at section 165(e)(1). It necessitates an analysis
of the ambient air quality at the proposed site and in areas which may be affected
by emissions from such facility for each pollutant subject to regulation under the Act
which will be emitted from the facility. For the meteorological data to be considered
satisfactory to represent the project area depending on: a) the proximity of the
monitoring site to the project area; b) the complexity of the topography of the area;
c) the exposure of meteorological sensors; and d) the period of time during which
the data are collected.

In determining the representativeness of the IBM meteorological data set for use at
the project site, the following considerations were addressed:

Aspect ratio of terrain, which is the ratio of the height of the isolated hill to the
width of the hill at its base - The maximum height of Tulare Hill is approximately
325 feet above its base while the width of the hill at its base is 3200 feet. This is
not a large terrain feature. Localized upslope and downslope wind fields would
not be expected on such a small, isolated hill. Any larger scale
upslope/downslope flow from the larger terrain features surrounding the project
site would be identified on the IBM meteorological data set and would be
representative of the Metcalf project site.

Slope of terrain - Tulare Hill slope and its extension northwest of the project site
are not significant. The surface roughness of the hill and its extension are small,
as no objects such as trees, buildings, or steep terrain angles exist.

Ratio of terrain height to stack/plume height - The terrain height of Tulare Hill
rises approximately 315 feet above the project site elevation (stack base)
towards the west, its highest point. The terrain extends approximately 110 feet
above stack base towards the northwest. Final plume height (stack height plus
plume rise) was calculated for D stability, 5 meter/second wind speed at 656 feet
(estimated 139 foot stack height, 517 foot plume rise) above the stack base. At
this final height, terrain effects on plume dispersion would be non-existent, and
the plume would disperse in an identical manner to the dispersion conditions
monitored at the IBM site.

Correlation of terrain feature to prevailing meteorological conditions - The
orientation of Tulare Hill is identical to the orientation of all surrounding terrain
(i.e., northwest to southeast) and correlates well with the prevailing wind field in
the Santa Clara Valley. Thus, wind flow at the IBM site would be similar to that at
the project site. A small projection of the hill rises to the northwest of the project
site, but only to a height of approximately 110 feet above the site elevation. This
hill extension, like the larger terrain feature, contains no trees or obstacles that
would distort the local wind field.

As a result, Tulare Hill would have no effect on the meteorology at the project site

on either a local or regional scale. The surface roughness height and length of
Tulare Hill is expected to have very little effect on the horizontal and vertical wind
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patterns. The slope and aspect of the terrain in the vicinity of the site would not
appreciably affect the wind direction or speed. The final plume height from the

proposed project will be above the highest terrain point for most meteorological
conditions. IBM monitoring station is the closest station to the proposed site, at

approximately 3 miles northwest of the site and its data was chosen to best

represent the project site. All meteorological data reported at IBM site represents
the proposed project site taking in consideration the Tulare Hill height and the slope
of the terrain.

CONSTRUCTION IMPACTS

Calpine/Bechtel estimated the impacts of construction-related emissions using the
ISC model. AIR QUALITY Table 8 provides a summary of the maximum estimated
impacts. The modeling results indicate that the construction-related emissions
under worst conditions would cause violations of the one hour NO2 standard and 24

hour and annual PM10 standards. It is also important to note that these are

temporary impacts that would only occur during the construction phase of the
project, and they reflect the implementation of some construction related mitigation
measures which will be included in the conditions of certification proposed by
Energy Commission staff to minimize emissions.

The results of this modeling effort are shown in AIR QUALITY Table 8. They show
that the construction activities would cause a violation of the state 1-hour and
annual average NO2 standards and further exacerbate existing violations of the
state 24-hour and annual average PM10 standards. In reviewing the modeling
output files, the project's construction impacts are not occasional or isolated events,

but are over an area within a few hundred meters of the project site. These

predicted impacts are of such a high magnitude for a number of reasons.

AIR QUALITY Table 8

Maximum Estimated Construction-Related Incremental Impacts

Pollutant Averaging Incremental | Maximum Maximum State Federal Percent

Time Impacts Background | Total Limiting Limiting Of Standard
(mg/m®) (my/m®)* Impacts Standard | Standard | (%)
(mg/m’) (mg/m*) | (mg/m’)

No,” 1-hour 353 245 598 470 127.2
Annual 34 51 85 - 100 85

PM10 24-hour 157 114.4 271.4 50 150 543
Annual 28.6 25.9 54.5 30 - 181.6

CO 1-hour 616 11,500 12,116 23,000 40,000 52.7
8-hour 607 8,167 8,716 10,000 10,000 87.2

SO, 1-hour 66 107 173 650 - 26.6
24-hour 7.6 24 32 109 365 29
Annual 1.3 0 1.3 - 80 1.6

“Based on maximum daily emissions during month 15 of contruction period.
% Ozone limiting method applied to the 1-hour average using the maximum background 03 and NO2 levels in the
last three years.

Sources: AFC Table 8.1E-4 from AFC and from the FDOC.
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First, some of the sources of combustion emissions (the bulldozers and trucks) are
mobile sources, not stationary sources as input into the model. Therefore, as
mobile sources, the air quality impacts would not always be at the same locations,
so the model results are overstated. Second, it was assumed that all the equipment
identified for the modeling evaluation would be running simultaneously. Itis
doubtful that all the major equipment, 4 large bulldozers, 4 backhoes, 12 cranes and
5 large flatbed trucks would all be operating at one time, and thus the impacts are
overstated.

Finally, the emissions inputs to the model were from the highest monthly emissions
assumed during the 20 months construction period. The levels of emissions used
reflect a period of activity of approximately one year, not the entire 20 months
construction. During the other months of construction work, considerably less
emissions generating equipment will be used and thus the impacts will be lower.

As discussed in the AFC for the Metcalf Energy Project (AFC Section
8.1E.4.3), for construction modeling impacts, the one-hour NO2 impacts were
computed using the ozone limiting method and the annual NO2 impacts were
calculated using the ambient ratio method.

The analysis assumes that all the NOx emitted from the vehicles is in the form of
NO2. In reality, approximately 90 percent of NOx emissions from a combustion
source are in the form of nitrogen oxide (NO), and eventually that NO would oxidize
to NO2. However, the NO2 impact shown in the modeling analysis reflects the
possible NO2 impacts because Calpine/Bechtel took in consideration that only 10
percent of the NOx is NO2 (ozone limiting method).

In addition, the maximum fugitive dust PM10 emission levels and impacts would not
occur during the winter time, when the highest measured PM concentrations are
historically measured in the Bay Area air basin. This is due to the fact that the
ground tends to be wet during the winter because of the rains, and the relative
humidity is high, which reduces the likelihood and amount of fugitive dust formation.

The Applicant is proposing a number of mitigation measures to control the exhaust
emissions from the Diesel heavy equipment and to control fugitive dust emissions
during the construction phase of the project. The measures such as installing
sandbags to prevent silt runoff to roadways, covering all trucks hauling any loose
material, using chemical dust suppressant to control dust and other measures are
summarized in Section 8.1E.2 of the AFC. In addition to the Applicant proposed
mitigation measures, Staff is proposing conditions of certification number 48, 49, 50,
52 to ensure that all construction emissions are fully mitigate. With the
implementation of the Staff's mitigation measures and the temporary nature of these
emission, Staff concludes that the impact of the construction emissions is less than
significant.

PROJECT OPERATIONAL IMPACTS

Calpine/Bechtel has assessed the impact of the operation of the facility using EPA-
approved air quality dispersion models and guidelines without considering the
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offsets that will be provided. Staff, CARB and BAAQMD find the Calpine/Bechtel
analysis of the operational impact to be acceptable. The AFC presents the
SCREEN and the ISC modeling analyses in Appendix 8.1B and supplement C. The
impact analyses were used to determine the worst case ground level impacts of the
facility. The results show that the facility, by itself, does not violate the State or
Federal ambient air quality standards for all pollutants.

However, the PM10 impact from the facility, when added to the existing background
levels already above the State 24-hour standard, could on occasion contribute to
further violations of that standard. The applicant will mitigate the project's PM10
impact by providing emission offsets as discussed in the mitigation section below,
including specifics of the mitigation package, quantities and location of the ERC
sources, and type of mitigation. AIR QUALITY Table 9 presents a summary of the
ISC modeling results for the proposed Metcalf Energy Center. Though not required
by BAAQMD regulations, the Applicant has agreed to proposed conditions of
certification requiring it to provide offsets of regional PM10 emissions. If these
offsets are provided as proposed by staff, the operational impacts of Pm10
emissions will be less than significant. Furthermore, as discussed before, the
project will emit ozone precursors such as NOx and VOC emissions. These
emissions are mitigated not only by very stringent emission controls, but are also
offset by the purchased reduction of other regional pollution sources. With such

mitigation, the impact on ozone in the region is less than significant.

AIR QUALITY Table 9
ISC Modeling Results

Pollutant | Averagin | Facility Maximum | Maximum | State Federal Percent
g Maximum | Backgrou | Total Limiting Limiting of
Time Impact nd Impacts Standard | Standard | Standard
(mg/m’) | (rg/m) | (mg/m®) | (g/m®) | (mg/m®) | (%)
NO, 1-hour 188 245 433 470 92.1
Annual 0.67 51 51.7 - 100 51.7
CO 1-hour 650.3 11500 12150 23000 40000 53
8-hour 549 8167 8716 10000 10000 87.1
PM10 24-hour 9.3 114.4 123.7 50 150 247.4
Annual 11 25.9 27.0 30 - 90
1-hour 334 107 140.4 650 - 21.6
SO, 24-hour 0.6 24 24.6 109 365 22.6
Annual 0.06 0 0.1 - 80 0

Source: AFC Table3.1-9, Supplement C.

CUMULATIVE IMPACTS

In analyzing the cumulative potential impact, staff has identified the following
projects to be modeled with Metcalf Energy facility: a) the full build-out of the Coyote
Valley Research Park (CVRP) to around 20,000 employees, and b) the proposed
Coyote Urban Reserve development (CURD) of up to 25,000 dwellings on the 170
acres. The ISC dispersion model was used to evaluate the ambient impacts of the
three projects using the same meteorological data collected from the IBM facility
during 1993. Emissions from on site vehicles and stationary sources (IC diesel
engines used as emergency units) at CVRP, mobile emissions from CURD,
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emissions from Highway 101 vehicles, and were modeled to calculate the
cumulative impact . Summary of the results are summarized in AIR QUALITY Table
10. As the Table shows, the one hour NO2 emissions maximum impact, and the 24
hours and annual PM10 maximum impacts exceed the limiting standards. The
Table shows also that the ambient PM10 background is much higher than the
limiting standards.

AIR QUALITY Table 10
Maximum Cumulative Impacts

Pollutant Averaging Impact Background | Total Limiting Percent of

Time (ng/m®) (ngy/m?) Impact Standard Standard
(ny/m?®) (ny/m®) (%)

NO2 1-hour 277.8 245 522.8 470 111.2
Annual 25.5 51 76.5 100 76.5
1-hour 2268.9 11500 13768.9 23,000 60
8-hour 1108 8167 9275 10,000 92.75

PM10 24-hour 67.7 114.4 182.1 50 364.2
Annual 25 25.9 50.9 30 169.7

Data Response submittal April 28, 2000

As shown in Table 10, if CVRP or URD are permitted and developed as planned,
the overall cumulative impact with MEC may contribute to exceedances of the state
standards for NO2 and PM10. However, unlike CVRP and URD, the MEC project
has provided complete offsets that equal or exceed its contribution to any potential
air quality exceedance. This offset mitigation has been previously discussed in this
analysis and is set forth in the air district's FDOC. Having provided its "fair share" of
the mitigation to avoid a cumulative impact, the Commission may conclude that the
impact of MEC is "less than cumulatively considerable”, and thus not significant.
(Cal. Code Regs., tit. 14, Sec. 15130(a)(3).)

MITIGATION

APPLICANT'S PROPOSED MITIGATION

Calpine/Bechtel is proposing to mitigate the project's potential air quality impacts
using a state of the art combustion technology, installing post-combustion control
devices, and providing offsets, as required by the BAAQMD's regulations.
Calpine/Bechtel is proposing to install a gas turbine equipped with Low NOXx
combustors that can achieve low NOx concentrations. The GT/HRSG will be
equipped with SCR to control NOx to 2.5 ppm without the need for steam or water
injection. However, Calpine/Bechtel is not proposing to install a CO catalyst to
reduce CO emissions because they are proposing to meet the District's 6 ppm
BACT limit.

ADEQUACY OF PROPOSED M ITIGATION

BACT is the emission limitation applicable to individual projects that are typically
determined by the local air district with input from the California Air Resources
Board (CARB) and EPA. Recently, in both the High Desert , Sutter Power Plant
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AFC cases and EPA letter to all air quality districts dated March 24, 2000, the EPA
has clearly stated their position regarding what they consider to be BACT and
Lowest Achievable Emission Rates (LAER). The EPA believes that BACT/LAER
analyses for combined cycle gas turbine power plant projects must include
consideration of technologies such as SCONOX and XONON to achieve lower NOx
and CO limits without the use of ammonia or oxidation catalyst. Furthermore, EPA
believes that top-down analysis is required for all projects. The BAAQMD has
performed these analysis in the FDOC, dated August 21, 2000.

CONTROL OF NOX EMISSIONS

The project's NOx emissions consist primarily of nitric oxide (NO) and a small
percentage of nitrogen dioxide (NO2). Thermal NOx is the product of the oxidation
of N2 (present in the air used for combustion) at the temperatures present in the
combustion process. Some NOXx is formed from the oxidation of nitrogen present in
the fuel. Nitrogen is not present in significant quantities in natural gas, so most of
the NOx emissions from this project are due to thermal NOXx.

Combustion chamber NOx can be controlled by reducing the flame temperature in
the combustion chamber through quenching steam and dilution using water and
steam injection. Additionally, thermal NOx can be controlled with combustor
designs that premix the air and fuel and stage the combustion process (a reducing
atmosphere followed by an oxidizing atmosphere). NOx emissions from the Metcalf
Energy Center will be controlled through the use of dry low NOx combustors in the
CTGs and the use of SCR as a post-combustion emission control. The turbines will
be equipped with a number of dry low-NOx combustors to ensure optimal uniform
temperature distribution in the primary air zone. A reduction in NOx emissions is
also achieved by raising the mean air/fuel ratio. The use of dry low-NOx burners
produces emissions as low as 25 ppm when natural gas is burned before entering
the SCR.

In addition, Calpine/Bechtel's proposed SCR system will control NOx emission
levels to 2.5 ppm corrected @ 15 percent O2. SCR is a process that chemically
reduces NOx by injecting ammonia (NH3) over a catalyst in the presence of oxygen
(02). The process is termed selective because the NH3 reducing agent
preferentially reacts with NOx rather than O2 to form N2 in the presence of excess
02 at temperatures in the range of 400 to 750 oF. If the temperature is lower than
4000F, the ammonia reaction rate is low, and therefore, NH3 emissions (called
ammonia slip) will increase.

CONTROL OF CARBON MONOXIDE (CO) AND VOLATILE ORGANIC COMPOUNDS
(VOC)

Good operating and maintenance practices are the only measures proposed for this
project to limit the project's CO and reduce VOC emissions. Combustion turbines
inherently generate low CO and VOC emissions when burning natural gas.
However, while high combustion temperatures, fuel/air mixing, and the excess air
inherent in the CTG's combustion process favor complete combustion of fossil fuels.
these conditions, also lead to higher NOx emissions. Current CTG designs attempt
to balance achieving low NOx emissions (from the CTG prior to post-combustion
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controls) while keeping CO and VOC emissions low. In all power plants recently
licensed by the California Energy Commission, except for Delta Energy Center and
Moss Landing, oxidation catalysts have been proposed to control CO emission and
reduce VOC emission levels.

BAAQMD's BACT determination guidelines for VOC, copy is provided in Appendix
B, identify an "oxidation catalyst" as the "typical technology" used to minimize
emissions, with 50% reduction by weight in VOC emissions. However, no specific
emission concentration limit (e.g. ppm) is specified. Alternatively, Calpine/Bechtel
proposed to meet a 1 ppm concentration level or equivalent in mass emissions
during all scenarios of operation of the project without installing an oxidation
catalyst. The BAAQMD has agreed in the past, in Delta Energy Facility, to the 2
ppm concentration level during all scenarios of operation of the project and has
specified limitations in terms of mass emissions (Ib/hr, Ib/day, and tons per year) in
the conditions of certification. The 1 ppm concentration limit is less than what is
required by the CARB siting guidelines published in June 1999, titled "Guidance for
Power Plant Siting and Best Available Control Technology".

With respect to CO, Calpine/Bechtel is not proposing to install a CO catalyst. They
propose to meet a limit of 6 ppm over a three hour averaging time during all
operating scenarios or equivalent in mass emissions. They claim that the CO
catalyst would increase the project PM10 emissions by approximately 2 Ib/hour.
Calpine/Bechtel submitted an analysis to support their argument on May 7, 1999.
The Applicant has accepted a condition of certification that was imposed by the
District on this project to install an oxidation catalyst if the Applicant can not meet
the above limits.

CONTROL OF PM10

Natural gas fuel contains only trace quantities of noncombustible material.
Particulate emissions (PM10) will be controlled by inlet air filtering for the combined
cycle CTG and HRSG unit. In addition, Calpine/Bechtel proposes to use a cooling
tower which includes 0.0005% drift eliminator efficiency to reduce PM10 emissions
associated with its operation. This is the best control technology available for this
purpose and is therefore viewed as acceptable.

SULFUR DIOXIDE EMISSIONS CONTROL

The Metcalf Energy Center SO2 emissions will be controlled by burning only natural
gas, which typically contains only traces of sulfur. The emissions from the project's
CTGs are expected to be very small without the use of any additional post-
combustion SO2 control equipment. Since natural gas contains only 2000 grains of
sulfur per million cubic feet, the resulting SO2 emission concentrations should be
less than 4.0 ppm @15% O2.

EMISSION OFFSETS

Emission reduction credits (ERCs) can be created when existing permitted emission
sources cease operation or reduce their operation below permitted levels. The
ERCs are reviewed and approved by the local air district and recorded in their
"bank" for future use. To fully mitigate the facility's potential emission increases,
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Calpine/Bechtel plans to purchase emission reduction credits (ERCs) from the
BAAQMD ERC bank. All the provided offsets are located in San Jose and
Mountainview areas.

Offsets, in the form of ERCs, are required for NOx and VOCs in order to assure that
the project will not interfere with BAAQMD's future "attainment" of the standards for
ozone. BAAQMD will not require PM10 offsets for this project because the PM10
project emissions are less than the BAAQMD offset threshold of 100 tons per year.
However, the Commission staff is requiring mitigation (offsets) of the project
emissions of 91.3 tons per year to reduce air quality impacts to less than significant
levels. PM10 emissions for the project were originally projected on a worst-case
basis to be 98.6 tons per year, but the applicant has subsequently provided
information that this number will in fact be no more than 91.3 tons per year, as
reflected in the proposed conditions for certification. This reduced level is based on
nine pounds per hour of PM10 from the CTG when operating at full load rather than
ten pounds.

In past siting cases, some intervenors have argued that the ERCs are not actual
mitigation since the emission reductions have already occurred and, therefore,
ambient air quality can only deteriorate with the new source of emissions. However,
the BAAQMD, in its Air Quality Management Plan (AQMP), includes banked ERCs
in its planning emissions inventories for future years as actual ongoing emissions
(BAAQMD, 1997b). Therefore, the future effects of new sources due to emission
increases are already taken into account in the AQMP, including the use of ERCs
as a source of mitigation or offsets. The new source will not detract from the
BAAQMD's attainment strategy. Consequently, we believe that banked offsets in
this case constitute real mitigation of potential impacts from the proposed project in
the context of the BAAQMD's overall attainment strategy. The following AIR
QUALITY Table 11 shows the amounts of ERCs that are provided, sources of the
ERCs and ratio of mitigation.

AIR QUALITY Table 11 shows that the Applicant has secured 356 tons per year of
VOC, 46.47 tons per year of NOx and 29.21 tons per year of PM10. According to
Regulation 2-2-302 of the BAAQMD, the project's VOC liability will be mitigated at
1:1 ratio. That means the Applicant must provide 28 tons per year of offsets to a
fully mitigate the VOC liability of the project. Pursuant to Regulation 2-2-302.2 of
the BAAQMD, the MEC NOXx liability should be mitigated at a ratio of 1.15:1.0. The
MEC' NOXx liability is 185 tons per year for the first year including emissions during
the commissioning. The applicant is providing a total of 212.75 tons per year which
includes 46.47 tons/year of NOx emissions and 166.28 tons/year of VOC emissions
to fully mitigate the MEC NOx emissions.

To eliminate the potential for a significant adverse impact under CEQA, staff
recommends the Applicant fully mitigate the MEC's PM10 emissions of 91.3 tons
per year including cooling tower emissions. The Applicant is providing 29.2 tons per
year of direct PM10 emissions which leaves a balance of 61.1 tons/year. To fully
mitigate the MEC's PM10 emissions, and knowing the shortage of the PM10
emissions in the Bay Area, the Applicant has agreed to provide 124.2 tons/year of
VOC emissions to mitigate the 61.1 tons of PM10 emissions per year. According to
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CARB guidelines, PM10, VOC, SOx and NOx emissions can be used to mitigate
PM10 emissions. Staff finds that providing VOC emissions from the San Jose and
Mountainview areas to mitigate PM10 emissions at 2:1 ratio is acceptable. The
reduction of VOC emissions will reduce the formation of ozone emissions during the
summer, and further reduce the PM10 emissions during winter.

AIR QUALITY Table 11
Valid Emission Reduction Credits Proposed
By Calpine/Bechtel

BAAQMD
Company Location Certificate VOC NOy PM10
Name Number (ton/yr) (ton/yr) (ton/yr)
Folgers San Jose 413 1.31 7.7
Coffee 0
Frito Lay San Jose 426 0 6.42 7.64
Glorietta San Jose 19 0 32.24 1.54
Foods
Raisch Mountainview 507 0 6.5 12.33
Products
Quebecor San Jose 625 356 0 0
Facility
Total Available Emission Reduction Credits 356 46.47 29.21
Total Project Emissions (Project liability) 28 185 91.3
BAAQMD required ratio 1:1 1.15:1 1.1
Required Offsets 28 212.75 91.3
Mitigating PM10 using PM10 and VOC
(91.3 — 29.21) = 62.09 PM10 * 2 = 124.2 ton/yr 124.2 0 29.21
Mitigating VOC using VOC 28 0 0
Mitigating NOXx (ton/yr) 166.28 46.47 0
Total required ERC’s to fully mitigate MEC 318.48 46.47 29.21
Surplus (+) / Shortage (-) Offsets Balance +37.52 0 0

Source: Data response dated August 22, 2000
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ADDITIONAL CEQA REQUIREMENTS

In addition to the BAAQMD requirements and analysis as presented in the FDOC,
staff has required the applicant to provide the following analyses so that staff could
reach a conclusion regarding the significance of the impacts of the proposed
project:

1.

Evaluation of the construction emissions. The Applicant has provided a
complete analysis of the construction emissions of the facility including the linear
facilities. This information is available in the AFC, Appendix 8.1E-1 and April 28,
2000 submittal.

Evaluation of the construction impacts. Calpine/Bechtel has completed these
analysis which shows that during construction PM10 and NO2 standards will be
violated. Summary of the impact analysis is in AIR QUALITY Table 8.

Mitigate construction impacts to less than significant. Staff is requiring the
Applicant to comply with conditions of certification 48,49,50 and 52 to mitigate
the construction phase impacts of the project.

Cumulative impact analysis must be estimated. Calpine/Bechtel submitted the
cumulative analysis on April 28, 2000 including future projects within six miles
radius from the proposed project. Summary of the analysis is in the "Cumulative
Impacts"” section of this testimony.

Metcalf Energy Center PM10 emissions including cooling towers emissions will
be mitigated. The Applicant has provided mitigation package to fully mitigate
the MEC's PM10 emission liability of 91.3 tons per year. The package consists
of 29.2 tons per year of direct PM10 and 124.2 tons per year of VOC emissions
to mitigate 62.1 tons of PM10 emissions. See AIR QUALITY Table 11 for more
details.

Secondary formation of PM10 emissions has been evaluated. To lower the
formation of secondary PM10, Calpine/Bechtel has agreed to lower the project
NOXx liability from 185 tons per year to 123.4 tons per year, see AIR QUALITY
Table 5, and limit the ammonia slip to 118.6 tons per year instead of 237.2 tons
per year. Also, Calpine/Bechtel is providing all project offsets from the San Jose
Mountainview areas, see AIR QUALITY Table 11 for more details.

COMPLIANCE WITH LORS

FEDERAL

EPA has delegated the implementation of its Prevention of Significant Deterioration
(PSD) and Non-attainment New Source Review (NSR) requirements to the
BAAQMD. This delegation is only done for air districts that are able to demonstrate
to the satisfaction of EPA that their regulatory programs are at least as stringent as
the federal PSD and Non-attainment NSR programs. The BAAQMD will issue an
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Authority to Construct (ATC) only after this project secures a license from the
California Energy Commission, which will be based, in part, on the BAAQMD's Final
Determination of Compliance (FDOC).

The ATC will be equivalent to a federal PSD and federal Non-attainment NSR
permit. Issuance of the FDOC does not constitute a final PDS permit under 40 CFR
52.21 since EPA currently is involved in a consultation with the Fish and Wildlife
Services pursuant to Section 7 of the Endangered Species Act. The consultation
concerns the potential impacts of the Metcalf Energy Center on the federal
protected bay checkerspot butterfly and is expected to be completed in mid-
October, 2000.

In addition, the EPA has also delegated to the BAAQMD the authority to implement
the federal Clean Air Act Title V operating permit program. This operating permit is
issued only after a facility is in operation and will be included in the BAAQMD's
Permit to Operate. Therefore, compliance with the BAAQMD's rules and
regulations should result in compliance with federal requirements.

STATE

The project complies with the BAAQMD's rules and regulations as the District
interprets them and therefore, with Section 41700 of the California State Health and
Safety Code.

LOCAL

The BAAQMD issued its FDOC on August 25, 2000. Based on a review of the
FDOC, and the BAAQMD's interpretation of their rules, staff has determined that the
project will comply with applicable BAAQMD rules and regulations.

FACILITY CLOSURE

Eventually the Metcalf Energy Center will close, either as a result of the end of its
useful life, or through some unexpected situation, such as a natural disaster or
catastrophic facility breakdown. When the facility closes, all sources of air
emissions would cease and thus all impacts associated with those emissions would
no longer occur.

The Permit to Operate, issued by the BAAQMD, is required for operation of the
facility and is usually renewed on a five year schedule. However, during those five
years, the applicant must still pay permit fees annually. If the applicant chooses to
close the facility and not pay the permit fees, then the Permit to Operate would be
cancelled. In that event, the project could not restart and operate unless the
applicant pays the fees to renew the Permit to Operate.

If the Metcalf Energy Center were to decide to dismantle the project, there would
likely be fugitive dust emissions associated with this dismantling effort. The Facility
Closure Plan to be submitted to the Energy Commission Compliance Project
Manager should indicate that the applicant will comply with the applicable
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construction related permit conditions included in the Conditions of Certification,
which includes the control of fugitive dust emissions.

RESPONSE TO PUBLIC AND AGENCY COMMENTS

SJ-5: concerned that Tulare Hill is directly adjacent to the site would appear to
affect the wind speed and directions and therefore, affect the dispersion of the
pollutants.

Response: Staff spoke with Laurel Prevetti with the City of San Jose to further
understand her concern. Based on our discussion, An explanation is provided
below and more details are in Site Representation section to address the City of
San Jose's concern. The Tulare Hill has been taken into account when modeling
(using the ISC model) of the MEC was conducted. Receptors grid were placed all
around the facility to report the impact (concentration levels) from the project. The
grid was placed at 25 meter intervals along the facility's fenceline and 60 at meter
intervals for the remaining coarse of the modeling area. Because Tulare Hill terrain
extends up to 110 feet above the stack, the downwash effect was measured by the
model as well to identify the highest area of impact from the facility.

Furthermore, the City of San Jose has sent a letter to the California Energy
Commission dated September 5, 2000, stating that the Applicant has provided
insufficient data to show that the project is in compliance with the City's
performance standard. The City's performance standard states:

"No manufacturing operation shall be permitted which produces odors, fumes,
smoke, or other air-borne pollutants detectable, without instruments, at the property
lines of the subject parcel or which produces any dangerous emissions
whatsoever."

It is clear that operating the facility will result in air borne pollutants (emissions).
The levels of the emissions will be generated from firing two turbines, two IC
engines and cooling towers. Sometimes there will be smoke, and maybe odors and
fumes will be emitted from the IC engines stacks which are 15 to 20 feet high.

Staff have never, to my knowledge concluded that any gas-fired project had
potential significant odor impacts. BAAQMD has concluded, that the project will not
result in any community nuisances or annoyances (see FDOC page 24) and that it
will comply with air district rules prohibiting odor impacts beyond the property line.
Therefore, there is no conflict with local District regulation 7-302.

The two internal combusion (IC) engines that are part of the MEC project are for fire
suppression engine burns natural gas and emergency generator burns Diesel.
These two engines would not be operated under ordinary circumstances. However,
if they are needed, they are permitted to operate under the air district's permit for up
to 200 hours per year.
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The emergency generator is like any internal combusion engine, it produces air-
borne pollutants, and this may include smoke and some odor. Whether such smoke
and odor would be detectable at the project "fence-line", approximately 67 feet
away at the nearest point, without instrument measurement, is difficult or impossible
to determine.

However, IC engines used for safety backup of the type used by MEC are a
common feature of urban society. They are employed by hospitals and industrial
facilities, including computer chip manufacturers, as well as other facilities requiring
emergency generation backup. They are not infrequently located in or adjacent to
residential areas. BAAQMD states that there are no less than 2000 IC engines
permitted in the San Jose area. Based on discussion with BAAQMD, it seems that
these backup facilities do not normally result in a public nuisance as a result of
smoke or odor. In fact BAAQMD concluded in its FDOC that the project will not
result in any community nuisances or annoyances. In view of the above, Staff
believes that the project will comply with City's ordinance, and that it will not create
a public nuisance or odor impact.

JW-1 concerned that there will be an air quality degradation if the project is built in
the Coyote Valley.

Response please see the project offset section of this testimony in which the
Applicant provided full mitigation to the project emission liabilities. Summary of
these offsets is in AIR QUALITY Table 11.

JB-1 concerned that there will be an air quality degradation if the project will be built
in the Coyote valley.

Response please see the project offset section of this testimony in which the
Applicant provided full mitigation to the project emission liabilities. Summary of
these offsets is in AIR QUALITY Table 11.

MB-1 concerned that CO2 impact on ground is near zero.
Response No, the CO2 impact is much greater than zero. Please see AIR
QUALITY Tables 9 and 10.

PH-4 concerned that carbon monoxide emitted from this project is at 10 ppm and
24.3 ppm.

Response No, since the PSA and PDOC were filled, the Applicant is proposing,
except during start-up and shut-downs, a 6 ppm emission limit or equivalent in mass
emission at low load scenarios. Please refer to conditions AQ20 (c), AQ20(d),
AQ21 and AQ23 in the conditions of certification section of this FSA.
CONCLUSIONS AND RECOMMENDATIONS

Based upon the evidence of record, and assuming the implementation of the
following Conditions of Certification, including the conditions contained in the
FDOC, the Commission staff agrees with the BAAQMD's findings and concludes
that the Metcalf Energy Center will meet all applicable air quality requirements and
will not cause any significant air quality impacts.
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CONDITION OF CERTIFICATION

METCALF ENERGY CENTER

PERMIT CONDITIONS
Definitions:
Clock Hour: Any continuous 60-minute period beginning on the hour.
Calendar Day: Any continuous 24-hour period beginning at 12:00 AM or
0000 hours.
Year: Any consecutive twelve-month period of time
Heat Input: All heat inputs refer to the heat input at the higher

heating value (HHV) of the fuel, in BTU/scf.
Rolling 3-hour period: Any three-hour period that begins on the hour and does not
include start-up or shutdown periods.

Firing Hours: Period of time during which fuel is flowing to a unit,
measured in fifteen minute increments.

MM BTU: million british thermal units

Gas Turbine

Start-up Mode: The lesser of the first 180 minutes of continuous fuel flow to

the Gas Turbine after fuel flow is initiated or the period of
time from Gas Turbine fuel flow initiation until the Gas
Turbine achieves two consecutive CEM data points in
compliance with the emission concentration limits of
conditions 20(b) and 20(d).
Gas Turbine
Shutdown Mode: The lesser of the 30 minute period immediately prior
to the termination of fuel flow to the Gas Turbine or the period of time from
non-compliance with any requirement listed in Conditions 20(b) through 20(d)
until termination of fuel flow to the Gas Turbine.
Specified PAHs: The polycyclic aromatic hydrocarbons listed below shall be
considered to Specified PAHs for these permit conditions. Any emission
limits for Specified PAHSs refer to the sum of the emissions for all six of the
following compounds.
Benzo[a]anthracene
Benzolb]fluoranthene
Benzo[k]fluoranthene
Benzo[a]pyrene
Dibenzo[a,h]anthracene
Indeno[1,2,3-cd]pyrene
Corrected Concentration: The concentration of any pollutant (generally NOx,
CO, or NH3) corrected to a standard stack gas oxygen concentration. For emission
point P-1 (combined exhaust of S-1 Gas Turbine and S-2 HRSG duct burners) and
emission point P-2 (combined exhaust of S-3 Gas Turbine and S-4 HRSG duct
burners) the standard stack gas oxygen concentration is 15% O2 by volume on a
dry basis
Commissioning Activities: All testing, adjustment, tuning, and calibration
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activities recommended by the equipment
manufacturers and the MEC construction contractor
to insure safe and reliable steady state operation of
the gas turbines, heat recovery steam generators,
steam turbine, and associated electrical delivery
systems.

Commissioning Period: The Period shall commence when all mechanical,
electrical, and control systems are installed and
individual system start-up has been completed, or
when a gas turbine is first fired, whichever occurs
first. The period shall terminate when the plant has
completed performance testing, is available for
commercial operation, and has initiated sales to the
power exchange.

Precursor Organic

Compounds (POCs): Any compound of carbon, excluding methane, ethane,
carbon monoxide, carbon dioxide, carbonic acid,
metallic carbides or carbonates, and ammonium

carbonate

CEC CPM: California Energy Commission Compliance Program
Manager

MEC.: Metcalf Energy Center

CONDITIONS FOR THE COMMISSIONING PERIOD

AQ1 The owner/operator of the Metcalf Energy Center (MEC) shall minimize
emissions of carbon monoxide and nitrogen oxides from S-1 and S-3 Gas
Turbines and S-2 and S-4 Heat Recovery Steam Generators (HRSGS) to the
maximum extent possible during the commissioning period. Conditions 1
through 12 shall only apply during the commissioning period as defined
above. Unless otherwise indicated, Conditions 13 through 47 shall apply
after the commissioning period has ended.

Verification: The owner/operator shall submit a monthly compliance report to
the California Energy Commission Compliance manager (CPM). In this report the
owner/operator shall indicate how this condition is being implemented.

AQ?2 At the earliest feasible opportunity in accordance with the recommendations of
the equipment manufacturers and the construction contractor, the S-1 & S-3
Gas Turbine combustors and S-2 & S-4 Heat Recovery Steam Generator
duct burners shall be tuned to minimize the emissions of carbon monoxide
and nitrogen oxides.

Verification: In the monthly compliance report the owner/operator shall indicate
how this condition is being implemented.

AQ3 At the earliest feasible opportunity in accordance with the recommendations of
the equipment manufacturers and the construction contractor, the A-1 and A-
2 SCR Systems shall be installed, adjusted, and operated to minimize the
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emissions of carbon monoxide and nitrogen oxides from S-1 & S-3 Gas
Turbines and S-2 & S-4 Heat Recovery Steam Generators.

Verification:  Verification: In the monthly compliance report the owner/operator
shall indicate how this condition is being implemented.

AQ4 Coincident with the steady-state operation of A-1 & A-2 SCR Systems
pursuant to conditions 3, 10, 11, and 12, the Gas Turbines (S-1 & S-3) and
the HRSGs (S-2 & S-4) shall comply with the NOx and CO emission
limitations specified in conditions 20(a) through 20(d).

Verification: In the monthly compliance report the owner/operator shall indicate
how this condition is being implemented.

AQ5 The owner/operator of the MEC shall submit a plan to the District Permit
Services Division and the CEC CPM at least four weeks prior to first firing of
S-1 or S-3 Gas Turbines describing the procedures to be followed during the
commissioning of the turbines, HRSGs, and steam turbine. The plan shall
include a description of each commissioning activity, the anticipated duration
of each activity in hours, and the purpose of the activity. The activities
described shall include, but not be limited to, the tuning of the Dry-Low-NOx
combustors, the installation and operation of the required emission control
systems, the installation, calibration, and testing of the CO and NOx
continuous emission monitors, and any activities requiring the firing of the
Gas Turbines (S-1 & S-3) and HRSGs (S-2 & S-4) without abatement by their
respective SCR Systems. Neither Gas Turbine (S-1 or S-3) shall be fired
sooner than 28 days after the District receives the commissioning plan.

Verification: At least 28 days prior to first firing of the gas turbines, the Project
owner shall submit a complete commissioning plan.

AQ6 During the commissioning period, the owner/operator of the MEC shall
demonstrate compliance with conditions 8 through 10 through the use of
properly operated and maintained continuous emission monitors and data
recorders for the following parameters:

firing hours

fuel flow rates

stack gas nitrogen oxide emission concentrations,
stack gas carbon monoxide emission concentrations
stack gas oxygen concentrations.

The monitored parameters shall be recorded at least once every 15 minutes
(excluding normal calibration periods or when the monitored source is not in
operation) for the Gas Turbines (S-1 & S-3) and HRSGs (S-2 & S-4). The
owner/operator shall use District-approved methods to calculate heat input rates,
nitrogen dioxide mass emission rates, carbon monoxide mass emission rates, and
NOx and CO emission concentrations, summarized for each clock hour and each
calendar day. All records shall be retained on site for at least 5 years from the date
of entry and made available to District personnel upon request.
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Verification: In the monthly compliance report to the CPM the owner/operator
shall indicate how this condition is being implemented.

AQ7 The District-approved continuous monitors specified in condition 8 shall be
installed, calibrated, and operational prior to first firing of the Gas Turbines
(S-1 & S-3) and Heat Recovery Steam Generators (S-2 & S-4). After first
firing of the turbines, the detection range of these continuous emission
monitors shall be adjusted as necessary to accurately measure the resulting
range of CO and NOx emission concentrations. The type, specifications, and
location of these monitors shall be subject to District review and approval.

Verification: In the monthly compliance report to the CPM the owner/operator
shall indicate how this condition is being implemented.

AQ8 The total number of firing hours of S-1 Gas Turbine and S-2 Heat Recovery
Steam Generator without abatement of nitrogen oxide emissions by A-1 SCR
System shall not exceed 300 hours during the commissioning period. Such
operation of S-1 Gas Turbine and S-2 HRSG without abatement shall be
limited to discrete commissioning activities that can only be properly
executed without the SCR system in place. Upon completion of these
activities, the owner/operator shall provide written notice to the District Permit
Services and Enforcement Divisions and the unused balance of the 300 firing
hours without abatement shall expire.

Verification: In the monthly compliance report the owner/operator shall indicate
the cumulative number of firing without SCR. The owner/operator shall submit a
copy of the completion notice to the CPM.

AQ9 The total number of firing hours of S-3 Gas Turbine and S-4 Heat Recovery
Steam Generator without abatement of nitrogen oxide emissions by A-3 SCR
System shall not exceed 300 hours during the commissioning period. Such
operation of S-3 Gas Turbine and S-4 HRSG without abatement shall be
limited to discrete commissioning activities that can only be properly
executed without the SCR system in place. Upon completion of these
activities, the owner/operator shall provide written notice to the District Permit
Services and Enforcement Divisions and the unused balance of the 300 firing
hours without abatement shall expire.

Verification: In the monthly compliance report the owner/operator shall indicate
the cumulative number of firing without SCR. The owner/operator shall submit a
copy of the completion notice to the CPM.

AQ10 The total mass emissions of nitrogen oxides, carbon monoxide, precursor
organic compounds, PM10, and sulfur dioxide that are emitted by the Gas
Turbines (S-1 & S-3) and Heat Recovery Steam Generators (S-2 & S-4)
during the commissioning period shall accrue towards the consecutive
twelve-month emission limitations specified in condition 25, except that total,
cumulative NOx mass emissions from S-1, S-2, S-3, and S-4 shall not
exceed 185 tons during any consecutive twelve-month period which includes
a portion of the Commissioning Period.
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Verification: In the monthly compliance report the owner/operator shall indicate
the cumulative number of firing without SCR. The owner/operator shall submit a
copy of the completion notice to the CPM.

AQ11 Combined pollutant mass emissions from the Gas Turbines (S-1 & S-3) and
Heat Recovery Steam Generators (S-2 & S-4) shall not exceed the following
limits during the commissioning period. These emission limits shall include
emissions resulting from the start-up and shutdown of the Gas Turbines (S-1

& S-3).
NOx (as NO2) 4,805 pounds per calendar day 381.2 pounds per
hour
CO 11,498 pounds per calendar day 930 pounds per
hour
POC (as CH4) 495 pounds per calendar day
PM10 468 pounds per calendar day
S02 42 pounds per calendar day
Verification: In the monthly compliance report the owner/operator shall indicate

any violations of the above emission limits.

AQ12 Prior to the end of the Commissioning Period, the Owner/Operator shall
conduct a District and CEC approved source test using external continuous
emission monitors to determine compliance with condition 21. The source
test shall determine NOx, CO, and POC emissions during start-up and
shutdown of the gas turbines. The POC emissions shall be analyzed for
methane and ethane to account for the presence of unburned natural gas.
The source test shall include a minimum of three start-up and three
shutdown periods. Twenty working days before the execution of the source
tests, the Owner/Operator shall submit to the District and the CEC
Compliance Program Manager (CPM) a detailed source test plan designed to
satisfy the requirements of this condition. The District and the CEC CPM wiill
notify the Owner/Operator of any necessary modifications to the plan within
20 working days of receipt of the plan; otherwise, the plan shall be deemed
approved. The Owner/Operator shall incorporate the District and CEC CPM
comments into the test plan. The Owner/Operator shall notify the District and
the CEC CPM within seven (7) working days prior to the planned source
testing date. Source test results shall be submitted to the District and the
CEC CPM within 30 days of the source testing date.

Verification: Verification: Approval of the source test plan and receipt of the
source test reports is the verification of compliance with this condition.

Conditions for the Gas Turbines (S-1 & S-3) and the Heat Recovery Steam
Generators (HRSGs; S-2 & S-4)

AQ13 The Gas Turbines (S-1 and S-3) and HRSG Duct Burners (S-2 and S-4) shall
be fired exclusively on natural gas. (BACT for SO2 and PM10)
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Verification: As part of the semiannual Air Quality Reports (as required by AQ-
43), the project owner shall indicate the date, time, and duration of any violation of
this condition.

AQ14 The combined heat input rate to each power train consisting of a Gas Turbine
and its associated HRSG (S-1 & S-2 and S-3 & S-4) shall not exceed 2,124
MM BTU per hour, averaged over any rolling 3-hour period. (PSD for NOXx).

Verification: As part of the Air Quality monthly Reports, the owner/operator shall
include information on the date and time when the hourly fuel consumption
exceeded this hourly limit.

AQ15 The combined heat input rate to each power train consisting of a Gas Turbine
and its associated HRSG (S-1 & S-2 and S-3 & S-4) shall not exceed 49,908
MM BTU per calendar day. (PSD for PM10)

Verification: As part of the Air Quality monthly Reports, the owner/operator shall
include information on the date and time when the daily fuel consumption exceeded
this daily limit.

AQ16 The combined cumulative heat input rate for the Gas Turbines (S-1 & S-3)
and the HRSGs (S-2 & S-4) shall not exceed 35,274,060 MM BTU per year.
(Offsets)

Verification: As part of the Air Quality monthly Reports, the owner/operator shall
include information on the date and time when the daily fuel consumption exceeded
this daily limit.

AQ17 The HRSG duct burners (S-2 and S-4) shall not be fired unless its associated
Gas Turbine (S-1 and S-3, respectively) is in operation. (BACT for NOx)

Verification: As part of the Air Quality Reports, the owner/operator shall include
information on the date, time, and duration of any violation of this permit condition.

AQ18 S-1 Gas Turbine and S-2 HRSG shall be abated by the properly operated
and properly maintained A-1 Selective Catalytic Reduction (SCR) System
whenever fuel is combusted at those sources and the A-1 catalyst bed has
reached minimum operating temperature. (BACT for NOx)

Verification: As part of the semiannual Air Quality Reports, the owner/operator
shall provide information on any major problem in the operation of the Oxidizing
Catalyst and Selective Catalytic Reduction Systems for the Gas Turbines and
HRSGs. The information shall include, at a minimum, the date and description of
the problem and the steps taken to resolve the problem.

AQ19 S-3 Gas Turbine and S-4 HRSG shall be abated by the properly operated
and properly maintained A-2 Selective Catalytic Reduction (SCR) System
whenever fuel is combusted at those sources and the A-2 catalyst bed has
reached minimum operating temperature. (BACT for NOx)
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Verification: As part of the semiannual Air Quality Reports, the owner/operator
shall provide information on any major problem in the operation of the Oxidizing
Catalyst and Selective Catalytic Reduction Systems for the Gas Turbines and
HRSGs. The information shall include, at a minimum, the date and description of
the problem and the steps taken to resolve the problem.

AQ20 The Gas Turbines (S-1 & S-3) and HRSGs (S-2 & S-4) shall comply with
requirements (a) through (h) under all operating scenarios, including duct
burner firing mode and steam injection power augmentation mode.
Requirements (a) through (h) do not apply during a gas turbine start-up or
shutdown. (BACT, PSD, and Toxic Risk Management Policy)

€) Nitrogen oxide mass emissions (calculated as NO2) at P-1 (the
combined exhaust point for the S-1 Gas Turbine and the S-2 HRSG after
abatement by A-1 SCR System) shall not exceed 19.2 pounds per hour or
0.00904 Ib/MM BTU (HHV) of natural gas fired. Nitrogen oxide mass
emissions (calculated as NO2) at P-2 (the combined exhaust point for the S-
3 Gas Turbine and the S-4 HRSG after abatement by A-3 SCR System) shall
not exceed 19.2 pounds per hour or 0.00904 |Ib/MM BTU (HHV) of natural
gas fired. (PSD for NOx)

(b) The nitrogen oxide emission concentration at emission points P-1
and P-2 each shall not exceed 2.5 ppmv, on a dry basis, corrected to 15%
02, averaged over any 1-hour period. (BACT for NOx)

(c) Carbon monoxide mass emissions at P-1 and P-2 each shall not exceed
28.07 pounds per hour, averaged over any rolling 3-hour period. (PSD for
CO)

(d) When the heat input to a combustion turbine exceeds1700 MM BTU/hr
(HHV), the carbon monoxide emission concentration at P-1 and P-2 each
shall not exceed 6.0 ppmv, on a dry basis, corrected to 15% O2, and the
carbon monoxide mass emission rate at P-1 an P-2 each shall not exceed
0.0132 Ib/MM BTU of natural gas fired, averaged over any rolling 3-hour
period. If compliance source test results and continuous emission monitoring
data indicate that a lower CO emission concentration level can be achieved
on a consistent basis (with a suitable complaince margin) over the entire
range of turbine operating conditions, including duct firing and power steam
augmentation operations, and over the entire range of ambient conditions,
the District will reduce this limit to a level not lower than 4.0 ppmv, on a dry
basis, corrected to 15% O2. If this limit is reduced, the corresponding mass
emission rate limit specified in condition 20(c) shall also be modified to reflect
this reduction. (BACT for CO)

(e) Ammonia (NH3) emission concentrations at P-1 and P-2 each shall not
exceed 5 ppmv, on a dry basis, corrected to 15% O2, averaged over any
rolling 3-hour period. This ammonia emission concentration shall be verified
by the continuous recording of the ammonia injection rate to A-1 and A-2
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SCR Systems. The correlation between the gas turbine and HRSG heat
input rates, A-1 and A-2 SCR System ammonia injection rates, and
corresponding ammonia emission concentration at emission points P-1 and
P-2 shall be determined in accordance with permit condition 30. (TRMP for
NH3)

(f) Precursor organic compound (POC) mass emissions (as CH4) at P-1 and
P-2 each shall not exceed 2.7 pounds per hour or 0.00126 Ib/MM BTU of
natural gas fired. (BACT)

(9) Sulfur dioxide (SO2) mass emissions at P-1 and P-2 each shall not
exceed 1.28 pounds per hour or 0.0006 Ib/MM BTU of natural gas fired.
(BACT)

(h) Particulate matter (PM10) mass emissions at P-1 and P-2 each shall not
exceed 9 pounds per hour or 0.00452 Ib PM10/MM BTU of natural gas fired
when HRSG duct burners are not in operation. Particulate matter (PM10)
mass emissions at P-1 and P-2 each shall not exceed 12 pounds per hour or
0.00565 Ib PM10/MM BTU of natural gas fired when HRSG duct burners are
in operation. (BACT)

Verification: As part of the semiannual Air Quality Reports, the owner/operator
shall indicate the date, time, and duration of any violation of this Condition. The
owner/operator shall also include quantitative information on the severity of the
violation.

AQ21 The regulated air pollutant mass emission rates from each of the Gas
Turbines (S-1 and S-3) during a start-up or a shutdown shall not exceed the
limits established below. (PSD)

Start-Up Start-Up Shutdown
(Ib/start-up) (Ib/hr) (Ib/shutdown)
Oxides of Nitrogen (as NO2) 240 80 18
Carbon Monoxide (CO) 2,514 902 43.8
Precursor Organic Compounds (as CH4) 48 16 5

Verification: As part of the semiannual Air Quality Reports, the owner/operator
shall indicate the date, time, and duration of any violation of this Condition. The
owner/operator shall also include quantitative information on the severity of the
violation.

AQ22 The Gas Turbines (S-1 and S-3) shall not be in start-up mode simultaneously.
(PSD)

Verification: In the monthly compliance report the owner/operator shall indicate
any violations of this condition.

AQ23 The heat recovery steam generators (S-2 & S-4) and associated ducting shall
be designed and constructed such that an oxidation catalyst can be readily
installed and properly operated if deemed necessary by the APCO to insure
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compliance with the CO emission rate limitations of conditions 20(c) and
20(d). (BACT)

Verification: In the semiannual air quality compliance report the owner/operator
shall indicate how this condition is being implemented.

AQ24 Total combined emissions from the Gas Turbines and HRSGs (S-1, S-2, S-3,
and S-4), including emissions generated during Gas Turbine start-ups and
shutdowns shall not exceed the following limits during any calendar day:

€) 1,362.6 pounds of NOx (as NO2) per day (CEQA)
(b) 7,891.1 pounds of CO per day (PSD)
(c) 230.2 pounds of POC (as CH4) per day (CEQA)
(d) 510 pounds of PM10 per day (PSD)
(e) 57.9 pounds of SO2 per day (BACT)

Verification: Verification: As part of the semiannual Air Quality Reports, the
owner/operator shall indicate the date of any violation of this Condition including
guantitative information on the severity of the violation.

AQ25 Cumulative combined emissions from the Gas Turbines and HRSGs (S-1, S-
2, S-3, and S-4), including emissions generated from cooling towers and
during gas turbine start-ups and shutdowns shall not exceed the following
limits during any consecutive twelve-month period:

€) 123.4 tons of NOx (as NO2) per year (Offsets)
(b) 588 tons of CO per year (Cumulative Increase, PSD)
(c) 28 tons of POC (as CH4) per year (Offsets)
(d) 91.3 tons of PM10 per year (Offsets)
(e) 10.6 tons of SO2 per year (Cumulative Increase)

Verification: As part of the annual Air Quality Reports, the owner/operator shall
indicate the date of any violation of this Condition including quantitative information
on the severity of the violation.

AQ26 The maximum projected annual toxic air contaminant emissions (per
condition 29) from the Gas Turbines and HRSGs combined (S-1, S-2, S-3,
and S-4) shall not exceed the following limits:

formaldehyde 3,796 pounds per year
benzene 480 pounds of per year
Specified polycyclic aromatic 22.8 pounds of per year

hydrocarbons (PAHS)
unless the following requirement is satisfied:

The owner/operator shall perform a health risk assessment using the emission rates
determined by source test and the most current Bay Area Air Quality Management
District approved procedures and unit risk factors in effect at the time of the
analysis. This risk analysis shall be submitted to the District and the CEC CPM
within 60 days of the source test date. The owner/operator may request that the
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District and the CEC CPM revise the carcinogenic compound emission limits
specified above. If the owner/operator demonstrates to the satisfaction of the
APCO that these revised emission limits will result in a cancer risk of not more than
1.0 in one million, the District and the CEC CPM may, at their discretion, adjust the
carcinogenic compound emission limits listed above. (TRMP)

Verification: As part of the annual Air Quality Reports, the owner/operator shall
indicate the date, duration, and severity of any violations of this Condition including
guantitative information on the severity of the violation.

AQ27 The owner/operator shall demonstrate compliance with conditions 14 through
17, 20(a) through 20(d), 21, 22, 24(a), 24(b), 25(a), and 25(b) by using
properly operated and maintained continuous monitors (during all hours of
operation including equipment Start-up and Shutdown periods) for all of the
following parameters:

(a) Firing Hours and Fuel Flow Rates for each of the following sources: S-1
& S-2 combined and S-3 & S-4 combined.

(b) Oxygen (O2) Concentrations, Nitrogen Oxides (NOx) Concentrations,
and Carbon Monoxide (CO) Concentrations at each of the following
exhaust points: P-1 and P-2.

(c) Ammonia injection rate at A-1 and A-2 SCR Systems

(d) Steam injection rate at S-1 & S-3 Gas Turbine Combustors

The owner/operator shall record all of the above parameters every 15 minutes
(excluding normal calibration periods) and shall summarize all of the above
parameters for each clock hour. For each calendar day, the owner/operator shall
calculate and record the total firing hours, the average hourly fuel flow rates, and
pollutant emission concentrations.

The owner/operator shall use the parameters measured above and District-
approved calculation methods to calculate the following parameters:

(e) Heat Input Rate for each of the following sources: S-1 & S-2
combined and S-3 & S-4 combined.
® Corrected NOx concentrations, NOx mass emissions (as

NO2), corrected CO concentrations, and CO mass emissions at each
of the following exhaust points: P-1 and P-2.

For each source, source grouping, or exhaust point, the owner/operator shall record
the parameters specified in conditions 27(e) and 27(f) at least once every 15
minutes (excluding normal calibration periods). As specified below, the
owner/operator shall calculate and record the following data:

(9) (g) total Heat Input Rate for every clock hour and the average
hourly Heat Input Rate for every rolling 3-hour period.
(h) (h) on an hourly basis, the cumulative total Heat Input Rate for

each calendar day for the following: each Gas Turbine and associated
HRSG combined and all four sources (S-1, S-2, S-3, and S-4)
combined.
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0] the average NOx mass emissions (as NO2), CO mass
emissions, and corrected NOx and CO emission concentrations for
every clock hour and for every rolling 3-hour period.

()] on an hourly basis, the cumulative total NOx mass emissions
(as NO2) and the cumulative total CO mass emissions, for each
calendar day for the following: each Gas Turbine and associated
HRSG combined, and all four sources (S-1, S-2, S-3, and S-4)
combined.

(K) For each calendar day, the average hourly Heat Input Rates,
Corrected NOx emission concentrations, NOx mass emissions (as
NO2), corrected CO emission concentrations, and CO mass emissions
for each Gas Turbine and associated HRSG combined.

()] on a daily basis, the cumulative total NOx mass emissions
(as NO2) and cumulative total CO mass emissions, for the previous
consecutive twelve month period for all four sources (S-1, S-2, S-3,
and S-4) combined.

(1-520.1, 9-9-501, BACT, Offsets, NSPS, PSD, Cumulative Increase)

Verification: As part of the annual Air Quality Reports, the owner/operator shall
indicate the date of any violation of this Condition including quantitative information
on the severity of the violation.

AQ28 To demonstrate compliance with conditions 20(f), 20(g), 20(h), 21, 24(c)
through 24(e), and 25(c) through 25(e), the owner/operator shall calculate
and record on a daily basis, the Precursor Organic Compound (POC) mass
emissions, Fine Particulate Matter (PM10) mass emissions (including
condensable particulate matter), and Sulfur Dioxide (SO2) mass emissions
from each power train. The owner/operator shall use the actual Heat Input
Rates calculated pursuant to condition 27, actual Gas Turbine Start-up
Times, actual Gas Turbine Shutdown Times, and CEC and District-approved
emission factors to calculate these emissions. The calculated emissions shall
be presented as follows:

€) For each calendar day, POC, PM10, and SO2 emissions shall be
summarized for: each power train (Gas Turbine and its respective
HRSG combined) and all four sources (S-1, S-2, S-3, and S-4)
combined.

(b) on a daily basis, the cumulative total POC, PM10, and SO2 mass
emissions, for each year for all four sources (S-1, S-2, S-3, and S-
4) combined.

(Offsets, PSD, Cumulative Increase)

Verification: As part of the monthly Air Quality Reports, the owner/operator shall
indicate the date of any violation of this Condition including quantitative information
on the severity of the violation.

AQ29 To demonstrate compliance with Condition 26, the owner/operator shall
calculate and record on an annual basis the maximum projected annual
emissions of: Formaldehyde, Benzene, and Specified PAH's. Maximum
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projected annual emissions shall be calculated using the maximum Heat
Input Rate of 35,274,060 MM BTU/year and the highest emission factor
(pounds of pollutant per MM BTU of Heat Input) determined by any source
test of the S-1 & S-3 Gas Turbines and/or S-2 & S-4 Heat Recovery Steam
Generators. If the highest emission factor for a given pollutant occurs during
minimum-load turbine operation, a reduced annual heat input rate may be
utilized to calculate the maximum projected annual emissions to reflect the
reduced heat input during gas turbine start-up and minimum-load operation.
The reduced annual heat input rate shall be subject to the review and
approval of the District. .(TRMP)

Verification: As part of the annual Air Quality Reports, the owner/operator shall
indicate the date of any violation of this Condition including quantitative information
on the severity of the violation

AQ30 Within 60 days of start-up of the MEC, the owner/operator shall conduct a
District-approved source test on exhaust point P-1 or P-2 to determine the
corrected ammonia (NH3) emission concentration to determine compliance
with condition 20(e). The source test shall determine the correlation between
the heat input rates of the gas turbine and associated HRSG, A-1 or A-2
SCR System ammonia injection rate, and the corresponding NH3 emission
concentration at emission point P-1 or P-2. The source test shall be
conducted over the expected operating range of the turbine and HRSG
(including, but not limited to, minimum and 100% load) to establish the range
of ammonia injection rates necessary to achieve NOx emission reductions
while maintaining ammonia slip levels. Continuing compliance with condition
20(e) shall be demonstrated through calculations of corrected ammonia
concentrations based upon the source test correlation and continuous
records of ammonia injection rate. (TRMP)

Verification: At least 90 days before start-up, the owner/operator shall provide a
copy of the source test protocols. Approval of the source test protocols and the
source test reports shall be deemed as verification for this condition. The
owner/operator shall notify the District and the CEC CPM within seven (7) working
days before the execution of the source tests required in this condition. Source test
results shall be submitted to the District and to the CEC CPM within 30 days of the
date of the tests.

AQ31. Within 60 days of start-up of the MEC and on an annual basis thereatfter, the
owner/operator shall conduct a District-approved source test on exhaust
points P-1 and P-2 while each Gas Turbine and associated Heat Recovery
Steam Generator are operating at maximum load (including steam injection
power augmentation mode) to determine compliance with Conditions 20(a),
(b), (c), (d), (), (9), and (h), while each Gas Turbine and associated Heat
Recovery Steam Generator are operating at minimum load to determine
compliance with Conditions 20(c) and (d), and to verify the accuracy of the
continuous emission monitors required in condition 29. The owner/operator
shall test for (as a minimum): water content, stack gas flow rate, oxygen
concentration, precursor organic compound concentration and mass
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emissions, nitrogen oxide concentration and mass emissions (as NO2),
carbon monoxide concentration and mass emissions, sulfur dioxide
concentration and mass emissions, methane, ethane, and particulate matter
(PM10) emissions including condensable particulate matter. (BACT, offsets)

Verification: At least 90 days before start-up, the owner/operator shall provide a
copy of the source test protocols. Approval of the source test protocols, as required
in condition 58, and the source test reports shall be deemed as verification for this
condition. The owner/operator shall notify the District and the CEC CPM within
seven (7) working days before the execution of the source tests required in this
condition. Source test results shall be submitted to the District and to the CEC CPM
within 30 days of the date of the tests.

AQ32. The owner/operator shall obtain approval for all source test procedures from
the District's Source Test Section and the CEC CPM prior to conducting any
tests. The owner/operator shall comply with all applicable testing
requirements for continuous emission monitors as specified in Volume V of
the District's Manual of Procedures. The owner/operator shall notify the
District's Source Test Section and the CEC CPM in writing of the source test
protocols and projected test dates at least 7 days prior to the testing date(s).
As indicated above, the Owner/Operator shall measure the contribution of
condensable PM (back half) to the total PM10 emissions. However, the
Owner/Operator may propose alternative measuring techniques to measure
condensable PM such as the use of a dilution tunnel or other appropriate
method used to capture semi-volatile organic compounds. Source test
results shall be submitted to the District and the CEC CPM within 60 days of
conducting the tests. (BACT)

Verification: At least 90 days before start-up, the owner/operator shall provide a
copy of the source test protocols. Approval of the source test procedures and
receipt of source test results will be deemed as verification of this condition.

AQ33. Within 60 days of start-up of the MEC and on an biennial basis (once every
two years) thereafter, the owner/operator shall conduct a District-approved
source test on exhaust point P-1 or P-2 while the Gas Turbine and
associated Heat Recovery Steam Generator are operating at maximum
allowable operating rates to demonstrate compliance with Condition 26. The
gas turbine shall also be tested at minimum load. If three consecutive
biennial source tests demonstrate that the annual emission rates calculated
pursuant to condition 29 for any of the compounds listed below are less than
the BAAQMD Toxic Risk Management Policy trigger levels shown, then the
owner/operator may discontinue future testing for that pollutant:

Benzene ( 26.8 pounds/year

Formaldehyde < 132 poundsl/year

Specified PAH's  ( 0.18 pounds/year
(TRMP)

Verification: Verification: The owner/operator shall notify the District and the
CEC CPM at least (7) working days before the owner/operator plans to conduct
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source testing as required by this condition. Source test results shall be submitted
to the District and the CEC CPM within thirty (30) days of conducting the test.

AQ34.The owner/operator of the MEC shall submit all reports (including, but not
limited to monthly CEM reports, monitor breakdown reports, emission excess
reports, equipment breakdown reports, etc.) as required by District Rules or
Regulations and in accordance with all procedures and time limits specified
in the Rule, Regulation, Manual of Procedures, or Enforcement Division
Policies & Procedures Manual. (Regulation 2-6-502)

Verification: At least 90 days before start-up, the owner/operator shall provide a
copy of the test protocols. Submittal of the reports to the CEC CPM constitutes
verification of compliance with this condition. All reports shall be submitted to the
CEC CPM within when they are due according to District Rules and Regulations.

AQ35. The owner/operator of the MEC shall maintain all records and reports on site
for a minimum of 5 years. These records shall include but are not limited to:
continuous monitoring records (firing hours, fuel flows, emission rates,
monitor excesses, breakdowns, etc.), source test and analytical records,
natural gas sulfur content analysis results, emission calculation records,
records of plant upsets and related incidents. The owner/operator shall
make all records and reports available to District and the CEC CPM staff
upon request. (Regulation 2-6-501)

Verification: During site inspection, the owner/operator shall make all records
and reports available to the District, California Air Resources Board, and CPM.

AQ36. The owner/operator of the MEC shall notify the District and the CEC CPM of
any violations of these permit conditions. Notification shall be submitted in a
timely manner, in accordance with all applicable District Rules, Regulations,
and the Manual of Procedures. Notwithstanding the notification and
reporting requirements given in any District Rule, Regulation, or the Manual
of Procedures, the owner/operator shall submit written notification (facsimile
is acceptable) to the Enforcement Division within 96 hours of the violation of
any permit condition. (Regulation 2-1-403)

Verification: Submittal of these notifications as required by this condition is the
verification of these permit conditions. In addition, as part of the Air Quality Reports,
the owner/operator shall include information on the dates when these violations
occurred and when the owner/operator notified the District and the CEC CPM.

AQ37. The stack height of emission points P-1 and P-2 shall each be at least 145
feet above grade level at the stack base. (PSD, TRMP)

Verification: At least 45 days prior to the release to the manufacturer of the
emission stack's "approved for construction" drawings, the Owner/Operator shall
submit the drawings to the CEC CPM for review and approval.

October 10, 2000 67 AIR QUALITY



AQ38. The Owner/Operator of MEC shall provide adequate stack sampling ports
and platforms to enable the performance of source testing. The location and
configuration of the stack sampling ports shall be subject to BAAQMD review
and approval. (Regulation 1-501)

Verification: Verification: At least one hundred and twenty (120) days before
initial operation, the Owner/Operator shall submit to the BAAQMD and the CEC
CPM a plan for the installation of stack sampling ports and platforms. Within sixty
(60) days of receipt of the plant, the BAAQMD will advise the Owner/Operator and
the CEC CPM of the acceptability of the plan; otherwise the plan shall be deemed
approved.

AQ39. Within 180 days of the issuance of the Authority to Construct for the MEC,
the Owner/Operator shall contact the BAAQMD Technical Services Division
regarding requirements for the continuous emission monitors, sampling
ports, platforms, and source tests required by conditions 27, 30, 31, 33, and
47. All source testing and monitoring shall be conducted in accordance with
the BAAQMD Manual of Procedures. (Regulation 1-501)

Verification: The owner/operator shall notify the CEC CPM at least seven (7)
working days before these contacts are made.

AQA40. Prior to the issuance of the BAAQMD Authority to Construct for the Metcalf
Energy Center, the Owner/Operator shall demonstrate that valid emission
reduction credits in the amount of 212.75 tons/year of Nitrogen Oxides and
28 tons/year of Precursor Organic Compounds or equivalent (as defined by
District Regulations 2-2-302.1 and 2-2-302.2) are under their control through
enforceable contracts, option to purchase agreements, or equivalent binding
legal documents. (Offsets)

Verification: No more than 30 days after the issuance of an Authority to
Construct, the Owner/Operator shall provide a copy of the ATC to the CEC CPM for
review.

AQ41. Prior to the start of construction of the Metcalf Energy Center, the
Owner/Operator shall provide to the District valid emission reduction credit
banking certificates in the amount of 212.75 tons/year of Nitrogen Oxides
and 28 tons/year of Precursor Organic Compounds or equivalent as defined
by District Regulations 2-2-302.1 and 2-2-302.2. (Offsets, CEC)

Verification: At least 30 days prior to the start of construction, the
owner/operator must submit a copy of the required offset or emission reduction
credit (ERCs) certificates to the CEC CPM.

AQ42.Pursuant to BAAQMD Regulation 2, Rule 6, section 404.1, the
owner/operator of the MEC shall submit an application to the BAAQMD for a
major facility review permit within 12 months of the issuance of the PSD
permit for the MEC. (Regulation 2-6-404.1)
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Verification: The owner/operator shall notify the CEC CPM of the submittal of
this application. In addition, the owner/operator shall submit to the CPM a copy of
the Federal (Title V) Operating Permit within 30 days after it is issue by the District.

AQ43. Pursuant to 40 CFR Part 72.30(b)(2)(ii) of the Federal Acid Rain Program,
the owner/operator of the Metcalf Energy Center shall submit an application
for a Title IV operating permit to the BAAQMD. Operation of any of the gas
turbines (S-1 & S-3) or HRSGs (S-2 & S-4) without a Title IV operating permit
may not occur sooner than 24 months after the application is received by the
BAAQMD. (Regulation 2, Rule 7)

Verification: At least 24 months before the initial operation, the owner/operator
shall submit to the CEC CPM a copy of the application for the Title IV operating
permit.

AQ44.The Metcalf Energy Center shall comply with the continuous emission
monitoring requirements of 40 CFR Part 75. (Regulation 2, Rule 7)

Verification: At least 60 days before the initial operation, the owner/operator
shall submit to the CEC CPM a plan on how the measurements and recordings
required by this condition will be performed. Submittal of the reports will also
provide verification of compliance with this condition.

AQA45. The owner/operator shall take monthly samples of the natural gas combusted
at the MEC. The samples shall be analyzed for sulfur content using District-
approved laboratory methods. The sulfur content test results shall be
retained on site for a minimum of five years from the test date and shall be
utilized to satisfy the requirements of 40 CFR Part 60, subpart GG.
(cumulative increase)

Verification: The owner/operator shall maintain on site the records of all the
guarantees received from its natural gas suppliers indicating that the fuel delivered
to DEC complies with the 40 CFR Part 60, Subpart GG. These records shall be
made available to the District or the CEC CPM upon request during on-site
compliance inspections.

AQ46. The cooling towers shall be properly installed and maintained to minimize
drift losses. The cooling towers shall be equipped with high-efficiency mist
eliminators with a maximum guaranteed drift rate of 0.0005%. The maximum
total dissolved solids (TDS) measured at the base of the cooling towers or at
the point of return to the wastewater facility shall not be higher than 5,438
ppmv (mg/l). The owner/operator shall sample the water at least once per
day. (PSD)

Verification: At least 30 days prior to installation, the owner/operator shall
submit to the CEC CPM a performance guarantee letter from the cooling tower
manufacturer. As part of the compliance record, the owner/operator shall keep
records on-site on the TSC content of water in the cooling tower.
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AQ47.The owner/operator shall perform a visual inspection of the cooling tower drift
eliminators at least once per calendar year, and repair or replace any drift
eliminator components which are broken or missing. Prior to the initial
operation of the Metcalf Energy Center, the owner/operator shall have the
cooling tower vendor's field representative inspect the cooling tower drift
eliminators and certify that the installation was performed in a satisfactory
manner. Within 60 days of the initial operation of the cooling tower, the
owner/operator shall perform an initial performance source test to determine
the PM10 emission rate from the cooling tower to verify compliance with the
vendor-guaranteed drift rate specified in condition 46. The CPM may, in
years 5 and 15 of cooling tower operation, require the owner/operator to
perform source tests to verify continued compliance with the vendor-
guaranteed drift rate specified in condition 46. (PSD)

Verification: As part of the monthly Air Quality Reports, the owner/operator shall
indicate the date of any violation of this Condition including quantitative information
on the severity of the violation.

For the purposes of the following conditions, the following definitions apply:

(1) ACTIVE OPERATIONS shall mean any activity capable of generating fugitive
dust, including, but not limited to, earth-moving activities, construction/demolition
activities, or heavy- and light-duty vehicular movement.

(2) CHEMICAL STABILIZERS mean any non-toxic chemical dust suppressant
which must not be used if prohibited for use by the Regional Water Quality Control
Boards, the California Air Resources Board, the U.S. Environmental Protection
Agency (U.S. EPA), or any applicable law, rule or regulation; and should meet any
specifications, criteria, or tests required by any federal, state, or local water agency.
Unless otherwise indicated, the use of a non-toxic chemical stabilizer shall be of
sufficient concentration and application frequency to maintain a stabilized surface.

(3) CONSTRUCTION / DEMOLITION ACTIVITIES are any on-site mechanical
activities preparatory to or related to the building, alteration, rehabilitation,
demolition or improvement of property, including, but not limited to the following
activities; grading, excavation, loading, crushing, cutting, planing, shaping or ground
breaking.

(4) DISTURBED SURFACE AREA means a portion of the earth's surface which has
been physically moved, uncovered, destabilized, or otherwise modified from its
undisturbed natural soil condition, thereby increasing the potential for emission of
fugitive dust.

(5) DUST SUPPRESSANTS are water, hygroscopic materials, or non-toxic
chemical stabilizers used as a treatment material to reduce fugitive dust emissions.

(6) EARTH-MOVING ACTIVITIES shall include, but not be limited to, grading, earth
cutting and filling operations, loading or unloading of dirt or bulk materials, adding to
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or removing from open storage piles of bulk materials, landfill operations, or soil
mulching.

(7) FUGITIVE DUST means any solid particulate matter that becomes airborne,
other than that emitted from an exhaust stack, directly or indirectly as a result of the
activities of man.

(8) INACTIVE DISTURBED SURFACE AREA means any disturbed surface area
upon which active operations have not occurred or are not expected to occur for a
period of ten consecutive days.

(9) STABILIZED SURFACE means:

(A) any disturbed surface area or open storage pile which is resistant to wind-driven
fugitive dust;

(B) any unpaved road surface in which any fugitive dust plume emanating from
vehicular traffic does not exceed 20 percent opacity.

(10) VISIBLE ROADWAY DUST means any sand, soil, dirt, or other solid particulate
matter which is visible upon paved road surfaces and which can be removed by a
vacuum sweeper or a broom sweeper under normal operating conditions.

AQA48. The project owner shall implement a CEC CPM approved fugitive Dust
Control Plan during the construction phase of the project.

The plan shall include the following:

1. A description of each of the active operation(s) which may result in the
generation of fugitive dust;

2. an identification of all sources of fugitive dust (e.g., earth-moving, storage
piles, vehicular traffic, etc.

3. A description of the Best Available Fugitive Dust Control Measures (see
Table 1 attached) to be applied to each of the sources of dust emissions
identified above (including those required in AQ-2 below). The description
must be sufficiently detailed to demonstrate that the applicable best
available control measure(s) will be utilized and/or installed during all
periods of active operations;

4. In the event that there are special technical (e.g., non-economic)
circumstances, including safety, which prevent the use of at least one of
the required control measures for any of the sources identified, a
justification statement must be provided to explain the reason(s) why the
required control measures cannot be implemented.

Verification: Not later than sixty (60) days prior to the commencement of
construction, the project owner shall submit the plan to the CEC CPM for review
and approval. The project owner shall maintain daily records to document the
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specific actions taken pursuant to the plan. A summary of the monthly activities
shall be submitted to the CPM via the Monthly Compliance Report.

AQA49. During the construction phase of the project, the project owner shall:

1.

Prevent or remove within one hour the track-out of bulk material onto
public paved roadways as a result of their operations, or take at least one
of the actions listed in Table 2 (attached) to prevent the track-out of bulk
material onto public paved roadways as a result of their operations and
remove such material at anytime track-out extends for a cumulative
distance of greater than 50 feet on to any paved public road during active
operations;

. Install and use a track-out control device to prevent the track-out of bulk

material from areas containing soils requiring corrective action (as
currently identified in drawing no. 5-1 of the addendum dated February 12,
1999 to the Corrective Measures Study performed by the Mark Group for
USS-POSCO Industries) to other areas within the project construction site
and lay-down area;

. Minimize fugitive particulate emissions from vehicular traffic on paved

roads and paved parking lots on the construction site by vacuum
mechanical sweeping or water flushing of the road surface to remove
buildup of loose material. The project owner shall inspect on a daily basis
the conditions of the paved roads and parking lots to determine the need
for mechanical sweeping or water flushing.

Verification: The project owner shall maintain a daily log during the construction
phase of the project indicating: 1) the manner in which compliance with AQ-2 is
achieved and 2) the date and time when the inspection of paved roads and parking
lots occurs and the date and time(s) when the cleaning operation occurs. The logs
shall be made available to the CEC CPM upon request.

AQ50 At any time when fugitive dust from Metcalf Energy Center project
construction is visible in the atmosphere beyond the property line, the project
owner will identify the source of the fugitive dust and implement one or more
of the appropriate control measures specified in Table 3 (attached)

Verification: The project owner will maintain a daily log recording the dates and
times that measures in Table 3 (attached) have been implemented and make them
available to the CEC CPM upon request.
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TABLE 1
BEST AVAILABLE FUGITIVE DUST CONTROL MEASURES

FUGITIVE DUST SOURCE|CONTROL ACTIONS
CATEGORY

Earth-moving (except [Maintain soil moisture content at a minimum of 12
construction cutting and |percent, as determined by ASTM method D-2216, or
filling areas, and mining |other equivalent method approved by the CEC CPM.
operations) Two soil moisture evaluations must be conducted
during the first three hours of active operations during a
calendar day, and two such evaluations each
subsequent four-hour period of active operations; OR
For any earth-moving which is more than 100 feet from
all property lines, conduct watering as necessary to
prevent visible dust emissions from exceeding 100 feet
in length in any direction.

Earth-moving: IMaintain soil moisture content at a minimum of 12
Construction fill areas:  |percent, as determined by ASTM method D-2216, or
other equivalent method approved by the CEC CPM.
For areas which have an optimum moisture content for
compaction of less than 12 percent, as determined by
ASTM Method 1557 or other equivalent method
approved by the CEC CPM, complete the compaction
process as expeditiously as possible after achieving at
least 70 percent of the optimum soil moisture content.
Two soil moisture evaluations must be conducted
during the first three hours of active operations during a
calendar day, and two such evaluations during each
subsequent four-hour period of active operations.
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TABLE 1 (Continued)
[FUGITIVE DUST CONTROL ACTIONS

SOURCE
CATEGORY

iEarth-moving: Conduct watering as necessary to prevent visible emissions
Construction cut  [from extending more than 100 feet beyond the active cut or
areas and mining mining area unless the area is inaccessible to watering

operations: vehicles due to slope conditions or other safety factors.
[Disturbed surface  |Apply dust suppression in sufficient quantity and frequency to
areas (except maintain a stabilized surface. Any areas which cannot be
completed grading |[stabilized, as evidenced by wind driven fugitive dust must
areas) have an application of water at least twice per day to at least

80 percent of the unstabilized area.

|Disturbed surface  |Apply chemical stabilizers within five working days of grading
areas: Completed |completion; OR
grading areas

Take actions (3a) or (3c) specified for inactive disturbed
surface areas.

|Inactive disturbed  |Apply water to at least 80 percent of all inactive disturbed
surface areas surface areas on a daily basis when there is evidence of wind
driven fugitive dust, excluding any areas which are
inaccessible to watering vehicles due to excessive slope or
other safety conditions; OR

Apply dust suppressants in sufficient quantity and frequency
to maintain a stabilized surface; OR

|[Establish a vegetative ground cover within 21 days after
active operations have ceased. Ground cover must be of
sufficient density to expose less than 30 percent of
unstabilized ground within 90 days of planting, and at all
times thereafter; OR

Utilize any combination of control actions (3a), (3b), and (3c)
such that, in total, these actions apply to all inactive disturbed
surface areas.
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TABLE 1 (Continued)

FUGITIVE DUST|ICONTROL ACTIONS
SOURCE
CATEGORY

Unpaved Roads |Water all roads used for any vehicular traffic at least once per every

ftwo hours of active operations; OR

\Water all roads used for any vehicular traffic once daily and restrict
\vehicle speeds to 15 miles per hour; OR

Apply a chemical stabilizer to all unpaved road surfaces in sufficient
quantity and frequency to maintain a stabilized surface.

Open storage |Apply chemical stabilizers; OR
piles

Apply water to at least 80 percent of the surface area of all open
storage piles on a daily basis when there is evidence of wind driven
fugitive dust; OR

Install temporary coverings; OR

Install a three-sided enclosure with walls with no more than 50 percent
porosity which extend, at a minimum, to the top of the pile.

All Categories |Any other control measures approved by the CEC CPM as equivalent

fto the methods specified in Table 1 may be used.

TABLE 2
TRACK-OUT CONTROL OPTIONS

(1) [Pave or apply chemical stabilization at sufficient concentration and frequency to
maintain a stabilized surface starting from the point of intersection with the
public paved surface, and extending for a centerline distance of at least 100 feet
and a width of at least 20 feet.

(2) |[Pave from the point of intersection with the public paved road surface, and

extending for a centerline distance of at least 25 feet and a width of at least 20
feet, and install a track-out control device immediately adjacent to the paved
surface such that exiting vehicles do not travel on any unpaved road surface
after passing through the track-out control device.

3)

Any other control measures approved by the CEC CPM as equivalent to the

methods specified in Table 2 may be used.
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TABLE 3

CONTROL MEASURES FOR WIND CONDITIONS EXCEEDING 25 MPH

[FUGITIVE DUST
SOURCE
CATEGORY

CONTROL MEASURES

|Earth-moving

Cease all active operations; OR

Apply water to soil not more than 15 minutes prior to moving such soil.

IDisturbed
surface areas

On the last day of active operations prior to a weekend, holiday, or any
other period when active operations will not occur for not more than
four consecutive days: apply water with a mixture of chemical
stabilizer diluted to not less than 1/20 of the concentration required to
maintain a stabilized surface for a period of six months; OR

Apply chemical stabilizers prior to wind event; OR

Apply water to all unstabilized disturbed areas 3 times per day. If there
is any evidence of wind driven fugitive dust, watering frequency is
increased to a minimum of four times per day; OR

Take the actions specified in Table 1, Item (3c); OR

Utilize any combination of control actions (1B), (2B), and (3B) such
that, in total, these actions apply to all disturbed surface areas.

Unpaved roads

IApply chemical stabilizers prior to wind event; OR

Apply water twice [once] per hour during active operation; OR

Stop all vehicular traffic.

Open storage
piles

Apply water twice [once] per hour; OR

Install temporary coverings.

|Paved road
track-out

Cover all haul vehicles; OR

Comply with the vehicle freeboard requirements of Section 23114 of
[the California Vehicle Code for both public and private roads.

All Categories

Any other control measures approved by the Executive Officer and the
|U.S. EPA as equivalent to the methods specified in Table 3 may be
used.

AQ51. To fully mitigate PM10 emissions and prior to the start of construction, the
Metcalf Energy Center owner/operator must surrender to the Bay Area Air
Quality Management District valid ERC certificates for PM10 for the amount
of 29.21 tons per year and for VOC for the amount of 124.2 tons per year
from the following sources :
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Folgers Coffee in San Jose (Certificate # 413) for the amount of 7.7 tons/year of
PM10 emissions;

Frito Lay in San Jose (Certificate # 426) for the amount of 7.64 tons/year of PM10
emissions;

Glorietta Food in San Jose (Certificate # 19) for the amount of 1.54 tons/year of
PM10 emissions;

Raisch Products in Mountainview (Certificate # 507) for the amount of 12.33
tons/year of PM10 emissions;

Quebecor Facility in San Jose (Certificate # 625) for the amount of 124.2 tons/year
of VOC emissions.

This portion of required PM10 ERCs and VOC ERCs and offsets are to be provided
in addition to the requirements of condition 41.

Verification: At least 30 days prior to the start of construction, the project owner
must submit a copy of the required ERC certificates to the CPM and the District.

AQ52. The project owner shall ensure that all heavy earthmoving equipment
including, but not limited to, bulldozers, backhoes, compactors, loaders,
motor graders and trenchers, and cranes, dump trucks and other heavy duty
construction related trucks, have been properly maintained and the engines
tuned to the engine manufacturer's specifications. The project owner shall
also install oxidizing soot filters on all suitable construction equipment used
either on the power plant construction site or associated linear construction
sites. Suitability is to be determined by an independent California Licensed
Mechanical Engineer who will stamp and submit for approval an initial and all
subsequent Suitability Reports as necessary containing at a minimum the
following:

Initial Suitability Report:

- The initial suitability report shall be submitted to the CPM for approval 60 days
prior to breaking ground on the project site.
A list of all fuel burning, construction related equipment used,
a determination of the suitability of each piece of equipment to work
appropriately with an oxidizing soot filter,
if a piece of equipment is determined to be suitable, a statement by the
independent California Licensed Mechanical Engineer that the oxidizing soot
filter has been installed and is functioning properly, and
if a piece of equipment is determined to be unsuitable, an explanation by the
independent California Licensed Mechanical Engineer as to the cause of this
determination.

Subsequent Suitability Reports:

If a piece of construction related equipment is subsequently determined to be
unsuitable for an oxidizing soot filter after such installation has occurred, the
filter may be removed immediately. However notification must be sent to the
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CPM for approval containing an explanation for the change in suitability within
10 days.

Changes in suitability are restricted to three explanations which must be
identified in any subsequent suitability report.

The oxidizing soot filter is reducing normal availability of the construction
equipment due to increased downtime, and/or power output due to increased
back pressure by 20% or more.

The oxidizing soot filter is causing or reasonably expected to cause significant
damage to the construction equipment engine.

The oxidizing soot filter is causing or reasonably expected to cause a significant
risk to nearby workers or the public.

Verification: The project owner shall submit to the CPM, via the Monthly
Compliance Report, documentation, which demonstrates that the contractor's heavy
earthmoving equipment is properly maintained and the engines are tuned to the
manufacturer's specifications. The project owner shall maintain all records on the
site for six months following the start of commercial operation. The project owner
will submit to the CPM for approval, the initial suitability report stamped by an
independent California Licensed Mechanical Engineer, 60 days prior to breaking
ground on the project site. The project owner will submit to the CPM for approval,
subsequent suitability reports as required, stamped by an independent California
Licensed Mechanical Engineer no later than 10 working day following a change in
the suitability status of any construction equipment.

AQ53. The heat input to the fire pump diesel engine resulting from maintenance and
testing activities shall not exceed 211 MM BTU totaled over any consecutive
twelve month period. (TRMP)

Verification: As part of the monthly Air Quality Reports, the owner/operator shall
indicate the date of any violation of this Condition including quantitative information
on the severity of the violation.

AQ54. The total hours of operation of the emergency generator shall not exceed
200 hours per calendar year, plus an additional 100 hours per calendar year
for the purposes of maintenance and testing. (Regulation 2-1-114.2.3.1)

Verification: As part of the monthly Air Quality Reports, the owner/operator shall
indicate the date of any violation of this Condition including quantitative information
on the severity of the violation.
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APPENDIX A

Copy of the BAAQMD's best Available Control Technology (BACT)
Guideline
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PUBLIC HEALTH

Testimony of Michael Ringer

INTRODUCTION

The purpose of staff’s public health analysis is to determine if toxic emissions from
the proposed Metcalf Energy Center (MEC) will have the potential to cause
significant adverse public health impacts or to violate standards for public health
protection. If potentially significant health impacts are identified, staff will evaluate
mitigation measures to reduce such impacts to insignificant levels.

Staff addresses potential impacts of regulated or criteria air pollutants in the Air
Quality section (please see Public Health Attachment A for a discussion of the
health effects of criteria pollutants). Impacts on public and worker health from
accidental releases of hazardous materials are examined in the Hazardous
Materials Management section. Health effects from electromagnetic fields are
discussed in the Transmission Line Safety and Nuisance section. Pollutants

released from the project in wastewater streams to the public sewer system are
discussed in the Soils and Water Resources section. Plant releases in the form of

hazardous and nonhazardous wastes are described in the Waste Management
section.

METHOD OF ANALYSIS

Public health staff is concerned about toxic emissions to which the public could be
exposed during project construction and routine operation. Following the release of
toxic contaminants into the air or water, people may come into contact with them
through inhalation, dermal contact, or ingestion via contaminated food or water.

Air pollutants for which no air quality standards have been set are called noncriteria
pollutants. Unlike criteria pollutants such as ozone, carbon monoxide, sulfur
dioxide, or nitrogen dioxide, noncriteria pollutants have no ambient (outdoor) air
quality standards that specify levels considered safe for everyone.

Since noncriteria pollutants do not have such standards, a process known as health
risk assessment is used to determine if people might be exposed to those types of
pollutants at unhealthy levels. The risk assessment procedure consists of the
following steps:

1. Identify the types and amounts of hazardous substances that the MEC project
could emit to the environment;

2.  Estimate worst-case concentrations of project emissions in the environment
using dispersion modeling;

3. Estimate amounts of pollutants to which people could be exposed through
inhalation, ingestion, and dermal contact; and
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4. Characterize potential health risks by comparing worst-case exposure to safe
standards based on known health effects.

Initially, a screening level risk assessment is performed using simplified
assumptions that are intentionally biased toward protection of public health. That is,
an analysis is designed that overestimates public health impacts from exposure to
project emissions. In reality, it is likely that the actual risks from the power plant will
be much lower than the risks which are estimated by the screening level
assessment. This is accomplished by examining conditions that would lead to the
highest, or worst-case risks, and then using those in the study. Such conditions
include:

Using the highest levels of pollutants that could be emitted from the plant;

Assuming weather conditions that would lead to the maximum ambient
concentration of pollutants;

Using the type of air quality computer model which predicts the greatest
plausible impacts;

Calculating health risks at the location where the pollutant concentrations
are calculated to be the highest;

Using health-based standards designed to protect the most sensitive
members of the population (i.e., the young, elderly, and those with
respiratory illnesses); and

Assuming that an individual’s exposure to cancer-causing agents occurs for
70 years.

A screening level risk assessment will, at a minimum, include the potential health
effects from inhaling hazardous substances. Some facilities may also emit certain
substances which could present a health hazard from noninhalation pathways of
exposure (see CAPCOA 1993, Table 11I-5). When these substances are present in
facility emissions, the screening level analysis includes the following additional
exposure pathways: soil ingestion, dermal exposure, and mother’s milk (CAPCOA
1993, p. llI-19).

The risk assessment process addresses three categories of health impacts: acute
(short-term) health effects, chronic (long-term) noncancer effects, and cancer risk
(also long-term). Acute health effects result from short-term (1-hour) exposure to
relatively high concentrations of pollutants. Acute effects are temporary in nature,
and include symptoms such as irritation of the eyes, skin, and respiratory tract.

Chronic health effects are those which arise as a result of long term exposure to
lower concentrations of pollutants. The exposure period is considered to be
approximately from ten to one hundred percent of a lifetime (from seven to seventy
years). Chronic health effects include diseases such as reduced lung function and
heart disease.
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The analysis for noncancer health effects compares the maximum project
contaminant levels to safe levels called “reference exposure levels” or RELs. These
are amounts of toxic substances to which even sensitive people can be exposed
and suffer no adverse health effects (CAPCOA 1993, p. llI-36). These exposure
levels are designed to protect the most sensitive individuals in the population, such
as infants, the aged, and people suffering from iliness or disease which makes them
more sensitive to the effects of toxic substance exposure. The RELs are based on
the most sensitive adverse health effect reported in the medical and toxicological
literature, and include margins of safety. The margin of safety addresses
uncertainties associated with inconclusive scientific and technical information
available at the time of standard setting and is meant to provide a reasonable
degree of protection against hazards that research has not yet identified. The
margin of safety is designed to prevent pollution levels that have been
demonstrated to be harmful, as well as to prevent lower pollutant levels that may
pose an unacceptable risk of harm, even if the risk is not precisely identified as to
nature or degree. Health protection is achieved if the estimated worst-case
exposure is below the relevant reference exposure level. In such a case, an
adequate margin of safety exists between the predicted exposure and the estimated
threshold dose for toxicity.

Exposure to multiple toxic substances may result in health effects that are equal to,
less than, or greater than effects resulting from exposure to the individual
chemicals. Only a small fraction of the thousands of potential combinations of
chemicals have been tested for the health effects of combined exposures. In
conformance with CAPCOA guidelines, the health risk assessment assumes that
the effects of each substance are additive for a given organ system (CAPCOA
1993, p. 11I-37). In those cases where the actions may be synergistic (where the
effects are greater than the sum), this approach may underestimate the health
impact (Id).

For carcinogenic substances, the health assessment considers the risk of
developing cancer and assumes that continuous exposure to the cancer-causing
substance occurs over a 70-year lifetime. The risk that is calculated is not meant to
project the actual expected incidence of cancer, but rather a theoretical upper-
bound number based on worst-case assumptions. In reality, the risk is generally
too small to actually be measured. For example, the one in one million risk level
represents a one in one million increase in the normal risk of developing cancer
over a lifetime, at whatever location is estimated to have the worst-case risk.

Cancer risk is expressed in chances per million, and is a function of the maximum
expected pollutant concentration, the probability that a particular pollutant will cause
cancer (called “potency factors”, and established by the California Office of
Environmental Health Hazard Assessment), and the length of the exposure period.
Cancer risks for each carcinogen are added to yield total cancer risk. The
conservative nature of the screening assumptions used means that actual cancer
risks are likely to be lower or even considerably lower than those estimated.

The screening analysis is performed to assess worst-case risks to public health
associated with the proposed project. If the screening analysis predicts no
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significant risks, then no further analysis is required. However, if risks are above
the significance level, then further analysis, using more realistic site-specific
assumptions would be performed to obtain a more accurate assessment of potential
public health risks.

SIGNIFICANCE CRITERIA

Commission staff determines the health effects of exposure to toxic emissions
based on impacts to the maximum exposed individual. This is a person
hypothetically exposed to project emissions at a location where the highest ambient
Impacts were calculated using worst-case assumptions, as described above.

As described earlier, non-criteria pollutants are evaluated for short-term (acute) and
long-term (chronic) noncancer health effects, as well as cancer (long-term) health
effects. Significance of project health impacts is determined separately for each of
the three categories.

ACUTE AND CHRONIC NONCANCER HEALTH EFFECTS

Staff assesses the significance of non-cancer health effects by calculating a “hazard
index”. A hazard index is a ratio comparing exposure from facility emissions to the
reference (safe) exposure level. A ratio of less than one signifies that the worst-
case exposure is below the safe level. The hazard index for every toxic substance
which has the same type of health effect is added to yield a total hazard index.

The total hazard index is calculated separately for acute and chronic effects. A total
hazard index of less than one indicates that cumulative worst-case exposures are
less than the reference exposure levels (safe levels). Under these conditions,
health protection is likely to be achieved, even for sensitive members of the
population. In such a case, staff presumes that there would be no significant non-
cancer project-related public health impacts.

CANCER RISK

Staff presumes that if worst-case toxic emissions from the Metcalf project increase
anyone’s lifetime cancer risk by one chance in one million (1x10°) or less, then the
added risk is de minimis, or one that is so small, that it is effectively “no risk”. The
Federal Food and Drug Administration (FDA) made a similar finding in the context
of cancer risks from food additives (FDA 1985, p. 51557). They emphasized that
the risk level did not mean that one in every one million people would contract
cancer, but that the level represented an additional one in one million chance over a
person’s normal risk of developing cancer in his or her lifetime. On average, for
example, the lifetime risk of someone developing cancer is around 250,000 in a
million (about one of every four people will have some type of cancer in their
lifetime). At the one in one million risk level, the FDA noted that “as far as can be
determined, in all probability no one will contract cancer.” (Id.)

Staff does not believe that mitigation measures to reduce risk to less than one in
one million are warranted, since at that level there is effectively no added cancer
risk. Similarly, the Bay Area Air Quality Management District (BAAQMD) Risk
Management Policy states that a project with an incremental cancer risk of one in
one million or less is acceptable without further risk management consideration, and
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without further toxics reduction measures (BAAQMD 2000a, p. 4). Further, a survey
of 132 regulatory decisions found that, with the exception of one decision, no action
was taken to reduce risks below one in a million (Travis et al., 1987).

Staff does not view project-related cancer risks as significant at the de minimus
level discussed above, since there is essentially no added risk. Therefore, staff
must identify an appropriate level of risk on which to base determinations of
significance. Staff relied upon regulations implementing the provisions of
Proposition 65, the Safe Drinking Water and Toxic Enforcement Act of 1986 (Health
& Safety Code, 88 25249.5 et seq.) for guidance to determine a risk significance
level. Title 22, California Code of Regulations, § 12703(b) states that “the risk level
which represents no significant risk shall be one which is calculated to result in one
excess case of cancer in an exposed population of 100,000, assuming lifetime
exposure.” This level of risk is equivalent to a cancer risk of ten in one million, or
10x10°®. An important distinction is that the Proposition 65 significance level applies
separately to each cancer-causing substance, whereas staff determines
significance based on the total risk from all cancer-causing chemicals. Thus, the
manner in which the significance level is applied by staff is more conservative
(health-protective) than that which applies to Proposition 65.

The significant risk level of ten in one million is consistent with the level of
significance adopted by the BAAQMD Board of Directors pursuant to Health and
Safety Code § 44362(b), which requires notification of nearby residents when an air
district determines that there is a significant health risk from a facility. In addition,
BAAQMD'’s Risk Management Policy states that a project with an incremental
cancer risk of between one and ten in a million is acceptable if best available control
technology has been applied to reduce risk (BAAQMD 2000a, p. 4). In general,
BAAQMD would not approve a project with a cancer risk exceeding ten in one
million.

As noted earlier, the initial risk analysis for a project is typically performed at a
screening level, which is designed to overstate actual risks, so that health protection
can be ensured. When a screening analysis shows cancer risks to be above the
significance level, refined assumptions would likely result in a lower, more realistic
risk estimate. If facility risk, based on refined assumptions, exceeds the
significance level of ten in one million, staff would require appropriate measures to
reduce risk to less than significant. If, after all risk reduction measures had been
considered, a refined analysis identifies a cancer risk greater than ten in one million,
staff would deem such risk to be significant, and would not recommend project
approval.

LAWS, ORDINANCES, REGULATIONS, AND STANDARDS (LORS)

The following federal, state, and local LORS generally apply to the protection of
public health. These provisions have established the basis for Energy Commission
staff's determination regarding the significance and acceptability of project-related
impacts on public health.
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FEDERAL

CLEAN AIRACT SECTION 112 (42 U.S. CODE SECTION 7412)

Section 112 requires new sources which emit more than ten tons per year of any
specified hazardous air pollutant (HAP) or more than 25 tons per year of any
combination of HAPs to apply Maximum Achievable Control Technology (MACT).

STATE

CALIFORNIA HEALTH AND SAFETY CODE SECTIONS 39650 ET SEQ.

These sections mandate the Air Resources Board and the Department of Health
Services to establish safe exposure limits for toxic air pollutants and identify
pertinent best available control technologies. They also require that the new source
review rule for each air pollution control district include regulations that require new
or modified procedures for controlling the emission of toxic air contaminants.

CALIFORNIA HEALTH AND SAFETY CODE SECTION41700

This section states that “no person shall discharge from any source whatsoever
such quantities of air contaminants or other material which cause injury, detriment,
nuisance, or annoyance to any considerable number of persons or to the public, or
which endanger the comfort, repose, health, or safety of any such persons or the
public, or which cause, or have a natural tendency to cause injury or damage to
business or property.”

LOCAL

BAY AREA AIR QUALITY MANAGEMENT DISTRICT RULE 2-1-316

This rule requires a risk assessment or risk screening analysis to be performed for
new or modified facilities that emit one or more toxic air contaminants that exceed
specified amounts.

SAN JOSE NORTH CoYOTE VALLEY CAMPUS INDUSTRIAL AREA MASTER
DEVELOPMENT PLAN

The Master Development Plan contains Environmental Performance Standards.
Section C. 6 (Air Quality) states “No manufacturing operation shall be permitted
which produces odors, fumes, smoke, or other air-borne pollutants detectable,
without instruments, at the property lines of the subject parcel or which produces
any dangerous emissions whatsoever.”
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SETTING

This section describes the environment in the vicinity of the proposed project site
from the public health perspective. Features of the natural environment, such as
meteorology and terrain, affect the project’s potential for causing impacts on public
health. An emissions plume from a facility may affect elevated areas before lower
terrain areas, due to a reduced opportunity for atmospheric mixing. Consequently,
areas of elevated terrain can often be subjected to increased pollutant impacts.
Also, the types of land use near a site influence the surrounding population
distribution and density which, in turn, affects public exposure to project emissions.
Additional factors affecting potential public health impact include existing air quality
and environmental site contamination.

SITE AND VICINITY DESCRIPTION

The proposed site is located on approximately 14 acres in the northern end of North
Coyote Valley, separated from urban San Jose by Tulare Hill. The site topography
is relatively flat, with an elevation about 252 feet above sea level, on the floor of the
Santa Clara Valley. In the vicinity of the proposed site, the Santa Clara Valley is
less than a mile wide and bounded by the Santa Teresa Hills (elevation 1,100 feet)
on the west-southwest. Other ridges of the Coastal Range, with maximum
elevations of about 1,300 feet, bound the Valley on the northeast. Northwest of the
site, the Santa Clara Valley opens into a basin which extends to San Francisco Bay
and contains San Jose and its suburbs.

Currently, land at the proposed site is classified as prime agricultural. Existing land
uses on the property include old vehicle storage, disposal of construction debris,
and some agriculture. Surrounding land is generally undeveloped, with vacant land
to the northeast, agricultural land to the north and west, and an electric substation to
the east. The Coyote Valley Urban Reserve is located about two miles south of the
MEC site. Currently agricultural, future development there is expected to include an
independent community with jobs, housing (up to 20,000 to 25,000 dwelling units),
commercial facilities, schools, parks, and public transit. Just south of the MEC site
lies the 1,444 acre North Coyote Valley Campus Industrial Area, within which is a
planned development of 6.6 million square feet of building space to be occupied by
a work force of about 19,800 employees. About one mile north of the proposed site,
a residential development of 131 single family homes is planned north of Metcalf
Road and east of Highway 101.

As mentioned above, the location of sensitive receptors near the proposed site is an
important factor in considering potential public health impacts. The nearest
residence is on the west side of Monterey Road, about 1,150 feet away (south-
southeast of the proposed site). On the east side of Monterey Road, there is a
residence about 2,050 feet away. A residential area is located about three-quarters
of a mile to the northwest. The nearest schools are located about 6,000 feet (1.1
miles) to the west northwest, and 7,500 feet (1.4 miles) to the southeast. AFC
Figures 8.12-1a and 1b show sensitive receptors within a three mile radius of the
project site, and descriptions of the receptors are presented in AFC Table 8.12-1.

October 10, 2000 87 PUBLIC HEALTH



Included in the Coyote Valley Research Park planned development is a day care
facility that would serve up to 700 children, housed in one to three buildings on six
to eight acres.

METEOROLOGY

Meteorological conditions, including wind speed, wind direction, and atmospheric
stability, affect the extent to which pollutants are dispersed into ambient air as well
as the direction of pollutant transport. This, in turn, affects the level of public
exposure to emitted pollutants and associated health risks. When wind speeds are
low and the atmosphere is stable, for example, dispersion is reduced and localized
exposure may be increased.

The climate at the project site is dominated by the influence of the Pacific Ocean
and the Pacific high-pressure system, which is a semi-permanent, subtropical high-
pressure system located off the coast. The size and strength of the Pacific high is
at a maximum during the summer, when it is at its northernmost position, and
results in strong northwesterly air flow and negligible precipitation. During this
period, inversions become strong, winds are light, and the pollution potential is high.
The Pacific high’s influence weakens during the fall and winter when it moves
southwestward, which allows storms from the Gulf of Alaska to reach northern
California. About 80 percent of the region’s annual rainfall occurs between
November and March. During the winter, inversions are weak, winds often
moderate, and the potential for air pollution is low.

Atmospheric stability is a measure related to turbulence, or the ability of the
atmosphere to disperse pollutants due to convective air movement. Mixing heights
(the height above ground level through which the air is well mixed and in which
pollutants can be dispersed) are lower during mornings due to temperature
inversions and increase during the warmer afternoons. Staff’'s Air Quality section
presents more detailed meteorological data.

EXISTING AIR QUALITY

The proposed site is within the jurisdiction of BAAQMD, which includes Santa Clara
County as well as eight other Bay Area counties. BAAQMD conducts ambient
monitoring of thirteen gaseous toxic air contaminants at 17 locations throughout the
district. By combining average toxic concentration levels from all monitoring sites
with cancer risk factors specific to each contaminant, lifetime cancer risk can be
calculated to provide a background risk level for inhalation of ambient air.

In 1998, the background cancer risk calculated by BAAQMD for the Bay area was
199 in one million (BAAQMD 1999, p. 11). The pollutants 1,3-butadiene and
benzene, emitted primarily from mobile sources, were the two highest contributors
to risk and together accounted for over half of the total. The risk from 1,3-butadiene
was about 66 in one million, while the risk from benzene was about 58 in one
million. Formaldehyde accounts for about seven percent of the 1998 average
calculated cancer risk for the Bay Area, with a risk of about 13 in one million.
Formaldehyde is emitted directly from vehicles and other combustion sources, such
as the proposed MEC project.
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The use of reformulated gasoline, beginning in the second quarter of 1996, as well
as other toxics reduction measures, have led to a decrease of ambient levels of
toxics and associated cancer risk during the past few years. For example, cancer
risk was 342 in one million based on 1992 data, 315 in one million based on 1994
data, and 303 in one million based on 1995 data.

The toxic air monitoring station closest to the MEC project is on Fourth Street in San
Jose. The 1997 ambient levels of the two pollutants which contribute most to
ambient risk (1,3-butadiene and benzene) were significantly higher at that station
than the Bay area average, probably due to mobile sources. In 1997, cancer risks
in San Jose for 1,3-butadiene and benzene were about 162 and 78 in one million,
respectively, compared to the Bay area average of 58 and 54 in one million.
However, 1998 data show that concentrations of 1,3-butadiene were lower in San
Jose than the Bay area average, while benzene levels were only marginally higher.
In 1998, cancer risk for 1,3-butadiene was 51 in one million in San Jose compared
to 66 for the Bay area, while risk for benzene was 63 in one million in San Jose
compared to 58 in the Bay area.

SITE CONTAMINATION

Site disturbances will occur during facility construction from excavation, grading,
and earth moving. Such activities have the potential to adversely affect public
health through various mechanisms, such as the creation of airborne dust, material
being carried off-site through soil erosion, and uncovering buried hazardous
substances.

On behalf of Calpine Corporation and Bechtel Enterprises, Phase | and Il
Environmental Site Assessments (ESA) were conducted by Environmental
Resources Management (ERM) in accordance with American Society for Testing
and Materials Standard E 1527-97, Standard Practice for Environmental Site
Assessments (ERM 1999). The purpose of an ESA is to determine the potential for
the presence or likely presence of any hazardous substances or petroleum products

under conditions that may indicate a release or threat of a release from present or
past activities. The results of the ESAs are summarized in staff's Waste

Management section. In addition, a database search was performed for potentially

contaminated sites which may be encountered during construction of the linear
facilities. These results are also summarized in the Waste Management section.

IMPACTS

PROJECT SPECIFIC IMPACTS

Potential risks to public health may occur during both project construction and
operation.
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CONSTRUCTION IMPACTS

Potential risks to public health during construction may be associated with exposure
to toxic substances in contaminated soil disturbed during site preparation, as well as
from heavy equipment operation. Criteria pollutant impacts from the operation of

heavy equipment and particulate matter from earth moving are examined in staff's
Air Quality analysis.

As described in the Waste Management section, Phase | and Il Environmental Site
Assessments (ESAs) have been performed. The ESAs have shown no evidence of
significant site contamination, although certain areas were inaccessible during
sampling efforts and will be required to be characterized further prior to facility
construction, if it is approved.

The Waste Management section also discusses potentially contaminated sites
which may be encountered during construction of the linear facilities. Of 28 leaking
underground storage tanks within 250 feet of either side of the linear facilities,
twelve are still under oversight by the Santa Clara Valley Water District for potential
groundwater contamination. Contaminated soil or groundwater is likely to exist at
the listed sites, but the extent of contamination is not indicated. As noted in the
Waste Management section, MEC has proposed procedures to assure proper
management of soil that might be contaminated when construction occurs in areas
near suspected contamination (MEC 1999Db, p. 93).

The operation of construction equipment will result in air emissions from diesel-
fueled engines. Although diesel exhaust contains criteria pollutants such as
nitrogen oxides, carbon monoxide, and sulfur oxides, it also includes a complex
mixture of thousands of gases and fine particles. These particles are primarily
composed of aggregates of spherical carbon particles coated with organic and
inorganic substances. Diesel exhaust contains over 40 substances that are listed
by the U.S. EPA as hazardous air pollutants and by the Air Resources Board (ARB)
as toxic air contaminants. Because of the many constituents in diesel exhaust as
well as evidence that the particles themselves may have intrinsic toxic and
carcinogenic properties, many researchers have used the particles to quantify
exposure to whole diesel exhaust.

Exposure to diesel exhaust causes both short- and long-term adverse health
effects. Short-term effects can include increased cough, labored breathing, chest
tightness, wheezing, and eye and nasal irritation. Long-term effects can include
increased coughing, chronic bronchitis, reductions in lung function, and
inflammation of the lung. Epidemiological studies also strongly suggest a causal
relationship between occupational diesel exhaust exposure and lung cancer.

Based on a number of health effects studies, the Scientific Review Panel on Toxic

Air Contaminants (SRP) recommended a chronic REL (see REL discussion in
Method of Analysis section above) for diesel exhaust particulate matter of 5 mg/m?®

and a cancer unit risk factor of 3x10™ (mg/m3)™* (SRP 1998, p. 6). The SRP did not
recommend a value for an acute REL, since available data in support of a value
was deemed insufficient. On August 27, 1998, the ARB listed particulate emissions
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from diesel-fueled engines as a toxic air contaminant and approved SRP’s
recommendations regarding health effect levels.

Construction of MEC is anticipated to take place over a period of twenty months.
As noted earlier, assessment of chronic (long-term) health effects assumes
continuous exposure to toxic substances over a significantly longer time period,
typically from seven to seventy years. Thus, only acute health effects, which occur
after a one hour exposure period, are examined here. Since the SRP did not
recommend an acute REL for diesel exhaust particulate matter, an acute hazard
index cannot be calculated. However, acute RELs are usually at least ten times the
chronic REL for the same chemical. Therefore, multiplying the chronic REL by a
factor of ten could be considered a conservative, or health protective method of
deriving a level for general comparison purposes. This yields a value of 50 mg/m?.

AFC Appendix 8.1E presents exhaust emissions from construction activities. Diesel
emissions are generated from sources such as trucks, graders, cranes, welding
machines, electric generators, air compressors, and water pumps. Worst-case daily
exhaust emissions of 9.18 Ib/day PM10 are expected to occur in month 15, in the
middle of the construction schedule during the installation of major mechanical
equipment (Calpine/Bechtel 1999a, AFC Appendix 8.1E, p. 8E-1). Calpine/Bechtel
estimates that about 86 percent, or 7.92 Ib/day of these emissions are from diesel-
powered equipment (Calpine/Bechtel 2000c, p. 3). Modeling construction activities,
which are assumed to occur for eight hours per day, gives a one-hour maximum
concentration of 81.79 mg/m? near the northern fenceline of the project
(Calpine/Bechtel 2000c, p. 3 and Figure PH2-1). Areas where the one-hour
concentrations are predicted to exceed the 50 mg/m? level derived above are the
uninhabited areas north and east of the proposed site. The modeled one-hour
concentration at the nearest residential receptor is 46.65 mg/m?.

OPERATION IMPACTS

EMISSIONS SOURCES

The emissions sources at the proposed MEC project include a fire pump diesel
engine, two gas turbines with heat recovery steam generators, one steam turbine
with supplemental duct burners, and the cooling tower. During operation, potential
public health risks are related to diesel exhaust emissions from testing the diesel
engine-driven fire pump engine, natural gas combustion emissions from the gas
turbines and duct burners, and noncombustion emissions from the cooling tower.

As noted earlier, the first step in a health risk assessment is to identify potentially
toxic compounds that may be emitted from the facility.

Diesel exhaust emissions contain a number of toxic compounds. However, a
chronic REL and cancer risk factor have been established for diesel particulate
matter which may be used to characterize emissions from diesel engines (please
see the above discussion under Construction Impacts). The diesel engine used
for the fire pump must be tested on a weekly basis in accordance with safety
requirements, resulting in diesel particulate emissions that must be analyzed for
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health effects. The BAAQMD Risk Management Policy for Diesel Engines
(established February 3, 2000) lists criteria for permitting stationary diesel engines,
and states that if the annual emissions would result in an incremental cancer risk
equal to or less than one in one million (measured at the point of maximum
residential or off-site worker exposure) over an exposure period of 70 years, the
project is acceptable without further risk management considerations.

Supplement C Table 3.1-5 of the AFC lists noncriteria pollutants that may be
emitted from MEC project turbines as combustion byproducts, along with their
anticipated amounts (emission factors). Emission factors are from data compiled by
the Ventura County Air Pollution Control District and from the California Air Toxics
Emission Factors (CATEF) database. Tables 8.6-2 and PH-63-1 of the AFC
(Calpine/Bechtel 1999j, data response # 63) list toxicity values used to characterize
cancer and noncancer health impacts from project pollutants. The toxicity values
include reference exposure levels, which are used to calculate short-term and long-
term noncancer health effects, and cancer unit risks, which are used to calculate the
lifetime risk of developing cancer, as published in the CAPCOA Guidelines
(CAPCOA 1993). PUBLIC HEALTH Table 1 lists combustion-related toxic
emissions and shows how each contributes to the health risk analysis. For
example, the first row shows that oral exposure to acetaldehyde is not of concern,
but if inhaled, may have cancer and chronic (long-term) noncancer health effects,
but not acute (short-term) effects.

PUBLIC HEALTH Table 1
Types of Health Impacts and Exposure Routes Attributed to Combustion-
Related Toxic Emissions

Substance Oral Oral Inhalation Noncancer Noncancer
Cancer Noncancer Cancer (Chronic) (Acute)

Acetaldehyde v v

Acrolein v v

Ammonia v v

Benzene v v

1,3-Butadiene v

Formaldehyde v v v

Napthalene v v

PAHSs v v

Propylene % 7 7

oxide

Toluene v

Xylene v v

Source: AFC Table 8.1-18 using reference exposure levels and cancer unit risks from CAPCOA Air
Toxics “Hot Spots” Program Revised 1992 Risk Assessment Guidelines, October 1993

Noncriteria emissions from the cooling tower originate from contaminants in the
cooling source water that become entrained in liquid water droplets emitted as
cooling tower drift. MEC will use treated wastewater from the South Bay Water
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Recycling (SBWR) Program for cooling. AFC Table 8.14-2 lists constituents found
in SBWR wastewater which could be emitted as part of the drift. AFC Appendix 8.1,
Table 8.1A-3 lists the amounts of each pollutant released to the atmosphere in the
cooling tower drift based on the pollutant levels in the circulating cooling water.
PUBLIC HEALTH Table 2 lists these substances and shows how each contributes
to the health risk analysis.

PUBLIC HEALTH Table 2
Types of Health Impacts and Exposure Routes
Attributed to Cooling Tower Emissions

Substance Oral Oral Inhalation Chronic Acute
Cancer Noncancer Cancer Noncancer Noncancer
Ammonia VG 7
Arsenic v v V4 7
Cadmium v v 7
Copper Vs
Lead v v 7
Mercury v 7
Nickel v 7 7
Zinc 7

Source: AFC Appendix Table 8.1A-3 using reference exposure levels and cancer unit risks from
CAPCOA Air Toxics “Hot Spots” Program Revised 1992 Risk Assessment Guidelines, October 1993

In addition to the substances identified in PUBLIC HEALTH Table 2, there has
been public concern that viruses and bacteria could remain in treated wastewater,
and that they could be released to the atmosphere in the cooling tower drift at levels
that could affect public health.

The California Department of Health Services (DHS) is proposing to regulate the
use of recycled water in cooling towers under Title 22 of the California Code of
Regulations (proposed section 60306). When recycled water is used in a cooling
tower that creates a mist, the regulations would require the following:

The recycled water used must be disinfected tertiary recycled water
(DTRW).

A drift eliminator shall be used whenever the cooling system is in operation.

A chlorine, or other biocide, shall be used to treat the recirculating water to
minimize the growth of Legionella and other micro-organisms.

Disinfected Tertiary Recycled Water
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The proposed regulations define DTRW as a filtered and subsequently disinfected
wastewater and specify the degree of disinfection required or the final allowable
concentrations of pathogens (e.g., 99.999 percent reduction of virus and mean
concentration of coliform bacteria not exceeding 2.2 per 100 milliliters) (section
60301.230). Water meeting these standards is also allowed by the proposed
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regulations to be used for irrigating food crops, parks and playgrounds, school
yards, and residential landscaping.

As noted above, the source for MEC cooling water will be San Jose’s SBWR
Program. SBWR water is provided by the San Jose/Santa Clara Water Pollution
Control Plant (WPCP), an advanced tertiary treatment facility which produces water
treated to the proposed Title 22 standards for unrestricted use. The advanced
tertiary treatment facilities include nitrification, filtration, and chlorine disinfection.
The WPCP, in accordance with the proposed standards, samples the recycled
water daily for various analyses and provides water that routinely surpasses Title 22
standards (e.g., coliform bacteria counts typically less than 1.0 per 100 milliliters,
compared to the proposed Title 22 standard of 2.2).

Several studies have examined and confirmed the effectiveness of treatment
processes conforming to Title 22 requirements in reducing pathogens to safe levels.
The Monterey Wastewater Reclamation Study for Agriculture (spanning eleven
years from planning and design in 1975 to final project reporting in 1986) examined
the safety of irrigating raw-eaten vegetables with recycled water (Sheikh, et al.
1998a). That study found that aerosols generated from sprinkler irrigation did not
contain microorganisms of wastewater origin (Sheikh, et al. 1998a, p. 802). Further,
during the five-year period of field studies, no in situ viruses were recovered from
the treated effluent comprising 114 samples with a volume of over 186,000 liters
(Sheikh, et al. 1998a, p. 803).

A follow-up to the Monterey study was conducted in 1997 to determine if additional
water-borne pathogens capable of producing gastrointestinal diseases were present
in recycled water (Sheikh, et al. 1998b). This more recent study did not detect any
of the bacteria Salmonella, Cyclospora, E. coli, or Legionella; or the protozoans
Giardia or Cryptosporidium in the recycled water (Sheikh, et al. 1998b, Table 4, p.
6).

The County Sanitation Districts of Los Angeles County operate seven tertiary
filtration plants for water reuse. During a ten-year virus monitoring period from 1979
to 1989, only one virus was isolated from samples testing more than 100,000
gallons of disinfected tertiary effluent (Chen et al. 1998, p. 258).

The water purification process at the WPCP includes chlorine disinfection to reduce
the number of pathogens. Some public concern exists regarding the potential for
chlorinated reclaimed water to contain toxic byproducts, such as polychlorinated
biphenyls (PCBs), dioxins, and chloroform (trihalomethanes). Certain byproducts
may form as a result of reactions between chlorine and remaining organic matter in
the reclaimed water. Numerous toxicological studies have shown several
disinfection byproducts to be carcinogenic in laboratory animals or to cause adverse
reproductive or developmental effects.

Reclaimed water from the WPCP is subject to regulatory limits for the above
substances, which are set by the San Francisco Bay Regional Water Quality
Control Board. In addition, monitoring requirements are also established. For
example, the WPCP permit requirements for dioxins and PCBs are 1.4x10°® parts
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per billion (ppb) and 14 parts per trillion (ppt), respectively. For perspective, these
levels may be compared to the maximum contaminant levels (MCLs - permissible
levels of contaminants in water which is delivered to any user of a public water
system) established for these substances by U.S. EPA drinking water regulations.
The MCL for dioxin is 3x107° ppb, while the MCL for PCBs is 500 ppt. For these two
substances, the permit requirements, as noted above, are substantially lower than
the MCLs. For chloroform, test results from the WPCP show that levels under six
ppb are routinely achieved, compared to the MCL of 80 ppb. Therefore, staff
concludes that disinfection byproduct formation associated with the use of
reclaimed water is not a significant health issue.

Drift Eliminators

The MEC project will use high efficiency drift eliminators which limit the amount of
drift loss to approximately 0.0005 percent of the circulating water rate, resulting in a
drift rate of about 0.7 gallon per minute (Calpine/Bechtel 2000b, Table 8.1A-5). This
amount of water lost as liquid from the cooling towers is in contrast to the amount of
water evaporated as steam, estimated to be from 1,500 to 2,500 gallons per minute,
depending on ambient temperatures (Calpine/Bechtel 1999a, AFC Figures 2.2-
6a,b). Steam emitted from the cooling towers is distilled water, and will not contain
contaminants.

The drift eliminators must be properly installed and maintained in order to achieve
efficient operation over the life of the facility. Following installation, proper
maintenance includes periodic inspection and repair or replacement of any
components found to be broken or missing. Calpine/Bechtel have proposed
language for a Condition of Certification for the inspection and maintenance of drift
eliminators. Staff has incorporated this language in proposed Condition of
Certification Public Health-1.

Cooling Water Treatment

As noted above, water from the WPCP is disinfected using chlorine to reduce
pathogenic organisms. Additional routine water treatment with chlorine at MEC is
required during use to minimize bacterial growth, corrosion, and formation of
mineral scale. The MEC will employ an automated chemical feed system to supply
conditioning chemicals (sulfuric acid, organic phosphate, and sodium hypochlorite)
to the cooling water (Calpine/Bechtel 1999a, AFC p. 2-9). The system will
continuously monitor several water parameters and provide real time data to the
plant operators, as well as alarm enunciation if specified levels are exceeded
(Calpine/Bechtel 1999h, data response #66). Such routine water treatment also
serves to minimize conditions which are conducive to the growth of pathogenic
organisms such as Legionella bacteria. These include the presence of other
microorganisms which contribute nutritional factors, stagnant water or low flow
conditions, the presence of corrosion, scale, and accumulations of sludge and
sediment.

EMISSIONS LEVELS

Once potential emissions are identified, the next step is to quantify them by
conducting a “worst case” analysis. Maximum hourly emissions are required to
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calculate acute (one hour) noncancer health effects, while estimates of maximum
emissions on an annual basis are required to calculate cancer and chronic (long-
term) noncancer health effects.

The diesel fire pump will be powered by a 300 horsepower engine with a PM10
emission rate of 0.165 Ib/hr (Calpine/Bechtel 2000c, p. 5). Although weekly tests
are expected to last about 30 minutes, modeling was performed assuming that the
engine will operate for one hour for testing and up to 100 hours annually.

AFC Table 8.1-15 shows maximum hourly and annual fuel use for the gas turbines,
duct burners, and auxiliary boilers. The maximum fuel use is combined with the
emission factor for each toxic air contaminant to estimate hourly and maximum
annual emissions (Calpine/Bechtel 1999a, AFC Appendix 8.1A, Table 8.1A-3).
Emission factors are estimates of the amounts of toxic substances released per unit
of fuel burned and are from data compiled by the Ventura County Air Pollution
Control District and the California Air Toxic Emission Factors (CATEF) database
maintained by the California Air Resources Board (Calpine/Bechtel 1999a, AFC p.
8.1-26).

Following publication of the Preliminary Staff Assessment, intervenors commented
that the use of CATEF emission factors was not appropriate and would significantly
underestimate calculated health risks. Based on a study published in 1996 for the
Electric Power Research Institute (EPRI), they argued that emission rates for
formaldehyde, acrolein, benzene, and acetaldehyde should be increased to account
for elevated levels of combustion byproducts during startup and low-load operation.
However, the EPRI study was based upon source testing a GE Frame 7 turbine
utilizing steam injection for NOy control. Because steam injection lowers the flame
temperature, elevated emissions of products of incomplete combustion, such as CO
and formaldehyde, are expected. As stated in the abstract for the EPRI study, the
load at which a turbine operates can strongly affect emissions of formaldehyde.
This effect of load is primarily due to the design and combustion characteristics of a
given turbine.

In addition, U.S. EPA Region IX stated that the estimated formaldehyde emissions
should be revised based upon those in “Emission factors for Hazardous Air
Pollutants from Natural Gas-Fired Stationary Gas Turbines” (Table 3.1-3, EPA Pub.
AP-42, 4/00). Based upon EPA’s emission factors, MEC'’s total facility
formaldehyde emissions would exceed the Clean Air Act section 112 trigger level of
10 tons annually, thus requiring additional toxics control technology.

In response to the above comments, MEC conducted full- and partial-load source
tests using a Siemens-Westinghouse 501F turbine equipped with dry low Nox
(DLN) combustors, as proposed for the MEC facility. In lieu of CARB method 430,
EPA used Method TO-14 to test for acrolein, since method 430 is no longer an
accepted test for that substance. PUBLIC HEALTH Table 3 summarizes the
results and compares them to the CATEF and AP-42 emission factors. The results
of the source tests show that the CATEF emission factors do not significantly
underestimate the formaldehyde, acetaldehyde, or acrolein emissions for a utility-
scale gas turbine equipped with DLN combustors, and support the original
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estimates for toxic emissions used in the health risk assessment. If the highest
tested formaldehyde emission factor of 0.291 Ib/MM scf is used, the resulting facility
formaldehyde emissions would still be less than the Clean Air Act trigger level of 10
tons per year and the total increased cancer risk for the facility would still be less
than the de minimus level of 1.0.

PUBLIC HEALTH Table 3
Comparison of Emissions Factors

Siemens-Westinghouse 501F Source Tests vs. Databases (Ib/MM scf)

Toxic Air Source Test CATEF Emission AP-42 Emission
Contaminant Emission Factor @ Factor ° Factor ©
Full Load Operation
Acetaldehyde <7.38 x 10°° 6.86 x 10 4.09 x 10°°
Acrolein <1.16 x 10°“ 6.43 x 107 6.54 x 10~
Formaldehyde <0.165 0.11 0.726
Partial Load Operation

Acetaldehyde <5.59 x 102 ¢ n/a 4.99 x 10
Acrolein <0.010 ¢ n/a n/a
Formaldehyde 0.291 ¢ n/a 3.16

a) average of three test runs is shown, except for acrolein numbers, which are based upon one test

run

b) California Air Toxics Emission Factor Database
c¢) “Emission factors for Hazardous Air Pollutants from Natural Gas-Fired Stationary Gas Turbines”,
EPA Pub. no. AP-42, Table 3.1-3, 4/00; loads greater than 80 percent and variable loads less than

80 percent

d) approximately 75% load

The next step in the health risk assessment process is to estimate the ambient
concentrations of toxic substances. This is accomplished by using a screening air
dispersion model and assuming conditions that result in maximum impacts. The
screening analysis was performed using the U.S. EPA approved ISCST3 dispersion
modeling program (please see staff’'s Air Quality section for a detailed discussion
of the modeling methodology). Finally, ambient concentrations were used in
conjunction with RELs and cancer unit risk factors to estimate health effects which
might occur from exposure to facility emissions. Exposure pathways, or ways in
which people might come into contact with toxic substances, include inhalation,
dermal (through the skin) absorption, soil ingestion, consumption of locally grown
plant foods, and mother’s milk.

The above method of assessing health effects is consistent with the California Air
Pollution Control Officers Association (CAPCOA) Air Toxics “Hot Spot” Program

Revised 1992 Risk Assessment Guidelines (October 1993) referred to earlier, and
results in the following health risk estimates.

NONCANCER HAZARD

Construction

Due to the relatively short period of construction, only acute (short-term) health
impacts are examined. The modeled one-hour maximum diesel PM;p concentration
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of 81.79 mg/m?® was found to occur near the northern fenceline of the project. Areas
where the one-hour concentrations are predicted to exceed the 50 mg/m?®
comparison level derived above (for diesel particulate matter only) are the

uninhabited areas north and east of the proposed site. The modeled one-hour
concentration at the nearest residential receptor is 46.65 mg/m?®.

As noted earlier, the air dispersion modeling and assumptions that form the basis of
screening risk analysis are designed to overestimate public health impacts, and
actual risks are likely to be much lower than those calculated. Staff concludes that
the modeled value of 46.65 mg/m® at the nearest residence does not indicate a
potential for short-term health impacts strictly from diesel exhaust during
construction. However, as discussed in the Air Quality section, the area continues
to experience violations of the state 24 hour PM;o standard. Therefore, Air Quality
staff recommends the installation of soot filters on stationary diesel equipment
during construction. These catalyzed diesel particulate filters are passive, self-
regenerating filters that reduce particulate matter, carbon monoxide, and
hydrocarbon emissions through catalytic oxidation and filtration. The degree of
particulate matter reduction is in the range of approximately 85-92 percent. Such
filters will reduce diesel emissions during construction and further reduce any
potential for health impacts.

Operation

Dispersion modeling for diesel emissions from fire pump testing resulted in a
maximum modeled annual impact on the southern edge of the facility property line
(Matthews 8/8/00 memo). That location has an associated chronic hazard index of
.003 and a cancer risk of 4.3 in one million (see Matthews 7/28/00 memo), both less
than significance levels. At the nearest residence (about 1,150 feet away, south-
southeast of the proposed site), the modeled impact resulted in an acute hazard
index of 0.24, a chronic hazard index of less than .001, and a cancer risk of 0.89 in
one million. The Final Determination of Compliance from BAAQMD states that,
since the health risk screening showed that the resulting increased carcinogenic risk
is less than one in one million, the fire pump diesel engine is exempt from District
permit requirements.

The screening health risk assessment for the project, including combustion and
noncombustion emissions, resulted in a maximum acute hazard index of 0.33 about
0.9 miles northwest of the proposed site. The chronic hazard index at the point of
maximum impact is 0.06. The location of the maximum chronic hazard is about 0.5
mile west and slightly north of the proposed site (Calpine/Bechtel 2000b, Figure
8.1D-1). As PUBLIC HEALTH Table 4 shows, both acute and chronic hazard
indices are under the REL of 1.0, indicating that no short- or long-term adverse
health effects are expected.
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PUBLIC HEALTH Table 4
Operation Hazard/Risk

Type of Hazard/Risk Hazard Index/Risk Significance Level
ACUTE NONCANCER 0.33 1.0
CHRONIC NONCANCER 0.06 1.0
INDIVIDUAL CANCER 0.2x10°® 1.0x 10°

Source: Calpine/Bechtel 2000b, Table 3.6-1.

CANCER RISK

As shown in PUBLIC HEALTH Table 4, total worst-case individual cancer risk is
estimated to be 0.20 in one million. As discussed earlier, this is the risk at the
location where long-term pollutant concentrations are calculated to be the highest,
and is at the same location as the maximum chronic hazard, about 0.5 mile
northwest of the proposed site (Calpine/Bechtel 2000b, Figure 8.1D-1). Atthe
nearest residence, where modeled risk from the diesel fire pump is 0.89 in one
million, maximum facility risk was modeled to be 0.02 in one million
(Calpine/Bechtel 2000c, p. 6). Thus, maximum risk from both sources is 0.91 in one
million at that location.

CUMULATIVE IMPACTS

The maximum cancer risk for the MEC facility is 0.2 in one million, about 0.5 mile
northwest of the proposed site, while the maximum risk from the diesel fire pump is
4.3 in one million, on the southern edge of the facility property line. As noted above,
maximum risk from both sources is 0.91 in one million at the nearest residence. At
the location of maximum impact from the MEC turbines and cooling tower (0.5 mile
northwest), the fire pump will add a cancer risk of 0.01 in one million.

In comparison, BAAQMD estimated the Bay area average lifetime cancer risk for
inhalation of ambient air to be 199 in one million based on 1998 ambient average
toxic concentration data (BAAQMD 1999, p. 11).

These maximum impact location occurs where pollutant concentrations from MEC
would theoretically be the highest. Even at this location, staff does not expect any
significant change in lifetime risk to any person, and the increase does not
represent any real contribution to the ambient risk of 194 in one million. Modeled
facility-related risks are lower at all other locations, and actual risks are expected to
be much lower, since worst-case estimates are based on conservative
assumptions, and overstate the true magnitude of the risk expected. Therefore,
staff does not consider the incremental impact of the additional risk posed by the
MEC project to be either significant or cumulatively considerable.

The worst-case long-term health impact from MEC (0.06 hazard index) is well below

the significance level of 1.0 at the location of maximum impact. At this level, staff
does not expect any cumulative health impacts to be significant. As with cancer
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risk, long-term hazard would be lower at all other locations, and cumulative impacts
at other locations would also be less than significant.

BAAQMD staff examined the issue of cumulative impacts from facilities affecting the
same neighborhood. They concluded that elevated concentrations of toxic air
contaminants from stationary sources tend to be quite localized, and that cumulative
risks are likely to occur only when multiple facilities with substantial low-level
emissions are immediately adjacent to, or very close to, one another (BAAQMD
1993).

Even in the unlikely event that worst-case emissions from an existing facility were to
coincide both geographically and temporally with MEC emissions at the location of
maximum impact, the overall long-term health outlook would not change for anyone.
Thus, the MEC project will not result in any significant cumulative cancer or chronic
noncancer health impacts.

MITIGATION

Excavation at the site or linear facilities could disturb contaminated soil that may
require mitigation measures to prevent potential public health impacts. Staff has
proposed adoption of a condition of certification in the Waste Management section
which requires the project owner to have an environmental professional on site to
inspect locations where potentially contaminated soil is found, determine the need
for future action, and potentially contact appropriate agencies for possible oversight.

COMPLIANCE WITH APPLICABLE LAWS, ORDINANCES,
REGULATIONS, AND STANDARDS

Staff concludes that construction and operation of the MEC project will be in
compliance with all applicable LORS regarding long-term and short-term project
impacts.

FACILITY CLOSURE

As noted in the introduction to this section, the scope of staff's public health analysis
Is limited to routine releases of harmful substances to the environment. During
either temporary or permanent facility closure, the major concern would be from
accidental or nonroutine releases from either hazardous materials or wastes which
may be onsite. These are discussed in the sections on Hazardous Materials and
Waste Management, respectively. During temporary closure (periods greater than
those required for normal maintenance), it is unlikely that there would be any routine
releases of harmful substances to the environment, since the facility would not be
operating. For permanent closure, the only routine emissions would be related to
facility demolition or dismantling, such as exhaust from heavy equipment or fugitive
dust emissions. These would be subject to closure conditions adopted by the
Energy Commission once a closure plan is received from the project owner.
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RESPONSE TO PUBLIC AND AGENCY COMMENTS

SUZANNA WONG

SW-1 “Total project-related health risk is needed to reflect risks from different
technical areas” — Risk estimates referred to in the Public Health section differ from
those in other sections and are not directly additive. Public Health risk analysis is
based on routine project operating conditions, whereas the Hazardous Material
Management and Worker Safety and Fire Protection sections analyze upset
conditions. Other sections, such as Waste Management and Soils and Water
Resources, do not estimate risk. Air Quality compares ambient levels of pollutants
to health-based standards, and does not involve a risk calculation.

SW-2 “Provide pollutant levels and information on various parameters used for
public health risk assessment” — Informal Data Requests and Responses (April 7,
2000) for diesel exhaust from construction equipment, diesel fire pump; Supplement
C to the AFC (Feb. 15, 2000) for noncriteria pollutant emission factors, emission
levels, impacts; and AFC sections on air quality and public health for parameters.

SW-3 “Explain how accumulation from deposition in soil, water, and in organs and
tissues of human subjects have been accounted for in the health risk assessment” —
The exposure analysis performed as part of the screening health risk assessment
includes the four minimum pathways recommended by the Office of Environmental
Health Hazard Assessment: inhalation, soil ingestion, dermal exposure, and
mother’s milk. Dispersion modeling provides air concentrations that are used in an
environmental fate analysis to determine soils and water concentrations. Human
noninhalation exposure is determined based on such concentrations. Algorithms in
the health risk assessment model calculate the estimated environmental fate of
facility emissions, that is, what portion of the facility’s emissions remains in the air,
is deposited on the soil or in water, or is taken up by vegetation. The cancer
analysis then assumes constant exposure to the substance for 70 years.

SW-4 “The health risk assessment is not conservative because the pollutant list is
not complete, some pollutant risks are not quantified, reference exposure levels
(RELs) may vary, and the database for RELs and cancer potency factors are not
complete” — All identified pollutants from relevant federal and state emission factor
databases and reclaimed water quality analyses were included in the health risk
assessment. The assessment itself conforms with procedures approved by the
Toxics Committee of the California Air Pollution Control Officers Association and the
Office of Environmental Health Hazard Assessment (OEHHA), and uses cancer
potency factors and RELs promulgated by OEHHA. The risk assessment
procedures are specifically designed to be conservative, or health protective.

SW-5 “Please indicate whether women during pregnancy have been included as
sensitive individuals within the population for health risk considerations” — The
“Determination of Acute Reference Exposure Levels for Airborne Toxicants, March
1999 released by OEHHA states that RELs are intended to protect the individuals
who live or work in the vicinity of emissions of these substances, and that
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individuals in the general population who may be at greater risk for developing
adverse effects following chemical exposure include those undergoing physiological
change, such as pregnant women and their fetuses.

SW-6 “For each pollutant, provide the most sensitive adverse health effect and the
most sensitive individual used in the determination of the REL. Also identify the
cancer type and the subjects used to determine the potency factor for cancer risk
estimates” — Note that exposure to pollutants emitted from the proposed project is
not expected to result in any significant adverse public health effects. The OEHHA
website (http://www.oehha.ca.gov/air/hot_spots/index.html) provides detailed
information regarding the derivation of RELs and cancer potency factors. A brief
discussion of the toxic air contaminants ammonia, benzene, and formaldehyde is
provided here for illustrative purposes.

Acute Exposure

Ammonia: most sensitive endpoints are eyes and respiratory system; conditions
which predispose people to its toxic effects include asthma and other respiratory
ailments including underlying cardiopulmonary disease and lack of tolerance due to
past exposures.

Benzene: most sensitive endpoints are reproductive/developmental effects;
predisposing conditions are existing hematological disorders and cellular anemias,
heart conditions, and obesity.

Formaldehyde: most sensitive endpoint is eye irritation; hazard index targets are
eye, respiratory, and immune systems; predisposing conditions are eye, skin,
respiratory, or allergic conditions, especially asthma.

Chronic Exposure

Ammonia: hazard index target is respiratory system; critical effects are pulmonary
function, irritation of eye, skin, and respiratory system; uncertainty factor to account
for sensitive individual — 10x.

Benzene: hazard index target is hematopoietic and nervous system; critical effects
are lowered red and white blood cells; uncertainty factor to account for sensitive
individual is 10x.

Formaldehyde: hazard index target is respiratory system, eyes; critical effects are
eye and upper and lower airway irritation, degenerative, inflammatory and
hyperplastic changes of the nasal mucosa; uncertainty factor to account for
sensitive individual is 10x.

Cancer

Benzene: a combination of animal and human data were used; epidemiological data
included studies of leukemia in workers exposed via inhalation.

Formaldehyde: pharmacokinetic interpolation of animal data; upper respiratory tract
cancer, brain cancer, leukemia.

SW-7 “Include a description of adverse health effects for each pollutant” — Please
see the response to SW-6.

PHIL HOLDEN

PH-2 “What is the risk to health of nitrogen dioxide for those who are not in perfect
medical condition” - Health effects of particular concern in relation to low-level
nitrogen dioxide exposure include: (1) effects of acute exposure on some

PUBLIC HEALTH 102 October 10, 2000



asthmatics and possibly on some persons with chronic bronchitis, (2) effects on
respiratory tract defenses against infection, (3) effects on the immune system, (4)
initiation or facilitation of the development of chronic lung disease, and (5)
interaction with other pollutants. Groups which may be especially susceptible to
nitrogen dioxide related health effects include asthmatics, persons with chronic
bronchitis, infants and young children, cystic fibrosis and cancer patients, people
with immune deficiencies, and the elderly. Studies using controlled brief exposures
on sensitive groups have shown an increase in bronchial reactivity or airway
responsiveness of some asthmatics, and decreased lung function in some patients
with chronic obstructive lung disease. In general, bronchial hyperreactivity (an
exaggerated tendency of the airways to constrict) is markedly greater in asthmatics
than in nonasthmatics upon exposure to respiratory irritants. At exposure
concentrations relevant to the current one hour ambient standard, there appears to
be little, if any, effect on respiratory symptoms of asthmatics.

PH-3 “What are the health risks of ammonia” — There are no significant health risks
from ammonia at levels expected to be emitted from the proposed project. In
general, health effects from ammonia vapor can include irritation of the eyes and
respiratory tract, conjunctivitis, laryngitis, and pulmonary edema.

CONCLUSIONS AND RECOMMENDATIONS

Staff has analyzed potential public health risks associated with construction and
operation of the MEC project. With implementation of the condition of certification
included herein, as noted, staff does not expect there to be any significant adverse
cancer, or short- or long-term noncancer health effects from project emissions.

The health risk assessment performed by the applicant has been reviewed by the
BAAQMD Toxics Evaluation Section and found to be in accordance with guidelines
adopted by OEHHA, CARB and CAPCOA. Pursuant to the BAAQMD Risk
Management Policy, the increased carcinogenic risk attributed to this project is
considered to be not significant since it is less than 1.0 in one million. The chronic
hazard index attributed to the emission of non-carcinogenic air contaminants is
considered to be not significant since it is less than 1.0. Therefore, the MEC facility
is in compliance with the BAAQMD Toxic Risk Management Policy (BAAQMD
2000b, p. 21).

CONDITION OF CERTIFICATION

PUBLIC HEALTH-1  The project owner shall perform a visual inspection of the
cooling tower drift eliminators once per calendar year, and repair or replace
any drift eliminator components which are broken or missing. Prior to initial
operation of the project, the project owner shall have the cooling tower
vendor’s field representative inspect the cooling tower drift eliminator and
certify that the installation was performed in a satisfactory manner. The CPM
may, in years 5 and 15 of project operation, require the project owner to
perform a source test of the PM;o emissions rate from the cooling tower to
verify continued compliance with the vendor guaranteed drift rate.
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Verification: The project owner shall include the results of the annual inspection
of the cooling tower drift eliminators and a description of any repairs performed in
the next required annual compliance report. The initial compliance report will
include a copy of the cooling tower vendor’s field representative’s inspection report
of the drift eliminator installation. If the CPM requires a source test as specified in
Public Health-1, the project owner shall submit to the CPM for approval a detailed
source test procedure 60 days prior to the test. The project owner shall incorporate
the CPM’s comments, conduct testing, and submit test results to the CPM within 60
days following the tests.
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ATTACHMENT A - CRITERIA POLLUTANTS

OZONE (O3)

Ozone is formed when reactive organic gases are mixed with nitrogen oxides in the
presence of sunlight. Heat speeds up the reaction, typically leading to higher
concentrations in the summer months. Ozone is a colorless, very reactive gas
which oxidizes other materials. Oxidation damages living cells and tissues by
altering their protein, lipid, and carbohydrate components or products. Such
damage leads to dysfunction and death of cells in the lung and in other internal
tissues.

The U.S. EPA revised the federal ozone standard on July 18, 1997 (62 Fed. Reg.
38856), based on new health studies which became available since the standard
was last revised in 1979. These new studies showed that adverse health effects
occur at lower ambient concentrations over longer exposure times than those
reflected in the previous standard, which was based on acute health effects
associated with heavy exercise and short-term exposures. The U.S. EPA’s
proposed ozone rule lists health effects which have been attributed to result from
short-term (one to three hours) and prolonged (six to eight hours) exposure to
ozone (61 Fed. Reg. 65719). However, a 1999 federal court ruling blocked
implementation of the ozone 8-hour standard. EPA has asked the U.S. Supreme
Court to reconsider that decision.

Acute health effects induced by short-term exposures include transient reductions in
pulmonary function, and transient respiratory symptoms including cough, throat
irritation, chest pain, nausea, and shortness of breath with associated effects on
exercise performance. Other health effects associated with short-term or prolonged
O3 exposures include increased airway responsiveness (a predisposition to
bronchoconstriction caused by external stimuli such as pollen and dust),
susceptibility to respiratory infection by impairing lung defense mechanisms,
increased hospital admissions and emergency room visits, and transient pulmonary
inflammation.

Generally, groups considered especially sensitive to the effects of air pollution
include persons with existing respiratory diseases, children, pregnant women, and
the elderly. However, controlled exposure data on people in clinical settings have
indicated that the population at greatest risk of acute effects from ozone exposures
are children and adults engaged in physical exercise. Children are most at risk
because they are active outside, playing and exercising, during the summer when
ozone levels are at their highest. Adults who are outdoors and engaging in
activities involving heavy levels of exertion during the summer months are also
among those most at risk. Exertion increases the amount of Oz entering the
airways and can cause Oz to penetrate to peripheral regions of the lung where lung
tissue is more likely to be damaged. These individuals, as well as those with
respiratory illnesses, such as asthma, can experience a reduction in lung function
and increased respiratory symptoms, such as chest pain and cough, when exposed
to relatively low ozone levels during periods of moderate exertion.
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CARBON MONOXIDE (CO)

Carbon monoxide is a colorless, odorless gas which is a product of inefficient
combustion. It does not persist in the atmosphere, but is quickly converted to
carbon dioxide. However, it can reach high levels in localized areas, or “hot spots”.

CO reduces the oxygen carrying capacity of the blood, thereby disrupting the
delivery of oxygen to the body’s organs and tissues. Persons sensitive to the
effects of carbon monoxide include those whose oxygen supply or delivery is
already compromised. Thus, groups potentially at risk to carbon monoxide
exposure include persons with coronary artery disease, congestive heart failure,
obstructive lung disease, vascular disease, anemia, the elderly, newborn infants,
and fetuses (CARB 1989, p. 9). In particular, people with coronary artery disease
were found to be especially at risk from carbon monoxide exposure (CARB 1989, p.
9). Tests conducted on patients with confirmed coronary artery disease indicated
that exposure to low levels of carbon monoxide during exercise produced significant
cardiac effects. These included earlier onset of chest pain (angina) and
electrocardiographic changes indicative of effects on the heart muscle (CARB 1989,
p. 6). Such changes can limit the ability of patients with coronary artery disease to
exert themselves even moderately. Therefore, the statewide carbon monoxide one
hour and eight hour standards were adopted in part to prevent aggravation of chest
pain. Additionally, however, the standards are intended to prevent decreased
exercise tolerance in persons with peripheral vascular disease and lung disease,
impairment of central nervous system functions, and increased risk to fetuses (Cal.
Code Regs., tit. 17, [170200).

PARTICULATE MATTER (PM)

Particulate matter is a generic term for particles of various substances which occur
as either liquid droplets or small solids over a wide range of sizes. Particles having
the most potential to adversely affect human health are those less than 10
micrometers (millionths of a meter) in diameter which may be inhaled and deposited
into the deep portions of the lung (PM1o). PM may originate from anthropogenic or
natural sources such as stationary or mobile combustion sources or windblown
dust. Particles may be emitted directly to the atmosphere or may be the result of
physical and chemical transformation of gaseous emissions such as sulfur oxides,
nitrogen oxides, and volatile organic compounds. PM;p includes elements such as
carbon, lead, and nickel; compounds such as nitrates, organics, and sulfates; and
complex mixtures such as diesel exhaust and soil. The size, chemical composition,
and concentration of ambient PM; can vary considerably from area to area and
from season to season within the same area.

PMso can be grouped into two general sizes of particles, fine and coarse, which
differ in formation mechanisms, chemical composition, sources, and potential health
effects. Fine-mode particles are those having a diameter of 2.5 micrometers or less
(PMzs), while the coarse-mode fraction of PM consists of particles ranging from 10
micrometers down to 2.5 micrometers in diameter (PMip.25). The following
information on PM 2.5 health effects and federal standards is included for

PUBLIC HEALTH 108 October 10, 2000



information only. A 1999 federal court ruling blocked implementation of these
standards. EPA has asked the U.S. Supreme Court to reconsider that decision.

PMa 5 is derived both from combustion by-products which have volatilized and
condensed to form primary PM, s and from precursor gases reacting in the
atmosphere to form secondary PM;s. Fine particles include nitrates, organic
compounds, sulfates, ammonium, and trace elements (including metals) as well as
elemental carbon such as soot. Major sources of fine particles are fossil fuel
combustion by electric utilities, industry and motor vehicles, vegetation burning, and
the smelting or other processing of metals. Dry deposition of fine mode particles is
slow and such particles may have long lifetimes in the atmosphere (days to weeks)
and travel hundreds to thousands of kilometers. They tend to be uniformly
distributed over urban areas and larger regions and are removed from the
atmosphere primarily by forming cloud droplets and falling out in raindrops.

Coarse-mode PMso.2 5 is formed by crushing, grinding, and abrasion of surfaces,
breaking large pieces of materials into smaller pieces. Coarse particles consist
mainly of soil dust containing oxides of silicon, aluminum, calcium, and iron; as well
as fly ash, particles from tires, pollen, spores, and plant and insect fragments.
Coarse particles normally have shorter lifetimes (minutes to hours) and only travel
short distances (less than tens of kilometers). They tend to be unevenly distributed
across urban areas and have more localized effects than fine particles.

Because PM;o includes many different types of particles with widely divergent
chemical characteristics, potential health effects depend upon the constituent make-
up of PMyp to which persons may be exposed.

The size of the particles inhaled determines where they are deposited in the
respiratory system. Coarse particles are deposited most often in the nose and
throat. Fine particles are deposited most often in the bronchial tubes and in the air
sacs, with the greatest percentage being deposited in the air sacs. Particles
deposited in the air sacs are removed more slowly by the body than particles in
either the nose and throat or the bronchial tubes. Because of the longer residence
time, they have a greater opportunity to cause adverse health effects.

Many epidemiological studies have shown that exposure to particulate matter is
associated with a variety of health effects, including premature mortality,
aggravation of respiratory and cardiovascular disease, changes in lung function and
increased respiratory symptoms, changes to lung tissues and structure, and altered
respiratory defense mechanisms. Based on their review of a number of such
community epidemiological studies published after 1987 when the federal standards
were last revised, the U.S. EPA concluded that then-current standards were not
sufficiently stringent to prevent the occurrence of adverse public health effects.
Therefore, federal PM standards were revised on July 18, 1997 (62 Fed. Reg.
38652) by adding new annual and 24-hour PM, 5 standards to the existing annual
and 24-hour PM;o standards. The U.S. EPA’s review concluded that fine particles
were a better surrogate for those components of PM most likely linked to mortality
and morbidity effects at levels below the previous standards, while high
concentrations of coarse fraction particles are linked to effects such as aggravation
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of asthma. Taken together, the new standards are meant to provide increased
protection against a wide range of PM-related health effects, including premature
mortality and increased hospital admissions and emergency room visits, primarily in
the elderly and individuals with cardiopulmonary disease; increased respiratory
symptoms and disease in children and individuals with cardiopulmonary disease
such as asthma; decreased lung function, particularly in children and individuals
with asthma; and alterations in lung tissue and structure and in respiratory tract
defense mechanisms.

California has 24-hour and annual standards for PM;o only which are based on
studies which describe the lowest probable effects levels and which represent the
lowest pollution levels at which health effects were investigated (CARB 1982, pp.
81,84). The studies included investigations of increased rates of asthma attack,
increased mortality, and changes in the health status of bronchitis patients.

California’s 24-hour PM; standard is intended to prevent exacerbation of symptoms
in sensitive patients with respiratory disease, declines in pulmonary function
(especially in children), and excess mortality from short-term exposure (Cal.. Code
Regs., tit. 17, [170200). The standard is intended to provide a small margin of
safety to account for the possibility of effects occurring at lower levels (CARB 1982,
p. 84). The state 24 hour PM;o standard was set to be more stringent than the
national 24 hour PM;o standard. At the time of CARB’s adoption of the state
standard, the U.S. EPA had not set federal 24 hour PM, 5 standards, and CARB
found that the federal standard did not adequately protect public health (CARB
1991, p. 26).

The annual standard is based on studies which show that long-term exposure to
PMjo causes decreased breathing capability and increased respiratory illness in
susceptible populations such as children (CARB 1991, p. 25). The annual standard
is also based on the lifetime risk of cancer from exposure to carcinogenic particles
known to be present in this size fraction (CARB 1982, p. 84).

NITROGEN DIOXIDE (NO,)

Nitrogen dioxide is formed either directly or indirectly when oxygen and nitrogen in
the air combine during combustion processes. It is a relatively insoluble gas which
is able to penetrate deep into the lungs, its principal site of toxicity. Its toxicity is
thought to be due to its capacity to initiate free radical reactions and to oxidize
cellular proteins and other biomolecules (CARB 1992, Appendix A, p. 4).

Sublethal exposures in animals produce inflammation and various degrees of tissue
injury characteristic of oxidant damage (Evans in CARB 1992, Appendix A, p. 5).
The changes produced by low-level acute or subchronic exposure appear to be
reversible when animals are allowed to recover in clean air.

Health effects of particular concern in relation to low-level nitrogen dioxide exposure

include: (1) effects of acute exposure on some asthmatics and possibly on some
persons with chronic bronchitis, (2) effects on respiratory tract defenses against
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infection, (3) effects on the immune system, (4) initiation or facilitation of the
development of chronic lung disease, and (5) interaction with other pollutants
(CARB 1992, Appendix A, p. 5).

Several groups which may be especially susceptible to nitrogen dioxide related
health effects have been identified (CARB 1992, Appendix A, p. 3). These include
asthmatics, persons with chronic bronchitis, infants and young children, cystic
fibrosis and cancer patients, people with immune deficiencies, and the elderly.

Studies using controlled brief exposures on sensitive groups have shown an
increase in bronchial reactivity or airway responsiveness of some asthmatics, and
decreased lung function in some patients with chronic obstructive lung disease
(CARB 1992, Appendix A, p. 2). In general, bronchial hyperreactivity (an
exaggerated tendency of the airways to constrict) is markedly greater in asthmatics
than in nonasthmatics upon exposure to respiratory irritants (CARB 1992a, p. 107).
At exposure concentrations relevant to the current one hour ambient standard, there
appears to be little, if any, effect on respiratory symptoms of asthmatics (CARB
1992a, p. 108).

SULFUR DIOXIDE (SO,

Sulfur dioxide is formed when any sulfur-containing fuel is burned. SO; is highly
soluble and consequently absorbed in the moist passages of the upper respiratory
system. Exposure to sulfur dioxide can cause changes in lung cell structure and
function that adversely affect a major lung defense mechanism known as muco-
ciliary transport. This mechanism functions by trapping particles in mucus in the
lung and sweeping them out via the cilia (fine hair-like structures) also in the lung.
Slowed mucaociliary transport is frequently associated with chronic bronchitis.

Exposure to sulfur dioxide can produce both short- and long-term health effects.
Therefore, California has established sulfur dioxide standards to reflect both short-
and long-term exposure concerns. Based on controlled exposure studies of human
volunteers, investigators have found that asthmatics comprise the group most
susceptible to adverse health effects from exposure to sulfur dioxide (CARB 1994,
p. V-1).

The primary short-term effect is bronchoconstriction, a narrowing of the airways
which results in labored breathing, wheezing, and coughing. The short-term (one
hour) standard is based on bronchoconstriction and associated symptoms (such as
wheezing and shortness of breath) in asthmatics and is designed to protect against
adverse effects from five to ten minute exposures. In the opinion of the California
Office of Environmental Health Hazard Assessment, the short-term ambient
standard is likely to afford adequate protection to asthmatics engaged in short
periods of vigorous activity (CARB 1994, Appendix A, p. 16).

Longer-term exposure is associated with an increased incidence of respiratory
symptoms (e.g., coughing and wheezing) or respiratory disease, decreases in
pulmonary function, and an increased risk of mortality (CARB 1991a, p. 12). The
long-term (24 hour) standard is based upon increased incidence of respiratory
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disease and excess mortality. The standard includes a margin of safety based on
epidemiological studies which have shown adverse respiratory effects at levels
slightly above the standard. Some of the studies indicate a sulfur dioxide threshold
for effects, whereby “no adverse effects” are expected from exposures to
concentrations at the state standard (lbid.).
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WORKER SAFETY AND FIRE PROTECTION

Testimony of Kathleen Hann

INTRODUCTION

The statutory authority and requirements for worker and fire protection are set forth
in laws, ordinances, regulations, and standards (LORS), and enforced through
Federal, State, and local regulations. The effective implementation of worker safety
programs at a facility are critical to the protection of workers from workplace
hazards. These programs are documented through project specific, worker safety
plans. Industrial workers at the proposed facility will operate, process equipment,
and handle hazardous materials, and may face other workplace hazards that can
result in accidents, serious injury or even death. The worker safety and fire
protection measures proposed for this project are designed to either eliminate or
minimize such hazards through special training, protective equipment or procedural
controls

The purpose of this analysis is to assess the adequacy of worker safety and fire
protection measures proposed by Calpine Corporation and Bechtel Enterprises, Inc.
for the Metcalf Energy Center (MEC). Staff has reviewed both the original
Application for Certification (AFC) submitted by (April, 1999), the October 1, 1999
AFC Supplement A, the October 15, 1999 AFC Supplement B, and the February 15,
2000 AFC Supplement C to determine whether MEC has proposed adequate
measures to:

comply with applicable safety laws, ordinances, regulations and standards;
protect the workers during construction and operation of the facility;
protect against fire; and
provide adequate emergency response procedures.
Staff has determined that the features of the proposed project, in association with

the proposed worker safety plans and procedures, will comply with applicable LORS
and minimize the exposure of workers to industrial accidents or hazards.

LAWS, ORDINANCES, REGULATIONS AND STANDARDS (LORS)

FEDERAL

In December 1970 Congress enacted Public Law 91-596, the Federal Occupational
Safety and Health Act of 1970 (the Act). The Act mandates safety requirements in
the workplace and is found in Title 29 of the United States Code, § 651 (29 U.S.C.
88 651 through 678). This public law is codified at Title 29 of the Code of Federal
Regulations, under General Industry Standards, Parts 1910.1 through 1910.1450
(29 CFR Part 1910.1 - 1910.1450) and clearly defines the procedures for
promulgating regulations and conducting inspections to implement and enforce
safety and health procedures to protect workers, particularly in the industrial sector.
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Most of the safety and health standards now in force under the Act for general
industry represent a compilation of materials authorized by the Act from existing
federal standards and national consensus standards. These include standards from
the voluntary membership organizations of the American National Standards
Institute (ANSI), and the National Fire Protection Association (NFPA) which
publishes the National Fire Codes.

The congressional purpose of the Act is to ““assure so far as possible every working
man and woman in the nation safe and healthful working conditions and to preserve
our human resources,”™ (29 USC 8§ 651). The Federal Department of Labor
promulgates and enforces safety and health standards that are applicable to all
businesses affecting interstate commerce. The Department of Labor established
the Occupational Safety and Health Administration (OSHA) in 1971 to discharge the
responsibilities assigned by the Act.

Applicable Federal requirements include:

29 U.S. Code 8§ 651 et seq. (Occupational Safety and Health Act of 1970)
29 CFR Part 1910.1-1910.1450 (Occupational Safety and Health
Administration Safety and Health Regulations)

29 CFR Part 1952.170-1952.175

(Federal approval of California’s plan for enforcement of its own Safety and Health
requirements, in lieu of most of the Federal requirements found in 29 CFR Part
1910.1-1910.1500)

STATE

California passed the Occupational Safety and Health Act of 1973 (Cal/OSHA) as
published in the California Labor Code § 6300 et seq. Regulations promulgated as
a result of the Act are codified at Title 8 of the California Code of Regulations,
beginning with Part 450 (8 CCR Part 450 et seq.) The California Labor Code
requires that the State Standards Board must adopt standards at least as effective
as the federal standards, which have been, promulgated (Labor Code §8142.3(a)).
Health and Safety laws meet or exceed the Federal requirements. Hence,
California obtained federal approval of its State health and safety regulations in lieu
of the federal requirements published at 29 CFR Parts 1910.1 - 1910.1500). The
Federal Secretary of Labor, however, continually oversees California’s program and
will enforce any federal standard for which the State has not adopted a Cal/OSHA
counterpart.

The State of California Department of Industrial Relations is charged with the
responsibility for administering the Cal/OSHA plan. The Department of Industrial
Relations is further split into six divisions to oversee, among other activities:
industrial accidents, occupational safety and health, labor standards enforcement,
statistics and research, and the State Compensation Insurance Fund (workers
compensation).
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Employers are responsible to insure that their employees are informed about
workplace hazards, potential exposure and the work environment (Labor Code 8
6408). Cal/OSHA's principal tool in ensuring that workers and the public are
informed is the Material Safety Data Sheet (MSDS) (8 CCR § 5194). This
regulation was promulgated in response to California’s Hazardous Substances
Information and Training Act of 1990 (1980 § 874 and Labor Code 88 6360-6399.7).
It mirrored the Federal Hazard Communication Standard (29 CFR Part 1910.1200)
which established an employee’s “right to know” about chemical hazards in the
workplace, but added the provision of applicability to public sector employers.

Finally, California Senate Bill 198 requires that employers establish and maintain a
written Injury and lliness Prevention Program to identify workplace hazards and
communicate them to its employees through a formal employee-training program
(8 CCR § 3203).

Applicable State requirements include:

8 CCR 8§ 339 - List of hazardous chemicals relating to the Hazardous Substance
Information and Training Act

8 CCR § 450, et seq. Cal/lOSHA regulations

24 CCR 8 3, et seq. - incorporates the current addition of the Uniform Building
Code

Health and Safety Code § 25500, et seq. - Risk Management Plan requirements
for threshold quantity of listed acutely hazardous materials at the facility

Health and Safety Code § 255000 - 25541 - Hazardous Material Business Plan
detailing emergency response plans for hazardous materials emergency at the
facility

LOCAL

The California Building Standards Code published at Title 24 of the California Code
of Regulations, (24 CCR § 3, et seq.) is comprised of eleven parts containing the
building design and construction requirements relating to fire and life safety and
structural safety. The Building Standards Code includes the electrical, mechanical,
energy, and fire codes applicable to the project. Local planning /building & safety
departments enforce the California Uniform Building Code.

National Fire Protection Association (NFPA) standards are published in the
California Fire Code. The fire code contains general provisions for fire safety,
including but not restricted to: 1) required road and building access; 2) water
supplies; 3) installation of fire protection and life safety systems; 4) fire-resistive
construction; 5) general fire safety precautions; 6) storage of combustible materials;
7) exits and emergency escapes; and 8) fire alarm systems. The California Fire
Code is published at Part 9 of Title 24 of the California Code of Regulations.

Similarly the Uniform Fire Code Standards, a companion publication to the

California Fire Code, contains standards of the American Society for Testing and
Materials and the NFPA. It is the United State’s premier model fire code. Itis
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updated annually as a supplement and published every third year by the
International Fire Code Institute to include all approved code changes in a new
edition.

Applicable local requirements include:

1998 Edition of California Fire Code and all applicable NFPA standards (24
CCR Part 9)

Uniform Fire Code Standards

California Building Code Title 24, California Code of Regulations Part 3, et seq.
SETTING

Calpine Corporation and Bechtel Enterprises, Inc. propose to jointly develop the
MEC into a natural gas-fueled power plant at the southern edge of the City of San
Jose in Santa Clara County. A nearby 400-acre complex is also undergoing review
for development in this area. Historically, urban development has been restricted in
the Coyote Valley by public policies to preserve its rural character. Within the last
several decades, however, the City of San Jose has set aside the northern Coyote
Valley for large single user sites where major companies can consolidate their
operations.

Although the MEC site is formally within the South Santa Clara County Fire District’s
Jurisdiction, the City of San Jose Fire Department (SJFD) generally provides
service to county pockets that are surrounded by city lands, such as the MEC site.

The SJFD Fire Station 27, as shown on WORKER SAFETY AND FIRE
PROTECTION Table 1, is presently the closest station to the MEC site. Itis located
near Santa Teresa Park in San Jose and would provide the initial emergency
response, having a response time of 7 minutes to the MEC site. Station 12, also
located in San Jose with a response time of 12 minutes, would provide back-up
support. Two other stations in San Jose, Stations 18 and 29, will provide additional
back-up support with eight Type 1 engines, ten fire trucks, a light unit, and a water
tender between them. In addition to fire response capabilities, these fire stations
have first responder HAZMAT capabilities. In that respect, they are individuals who
initially respond to releases or potential releases of hazardous substances for the
purpose of protecting nearby persons, property or the environment from the effects
of the release (reference Title 29, Code of Federal Regulations 1910.120).

In the event of a sustained hazardous materials release, the SJFD’s Hazardous
Incident Team (HIT Unit) will provide response support. The HIT Unit is located at
SJFD Station Number 29 at 199 Innovation Drive in north San Jose. Response
time is in excess of 30 minutes to the MEC site.
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WORKER SAFETY AND FIRE PROTECTION Table 1 provides an outline of the

equipment and personnel at each fire station.

WORKER SAFETY AND FIRE PROTECTION Table 1

Fire Station/Fire Protection Capabilities

(408) 277-4629

Station Response time Equipment Number
(personnel per vehicle of
listed in parenthesis) Firefight

ers

Station 27 Approximately 7 1 - Type 1 Engine (4)

239 Bernal Road minutes 1 — Type 4 Brush Patrol 4

near Santa Teresa

Park

(408) 277-8900

Station 12 Approximately 12 1 - Type 1 Engine (4)

502 Calero minutes 1 — Type 4 Brush Patrol 4

Avenue

San Jose

(408) 277-4612

Station 18 Approximately 12-15 1 - Type 1 Engine (4)

Intersection of minutes 1 — Fire Truck (5) 9

Monterey Road 1 — Light Unit

and Skyway 1 — Water Tender

Avenue

(408) 277-4618

Station 29 Greater than 30 1 — Type 1 Engine (4)

199 Innovation minutes 1 — Fire Truck (5) 14

Drive 1 — HIT Unit (4)

Source: Following is a general description of the listed response equipment:

The Fire Engine is a primary response unit. It has a 600 gallon water tank, a
minimum of 1,500 gallon per minute (gpm) pump, 2,400 feet of hose and a
advance life support (ALS) medical response unit.

Fire Trucks are also primary response units, and have a 500-gallon water tank,
a 1,250-gpm pump, 1,000 feet of hose and an aerial ladder with stream
capability of 1000 gpm.

Brush Patrol is primarily used for fighting wild fires such grass fires. Each
consists of a 265-gallon water tank, 150 gpm-water pump, and comes with 4-

wheel drive.

Water Tender has a 1,250-gallon water supply, a 500-gpm pump, and an
auxiliary 2,000-gallon folding tank.

Light Unit consists of a 20 kw generator and lighting capability for night
operations and for use with rescue equipment on fire truck.
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IMPACTS

PROJECT SPECIFIC IMPACTS

FIRE PROTECTION

Staff reviewed the information provided in the AFC regarding available fire
protection services and equipment (AFC Section 8.8.1.7.2 Fire Protection), to
determine if the project would adequately protect workers and if it would impact the
fire protection and emergency response services of the Fire Department. The
project will rely on both on-site fire protection systems and the Fire Department’s
fire protection and emergency response services.

The information provided in the AFC indicates that the proposed fire protection
system at the site will be adequate for fighting incipient fires. The proposed fire
protection system at the site includes fire alarms, detection systems, fire hydrants,
and hose stations throughout the facility. Fixed fire suppression systems will be
installed at pre-determined fire risk areas, such as the transformers, turbine
lubrication oil equipment, and cooling tower. The facility fire mains will also supply a
vapor suppression system at the aqueous ammonia storage tank area. The system
will be designed and operated in accordance with National Fire Protection
Association (NFPA) standards and recommendations. Sprinkler systems will be
installed in the Control/Administration Building and Fire Pump Building, as required
by NFPA requirements. Hand-held fire extinguishers will be located in accordance
with NFPA 10 throughout the facility.

The applicant will be required to provide final diagrams and plans to staff and to the
District, prior to construction and operation of the project, to confirm the adequacy of
the proposed fire protection measures. All Fire Department access roads, water
mains, and fire hydrants shall be installed and operational during construction in
accordance with Article 87 of the Fire Code. A final inspection by the Fire
Department will be required to confirm that the facility meets all the Fire and

Building Code requirements, as a condition of the Building Permit.

A major fire, hazardous material release, or emergency rescue would require the
services of the local Fire department. None of the nearby stations have an
acceptable response time as defined by the City of San Jose Fire Department as 4-
6 minutes. The nearest responder (Station 27) is at least 7 minutes away and the
next responder (Station 12) is 12 minutes away. Furthermore, the nearest HIT Unit
(Station 29) has a response time is well in excess of 30 minutes. Planned
development of the proposed business complex on the nearby a 400-acre portion of
land in the North Coyote Valley Campus industrial area will accommodate 20,000
additional jobs and require infrastructure development. It is anticipated that these
improvements in infrastructure and fire protection services will be planned, funded,
and constructed through creation of an assessment district by the City of San Jose.
The MEC will contribute to the increased development in this area and will add to he
burden on fire protection services, which are currently inadequate for either the
MEC project and/or the proposed 400-acre complex.
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In a letter to the California Energy Commission (August 18, 1999), the City of San
Jose Fire Department indicated that the MEC project would cause significant
impacts on the department’s ability to provide adequate services (King, January 7,
2000). The letter explains that the AFC does not address the Fire Department’s
increasing workload by station companies under existing conditions. The Fire
Department stated that the development of the MEC project would initiate the need
for a new fire station and staffing, with a minimum of one engine and truck
company. Additionally, the MEC project will require additional water main
distribution lines, public water lines, public (off-site) and private (on-site) fire
hydrants and other improvements required pursuant to the Uniform Fire Code.

Staff has recommended that the costs for building and staffing a new station and
associated equipment be shared among all project owners who are planning
development in the North Coyote Valley. The City of San Jose has expressed a
desire to take the lead in resolving the issue among all developers in the area, and
has proposed to establish a community Facilities District to assess fees on all
development in the Coyote Valley Research Park. In this regard staff has proposed
a condition of certification WORKER SAFETY -3 to assure that the MEC’s impacts
to the Fire Department’s fire and emergency service capabilities will be mitigated in
this manner.

WORKER SAFETY

Industrial environments are potentially dangerous. Workers could be exposed to
chemical spills, hazardous waste, fires, moving equipment, and confined space
entry and egress problems. It is important for Calpine/Bechtel to have well-defined
policies and procedures, training, and hazard recognition and control at their facility
to minimize such hazards and protect workers as described below in the mitigation
section of this analysis.

During construction and operation of the MEC facilities, there is the potential for
both incipient (small) fires, accidental releases of flammable gasses or liquids, or
emergency response incidents. Electrical sparks, combustion of fuel oil, natural gas
or flammable liquids, and over-heated equipment, may cause incipient fires.
Although unlikely, larger fires could develop from uncontrolled incipient fires, or from
accidental releases of natural gas or other flammable gasses or liquids.

CUMULATIVE IMPACTS

The worker safety and fire hazards associated with the proposed construction and
operation of the MEC, along with other proposed developments in the North Coyote
area which are being permitted by San Jose County, will result in a significant
cumulative impact on the fire protection and emergency service capabilities of the
city and county Fire Departments but is mitigated by the assessment of fees (San
Jose Community Facilities District) to provide an adequate level of service. Please
refer to the discussion above and conditions of certification Worker Safety 3.
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MITIGATION

MITIGATION OF DIRECT IMPACTS

A Safety and Health Program will be prepared by the applicant to minimize worker
hazards during construction and operation. Staff uses the phrase ““Safety and
Health Program™ to refer to the measures that will be taken to ensure compliance
with the applicable LORS during the construction and operational phases of the
project.

CONSTRUCTION SAFETY AND HEALTH PROGRAM

The MEC project includes construction and operation of two natural gas-fired
combustion turbine generators equipped with evaporative combustion air coolers,
two heat recovery steam generators equipped with duct burners, a condensing
steam turbine generator, a mechanical draft cooling tower, electrical and natural gas
infrastructure, and water treatment facilities. Therefore, during the construction
phase of the project, workers will be exposed to hazards typical of construction and
operation of a gas-fired combined cycle facility.

Construction Safety Orders are published at Title 8 of the California Code of
Regulations beginning with section 1502 (8 CCR § 1502, et seq.). These
requirements are promulgated by Cal/OSHA and are applicable to the construction
phase of the project. The Construction Safety and Health Program will include the
following:

Construction Injury and lllness Prevention Program (8 CCR § 1509)
Construction Fire Protection and Prevention Plan (8 CCR § 1920)
Personal Protective Equipment Program (8 CCR 88§ 1514-1522)

Additional programs under General Industry Safety Orders (8 CCR 8§ 3200-6184),
Electrical Safety Orders (8 CCR 882299-2974) and Unfired Pressure Vessel Safety
Orders ( 8 CCR 88 450-544) include:

Electrical Safety Program

Unfired Pressure Vessel Safety Orders
Equipment Safety Program

Forklift Operation Program
Excavation/Trenching Program

Fall Prevention Program
Scaffolding/Ladder Safety Program
Articulating Boom Platforms Program
Crane and Material Handling Program
Housekeeping and Material Handling and Storage Program
Hot Work Safety Program

Respiratory Protection Program
Employee Exposure Monitoring Program
Confined Space Entry Program
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Hand and Portable Power Tool Safety Program
Hearing Conservation Program

Back Injury Prevention Program

Hazard Communication Program

Air Monitoring Program

Heat and Cold Stress Monitoring and Control Program
Pressure Vessel and Pipeline Safety Program

The AFC includes adequate outlines of each of the above programs. Prior to
construction of the MEC, detailed programs and plans will be provided pursuant to
the condition of certification WORKER SAFETY-1.

OPERATION SAFETY AND HEALTH PROGRAM

Upon completion of construction and prior to operations at MEC, the Operations
Safety and Health Program will be prepared pursuant to regulatory requirements of
Title 8 of the California Code of Regulations. MEC’s Operation Safety and Health
Program will include the following programs and plans:

Injury and lliness Prevention Program (8 CCR § 3203)
Emergency Action Program/Plan (8 CCR § 3220);

Fire Protection and Prevention Program (8 CCR § 3221); and;
Personal Protective Equipment Program (8 CCR 88 3401-3411);

Additional programs under General Industry Safety Orders (8 CCR 88 3200-6184),
Electrical Safety Orders (8 CCR §882299-2974) and Unfired Pressure Vessel Safety
Orders ( 8 CCR 88 450-544) include:

Motor Vehicle and Heavy Equipment Safety Program;
Forklift Operation Program

Excavation/Trenching Program

Fall Protection Program

Scaffolding/Ladder Safety Program

Crane and Material Handling Program

Hazard Communication Program

Hot Work Safety Program

Respiratory Protection Program

Electrical Safety Program

Confined Space Entry Program

Hand and Portable Power Tool Safety Program
Housekeeping and Material Handling and Storage Program
Hearing Conservation Program

Back Injury Prevention Program

Safe Driving Program

Employee Exposure Monitoring Program

Heat and Cold Stress Monitoring and Control Program
Pressure Vessel and Pipeline Safety Program

October 10, 2000 121 WORKER SAFETY & FIRE PROTECTION



The AFC includes adequate outlines of each of the above programs. Prior to
operation of the proposed MEC, detailed programs and plans will be provided
pursuant to the condition of certification WORKER SAFETY-2.

SAFETY AND HEALTH PROGRAM ELEMENTS

MEC provided the proposed outlines for both a Construction Safety and Health
Program and an Operation Safety and Health Program. The measures in these
plans are derived from applicable sections of state and federal law. The major

items required in both Safety and Health Programs are as follows:

Injury and lliness Prevention Program (I1IPP)

MEC will submit an expanded Construction and Operations lllness and Injury
Prevention Programs to Cal/OSHA for review and comment 30 days prior to both
construction and operation of the project. The IIPP will include the following
components as presented in MEC outline:

Responsible personnel

Safety and health policy

Work rules and safe work practices

System for ensuring that employee compliance with safe work practices
Employee communications

Identification and evaluation of workplace hazards

Methods and/or procedures for correcting unsafe or unhealthy conditions,
practices, or procedures in a timely manner based upon severity of the hazards
Specific safety procedures (included in Operations Safety and Health Program)
Training and instruction

Cal/OSHA will review and provide comments on the IIPP as the result of an onsite
consultation at MEC's request. A Cal/OSHA representative will complete a physical
survey of the site, analyze work practices, and assess those practices that may
likely result in iliness or injury. This on-site consultation will give Cal/OSHA an
opportunity to evaluate MEC’s IIPP in conjunction with the activities occurring on
site.

EMERGENCY ACTION PLAN

California regulations require an Emergency Action Plan (8 CCR § 3220). The
AFC contains a satisfactory outline for an emergency action plan. The outline
lists the following features:

Emergency escape procedures and emergency escape route assignments
Procedures to be followed by employees who remain to operate critical plant
operations before they evacuate

Procedures to account for all employees after emergency evacuation has been
completed

Rescue and medical duties for employees

Fire and emergency reporting procedures

Alarm and communication system

Contact personnel

WORKER SAFETY & FIRE PROTECTION 122 October 10, 2000



Response procedures for ammonia release
Training requirements

Staff proposed a condition of certification WORKER SAFETY-2, which requires
MEC to submit a final Operation’s Emergency Action Plan to Cal/OSHA for review
and comment after an on-site consultation. It also requires that MEC submit the
final Operation’s Emergency Action Plan to the Fire Department for review and
approval.

FIRE PREVENTION PLAN

California Code of Regulations requires Construction and Operation Fire Prevention
Plans (8 CCR § 1920 and 3221). The AFC contains a draft proposed fire
prevention plan which is acceptable to staff. The Construction and Operations Fire
Prevention Plans, which are required to be developed by staff's recommended
conditions of certification WORKER SAFETY-1 AND 2, will need to include the
following topics:

General requirements

Fire hazard inventory, including ignition sources and mitigation
Housekeeping and proper materials storage
Employee alarm/communication system
Portable fire extinguishers

Fixed freighting equipment

Fire control

Flammable and combustible liquid storage
Use of flammable and combustible liquids
Dispensing and disposal of liquids

Training

Contact personnel

Local fire protection services

The conditions of certification also require MEC to submit a copy of the Construction
and Operations Fire Prevention Plans to the California Energy Commission
compliance Project Manager (CPM) and Fire District for review and approval.

PERSONAL PROTECTIVE EQUIPMENT PROGRAM

California regulations stipulate that Personal Protective Equipment (PPE) and first
aid supplies are required whenever hazards are encountered which, due to process,
environment, chemicals or mechanical irritants can cause injury or impair bodily
function, as a result of absorption, inhalation or physical contact (8 CCR § 3380-
3400). MEC'’s operational environment will require PPE.

The PPE Program ensures that employers comply with the applicable requirements
for PPE and provide employees with the information and training necessary to
implement the program. MEC provided a satisfactory outline that identifies
minimum requirements of a proposed PPE program. The components of MEC'’s
program as outlined include:
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Hazard analysis and prescription of PPE
Personal protective devices

Head protection

Eye and face protection

Body protection

Hand protection

Foot protection

Skin protection

Sanitation

Safety belts and lifelines for fall protection
Protection for electric shock

Medical services and first air/ bloodborne pathogens
Respiratory protective equipment
Hearing protection

Training

Staff evaluated MEC'’s outline and assessed that the proposed PPE Program
contains the elements that will meet applicable regulations and will significantly
reduce the potential impact upon workers.

GENERAL SAFETY

In addition to the specific plans listed above, there are additional LORS applicable
to the project, which are called ““safe work practices™. Both the Construction and
the Operations Safety Programs will address safe work practices under a variety of
programs. The components of these programs are presented in the following
paragraphs.

MOTOR VEHICLE AND HEAVY EQUIPMENT SAFETY PROGRAM

This program concerns the operation and maintenance of vehicles, inspections,
personal protective equipment and traffic safety training for employees working on,
near, or with heavy equipment or vehicles. A safe driving training program will be
included in the operations safety program.

FORKLIFT OPERATION PROGRAM

Forklift operation will utilize only trained and certified operators. The training
program will include safe fueling procedures and forklift driving.

EXCAVATION/TRENCHING PROGRAM

A Cal/OSHA permit is required for certain trenches, excavations, structures,
scaffolding and dismantling. MEC’s program will include:

Shoring, sloping, and benching requirements
Cal/OSHA permit requirements

Inspection

Air monitoring
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Access and egress

FALL PROTECTION PROGRAM

Worker training will identify fall hazards and evaluate the appropriate protection
devices, such as safety harnesses.

SCAFFOLDING / LADDER SAFETY PROGRAM

Workers will be trained in the construction, inspection and proper use of ladder and
scaffolding equipment, and the appropriate safety and protective equipment to use.

ARTICULATING BOOM PLATFORMS PROGRAM
This program consists of:

Inspection of equipment
Load ratings

Safe operating parameters
Operator training

CRANE AND MATERIAL HANDLING PROGRAM

Only certified and licensed operators will permitted to operate crane. Worker
training will include:

Inspection of equipment
Load ratings
Safe operating parameters

HOT WORK SAFETY PROGRAM

Hot work is that which causes a spark and can ignite a fuel source, such as welding,
cutting and brazing. Before proceeding with hot work, workers will request a work
authorization for the projects assigned Safety Officer. The control operator, shift
supervisor will determine if hot work is required. Before proceeding, the area will be

inspected and the job posted. MEC'’s proposed Hot Work Safety Program would
include:

Welding and cutting procedures
Fire watch

Hot work permit

Personnel protective equipment
Training

EMPLOYEE EXPOSURE MONITORING PROGRAM

Routine medical surveillance will be conducted on workers to evaluate and monitor
individual exposure to hazardous conditions or substances. This program includes:

Exposure evaluation
Monitoring and reporting requirements
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Medical surveillance
Training

ELECTRICAL SAFETY PROGRAM

MEC'’s Electrical Safety Program will include procedures for grounding, lock-out/tag-
out, overhead and underground utilities, utility clearance and employee training.
Lock-out/tag-out requirements are specified under Title 8 of the California Code of
Regulations (8 CCR Sections 2320.4, 2320.5, 2320.6, 2530.43, 2530.86, 3314,
3340 and 3341). These procedures reduce employee exposure to moving
equipment, electrical shock, and hazardous and toxic materials. Lock-out is the
placement of a padlock, blank flange, or similar device on equipment to ensure it
will not be operated until the lock-out device is removed. Tag-out procedures utilize
warning signs that caution personnel when equipment can not be energized until
the lock-out device is removed. Warning signs are used to alert employees to the
presence of hazardous and toxic materials. MEC'’s lock-out/tag-out program will
include steps for applying and removing locks and tags, and employee training
procedures.

CONFINED SPACE ENTRY

The California Code of Regulations identifies the minimal standards for preventing
employee exposure to dangerous air contaminants and/or oxygen deficiency in
confined spaces, where there is an oxygen-deficient atmosphere, a limited means
of egress, or a source of toxic or flammable contaminants (8 CCR Sections 5156-
5168). Confined spaces include silos, tanks, vats, vessels, boilers, compartments,
ducts, sewers, pipelines, vaults, bins and pits. MEC included an outline of their
permit-required confined space entry program, which includes the following
components:

Air monitoring and ventilation requirements

Rescue procedures

Lock-out / tag-out and blocking, blinding, and blanking requirements
Permit completion

Training

Before entering a confined space, site personnel will evacuate or purge the space
and disconnect the lines that provide access of substances into the space. The air
in the vessel will be tested for oxygen deficiency, and the presence of toxic and
explosive gases and vapors. Employees will wear lifelines or safety harnesses
when entering the confined space, and a person will be stationed outside the
confined space to handle the line and summon assistance in case of emergency.
Appropriate respirators will be available under hazardous conditions.

HAND AND PORTABLE POWER TOOL SAFETY PROGRAM

This program applies to construction and operations. It will include guarding and
proper operations of power tools and worker training.
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HOUSEKEEPING AND MATERIAL HANDLING AND STORAGE PROGRAM

This program concerns storage requirements and proper handling of equipment,
and keeping walkways and work surfaces clean and safe. Worker training includes
good housekeeping practices.

EARING CONSERVATION PROGRAM

This program identifies high-noise environments and assigns hearing protective
devices appropriate to the noise level. Although hearing protection is included in

personal protective equipment, this program includes exposure monitoring and
medical surveillance, along with worker training.

BACK INJURY PREVENTION PROGRAM

Worker training in this program will consider proper lifting practices and material
handling procedures.

HAZARD COMMUNICATION PROGRAM

The Hazard Communications Standard establishes an employee’s right to know
about chemical hazards in the workplace. In accordance with federal and State
requirements, MEC will prepare a list of hazardous substances and provide a
Material Safety Data Sheet (MSDS) for each substance on the list found in the
workplace. MEC will train workers to under MSDS and to work safely with
hazardous substances. Worker training in this program will also include proper
labeling, storage and handling of hazardous materials.

RESPIRATORY PROTECTION PROGRAM

Respiratory protection is also incorporated in the personal protective equipment.
This program includes:

Proper selection and use of a respirator

Fit testing

Medical requirements

Inspection, repair, cleaning and storage of respirator
Training

HEAT AND COLD STRESS MONITORING AND CONTROL PROGRAM

This program includes monitoring, prevention and control for workers in hot or cold
environments.

PRESSURE VESSEL AND PIPELINE SAFETY PROGRAM

Workers at pressure vessels and pipelines will be trained in the following
procedures:

Line-breaking policy

Equipment inspection and maintenance
Blocking , bleeding, and blanking
Communication
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MITIGATION OF CUMULATIVE IMPACTS

The worker safety protection programs proposed by MEC will be applicable to the
construction and operation of the MEC facility and will provide adequate protection
for workers at that facility. Staff’'s recommended condition of certification Worker
Safety-3 will ensure that the MEC'’s contribution to cumulative impacts to the Fire
Department’s fire protection and emergency service capabilities will be adequately
mitigated.

FACILITY CLOSURE

The project owner/operator is responsible for maintaining an operational fire
protection system during closure activities. The project must also stay in
compliance with all applicable health and safety LORS during that time.

CONCLUSIONS AND RECOMMENDATIONS

CONCLUSIONS

If MEC provides: (1) a Construction Safety and Health Plan, and an Operation
Safety and Health Plan, as required by conditions of certification WORKER
SAFETY 1 and 2; and (2) provides funding for additional fire protection services
capabilities as required in condition of certification Worker Safety-3, staff believes
that the project will incorporate sufficient measures to ensure adequate levels of
worker safety and fire protection, and comply with applicable LORS.

RECOMMENDATIONS

If the Commission certifies the project, staff recommends that the Commission
adopt the following proposed conditions of certification. The proposed conditions of
certification provide assurance that the Project Construction and Operation Safety
and Health Programs proposed by the project owners will be reviewed by the
appropriate agencies before implementation. The conditions also require
verification that the proposed plans adequately assure worker safety and fire
protection and comply with applicable LORS.

PROPOSED CONDITIONS OF CERTIFICATION

WORKER SAFETY-1 The project owner shall submit to the CPM a copy of the
Project Construction Safety and Health Program, containing the following:

a construction Injury and lliness Prevention Program

a construction Fire Protection and Prevention Plan

a personal Protective Equipment Program

Protocol:  The Construction Injury and lliness Prevention Program and the
Personal Protective Equipment Program shall be submitted to the California
Department of Industrial Relations, Division of Occupational Safety and
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Health (Cal/OSHA) Consultation Service, for review and comment
concerning compliance of the program with all applicable Safety Orders.

The Construction Fire Protection and Prevention Plan shall be submitted to the City
of San Jose Fire Department for review and acceptance.

Verification: At least 30 days prior to the start of construction, or a date agreed
to by the CPM, the project owner shall submit to the CPM a copy of the Project
Construction Safety and Health Program and the Personal Protective Equipment
Program, with a copy of the cover letter transmittal of the programs to Cal/OSHA
Consultation Service. The project owner shall provide a letter from the San Jose
Fire Department stating that they have reviewed and accepted the Construction Fire
Protection and Prevention Plan.

WORKER SAFETY-2 The project owner shall submit to the CPM a copy of the
Project Operation Safety and Health Program containing the following:

an Operation Injury and Iliness Prevention Plan
an Emergency Action Plan

on Operation Fire Protection Plan

a Personal Protective Equipment Program

Protocol:  The Operation Injury and lllness Prevention Plan, Emergency
Action Plan, and Personal Protective Equipment Program shall be submitted
to the California Department of Industrial Relations, Division of Occupational
Safety and Health (Cal/lOSHA) Consultation Service for review and comment
concerning compliance of the program with all applicable Safety Orders.

The operation’s Emergency Action Plan and Fire Protection Plan shall be
submitted to the San Jose Fire Department for review and acceptance. The
final versions of the operation Injury and lliness Prevention Plan, Emergency
Action Plan, Fire Protection Plan and Personal Protective Equipment
Program shall incorporate Cal/lOSHA and San Jose Fire Department
comments that were received and accepted.

Verification: Verification: 2 At least 30 days prior to the start of operation, the
project owner shall submit to the CPM a copy of the final version of the Project
Operation Safety & Health Program with a copy of the cover letter to Cal/lOSHA”s
Consultation Service, and San Jose Fire Department comments stating that they
have reviewed and accepted the specified elements of the proposed Operation
Safety and Health Plan.

The project owner shall notify the CPM that the Project Operation Safety and Health
Program (Injury and lliness Prevention Plan, Fire Protection Plan, the Emergency
Action Plan, and Personal Protective Equipment requirements), including all records
and files on accidents and incidents, is present on-site and available for inspection.

WORKER SAFETY-3 The project owners shall reach an agreement with the City of
San Jose Fire Department, through the City of San Jose Community
Facilities District, on the amount of fees and timing of payment they will
provide to cover project-specific impacts associated with worker safety an fire
protection
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If an agreement cannot be reached at least 60 days prior to construction, the project
owner will inform the CPM and propose a plan to mitigate impacts on fire services.
The plan shall include interim funding of an additional fire station, staffing,
equipment, one engine, truck; requirements for water main distribution lines, public
water lines, public (off-site) and private (onsite) fire hydrants. Within 60 days the
CPM in consultation with the parties will propose an interim fee schedule for
payment by the project owners.

Verification: Not later than 60 days prior to any ground disturbance, the project
owners shall provide the CPM with a copy of an agreement with the City of San
Jose Fire Department or shall provide an interim plan to address impacts until a
permanent agreement can be reached.
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TRANSMISSION LINE SAFETY AND NUISANCE
Obed Odoemelam, Ph.D.

INTRODUCTION

The energy generated at the proposed Metcalf Energy Center (MEC) will be
transmitted into the existing PG&E power grid through a new 240-foot 230 kV
overhead transmission line. The route was chosen to minimize the length of new
line necessary to transmit the generated energy into the power grid. The purpose of
staff's analysis is to assess this proposed line design for measures necessary to
prevent possible health and safety hazards. Such hazard prevention is
accomplished through compliance with laws, ordinances, regulations and standards
(LORS) applicable to the proposed project (Calpine/Bechtel 1999a, AFC pages 5-15
through 5-18). The assessment will evaluate the following issues, that relate
primarily to the physical presence of the line, or secondarily to the physical
interactions of the line’s electric and magnetic fields:

aviation safety;

interference with radio-frequency communication;
audible noise;

fire hazards;

hazardous shocks;

nuisance shocks; and

electric and magnetic field (EMF) exposure.

LAWS, ORDINANCES, REGULATIONS AND STANDARDS (LORS)

Discussed below by subject area are design-related LORS applicable to the
physical impacts of the transmission lines proposed for MEC. The impacts of
concern are addressed through specific federal or state regulations or through
established industry standards and practices. There presently are no local laws or
regulations specifically aimed at the physical structure or dimensions of electric
power lines to limit the impacts noted above.

AVIATION SAFETY

Any hazard to area aircraft relates to the potential for collision with the line in the
navigable air space. The applicable federal LORS as discussed below are intended
to ensure the distance and visibility necessary to avoid such collision throughout the
country.

FEDERAL
Title 14, Part 77 of the Federal Code of Regulations (CFR), “Objects Affecting
the Navigation Space”. Provisions of these regulations specify the criteria used
by the Federal Aviation Administration (FAA) for determining whether a “Notice
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of Proposed Construction or Alteration” is required for potential obstruction
hazards. The need for such a notice depends on factors related to the height of
the structure, the slope of an imaginary surface from the end of nearby runways
to the top of the structure, and the length of the runway involved. Such
notification allows the FAA to ensure that the structure is located to avoid any
significant hazards to area aviation.

FAA Advisory Circular (AC) No. 70/460-2H, “Proposed Construction and or
Alteration of Objects that may Affect the Navigation Space”. This circular
informs each proponent of a project that could pose an aviation hazard of the
need to file the “Notice of Proposed Construction or Alteration” (Form 7640) with
the FAA.

FAA AC No. 70/460-1G, “Obstruction Marking and Lighting”. This circular
describes the FAA standards for marking and lighting objects that may pose a
navigation hazard as established using the criteria in Title 14, Part 77 of the
CFR.

INTERFERENCE WITH RADIO-FREQUENCY COMMUNICATION

Transmission line-related radio-frequency interference is one of the indirect effects
of line operation as produced by the physical interactions of line electric fields. The
level of such interference usually depends on the magnitude of the electric fields
involved. Because of this, the potential for such impacts could be assessed from
field strength estimates obtained for the line. The following regulations are intended
to ensure that such lines are located away from areas of potential interference and
that any interference is mitigated whenever it occurs.

FEDERAL

Federal Communications Commission (FCC) regulations in Title 47 CFR,
Section 15.25. Provisions of these regulations prohibit operation of any devices
producing force fields, which interfere with radio communications, even if (as
with transmission lines) such devices are not intentionally designed to produce
radio-frequency energy. Such interference is due to the radio noise produced
by the action of the electric fields on the surface of the energized conductor.
The process involved is known as corona discharge but is referred to as spark
gap electric discharge when it occurs within gaps between the conductor and
insulators or metal fittings. When generated, such noise manifests as
perceivable interference with radio or television signal reception or interference
with other forms of radio communication. Since the level of interference
depends on factors such as line voltage, distance from the line to the receiving
device, orientation of the antenna, signal level, line configuration and weather
conditions, maximum interference levels are not specified as design criteria for
modern transmission lines. The FCC requires each line operator to mitigate all
complaints about interference on a case-specific basis. Staff usually
recommends specific conditions of certification to ensure compliance with this
FCC requirement. Since electric fields cannot penetrate the soil and other
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objects, underground lines do not produce the radio noise associated with
overhead lines.

STATE

General Order 52 (GO-52), California Public Utilities Commission (CPUC).
Provisions of this order govern the construction and operation of power and
communications lines and specifically deal with measures to prevent or mitigate
inductive interference. Such interference is produced by the electric field
induced by the line in the antenna of a radio signal receiver.

Several design and maintenance options are available for minimizing these electric
field-related impacts. When incorporated in the line design and operation, such
measures also serve to reduce the line-related audible noise discussed below.

AUDIBLE NOISE

FEDERAL

As with radio noise, any audible noise from a transmission line usually results from
the action of the electric field at the surface of the line conductor and could be
perceived as a characteristic crackling, frying or hissing sound or hum. Since (as
with communications interference), the noise level depends on the strength of the
line electric field, the potential for occurrence can be assessed from estimates of the
field strengths expected during operation. Such noise is usually generated during
wet weather and from lines of 345 kV or higher. It therefore, is generally not
expected at significant levels from lines of less than 345 kV such as the one
proposed for MEC. Research by the Electric Power Research Institute (EPRI 1982)
has validated this by showing the fair-weather audible noise from modern
transmission lines to be generally indistinguishable from background noise at the
edge of a 100-ft right-of-way. There are no design-specific regulations to limit the
audible noise from transmission lines. As with radio noise, such noise is limited
instead through design and maintenance standards established from industry
research and experience as effective without significant impacts on line safety,
efficiency maintainability and reliability. All high-voltage lines are designed to
assure compliance.

NUISANCE SHOCKS

FEDERAL

Nuisance shocks around transmission lines are non-hazardous but unpleasant
experiences caused by current flow at levels generally incapable of causing
significant physiological harm. Such shocks mostly result from direct contact with
metal objects electrically charged by fields from the energized line. Such electric
charges are induced in different ways by the line electric and magnetic fields. For
modern high-voltage lines, shocks of this type are effectively minimized through
grounding procedures specified in the National Electrical Safety Code and the joint
guidelines of the American National Standards Institute (ANSI) and the Institute of
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Electrical and Electronics Engineers (IEEE). As with lines of the type proposed, the
applicant will be responsible in all cases for ensuring compliance with these
grounding-related practices within the right-of-way. Staff usually recommends
specific conditions of certification to ensure that such grounding is made within the
right-of-way by both the applicant and property owners.

FIRE HAZARDS

The fire hazards addressed through the following regulations are those that could
be caused by sparks from conductors of overhead lines or that could result from
direct contact between the line and nearby trees and other combustible objects.

STATE

General Order 95 (GO-95), CPUC, “Rules for Overhead Electric Line
Construction”. This order specifies tree-trimming criteria to minimize the
potential for power line-related fires.

Title 14 Section 1250 of the California Code of Regulations, “Fire Prevention
Standards for Electric Utilities”. This code specifies utility-related measures for
fire prevention.

HAZARDOUS SHOCKS

The hazardous shocks that are addressed by the following regulations and
standards are those that could result from direct or indirect contact between an
individual and the energized line. Such shocks are capable of serious physiological
harm or death and remain a driving force in the design and operation of
transmission and other high-voltage lines.

FEDERAL

National Electrical Safety Code, Part 2: Safety Rules for Overhead Lines.
Provisions in this part of the code specify the national safe operating
clearances applicable in areas where the line might be accessible to the
public. Such requirements are intended to minimize the potential for direct or
indirect contact with the energized line.

STATE

GO0-95, CPUC. “Rules for Overhead Line Construction”. These rules specify
uniform statewide requirements for overhead line construction regarding
ground clearance, grounding, maintenance and inspection. Implementing

these requirements usually ensures the safety of the general public and line
workers.

Title 8, CCR, Section 2700 et seq., “High Voltage Electric Safety Orders”.
These safety orders establish essential requirements and minimum standards
for safely installing, operating, and maintaining electrical installations and
equipment.
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ELECTRIC AND MAGNETIC FIELD EXPOSURE

The possibility of health effects of electric fields and magnetic fields has increased
public concern in recent years about living near high-voltage lines. Both fields occur
together whenever electricity flows, hence the general practice of considering both
as EMF exposure. As noted by Calpine/Bechtel (1999a, AFC page 5-9), the
available evidence, as evaluated by CPUC and other regulatory agencies, has not
established that such fields pose a significant health hazard to exposed humans.
However, staff considers it important, as does the CPUC, to note that while such a
hazard has not been established from the available evidence, the same evidence
does not serve as proof of a definite lack of a hazard. Staff, therefore considers it
appropriate, in light of present uncertainty, to reduce such fields to some degree,
where feasible, until the issue is better understood. The challenge has been to
establish when, and how far to reduce them. Several regulations have been
established to control human exposure.

While there is considerable uncertainty about the EMF/health effects issue, the
following facts have been established from the available information and have been
used to establish existing policies:

Any exposure-related health risk to the exposed individual will likely be small.

The most biologically significant types of exposures have not been
established.

Most health concerns relate to the magnetic field.

The measures employed for such field reduction can affect line safety,
reliability, efficiency and maintainability, depending on the type and extent of
such measures.

FEDERAL

No federal regulations have been established specifying environmental limits on the
strengths of fields from power lines. However, the federal government continues to
conduct and encourage research necessary for an appropriate policy on the EMF
issue.

In the face of the present uncertainty, several states have opted for design-driven
regulations ensuring that fields from new lines are generally similar to those from
existing lines. Some states (Minnesota, Florida, New York, Montana, and New
Jersey) have set specific environmental limits on one or both fields in this regard.
These limits are, however, not based on any specific health effects. All regulatory
agencies believe, as does staff, that health-based limits are inappropriate at this
time. They also believe that the present knowledge of the issue does not justify any
retrofit of existing lines.

Before the present health-based concern developed, measures to reduce field
effects from power line operations were mostly aimed at the electric field
component, whose effects can manifest as the previously noted radio noise, audible
noise and nuisance shocks. The present focus is on the magnetic field because
only it can penetrate building materials to potentially produce the types of health
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impacts at the root of the present concern. As one focuses on the strong magnetic
fields from the more visible transmission and other high-voltage power lines, staff
considers it important for perspective, to note that an individual in a home could be
exposed for short periods to much stronger fields while using some common
household appliances (National Institute of Environmental Health Services and the
U.S Department of Energy 1995). Scientists have not established which of these
types of exposures would be more biologically meaningful in the individual. Staff
notes such exposure differences only to show that high-level magnetic field
exposures regularly occur in areas other than the power line environment.

STATE

In California, the CPUC (which regulates the installation and operation of high-
voltage lines in California) has determined that only no-cost or low-cost measures
are presently justified in any effort to reduce power line fields beyond levels existing
before the present health concern arose. The CPUC has further determined that
such reduction should be made only in connection with new or modified lines. It
required each utility within its jurisdiction to establish EMF-reducing design
guidelines for all new or upgraded power lines and related facilities within their
respective service areas. The CPUC further established specific limits on the
resources to be used in each case for field reduction. Such limitations were
intended by the CPUC to apply to the cost of any redesign to reduce field strength
or relocation to reduce exposure. Utilities not within the jurisdiction of the CPUC
voluntarily comply with these CPUC requirements. This CPUC policy resulted from
assessments made to implement CPUC Decision 93-11-013 of 1989.

In keeping with this CPUC policy, staff requires a showing that each proposed line
will be designed according to the EMF-reducing design guidelines applicable to the
utility service area involved. These field-reducing measures can impact line
operation if applied without appropriate regard for environmental and other local
issues bearing on safety, reliability, efficiency and maintainability. It is therefore, up
to each applicant to ensure that such measures are applied in ways, and to an
extent, without significant impacts on line operation. The extent of such applications
will be reflected by the ground-level field strengths as measured during operation.
When estimated or measured for the line, such field strengths can be used by staff
and other regulatory agencies for comparison with fields of lines of similar voltage
and current-carrying capacity. Such field strengths can be estimated for any given
design using established procedures. Estimates are specified for a height of one
meter above the ground, in units of kilovolts per meter (kV/m), for the electric field,
and milligauss (mG) for the companion magnetic field. Their magnitude depends, in
the case of electric fields, on line voltage, the geometry of the structures, degree of
cancellation from nearby conductors, distance between conductors and, in the case
of magnetic fields, amount of current in the line.

Since each new line in California is currently required to be designed according to
the EMF-reducing guidelines of the utility in the service area involved, their fields
are required under existing CPUC policies to be similar to fields from similar lines in
that service area. A condition of certification is usually proposed by staff to ensure
implementation of the reduction measures necessary.
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SETTING

According to information from Calpine/Bechtel (1999a, AFC pages 5-1 through 5-5),
the proposed power plant is adjacent to a wide PG&E transmission line right-of-way
that accommodates five transmission lines of 115 kV, 230 kV and 500 kV. These
lines connect to the nearby PG&E Metcalf Substation. It is the closest of these
circuits, the 230 kV Monte-Vista No. 4 transmission line, to which the proposed
power line will be connected. When power flows into the PG&E grid from the
proposed MEC, it will increase or reduce the amount flowing within the other lines
(along with the related magnetic fields), depending on the operative dispersion
pattern. At 240 feet, the proposed line will be short compared to the lines within the
existing corridor which extend over 31 miles from the point of connection to the next
substation, the Monta-Vista Substation. The line’s field impacts could be
considered in terms of field strengths within the 240-foot route and contribution
along the existing 31-mile corridor. Contribution within this corridor will be reflected
by field strength changes at the maximum impact point for fields from the proposed
MEC line and the other lines in the corridor.

As discussed by Calpine/Bechtel (1999a, AFC pages 5-12 and 8.4-6), the proposed
route will traverse an area of primarily vacant land and agricultural land along its
240-foot route. The interconnection point will be approximately 250 feet from
Monterey Road, the nearest area of potential public exposure; this PG&E corridor
crosses Monterey Road immediately northwest of the interconnection point. The
nearest residence to the interconnection point along the Monterey Road will be
more than 1,500 ft away. This means that long-term residential magnetic field
exposure would be minimal. Any exposure of potential concern would be limited to
line workers and individuals in transit across the right-of-way.

PROJECT DESCRIPTION

The proposed transmission line will consist of the components listed below:

a double circuit 230 kV overhead line approximately 240 feet long extending from
MEC to the existing Metcalf/Monta Vista No. 4 PG&E transmission line; and
a new 230 kV switchyard at the MEC.

The line will extend from two 70 ft tall H-shaped take-off support structures within
the new MEC switchyard to the Metcalf/Monte Vista No. 4, 230 kV transmission line,
where it will be connected to the line’s 174-ft tower (Calpine/Bechtel 1999a, AFC
page 8.11-15). These take-off structures will be spaced approximately 50 feet
apart. The route of the line will exit MEC to the north, and immediately cross a
small stream, Fisher Creek, to the north as it joins the existing PG&E transmission
corridor to the north (Calpine/Bechtel 1999a, AFC page 5-4). Since the proposed
line will be connected to an existing PG&E line, it will be constructed with the same
type of conductor used in the PG&E line. The field-reduction measures to be
applied are specified in PG&E's field reduction guidelines for lines of this type
(Calpine/Bechtel 1999a, AFC pages 5-8 and 5-12 and 5-13). Calpine/Bechtel have
provided the details of their EMF reduction approach as specified in these
guidelines.
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IMPACTS

GENERAL IMPACTS

As noted in the LORS section, GO-95 and Title 8, CCR Section 2700 et seq.
provide the minimum regulatory requirements necessary to avoid the direct or
indirect contact previously discussed in connection with hazardous shocks and
aviation hazards. Of secondary concern are the field-related impacts manifesting
as nuisance shocks, radio noise, communications interference and magnetic field
exposure. The relative magnitude of such impacts would be reflected in the field
strengths characteristic of a given line design. Since the field-reducing measures
can affect line operations, the extent of their implementation, together with related
field strengths, will vary according to environmental and other local conditions
bearing on line safety, efficiency, reliability and maintainability. They will, therefore,
vary from one service area to the other according to prevailing conditions. Each
project proponent will apply such measures to the extent appropriate for the
geographic area involved. The potential for all these impacts is assessed separately
for each proposed project.

PROJECT SPECIFIC IMPACTS

AVIATION SAFETY

The MEC site is proposed for a location with no major airports in its immediate
vicinity. As noted by the Calpine/Bechtel (1999a, AFC page 5-15), the closest
airfield is Canyon Creek Heliport at Morgan Hill, 7.2 nautical miles southwest of the
MEC. The next closest airport is Reid-Hillview Airport in San Jose, 7.6 miles
northwest of MEC. An FAA “Notice of Construction or Alteration” will not be
required for the proposed power line, according to existing regulatory criteria.
However, owners of transmission lines generally inform the FAA about such lines
before construction, even when the FAA notice is not required. From its
consideration of all issues related to distance from the line and FAA safety
requirements, staff is in agreement with the applicant that the proposed line will not
pose a significant hazard to area aviation.

INTERFERENCE WITH RADIO-FREQUENCY COMMUNICATION

The previously noted corona-related communications interference is most
commonly caused by irregularities (such as nicks and scrapes on the conductor
surface), sharp edges on suspension hardware and other irregularities around the
conductor surface. Calpine/Bechtel’s intended use of a low-corona conductor
design and construction methods (Calpine/Bechtel 1999a, AFC pages 5-14 and 5-
15) should minimize the potential for such interference which is usually of concern
only for lines of 345 kV and above. No significant communications interference is
expected, as with the existing 230 kV line to which the proposed line will be
connected. This is as staff would expect for this type of line. The previously noted
provisions of the related FCC regulations are important in requiring each project
owner to ensure mitigation of any such interference to the satisfaction of the
affected individual. Staff has proposed a condition of certification (TLSN-2) to
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ensure mitigation of any interference-related complaints on a case-specific basis, as
required by the FCC. TLSN-1 is also proposed by staff to ensure compliance with
GO-52, also intended to prevent radio interference.

AUDIBLE NOISE

As with radio noise, the low-corona conductor proposed for the MEC line and
currently used in the 230 kV line to which it will be connected, will minimize the
potential for audible noise. This means, as noted by Calpine/Bechtel (1999a, AFC
page 5-15), that the line will not add significantly to existing background noise levels
in the area. For an assessment of the noise from all phases of the proposed power
plant and related facilities, please refer to staff's analysis in the Noise section.

FIRE HAZARDS

According to Calpine/Bechtel, adequate fire prevention and suppression measures
will be implemented in the area around the proposed line as required by related
regulations and industry practices (Calpine/Bechtel 1999a, AFC page 5-15).
Compliance with GO 95 requirements will ensure the clearance necessary to
prevent fires from direct contact between the proposed line, trees and other objects.
Compliance with condition of certification TLSN-4, as staff proposes, will prevent
accumulation of combustible materials that could contribute to such fires.

HAZARDOUS SHOCKS

Calpine/Bechtel has stated their intention to comply with the requirements of GO-95
intended to prevent hazardous shocks from direct or indirect human contact with the
overhead energized line. Therefore, they do not expect the proposed line to pose
any such hazards to humans (Calpine/Bechtel 1999a, AFC page 5-8). Staff does
not expect such a hazard from the line as proposed and recommends a condition of
certification (TLSN-1) to ensure implementation of the necessary GO-95-related
measures.

NUISANCE SHOCKS

Calpine/Bechtel intends to minimize the potential for nuisance shocks by ensuring
the grounding of all metallic object within or near the right-of-way way as with the
same-voltage line to which it will be connected (Calpine/Bechtel 1999a, AFC page
5-14). Ensuring GO-95-required ground clearance, as intended by Calpine/Bechtel
(1999a, AFC page 5-13), will minimize the potential for the electrical charging for
which such grounding would be necessary. Staff recommends a specific condition
of certification (TLSN-5) to ensure the necessary grounding.

ELECTRIC AND MAGNETIC FIELD EXPOSURE

Calpine/Bechtel intends to implement PG&E’s EMF reduction measures arising
from CPUC Decision 93-11-013. Staff is satisfied with the related details as
provided by Calpine/Bechtel along with the underlying design assumptions
(Calpine/Bechtel 1999a, AFC pages 5-12 through 5-14). Calpine/Bechtel also
calculated the maximum field strengths at the interconnection point of maximum
impact to reflect the maximum contribution of the proposed line to total field
strengths, as contributed by the proposed line and the other five lines within the
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existing corridor. This calculation was made to reflect the interactive effects of fields
from the proposed line and the other lines. The results show that the proposed line
design will not contribute significantly to existing electric or magnetic field levels
within the PG&E right-of-way through which the MEC power will be transmitted.
Staff has established the appropriateness of Calpine/Betchel’s calculation approach
with respect to parameters bearing on field strength and dissipation, and exposure
assessment.

Specifically, Calpine/Bechtel’s calculations show that line operations will not change
the existing field strength of .075 kV/m at the edge of the left side and the 2.044
kV/m on the right side of the right-of-way. For magnetic fields, the existing strength
of 5.381 mG at the south side of the-right-of way will increase to 5.847 mG under
conditions of maximum impact. However, line operations will reduce field strengths
on the northern side from about 40.728 mG to 32.656 mG because of a
corresponding reduction in system power flow through the 500 kV line on the
northern side of the right-of-way.

As previously noted, the most important human exposures in the line’s impact area
will be the short-term exposures to utility workers in the course of their duties
around the line and individuals in transit across the right-of-way. Such short-term
exposures are well understood, being significantly lower than exposures from the
use of common household appliances, such as hair dryers, toaster ovens,
microwave ovens and electric shavers. They are not known to have produced any
significant health impacts in the past. Staff has recommended condition of
certification TLSN-3 to verify that the fields are reduced to the extent proposed by
Calpine/Bechtel. Condition of certification TLSN-5 is proposed to ensure the

measures necessary to prevent any field-related nuisance shocks along the route.

CUMULATIVE IMPACTS

The strengths of electric and magnetic fields from the proposed line were calculated
to factor the interactive effects of fields from nearby lines. These calculated field
strength values, therefore, reflect the cumulative exposure of an individual to fields
from all lines within the impact area of the proposed line. They are typical of similar
lines within the PG&E service area.

CONCLUSIONS AND RECOMMENDATIONS

CONCLUSIONS

Since electric or magnetic field health effects have neither been established nor
ruled out for lines such as those proposed for this project, the public health
significance of any project-related field exposure cannot be characterized with
certainty. The short-term exposures associated with the proposed and the other
lines in its field impact area are typical of similar PG&E lines. The long-term
residential magnetic exposure primarily at the root of the present health concern will
be insignificant in the case of the proposed MEC line because there are no nearby
residents. Any nuisance shocks from the lines will be minimized through grounding
and other measures to be implemented by Calpine/Bechtel in compliance with GO-
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95, Title 8, Section 2700 et seq. of the California Code of Regulations, and the
applicable PG&E field-reducing guidelines. Since the line will be located away from
all area airports, any hazard to area aviation will be small. The use of low-corona
conductors together with an appropriate line maintenance program will minimize the
potential for interference with radio-frequency communication.

RECOMMENDATIONS

Since the proposed 230 kV transmission line will be designed according to the
applicable safety and field-reducing guidelines, and routed over a relatively short
distance to the existing power grid, staff recommends its approval for the route
proposed. If such approval is granted, staff recommends that the Commission
adopt the following conditions of certification to ensure implementation of the

measures necessary to achieve the field levels assumed by Calpine/Bechtel for the
line design.

CONDITIONS OF CERTIFICATION

TLSN-1 The project owner shall construct the proposed transmission line
according to the requirements of GO-95, GO-52, Title 8, Group 2., High
Voltage Electrical Safety Orders Section 2700 through 2974 of the California

Code of Regulations and PG&E’s EMF-reduction measures arising from
CPUC Decision 93-11-013.

Verification: Thirty days before start of transmission line construction, the
project owner shall submit to the Commission’s Compliance Project Manager (CPM)
a letter signed by a California registered electrical engineer affirming that the
transmission line will be constructed according the requirements of GO-95, Title 8,
Section 2700 et seq. of the California Code of Regulations and PG&E’s EMF
reduction measures arising from CPUC Decision 93-11-013.

TLSN-2 The project owner shall make every reasonable effort to identify and
correct, on a case-specific basis, any complaints of interference with radio or
television signals from operation of the line and related facilities. In addition
to any transmission repairs, the relevant corrective actions should include,
but shall not be limited to, adjusting or modifying receivers, repairing,
replacing or adding antennas, signal amplifiers, filters, or lead-in cables.

The project owner shall maintain written records for a period of five years,
of all complaints of radio or television interference attributable to operation
together with the corrective action taken in response to each complaint.

All complaints shall be recorded to include notations on the corrective
action taken. Complaints not leading to a specific action, or for which
there was no resolution should be noted and explained. The record shall
be signed by the project owner and also the complainant, if possible, to
indicate concurrence with the corrective action or agreement, with the
justification for a lack of action. The complaint form specified under the
General Conditions of Certification shall be used for this purpose.
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Verification: All reports of line-related complaints shall be summarized and
included for five years in the Annual Compliance Report to the CPM.

TLSN-3 The project owner shall engage a qualified consultant to measure the
strengths of the line electric and magnetic fields in the project owner’s 240-
foot section before and after the 230 kV line is energized. Measurements
should be made at the same point for which field strength values were
presented by Calpine/Bechtel in the AFC. Measurements should also be
made to identify the electric and magnetic fields from the line in the area
along the route away from the influence of fields from the other five lines
within the existing PG&E corridor. The areas to be measured should include
the facility switchyard.

Verification: The project owner shall file copies of the pre-and post-energization
measurements with the CPM within 60 days after completion of the measurements.
These measurements shall be completed within 6 months of the start of operations.

TLSN-4 The project owner shall ensure that the transmission line right-of-way is
kept free of combustible material, as required under the provisions of Section
4292 of the Public Resources Code and Section 1250 of Title 14 of the
California Code of Regulations.

Verification: The project owner shall provide a summary of inspection results
and any fire prevention activities carried out along the right-of-way, for five years, in
the annual compliance report.

TLSN-5 The project owner shall ensure the grounding of any ungrounded
permanent metallic objects within the right-of-way of the overhead section,
regardless of ownership. Such objects shall include fences, gates, and other
large objects. These objects shall be grounded according to procedures
specified in the National Electrical Safety Code.

Protocol:

Protocol: Protocol: In the event of a refusal by any property owner to
permit such grounding, the project owner shall so notify the CPM. Such
notification shall Include, when possible, the owner’s written objection. Upon
receipt of such notice, the CPM may waive the requirement for grounding the
object involved.

Verification: At least 30 days before the line is energized, the project owner
shall transmit to the CPM a letter confirming compliance with this condition.
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HAZARDOUS MATERIALS MANAGEMENT
Testimony of Rick Tyler and Alvin Greenberg, Ph.D.

INTRODUCTION

The purpose of this analysis is to determine if the proposed Metcalf Energy Center
(MEC) (Calpine/Bechtel, 1999a) has the potential to cause significant impact on the
public as a result of the use, handling or storage of hazardous materials at the
proposed facility. If significant adverse impacts on the public are identified, Energy
Commission staff must also evaluate the potential for facility design alternatives and
additional mitigation measures to reduce impacts to the extent feasible.

This analysis does not address potential exposure of workers to hazardous
materials used at the proposed facility. Employers must inform employees of
hazards associated with their work and thus employees accept a higher level of risk
than the general public as a condition of employment. Workers are thus not
afforded the same level of protection normally provided to the public. Further,
workers can be provided with special protective equipment and training to reduce
the potential for health impacts associated with the handling of hazardous materials.
Staff's Worker Safety and Fire Protection analysis also describes the
requirements applicable to the protection of workers from such risks.

The only hazardous material stored at the MEC in quantities exceeding the
reportable amounts defined in the California Health and Safety Code, section 25532
(), is aqueous ammonia ( 25 to 30% ammonia in agueous solution). The use of
agueous ammonia significantly reduces the risk that would be associated with use
of the more economical anhydrous form of ammonia. Use of the aqueous form
eliminates the high internal energy associated with the more hazardous anhydrous
form, which is stored as a liquefied gas at elevated pressure. The high internal
energy associated with the anhydrous form of ammonia can act as a driving force in
an accidental release which can rapidly introduce large quantities of the material to
the ambient air, where it can be transported in the atmosphere and result in high
down-wind concentrations. Spills associated with the agueous form are much
easier to contain and emissions are limited by the slow mass transfer from the free
surface of the spilled material.

Other hazardous materials stored in smaller quantities, such as mineral and
lubricating oils, corrosion inhibitors and water conditioners, will be present at the
proposed facility. However, these materials pose no significant potential for off-site
impacts as a result of the quantities on site, their relative toxicity, and/or their
environmental mobility. Although no natural gas is stored, the project will also
involve the construction and operation of a natural gas pipeline and handling of
large amounts of natural gas. Natural gas poses some risk of both fire and
explosion. The natural gas pipeline is addressed here and in staff’'s Facility Design

analysis.
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The MEC will also require the transportation of aqueous ammonia to the facility.
Analysis of the potential for impact associated with such deliveries is addressed
below.

LAWS, ORDINANCES, REGULATIONS, STANDARDS AND POLICIES

The following federal, state, and local laws and policies apply to the protection of
public health and hazardous materials management. Staff's analysis examines the
project’s compliance with these requirements.

FEDERAL

The Superfund Amendments and Reauthorization Act of 1986 (SARA) Title 11l and
Clean Air Act of 1990 established a nationwide emergency planning and response
program and imposed reporting requirements for businesses which store, handle, or
produce significant quantities of extremely hazardous materials. The Act (codified
in40 C. F. R., 8 68.110 et seq.) requires the states to implement a comprehensive
system to inform local agencies and the public when a significant quantity of such
materials is stored or handled at a facility. The requirements of these Acts are
reflected in the California Health and Safety Code, section 25531 et seq.

STATE

The California Health and Safety Code, section 25534, directs facility owners,
storing or handling acutely hazardous materials in reportable quantities, to develop
a Risk Management Plan (RMP) and submit it to appropriate local authorities, the
United States Environmental Protection Agency (EPA), and the designated local
Administering Agency for review and approval. The plan must include an evaluation
of the potential impacts associated with an accidental release, the likelihood of an
accidental release occurring, the magnitude of potential human exposure, any
preexisting evaluations or studies of the material, the likelihood of the substance
being handled in the manner indicated, and the accident history of the material.
This new, recently developed program supersedes the California Risk Management
and Prevention Plan (RMPP).

Title 8, California Code of Regulations, Section 5189, requires facility owners to
develop and implement effective safety management plans to insure that large
guantities of hazardous materials are handled safely. While such requirements
primarily provide for the protection of workers, they also indirectly improve public
safety and are coordinated with the RMP process.

Title 8, California Code of Regulations, Section 458 and Sections 500 — 515, set
forth requirements for design, construction and operation of vessels and equipment
used to store and transfer anhydrous ammonia. These sections generally codify the
requirements of several industry codes, including the ASME Pressure Vessel Code,
ANSI K61.1 and the National Boiler and Pressure Vessel Inspection Code. While
these codes apply to anhydrous ammonia, they may also be used to design storage
facilities for agueous ammonia.
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California Health and Safety Code, section 41700, requires that “No person shall
discharge from any source whatsoever such quantities of air contaminants or other
material which causes injury, detriment, nuisance, or annoyance to any
considerable number of persons or to the public, or which endanger the comfort,
repose, health, or safety of any such persons or the public, or which cause, or have
a natural tendency to cause injury or damage to business or property.”

GAS PIPELINE

The safety requirements for pipeline construction vary according to the population
density and land use, which characterize the surrounding land. The pipeline
classes are defined as follows (Title 49, Code of Federal Regulations, Part 192):

Class 1: Pipelines in locations with ten or fewer buildings intended for human
occupancy.

Class 2: Pipelines in locations with more than ten but fewer than 46 buildings
intended for human occupancy. This class also includes drainage ditches of
public roads and railroad crossings.

Class 3: Pipelines in locations with more than 46 buildings intended for human
occupancy, or where the pipeline is within 100 yards of any building or small
well-defined outside area occupied by 20 or more people on at least 5 days a
week for 10 weeks in any 12 month period (The days and weeks need not be
consecutive).

The natural gas pipeline will be designed for Class 3 service and will meet California
Public Utilities Commission General Order 112-D and 58-A standards as well as
various PG&E standards. The natural gas pipeline must be constructed and
operated in accordance with the Federal Department of Transportation (DOT)
regulations, Title 49, Code of Federal Regulations (CFR), Parts 190, 191, and 192:

Title 49, Code of Federal Regulations, Part 190 outlines the pipeline safety
program procedures;

Title 49, Code of Federal Regulations, Part 191, Transportation of Natural and
Other Gas by Pipeline; Annual Reports, Incident Reports, and Safety-Related
Condition Reports, requires operators of pipeline systems to notify the U.S.
Department of Transportation of any reportable incident by telephone and then
submit a written report within 30 days;

Title 49, Code of Federal Regulations, Part 192, Transportation of Natural and
Other Gas by Pipeline: Minimum Federal Safety Standards, specifies minimum
safety requirements for pipelines and includes material selection, design
requirements, and corrosion protection. The safety requirements for pipeline
construction vary according to the population density and land use which
characterize the surrounding land. This part contains regulations governing
pipeline construction, which must be, followed for Class 2 and Class 3
pipelines.
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LOCAL AND REGIONAL

The Uniform Fire Code (UFC) contains provisions regarding the storage and
handling of hazardous materials. These provisions are contained in Articles 79 and
80. The latest revision to Article 80 was in 1997 (UFC, 1997). These articles
contain minimum setback requirements for outdoor storage of ammonia.

The California Building Code contains requirements regarding the storage and
handling of hazardous materials. The Chief Building Official must inspect and verify

compliance with these requirements prior to issuance of an occupancy permit. A
further discussion of these requirements is provided in the Facility Design portion
of this document.

SETTING

The proposed project is located in an area with mixed land uses. Hazardous
materials use and transportation are associated with many of the commercial,
industrial and agricultural activities in the area. Both anhydrous and aqueous forms
of ammonia are commonly used as a fertilizer and are frequently associated with
agricultural activities in Coyote Valley and surrounding areas. Thus, hazardous
materials are commonly transported, stored, and used in the project vacinity.

Several factors associated with the area in which a project is to be located affect its
potential to cause public health impacts from an accidental release of a hazardous
material. These include:

local meteorology;
terrain characteristics, and,;

location of population centers and sensitive receptors relative to the project.

METEOROLOGICAL CONDITIONS

Meteorological conditions, including wind speed, wind direction and air temperature,
affect the extent to which accidentally released hazardous materials would be
dispersed into the air and the direction in which they would be transported. This
affects the level of public exposure to such materials and the associated health
risks. When wind speeds are low and stable, dispersion is severely reduced and
can lead to increased localized public exposure.

Recorded wind speeds and ambient air temperatures are described in the air quality
section of the AFC (Calpine/Bechtel 1999a, AFC Chapter 8.1). This data indicates
that wind speeds below one meter per second and temperatures exceeding 80°F
occur in the project area. Therefore, staff suggested that the applicant use F
stability (stagnated air, very little mixing), one meter/second wind speed and an
ambient temperature of 80° F in its modeling analysis of an accidental release to
reflect worst case atmospheric conditions. These conditions were reflected in the
modeling used to estimate the potential worst case impacts associated with an
accidental ammonia release. Additional modeling of more likely accident scenarios
and more realistic meteorological conditions were also evaluated.
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TERRAIN CHARACTERISTICS

The location of elevated terrain (terrain above the power plant stack height) is often
an important factor to be considered in assessing potential exposure. An emission
plume resulting from an accidental release may impact high elevations before
impacting lower elevations. Modeling of an accidental release of aqgueous ammonia
at the proposed facility indicates that significant concentrations would be confined to
the facility property and that off-site concentrations — even at elevated locations —
would be so low as to pose no hazard to the public. Thus, elevated terrain is not an
important factor effecting the modeled results of accidental releases of aqueous
ammonia at this site.

LOCATION OF EXPOSED POPULATIONS AND SENSITIVE RECEPTORS

The general population includes many sensitive subgroups that may be at greater
risk from exposure to emitted pollutants. These sensitive subgroups include the
very young, the elderly, and those with existing illnesses (Calabrese 1978). In
addition, the location of the population in the area surrounding a project site may
have a large bearing on health risk. Figure 8.12-1a and b (Calpine/Bechtel 1999a)
shows the locations of both populated areas and sensitive receptors in the project
vicinity.

ENVIRONMENTAL IMPACTS

A thorough review and assessment of the potential for the transportation, handling,
and use of hazardous materials to impact on the surrounding community was made
by staff. All chemicals and natural gas were evaluated.

METHODOLOGY

In order to assess the potential for released hazardous materials to travel off-site,
and impact on the public, staff analyzed several aspects of the proposed use of
these materials at the facility. Staff recognizes that some chemicals must be used
that are toxic. Therefore, staff conducted its analysis by examining the need for
hazardous materials, the choice of chemical to be used and its amount, the manner
in which the applicant will use the chemical, the manner it will be transported to the
facility and transferred to facility storage tanks, and the way the applicant chooses
to store the material on site. Staff reviewed the applicant’s proposed engineering
controls and administrative controls concerning hazardous materials usage.
Engineering controls are those physical or mechanical systems (such as storage
tanks or automatic shut-off valves) which can prevent a spill of hazardous material
from occurring or which can limit the spill to a small amount or confine it to a small
area. Administrative controls are those rules and procedures, that workers at the
facility must follow that will help to prevent accidents or keep them small if they do
occur. Both engineering and administrative controls can act as methods of
prevention or as methods of response and minimization. In both cases, the goal is
to prevent a spill from moving off site and causing harm to people.
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Staff conducted a thorough review and evaluation of the applicant’s proposed use of
hazardous materials as described by the applicant in the AFC (Section 8.12) and in
data responses. Staff's assessment followed the five steps listed below:

Step 1: Staff reviewed the chemicals and the amounts proposed for use as
listed in Table 8.12-3 of the AFC and determined the need and
appropriateness of their use. If less toxic materials are available, staff
suggested their use instead.

Step 2: Those chemicals, proposed for use in small amounts or whose
physical state is such that there is virtually no chance that a spill would migrate
off the site and impact the public, were removed from further assessment.

Step 3: Measures proposed by the applicant to prevent spills were reviewed
and evaluated. These included engineering controls such as automatic shut-
off valves and different size transfer-hose couplings and administrative
controls such as worker training and safety management programs.

Step 4: Measures proposed by the applicant to respond to accidents were
reviewed and evaluated. These measures also included engineering controls
such as catchment basins and methods to keep vapors from spreading and
administrative controls such as training emergency response crews.

Step 5: Staff then analyzed the impacts on the public that would be associated
with a worst-case spill of hazardous materials occurred in the absence of
mitigating circumstances. This analysis was also repeated, but including the
applicant’s proposed methods of containment and clean up were included
(termed “mitigation” methods). If the mitigation methods proposed by the
applicant are found to be insufficient to reduce the potential for adverse
impacts to an insignificant level, staff may propose additional prevention and
response controls until the chances for causing harm to the public were
reduced to insignificant levels. It is only at this point that staff can recommend
that the facility be allowed to use hazardous materials.

PROJECT IMPACTS

In conducting the analysis, staff determined in Steps 1 and 2 that some materials,
although present at the proposed facility, pose a minimal potential for off-site
impacts as they will be stored in a solid form or in smaller quantities or have very
low toxicity. These hazardous materials were thus removed from further
assessment. Scale inhibitors are used to control and reduce the potential for scale
and corrosion to form within the pipeline system. This group of chemicals includes
the NALCO series of solutions, di- and tri-sodium phosphate, organophosphonic
acid, and sodium tolyltriazole. These chemicals are safer to use than others often
used at other facilities for this purpose, such as hydrazine, and the applicant has
thus chosen the most appropriate substitute. Staff has determined that the potential
for impacts on the public are insignificant if the applicant uses those scale inhibitors
and corrosion controllers that contain only the active ingredients on the list. See
Appendix C for a list of chemicals that will be used at the power plant.

It was also determined that even though large quantities of sodium hydroxide and
sulfuric acid will be used and stored on site, these materials would not pose a risk of
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off-site impacts as a result of a direct release because they have relatively low
vapor pressures and thus spills will be confined to the site. Because of public
concern at another proposed energy facility in 1995, staff conducted a quantitative
assessment of the potential for impact associated with sulfuric acid use, storage,
and transportation and found no hazard would be posed to the public. However, in
order to assure that the sulfuric acid storage area will be free from risk of fire, an
additional Condition of Certification (see condition of Certification Haz-10) will
require that the project owner shall ensure that no combustible or flammable
material is stored, used, or transported within 100 feet of the sulfuric acid tank.

The agueous mixture of sodium hypochlorite will likewise have a low potential to
affect the off site public because its vapor pressure is also low and the
concentration of hypochlorite is low (10 percent). In fact, hypochlorite is used at
many such facilities as a substitute for chlorine gas, which is much more toxic and
much more likely to migrate off site because it is a gas and is stored in concentrated
form. Thus, the use of a water solution of sodium hypochlorite is itself a mitigation
measure. However, accidental mixing of sodium hypochlorite with acids could
result in toxic gases. Thus, measures to prevent such mixing are extremely
important.

The use of aqueous ammonia can also result in the formation and release of toxic
gases in the event of a spill even without interaction with other chemicals. Thisis a
result of its relatively high vapor pressure and the large amounts of aqueous
ammonia, which will be used and stored on site. However, as with agqueous
hypochlorite, the use of aqueous ammonia instead of the much more hazardous
anhydrous ammonia (i.e. ammonia that is not diluted with water) is itself a form of
mitigation.

The use of natural gas can result in fires and/or explosion. While the risk of on site
natural gas accidents can be minimized, concern exists about the transfer of natural
gas via pipelines, which are buried beneath the surface near the surrounding
neighborhood.

Finally, the proposed temporary use of large quantities of Hydrochloric Acid (HCI)
for cleaning of the Heat Recovery Steam Generator (HRSG) every three to five
years poses a minimal hazard.

Based on the screening analysis discussed above, agueous ammonia and natural
gas are the only hazardous materials that may pose a risk of off-site impacts. The
following is a project specific analysis of the potential impacts associated with the
handling of each of these materials.

AQUEOUS AMMONIA AT THE SITE

Aqueous ammonia will be used in controlling the emission of oxides of nitrogen
(NOx) from the combustion of natural gas in the facility. The accidental release of
agueous ammonia without proper mitigation can result in hazardous down-wind
concentrations of ammonia gas.
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To assess the potential impacts associated with an accidental release of ammonia,
staff typically evaluates where four “bench mark” exposure levels of ammonia gas
occur off-site. These include: 1) the lowest concentration posing a risk of lethality,
2,000 ppm; 2) the Immediately Dangerous to Life and Health (IDLH) level of 300
ppm; 3) the Emergency Response Planning Guideline (ERPG) level 2 of 200 ppm,
which is also the RMP level 1 criterion used by EPA and California; and 4) the level
considered by the Energy Commission staff to be without serious adverse effects on
the public for a one-time exposure of 75 ppm. (A detailed discussion of the
exposure criteria considered by staff and their applicability to different populations
and exposure-specific conditions is provided in Appendix A of this analysis.) If the
potential exposure associated with a potential release exceeds 75 ppm at any
public receptor, staff will presume that the potential release poses a risk of
significant impact. However, staff may also assess the probability of occurrence of
the release and/or the nature of the potentially exposed population. Staff may,
based on such analysis, determine that the likelihood and extent of potential
exposure are not sufficient to support a finding of potentially significant impact.

Calpine/Bechtel’'s Response to Staff Data Request 48 provided the results of
modeling for a worst case accidental release of aqueous ammonia. The worst-case
release scenario is associated with a postulated spontaneous catastrophic storage
tank failure. In conducting this analysis, it was assumed that spilled material would
be contained in the covered basin below the storage vessel and that winds of 1.0
meters per second and category F stability would exist at the time of the accidental
release. This screening analysis was designed to predict the maximum possible
impacts based on distance from the storage tank without regard to specific direction
of transport. This analysis indicated that concentrations exceeding 75 PPM would
be confined to the project site.

TRANSPORT OF AQUEOUS AMMONIA

The transportation of hazardous materials to the facility is of great concern by the
residents and workers in the surrounding community. Concern over the potential for
an accident involving a delivery vehicle and a resultant chemical spill has been
expressed. Hazardous materials including agueous ammonia, sulfuric acid, and
sodium hypochlorite will be transported to the facility via tanker truck. While many
types of hazardous materials will be transported to the site it is staff’'s belief that
transport of aqueous ammonia poses the predominance of risk associated with
such transport.

Aqueous ammonia can be released during transportation of this chemical to the
facility. Agqueous ammonia would be delivered to the Metcalf facility by tanker truck.
If agueous ammonia is released from a delivery vehicle during transport, it can
result in hazardous ambient concentrations. The extent of impact in the event of
such a release would depend on the location and on the rate of dispersion of
ammonia vapor from the surface of the agueous ammonia pool. The likelihood of
an accidental release during transport is dependent on accident rates, the type of
vehicle used for transport and on the skill of the drivers utilized.
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To address concerns raised during workshops staff evaluated the risk of accidental
release in the project area. Staff’'s analysis focused on the project area after the
delivery vehicle leaves the main highway. To address the issue of driver
competence, staff believes that it is appropriate to rely on the extensive regulatory
program that applies to shipment of hazardous materials on California Highways to
ensure safe handling in general transportation.

To address the issue of tank truck safety, aqueous ammonia will be delivered to the
proposed facility in Department of Transportation (DOT) certified vehicles with
design capacity of 7,500 gallons. These vehicles will be designed to DOT Code
MC-307. These are high integrity vehicles designed for hauling of caustic materials
such as ammonia. In fact, in response to staff's data request for more information
regarding ammonia transport truck specifications, the Applicant provided the tanker
truck specifications obtained from the manufacturer for transport vehicles which
would be used to transport agueous ammonia. Staff has therefore proposed an
additional Condition of Certification (Haz-11) to ensure that regardless of which
vendor supplies the aqueous ammonia, delivery will be made in a tanker which
meets or exceeds the specifications described by the Applicant.

To address the issue of accident rates staff determined that the frequency of
release for transportation of hazardous materials in the U.S. is between 0.06 and
0.19 releases per million miles traveled on well designed roads and highways
(Davies and Lees 1992). The same source provides estimates of the probability
that such an event will occur at random in a location where a large number of
people would be present and exposed within a large urban environment. Itis
estimated that about 8.9 percent of such incidents would involve more than 10
people and that less than 1.4 percent would involve more than 33 people. Thus the
maximum risk of an accident exposing more than 10 people is about 0.018 (0.19 x
0.089) in one million per tanker mile traveled. The maximum risk of such an
accident exposing 100 or more people is less than 0.0027 (0.19 x 0.014) in one
million per tanker mile traveled. This does not include any mitigating affect resulting
from meteorological conditions existing at the time of the event that frequently result
in rapid dispersion of released materials mitigating potential impacts.

Assuming maximum continuous usage of agueous ammonia each year operation of
the proposed Metcalf facility will require about 100 tank truck deliveries of aqueous
per year. Each truck delivery will travel about 10 miles loaded between Highway
101 and the facility per year resulting in 1,000 miles of delivery truck travel in the
project area per year. Thus, the maximum risk of accidental release and potential
exposure of more than 10 people in the project area is less than 17 in one million
per year and the risk of exposing more than 100 people is less than 2.7 in one
million .00027% risk).

Staff uses a significance threshold of 1 in 100,000 for risk of 10 exposures and a
threshold of 1 in 1,000,000 for risk of 100 exposures (.0001% risk). The risk
estimate of 2.7 in one million exceeds the 1 in 1,000,000 criteria (.0001% risk).
However, this estimate is based on a screening level of analysis. The analysis does
not include assessment of the probability of an actual impact in the event of a
release. Such an analysis would also include probability of pessimistic dispersion
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and atmospheric transport in the direction of receptors. The analysis also used the
upper end (0.19 in one million) of the accidental release rate per mile of travel. The
range of this rate is from 0.06 to 0.19 in one million. Considering these factors staff
does not believe that the actual risk of ammonia release and impact on 100 people
exceeds 1in 1,000,000 .0001% risk).

Staff believes the risk of exposure to significant concentrations of aqueous
ammonia during transportation to the facility are insignificant because of the remote
possibility of accidental release of a sufficient quantity to present a danger to the
public. The transportation of similar volumes of hazardous materials on the nation’s
highways is not unique nor an infrequent occurrence. In fact, the people of San
Jose encounter hazardous materials transport every day of the their lives while
engaging in normal activities. People are frequently in the “area” and/or in close
“proximity” to these hazardous materials shipments and yet are almost never
effected by them. These shipments include hazardous materials far more
dangerous (toxic, corrosive or flammable) than aqueous ammonia. In general
people feel more comfortable with the risks associated with transportation and use
more commonly encountered hazardous materials such as gasoline. This is
because they are more familiar with it and comfortable in the knowledge that the
risk of accident is small. They also have better knowledge of the potential
magnitude of adverse impacts. Staff's analysis of the transportation of aqueous
ammonia to the proposed facility demonstrates that the risk of accident and
exposure is far less than those associated with many activities that the public
readily accepts.

Based on the environmental mobility, toxicity, quantities present at the site and
frequency of delivery, it is staff's opinion that aqueous ammonia posses the
predominate risk associated with hazardous materials transportation and use at the
proposed facility. Based on this, staff concludes that the risk associated with
transportation of other hazardous materials to the proposed facility does not
significantly increase the risk of impact beyond that associated with ammonia
transportation.

NATURAL GAS

Natural gas, poses a fire and/or explosion risk as a result of its flammability. Natural
gas is composed of mostly methane but also contains ethane, propane, nitrogen,
butane, isobutane and isopentane. Itis colorless, odorless, and tasteless and is
lighter than air. Natural gas can cause asphyxiation when methane is ninety
percent in concentration. Methane is flammable when mixed in air at
concentrations of 5 to 14 percent, which is also the detonation range. Natural gas,
therefore, poses a risk of fire and/or explosions if a release were to occur.

However, it should be noted that natural gas is less likely to cause explosions than
many other fuel gases, such as propane or liquefied petroleum gas due to its
tendency to disperse rapidly (Lees 1983).

While natural gas will be used in significant quantities, it will not be stored on site.

The risk of a fire and/or explosion on site can be reduced to insignificant levels
through adherence to applicable codes and development and implementation of
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effective safety management practices. In particular, gas explosions can occur in
the Heat Recovery Steam Generator (HRSG) and during start-up. NFPA 85A
requires 1) the use of double block and bleed valves for gas shut-off; 2) automated
combustion controls; and 3) burner management systems. These measures will
significantly reduce the likelihood of an explosion in gas fired equipment.
Additionally, start-up procedures will require air purging of the gas turbines prior to
start-up, thus precluding the presence of an explosive mixture. The safety
management plan proposed by the applicant will address the handling and use of
natural gas and significantly reduce the potential for equipment failure due to
improper maintenance or human error.

The facility will also require the installation of a one-mile natural gas pipeline that
could result in an accidental release of natural gas. The design of the natural gas
pipeline is governed by laws and regulations discussed here and in staff's Facility
Design analysis. These LORS require use of high quality arc welding techniques
by certified welders and inspection of welds. Many failures of older natural gas lines
have been associated with poor quality gas welds. Many failures in older pipelines
have also resulted from corrosion. Current codes address this failure mode by
requiring use of corrosion resistant coatings and cathodic corrosion protection.
Another major cause of pipeline failure is damage resulting from excavation
activities near pipelines. Current codes address this mode of failure by requiring
clear marking of the pipeline route. An additional mode of failure particularly
relevant to the project area is damage caused by earthquake. Existing codes also
address seismic hazard in design criteria (see discussion below). Evaluation of
pipeline performance in recent earthquakes indicates that pipelines designed to
modern codes perform well in seismic events while older lines frequently fail. Staff
believes that existing regulatory requirements are sufficient to reduce the risk of
accidental release from the pipeline to insignificant levels.

Failures of gas pipelines, according to data from the U.S. Department of
Transportation (the National Transportation Safety Board) from the period 1984 -
1991, occur as a result of pipeline corrosion, pipeline construction or materials
defects, rupture by heavy equipment excavating in the area such as bulldozers and
backhoes, weather effects, and earthquakes. Given the gas line failures which
occurred in the Marina District of San Francisco during the 1989 Loma Prieta
earthquake, the January 1994 Northridge earthquake in Southern California, and
the January 1995 gas pipeline failures in Kobe, Japan, as well as the January 19,
1995 gas explosion in San Francisco, the safety of the gas pipeline is of paramount
importance. However, it must be noted that those pipelines, which failed, were
older and not manufactured nor installed to modern code requirements.

The natural gas pipeline for the proposed facility will be installed by Calpine and
built to PG&E specifications. The pipeline will be 16 inches in diameter. The
pipeline will be tested and designed for 900 pounds per square inch (psig) pressure
but will be operated at a maximum pressure of 600psig. If loss of containment
occurs as a result of pipe, valve, or other mechanical failure or external forces,
significant quantities of compressed natural gas could be released rapidly. Such a
release can result in a significant fire and/or explosion hazard, which could cause
loss of life and/or significant property damage in the vicinity of the pipeline route.
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However, the probability of such an event is extremely low if the pipeline is
constructed according to present standards.

According to DOT statistics, the frequency of reportable incidents is about 0.25 for
all pipeline incidents per 1,000 miles per year or 2.5 x 104 incidents per mile per
year (SERA 1993). DOT has also evaluated and categorized the major causes of
pipeline failure. To summarize, the four major causes of accidental releases from
natural gas pipelines are: Outside Forces-43 percent, Corrosion-18 percent,
Construction/Material Defects-13 percent, and Other-26 percent.

Outside forces are the primary causes of incidents. Damage from outside forces
includes damage caused by use of heavy mechanical equipment near pipelines
(e.g., bulldozers and backhoes used in excavation activities), weather effects,
vandalism, and earthquake-caused rupture as seen in the Marina District of San
Francisco during the 1989 Loma Prieta Quake and in Kobe, Japan in January 1995.
The fourth category, “Other” includes equipment component failure, compressor
station failures, operator errors and sabotage. The average annual service incident
frequency for natural gas transmission systems varies with age, the diameter of the
pipeline, and the amount of corrosion.

Older pipelines have a significantly higher frequency of incidents. This results from
the lack of corrosion protection and use of less corrosion resistant materials
compared to modern pipelines, limited use of modern inspection techniques, and
higher frequency of incidents involving outside forces. The increased incident rate
due to outside forces is the result of the use of a larger number of smaller diameter
pipelines in older systems, which are generally more easily damaged and the
uncertainty regarding the locations of older pipelines. (See Condition of
Certification HAZ-6)

In the United States, extensive federal and state pipeline codes and safety
enforcement minimize the risk of severe accidents related to natural gas pipelines.
DOT has reported that from 1970 to 1992, with 300,000 miles of natural gas
pipelines in service, there were 6,500 incidents, 565 injuries, 95 fatalities, and over
$140 million in property damage associated with natural gas pipelines.

Thus, the following safety features will be incorporated into the design and
operation of the natural gas pipeline: (1) while the pipeline will be designed and
constructed, and tested to carry natural gas at a pressure of 600 psig, the working
pressure will be 400 psig; (2) butt welds will be X-rayed and the pipeline will be
tested with water prior to the introduction of natural gas into the line; (3) the pipeline
will be surveyed for leakage annually (4) the pipeline will be marked to prevent
rupture by heavy equipment excavating in the area; and (5) valves at the meter will
be installed to isolate the line if a leak occurs. (See Condition of Certification HAZ—
7 and-9)
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HAZARDOUS MATERIALS SAFETY MANAGEMENT AND SPILL
RESPONSE

The potential for accidents resulting in the release of hazardous materials is greatly
reduced by the implementation of a safety management program, which includes
the use of engineering and administrative controls. Administrative controls include

the development and implementation of a Safety Management Plan. Elements of
facility controls and the safety management plan are summarized below.

ENGINEERING CONTROLS

Engineering controls help to prevent accidents and releases (spills) from moving off-
site and impacting on the community by incorporating engineering safety design
criteria into the design of the facility. The engineered safety features at this facility
include:

construction of dikes, berms, and/or catchment basins in the hazardous
materials storage areas to contain accidental releases that might happen
during storage or delivery;

physical separation of stored chemicals in separate containment areas in order
to prevent accidental mixing of incompatible materials which may result in the
evolution and release of toxic gases or fumes;

the use of signs and other safety practices to identify the contents of the
storage tanks in order to prevent accidental mixing of incompatible materials;

afire protection system to detect and suppress fires and to sound alarms, and;

process protective systems including automatic shut-off valves, relief valves,
check valves, and fire protection; drains and vent piping that are trapped and
isolated to eliminate leaks and vapors.

ADMINISTRATIVE CONTROLS

Administrative controls also help to prevent accidents and releases (spills) from
moving off site and impacting on the community by establishing worker training
programs and process safety management programs and by complying with all
applicable health and safety laws, ordinances and standards.

The worker health and safety program will include (but is not limited to) the following
elements: worker training regarding chemical hazards, health and safety issues,
and hazard communication; the proper use of personal protective equipment; safety
operating procedures for operation and maintenance of systems utilizing hazardous
materials; fire safety and prevention; and emergency response actions including
facility evacuation, hazardous material spill cleanup, and fire prevention.

At the facility, the project owner will designate an individual who has the
responsibility and authority to ensure a safe and healthful workplace. The project
health and safety professional oversees the health and safety program and has the
authority to halt any action or modify any work practice in order to protect the
workers, facility, and the surrounding community or in the event that the health and
safety program is violated.

October 10, 2000 159 HAZARDOUS MATERIAL MANAGEMENT



The facility process safety management program includes a program for the regular
inspection and maintenance of equipment, valves, piping, and appurtenances.
Additionally, the process safety management program requires that only trained
facility personnel are assigned to the transfer and handling of hazardous chemicals.

ON- SITE SPILL RESPONSE

In order to address the issue of spill response, the facility will prepare and
implement an Emergency Response Plan which includes information on: hazardous
materials contingency and emergency response procedures, spill containment and
prevention systems, personnel training, spill notification, on site spill containment,
prevention equipment and capabilities, etc. Emergency procedures will be
established which include evacuation, spill cleanup, hazard prevention, and
emergency response.

SEISMIC ISSUES

Concern exists over the possibility that an earthquake would cause the failure of a
hazardous materials storage tank. The quake could also cause the failure of the
secondary containment system (berms and dikes) as well as electrically controlled
valves, pumps, neutralization systems and the foam vapor suppression system.
The failure of all these preventive control measures might then result in a vapor
cloud of hazardous materials moving off-site and impacting the residents and
workers in the surrounding community. This concern over earthquake safety is
heightened by the Loma Prieta earthquake of 1989, the Northridge earthquake of
1994, and the recent earthquake in Kobe, Japan in January 1995.

Information obtained after the January 1994 Northridge earthquake showed that
some damage existed to several large storage tanks and smaller tanks associated
with the water treatment system of a Cogeneration facility (Glotz 1994). Those
tanks with the greatest damage - including seam leakage - were older tanks while
the newer tanks sustained displacements and failures of attached lines. Therefore,
staff conducted an analysis of the codes and standards, which should be, followed
in adequately designing and building storage tanks and containment areas to
withstand a large earthquake. Referring to the sections on GEOLOGY and
FACILITY DESIGN in the FSA, staff notes that all hazardous material storage tanks
will be designed to Uniform Building Code (UBC), American Water Works
Association (AWWA), American Society of Mechanical Engineers (ASME), and
California Code of Regulations (CCR) Title 8 codes and regulations. In reviewing
these codes, staff determined that the hazardous material storage tanks would be
constructed to withstand cracking during an earthquake and to withstand
overturning or movement off the support structure. The tanks will be attached to the
steel-reinforced concrete foundation using steel anchor bolts. This method of
attachment will enable the tank to withstand an 8.0 magnitude earthquake without
coming loose from the foundation.

Equally important is the safety of the natural gas pipeline, which will be located,
subsurface near a residential neighborhood. As stated previously, gas pipelines
can fail due to pipeline corrosion, pipeline construction or materials defects, rupture
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by heavy equipment excavating in the area such as bulldozers and backhoes,
weather effects, and earthquakes.

In the United States, there have been numerous accidental releases of natural gas
and subsequent fires resulting in injuries and property damage. Many accidental
releases have been the result of damage to pipelines due to earthquakes. One of
the factors effecting damage to such pipelines is the potential for liquefaction and
surface rupture. The proposed project is located in an area with low potential for
liquefaction. However, the most important factor effecting pipeline performance with
regard to damage resulting from earthquakes is its design and construction, and
most importantly the welding and weld inspection techniques used in constructing
the pipeline. More than 95 percent of the accidental releases, which have occurred
in California, have been the result of weld failure. The remaining releases were the
result of failures at flanges and as the result of corrosion damage, which
compromised the pipeline prior to the earthquake.

A recent study was conducted by the National Center for Earthquake Engineering
Research which provides an evaluation of pipeline performance in earthquakes
which occurred in California between 1933 and 1994 including the Northridge
earthquake which occurred in January of 1994 (O’Rourke and Palmer 1994). This
study demonstrates that pipelines, which are constructed using modern welding
techniques, are not subject to a significant probability of failure because of
earthquake. In fact, of the numerous releases documented in this report, not one
occurred on pipelines constructed using modern arc welding techniques built to
modern codes. In many cases, newer pipelines did not fail, although older lines,
located nearby failed. It should also be noted that the report documents incidents of
newer lines, which were subject to both severe liquefaction and surface rupture. It
can be concluded from this data, that it is unlikely that the pipelines associated with
this project would be subject to failure in the event of an earthquake in the project
vicinity. It is staff's belief that this data is the most representative available to use in
evaluating the proposed pipeline and includes incidences which are representative
of potential for surface rupture in the project area.

Because any pipeline constructed for this project must meet or exceed modern
codes and standards, it is expected that the gas pipeline would not rupture during
an earthquake. In order to ensure safety, staff is proposing two Conditions of
Certification requiring that the gas pipeline undergo a complete design review and
detailed inspection every 30 years and that after any significant seismic even in the
area where surface rupture occurs within one mile of the pipeline, the gas pipeline
will be inspected.

CHEMICAL INTERACTIONS

At previous power generation licensing hearings, public concern has been raised
over the potential for chemical interactions to occur among the substances emitted
from the facility stack and the hazardous materials used and stored at the site
(should there be an accidental release). Staff has found, however, that the chances
for any chemical interaction are remote and thus the risk of impacts on the public is
insignificant. Staff arrived at this conclusion based on several facts. First, although
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chemical interactions between the substances are theoretically possible, the very
low concentrations (in micrograms of chemical per cubic meter of air) make the
probability of reaction remote. Second, the chances of a hazardous material spill
resulting in a vapor cloud which would actually meet the emission plume from the
facility stack is also remote. And third, spills and stack emissions have been mixing
for years at any number of sites in the United States and staff is unaware of a single
report documenting any interaction.

Thus, a review of the substances involved revealed that potential chemical
reactions could occur between them but only if certain conditions existed. These
conditions included weather conditions that caused the co-mingling of the materials
in the atmosphere and the presence of a sufficient amount of both chemicals to
foster a reaction and generate an amount of new material to be significant. Thus,
while it is theoretically possible for new chemicals to form if these materials come
into contact with one another, it is extremely doubtful that the resultant amounts of
new materials formed would be either detectable or present a hazard to the public.

CUMULATIVE IMPACTS

As proposed, the facility will cause no significant risk of off-site impacts. Thus, the
direct impacts of the project will not add to any existing accidental release risks.

MITIGATION

The worst case accidental release scenario evaluated by Calpine/Bechtel assumed
that all accidental spills would occur from the storage vessel into the basin below
the storage vessel. However, it is more likely that a spill would occur during delivery
of ammonia. Such a spill could result in a large pool of agueous ammonia and
significantly higher down wind concentrations of ammonia. Thus, staff proposes a
condition of certification requiring a catchment basin be provided between the
delivery vehicle and the storage loading connection. This basin would passively
drain into the basin below the storage tank or into a separate covered basin capable
of containing the entire delivery vehicle’s volume.

Staff also proposes a condition requiring development of a safety management plan
for delivery of aqueous ammonia. The MEC will not be required to develop and
implement a Process Safety Plan pursuant to Title 8. The development of a Safety
Management Plan addressing delivery of ammonia will further reduce the risk of any
accidental release not addressed by the proposed spill prevention mitigation
measures associated with the project and staff’'s proposed additional mitigation.

FACILITY CLOSURE

The requirements for handling of hazardous materials remain in effect until such
materials are removed from the site regardless of facility closure. Therefore, the
facility owners are responsible for continuing to handle such materials in a safe
manner, as required by applicable laws. In the event that the facility owner
abandons the facility in a manner which poses a risk to surrounding populations,
staff will coordinate with the California Office of Emergency Services, Santa Clara
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County Environmental Health Department, and the California Department of Toxic
Substances Control (DTSC) to ensure that any unacceptable risk to the public is
eliminated. Funding for such emergency action can be provided by federal, state or
local agencies until the cost can be recovered from the responsible party’s (O.E.S.

1990).

RESPONSE TO PUBLIC AND AGENCY COMMENTS

DEPARTMENT OF PLANNING, CITY OF SAN JOSE

SJ-11

COMMENT: The City of San Jose requested more discussion “on the potential risks
from the delivery and transportation of aqueous ammonia and other materials to the
site” and on the “use, storage, and delivery of other hazardous materials identified

in the AFC".

RESPONSE: The FSA includes a more thorough review and evaluation of the use,
storage, and transportation of all hazardous materials listed in Table 8.12-3 of the
AFC. The staff's method of assessment of the potential risks is also described.
The use of natural gas and its transport through pipelines is discussed along with
seismic safety issues. Six additional Conditions of Certification are proposed which
would require the project owner to do the following:
require that all vendors delivering any hazardous material to the site use only the
route approved by the CPM.
prepare and implement an Emergency Response Assistance Plan (ERAP)
designed to render assistance to local authorities whenever any shipment of
hazardous materials has a spill once the delivery vehicle leaves a major highway
(US or Interstate).
ensure that no combustible or flammable material is stored, used, or transported
within 100 feet of the sulfuric acid tank.
require that the natural gas pipeline be designed to meet CPUC General Order
112-D and 58 A standards, or any successor standards, be designed to
withstand seismic stresses, and that five safety features be incorporated into the
design and operation of the natural gas pipeline.
ensure that the gas pipeline undergo a complete design review and detailed
inspection every 30 years.
require that after any significant seismic even in the area where surface rupture
occurs within one mile of the pipeline, the gas pipeline be inspected.

SUZANNA WONG, PH.D/SANTA TERESA CITIZEN ACTION GROUP

SW-9

COMMENT: In relation to the aqueous ammonia to be stored on site, please
provide the following information:

a. The quantity to be stored on site;
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b. A description on the delivery, the method of storage, and the likely errors in the
handling of the substance;

c. An estimate and a 99.999999% confidence interval of the likelihood of a spill of
agueous ammonia in the lifetime of the power plant;

d. An estimate and a 99.999999% confidence interval of the “accidental release” from
agqueous ammonia stored on site.

RESPONSE: See Appendix C
a. See project Impacts section of this testimony
b. The likelihood of a spill is estimated on a yearly basis in the project
impact section of this testimony. The life of the project is uncertain and
was not used in the analysis, however, it may be calculated by assuming
a project life and then multiplying that number of years, times the yearly
risk. Itis not possible to estimate a confidence on this type of analysis.
However, staff does believe that the estimate provided has high
confidence due to the conservative nature of assumptions used in its
calculation.
c. See c. above.

SW-10

COMMENT: In relation to the deliver, usage, and handling of natural gas, please
provide the following information in scientific and laymen terms in relation to the
risks involved:

a. the diameter and the length of the pipeline in the transmission of natural gas;

b. the pressure used in the transmission of natural gas;
c. an estimate and a 99.999999% confidence interval for each of the following in the
lifetime of the power plant; (1) the likelihood of a fire, (ii) the size of a fire that can occur,
(3) the likelihood of an explosion, (4) the size of an explosion that can occur, (5) the
likelihood of leakage;

d. an estimate and a 99.999999% confidence interval of a fire and/or an

explosion in the lifetime of the power plant.

RESPONSE: See response to SW-9 above.

SW-11
COMMENT: Please provide:

a. information on how records on leakage, accidents, mishandling, fires, and explosions
etc. are kept, and how records are verified,;

b. estimates of releases of hazardous materials through leakage, accidental
releases, ventilation systems, fires, and explosions, together with the
associated health risks;

c. an estimate and a 99.999999% confidence interval for adverse public health
risk in the lifetime of the power plant in the event of an earthquake of
magnitude 2 through 8.
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RESPONSE: Reporting, documentation and verification of accidental releases will
be in accordance with applicable regulations. Staff would also investigate any
major release that caused any significant risk to the public or workers.

a. See response to SW — 9 above.

b. Se response to SW — 9 above.

CONCLUSIONS AND RECOMMENDATIONS

Staff's evaluation of the proposed project (with staff's proposed mitigation
measures) indicates that hazardous materials use will pose no potential for
significant impacts on the public. With adoption of the proposed conditions of
certification, the proposed project will comply with all applicable laws, ordinances,
regulations and standards (LORS). In response to Health and Safety Code, section
25531 et seq., the applicant will be required to develop an RMP. The RMP will be
submitted to EPA, Santa Clara County, and staff for evaluation. To insure
adequacy of the RMP, staff’'s proposed conditions of certification require that the
RMP be submitted for concurrent review by EPA, Santa Clara County and staff. In
addition, staff’'s proposed conditions of certification also require Santa Clara
County’s acceptance of the RMP and staff’'s approval of the RMP prior to delivery of
any hazardous materials to the facility. With adoption of staff's proposed conditions
of certification, the project will also comply with Health and Safety Code, section
41700, and it will not pose any potential for significant impacts to the public from
hazardous materials releases.

Staff recommends the Energy Commission impose the proposed conditions of
certification, presented herein, to ensure that the project is designed, constructed
and operated to comply with applicable LORS and to protect the public from
significant risk of exposure to an accidental ammonia release.

PROPOSED CONDITIONS OF CERTIFICATION

HAZ-1 The project owner shall not use any hazardous material in reportable
guantities, as specified in Title 40, C. F.R. Part 355, Subpart J, section
355.50, not listed in Appendix C, below, or in greater quantities than those
identified by chemical name in Appendix C, below, unless approved in
advance by Santa Clara County and the CPM.

Verification: The project owner shall provide to the CPM, in the Annual
Compliance Report, a list of hazardous materials contained at the facility in
reportable quantities.

HAZ-2 The project owner shall provide a Risk Management Plan to Santa Clara
County and the CPM for review at the time the plans are first submitted to the
U.S. Environmental Protection Agency (EPA). The project owner shall
include all recommendations of Santa Clara County and the CPM in the final
document. A copy of the final plans, including all comments, shall be
provided to Santa Clara County and the CPM once approved by EPA.
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Verification: At least sixty (60) days prior to the delivery of aqueous ammonia
the project owner shall provide the final plans listed above and accepted by Santa
Clara County to the CPM for approval.

HAZ-3 The project owner shall develop and implement a safety management plan
for delivery of ammonia. The plan shall include procedures, protective
equipment requirements, training and a checkilist.

Verification: At least sixty days prior to the delivery of aqueous ammonia to the
MEC facility, the project owner shall provide a safety management plan as
described above to the CPM for review and approval.

HAZ-4 The aqueous ammonia storage facility shall be designed to either the ASME
Pressure Vessel Code and ANSI K61.6 or to API 620. In either case, the
storage tank shall be protected by a secondary containment basin capable of

holding 150% of the storage volume plus the volume associated with 24
hours of rain assuming the 25-year storm.

Verification: At least sixty days prior to delivery of aqueous ammonia to the
MEC, the project owner shall submit final design drawings and specifications for the
ammonia storage tank and secondary containment basin to the CPM for review and
approval.

HAZ-5 The project owner shall provide a covered secondary containment basin to
passively contain any spill during the delivery of agueous ammonia to the
storage facility.

Verification: At least sixty days prior to construction of the secondary
containment basin described above, the project owner shall provide detailed design
drawings and specifications for the secondary containment basin to the CPM for
review and approval.

HAZ-6 The project owner shall require that the gas pipeline undergo a complete
design review and detailed inspection every 30 years and each 5 years
thereafter.

Verification: At least thirty days prior to the initial flow of gas in the pipeline, the
project owner shall provide a detailed plan to accomplish a full and comprehensive
pipeline design review in the future to the CMP for review and approval. This plan
shall be amended, as appropriate, and submitted to the CPM for review and
approval, not later than one year before the plan is implemented.

HAZ-7 After any significant seismic event in the area where surface rupture occurs

within one mile of the pipeline, the gas pipeline shall be inspected by the
project owner.

Verification: At least thirty days prior to the initial flow of gas in the pipeline, the
project owner shall provide a detailed plan to accomplish a full and comprehensive
pipeline inspection in the event of an earthquake to the CMP for review and
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approval. This plan shall be amended, as appropriate, and submitted to the CPM
for review and approval, at least every five years.

HAZ-8 The project owner shall direct all vendors delivering any hazardous material
to the site to use only the route approved by the CPM.

Verification: At least sixty (60) days prior to receipt of any hazardous materials
on site; the project owner shall submit copies of the required transportation route
limitation to the CPM for review and approval.

HAZ-9 The natural gas pipeline shall be designed to meet CPUC General Order
112-D and 58 A standards, or any successor standards, and will be designed
to meet Class Ill service. The pipeline will be designed to withstand seismic
stresses and will be leak surveyed annually for leakage. The project owner
shall incorporate the following safety features into the design and operation
of the natural gas pipeline: (1) the pipeline will be designed and constructed
to carry natural gas at a pressure of 400 psig, (2) butt welds will be x-rayed
and the pipeline will be pressure tested prior to the introduction of natural gas
into the line; (3) the pipeline will be surveyed for leakage annually according
to the “Periodic Leak Surveys of Gas Transmission and Distribution
Facilities” document provided by the applicant; (4) the pipeline will be marked
to prevent rupture by heavy equipment excavating in the area; and (5) valves
will be installed to isolate the line if a leak occurs.

Verification: Prior to the introduction of natural gas into the pipeline, the project
owner shall submit design and operation specifications to the CPM for review and
approval.

HAZ-10 The project owner shall ensure that no combustible or flammable material
is stored, used, or transported within 100 feet of the sulfuric acid tank.

Verification: At least sixty (60) days prior to receipt of sulfuric acid on site, the
Project Owner shall provide copies of the facility design drawings showing the
location of the sulfuric acid storage tank and the location of any tanks, drums, or
piping containing any combustible or flammable material and the route by which
such materials will be transported through the facility.

HAZ-11 The project owner shall direct all vendors delivering aqueous ammonia to
the site to use only transport vehicles which meet or exceed the
specifications described in the data response dated July 19, 2000 from
CH2MHill.

Verification: At least sixty (60) days prior to receipt of aqueous ammonia on
site, the project owner shall submit copies of the notification letter to supply vendors
indicating the transport vehicle specifications to the CPM for review and approval.
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APPENDIX A - HAZARDOUS MATERIAL MANAGEMENT

BASIS FOR STAFF'S USE OF 75 PPM AMMONIA EXPOSURE
CRITERIA

Staff uses a criterion of 75 ppm to evaluate the significance of impacts associated
with potential accidental releases of ammonia. While this criterion is not consistent
with the 200 ppm criterion used by EPA and Cal EPA in evaluating such releases
pursuant the Federal Risk Management Program and State Accidental Release
Program, it is appropriate for use in staff's CEQA analysis. The Federal Risk
Management Program and the State Accidental Release Program are
administrative programs designed to address emergency planning and ensure that
appropriate safety management practices are implemented and actions are taken in
response to accidental releases. However, the regulations implementing these
programs do not provide clear authority to require design changes or other major
changes to a proposed facility. The preface to the Emergency Response Planning
Guidelines (ERPGSs) states that “these values have been derived as planning and
emergency response guidelines, not exposure guidelines, they do not contain the
safety factors normally incorporated into exposure guidelines. Instead they are
estimates, by the committee, of the thresholds above which there would be an
unacceptable likelihood of observing the defined effects.” It is staff’'s contention that
these values apply to healthy adult individuals and are levels that should not be
used to evaluate the acceptability of avoidable exposures. While these guidelines
are useful in decision making in the event that a release has already occurred (for
example, prioritizing evacuations), they are not appropriate for and are not binding
on discretionary decisions involving proposed facilities where many options for
mitigation are feasible. CEQA requires permitting agencies making discretionary
decisions to identify and mitigate potentially significant impacts through changes to
the proposed project.

Staff has chosen to use the National Research Council’'s 30 minute Short Term
Public Emergency Limits (STPELS) to determine the potential for significant impact.
These limits are designed to apply to accidental unanticipated releases and
subsequent public exposure. Exposure at these levels should not result in “serious
sequelae” but would result in “strong odor, lacrimation, and irritation of the upper
respiratory tract (nose and throat), but no incapacitation or prevention of self-
rescue.” It is staff’'s opinion that exposures of the general public to concentrations
above these levels pose significant risk of adverse health impacts on sensitive
members of the general public. Itis also staff's position that these exposure limits
are the best available criteria to use in gauging the significance of public exposures
associated with potential accidental releases. It is, further, staff's opinion that these
limits constitute an appropriate balance between public protection and mitigation of
unlikely events, and are useful in focusing mitigation efforts on those release
scenarios that pose real potential for serious impacts on the public. Table 1
provides a comparison of the intended use and limitations associated with each of
the various criteria that staff considered in arriving at the decision to use the 75-ppm
STPEL.
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HAZARDOUS MATERIAL MANAGEMENT

APPENDIX A TABLE 1
Acute Ammonia Exposure Guidelines

Guideline Responsible Applicable Exposed Group Allowable Allowable* Potential Toxicity at Guideline Level/lIntended
Authority Exposure Duration of Purpose of Guideline
Level Exposures
IDLH? NIOSH Workplace standard used to identify 300 ppm 30 min. Exposure above this level requires
appropriate respiratory protection. the use of “highly reliable”
respiratory protection and poses the
risk of death, serious irreversible
injury or impairment of the ability to
escape.
IDLH/10" EPA, NIOSH Work place standard adjusted for general 30 ppm 30 min. Protects nearly all segments of general
population factor of 10 for variation in population from irreversible effects
sensitivity
STEL? NIOSH Adult healthy male workers 35 ppm 15 min. 4 times No toxicity, including avoidance of irritation
per 8 hr day
EEGL® NRC Adult healthy workers, military personnel 100 ppm Generally less Significant irritation but no impact on
than 60 min. personnel in performance of emergency work;
no irreversible health effects in healthy adults.
Emergency conditions one time exposure
STPEL* NRC Most members of general population 50 ppm 60 min. Significant irritation but protects nearly all
75 ppm 30 min. segments of general population from
100 ppm 10 min. irreversible acute or late effects. One time
accidental exposure
TWA? NIOSH Adult healthy male workers 25 ppm 8 hr. No toxicity or irritation on continuous exposure
for repeated 8 hr. work shifts
ERPG-2° AlHA Applicable only to emergency response 200 ppm 60 min. Exposures above this level entail**

planning for the general population
(evacuation) (not intended as exposure
criteria) (see preface attached)

unacceptable risk of irreversible effects in
healthy adult members of the general
population (no safety margin)

1) (EPA1987) 2) (NIOSH 1994) 3) (NRC 1985) 4) (NRC 1972) 5) (AIHA 1989)
*The (NRC 1979), (WHO 1986), and (Henderson and Haggard 1943) all conclude that available data confirm the direct relationship to increases in effect with both
increased exposure and increased exposure duration.
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** THE (NRC 1979) DESCRIBES A STUDY INVOLVING YOUNG ANIMALS WHICH SUGGESTS GREATER SENSITIVITY TO ACUTE EXPOSURE IN YOUNG
ANIMALS. THE (WHO 1986) WARNS THAT THE YOUNG, ELDERLY, ASTHMATICS, THOSE WITH BRONCHITIS AND THOSE THAT EXERCISE SHOULD ALSO
BE CONSIDERED AT INCREASED RISK BASED ON THEIR DEMONSTRATED GREATER SUSCEPTIBILITY TO OTHER NON-SPECIFIC IRRITANTS.
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EEGL, Emergency Exposure Guidance Level
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APPENDIX B

SUMMARY OF ADVERSE HEALTH EFFECTS OF AMMONIA

638 PPM
WITHIN SECONDS:
significant adverse health effects;
might interfere with capability to self rescue;

reversible effects such as severe eye, nose and throat irritation.

AFTER 30 MINUTES:
persistent nose and throat irritation even after exposure stopped;
irreversible or long-lasting effects possible: lung injury;

sensitive people such as the elderly, infants, and those with breathing
problems (asthma) experience difficulty in breathing;

asthmatics will experience a worsening of their condition and a decrease in
breathing ability which might impair their ability to move out of area.

266 PPM
WITHIN SECONDS:
adverse health effects;
very strong odor of ammonia;

reversible moderate eye, nose and throat irritation.

AFTER 30 MINUTES:

some decrease in breathing ability but doubtful that any effect would persist
after exposure stopped;

sensitive persons: experience difficulty in breathing;

asthmatics: may have a worsening condition and decreased breathing ability
which might impair their ability to move out of the area.

64 PPM
WITHIN SECONDS:
most people would notice a strong odor;
tearing of the eyes would occur;

odor would be very noticeable and uncomfortable.
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sensitive people could experience more irritation but it would be unlikely that
breathing would be impaired to the point of interfering with capability of self
rescue

mild eye, nose, or throat irritation
eye, ear, & throat irritation in sensitive people

asthmatics might have breathing difficulties but would not impair capability of
self rescue

22 OR 27 PPM
WITHIN SECONDS:

most people would notice an odor;
no tearing of the eyes would occur;
odor might be uncomfortable for some;

sensitive people may experience some irritation but ability to leave area would
not be impaired;

slight irritation after 10 minutes in some people.

4.0, 2.2, 0R1.6 PPM

No adverse effects would be expected to occur;
doubtful that anyone would notice any ammonia (odor threshold 5 - 20 ppm);

some people might experience irritation after 1 hr.
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APPENDIX C - LIST OF HAZARDOUS MATERIALS
[Attach AFC Table 8.12-3]
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WASTE MANAGEMENT

Testimony of Michael Ringer

INTRODUCTION

This analysis presents an assessment of issues associated with managing wastes
generated from constructing and operating the Metcalf Energy Center (MEC)
project. It evaluates the proposed waste management plans and mitigation
measures designed to reduce the risks and environmental impacts associated with
handling, storing, and disposing of project-related hazardous and nonhazardous
wastes. The technical scope of this analysis encompasses wastes generated
during facility construction and operation, except wastewaters discharged to
municipal treatment facilities. These are discussed in the Soil and Water
Resources section of this document.

Energy Commission staff’'s objectives in its waste management analysis are to
ensure that:

The management of wastes will be in compliance with all applicable laws,
ordinances, regulations, and standards (LORS). Compliance with LORS
ensures that wastes generated during constructing and operating the proposed
project will be managed in an environmentally safe manner; and

Disposal of project wastes will not result in significant adverse impacts to
existing waste disposal facilities.

LAWS, ORDINANCES, REGULATIONS AND STANDARDS

FEDERAL

RESOURCE CONSERVATION AND RECOVERY ACT (42 U.S.C. 8§ 6922)

RCRA establishes requirements for the management of hazardous wastes from the
time of generation to the point of ultimate treatment or disposal. Section 6922
requires generators of hazardous waste to comply with requirements regarding:

Record keeping practices which identify quantities of hazardous wastes
generated and their disposition,

Labeling practices and use of appropriate containers,
Use of a manifest system for transportation, and

Submission of periodic reports to the EPA or authorized state.

TITLE 40, CODE OF FEDERAL REGULATIONS, PART 260

These sections contain regulations promulgated by the EPA to implement the
requirements of RCRA as described above. Characteristics of hazardous waste are
described in terms of ignitability, corrosivity, reactivity, and toxicity, and specific
types of wastes are listed.
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STATE

CALIFORNIA HEALTH AND SAFETY CODE 825100 ET SEQ. (HAZARDOUS WASTE
CONTROL ACT OF 1972, AS AMENDED).

This act creates the framework under which hazardous wastes must be managed in
California. It mandates the State Department of Health Services (now the
Department of Toxic Substances Control under the California Environmental
Protection Agency, or Cal EPA) to develop and publish a list of hazardous and
extremely hazardous wastes, and to develop and adopt criteria and guidelines for
the identification of such wastes. It also requires hazardous waste generators to file
notification statements with Cal EPA and creates a manifest system to be used
when transporting such wastes.

TITLE 14, CALIFORNIA CODE OF REGULATIONS, 817200 ET SEQ. (M INIMUM
STANDARDS FOR SOLID WASTE HANDLING AND DISPOSAL)

These regulations set forth minimum standards for solid waste handling and
disposal, guidelines to ensure conformance of solid waste facilities with county solid
waste management plans, as well as enforcement and administration provisions.

TITLE 22, CALIFORNIA CODE OF REGULATIONS, 866262.10 ET SEQ.
(GENERATOR STANDARDS)

These sections establish requirements for generators of hazardous waste. Under
these sections, waste generators must determine if their wastes are hazardous
according to either specified characteristics or lists of wastes. As in the federal
program, hazardous waste generators must obtain EPA identification numbers,
prepare manifests before transporting the waste off site, and use only permitted
treatment, storage, and disposal facilities. Additionally, hazardous waste must only
be handled by registered hazardous waste transporters. Generator requirements
for record keeping, reporting, packaging, and labeling are also established.

LOCAL

There are no local LORS for waste management.

SETTING

PROJECT AND SITE DESCRIPTION

The MEC project consists of a 600 megawatt natural gas-fired combined cycle
power plant, a one mile natural gas pipeline, 10.2 mile recycled water supply lines,
and a 0.8 mile municipal water supply and industrial wastewater discharge lines.

The project is proposed to be constructed on a site 136 acres in size, partly within
the County of Santa Clara and partly within the city of San Jose. In 1998, Calpine
Corporation commissioned a Phase | Environmental Site Assessment (ESA) for the
site by Environmental Resources Management (ERM) in accordance with American
Society for Testing and Materials Standard E 1527-97, Standard Practice for

WASTE MANAGEMENT 178 October 10, 2000



Environmental Site Assessments (ERM 1999). The purpose of an ESA is to
determine the potential for the presence or likely presence of any hazardous
substances or petroleum products under conditions that may indicate a release or
threat of a release from present or past activities.

The land at the proposed site has never been developed, although a portion was
used for agriculture until about 1970. Over the past decade, mixed construction and
wastes have been brought to the site and stored or dumped there. In addition,
vehicle storage and, probably, maintenance have occurred there.

In November, 1998, ERM conducted a site inspection and identified the following:

aboveground storage tanks were seen, although ERM was unable to verify if
they were empty or full,

evidence of hydraulic oil leaking into the soil from heavy equipment;
discolored soil in and around open landfill areas;
cans and drums with unknown contents; and

possible existence of asbestos-containing material in piles of roofing or
building debris.

ERM also conducted a database search of publicly available information to help
determine the environmental status of the proposed site, and whether it may have
been affected by possible off-site contamination. The search included federal and
state agency records listing sites with leaking underground tanks, landfills, releases
of hazardous materials, contaminated wells, sites where hazardous waste is
handled, and facilities which release toxic chemicals to the air, water, or land. The
search radius around the site ranged from 0.625 to 1.5 miles. ERM evaluated
identified sites to determine their potential to have an adverse impact on the MEC
site. Criteria used to evaluate sites included distance from the proposed MEC site,
expected depth and direction of ground water and surface water flow, likely storm
water flow direction, and the presence or absence of documented contaminant
releases at the identified sites. ERM reported the following findings:

The Pacific Gas and Electric substation about 0.4 mile north of the proposed
site was the site of a petroleum hydrocarbon release from a 150 gallon
underground storage tank (UST) closure in 1987. The case was closed by the
Santa Clara Valley Water District (SCVWD) in 1993. Due to the distance and
direction from the subject site, as well as the volume and level of soil
contamination, ERM does not expect that the release poses any environmental
concerns to the proposed site.

In 1990, low levels of soil contamination were found about 0.6 mile northwest
of the proposed site, at the location of a former gasoline station from which
USTs had been removed in the late 1970s. The case was closed by the
SCVWD in 1991, and should not affect the MEC site.
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Two diesel and two gasoline USTs were removed in 1994 from the Universal
Gas location about 0.6 mile southeast of the MEC site. In 1998, the site was
placed in the local oversite program due to the levels of soil contamination from
total petroleum hydrocarbons. SCVWD has requested sampling to determine
the full extent of residual soil contamination and any groundwater
contamination. ERM concluded that, in spite of the distance to the MEC site,
the potential for environmental effects upon that site cannot be stated until
groundwater contamination and flow are known.

A 5000 gallon diesel spill occurred in 1993, about 0.1 mile north of the
proposed site across Monterey Road. Although no information is available
regarding contamination levels, ERM concluded it unlikely that the release
would affect the MEC site, since it is hydrologically downgradient, and any
contamination would be transported further away from the site.

Based on the results of the Phase | ESA, ERM made recommendations for
sampling to assess potential impacts in shallow soils, debris, and groundwater. In
June 1999, ERM performed a Phase Il ESA to provide data to evaluate the scope of
potential remedial activities for soil and groundwater and the need for removal of
hazardous materials from the site (Calpine/Bechtel 1999, data response #113).
Based on soil sampling at eleven locations, water sampling at four locations, and
sampling of construction debris, ERM concluded:

No evidence of soil contamination with petroleum fuels, lubricants, volatile fuel
components, solvents, or semi-volatile constituents;

Trace concentrations of pesticides at one location are likely the result of former
agricultural activities;

Elevated chromium and nickel concentrations at two locations, although likely
higher than statistical background levels, appear to be isolated and do not
seem to be related to any releases at the site;

No evidence of groundwater contamination with the organic and inorganic
constituents evaluated,;

About 40 cubic yards of asbestos contaminated soil and debris at the site will
require removal; and

No evidence of any other regulated wastes in the stockpile of debris.

Pursuant to a Memorandum of Understanding between the Commission and the
Department of Toxic Substances Control (DTSC), DTSC provided comments to
staff on the Application, including the Phase | and Il ESAs (DTSC 2000). DTSC
determined that further investigation is required to adequately characterize the site.
While acknowledging the sampling performed for the Phase Il ESA, DTSC noted
that although uncovered asbestos was found in stockpiles, surface soil samples
were not collected. Further, the unlabeled drums and the area immediately
surrounding them were not sampled, and it was unclear whether the stained surface
soil near the open landfill areas was sampled. Also, it did not appear that any
attempt was made to sample in the areas previously identified as inaccessible.
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DTSC also recommended that the above ground storage tanks be examined to
determine their integrity and whether they contain any material.

Additional site characterization activities were conducted and reported in an Interim
Final Phase Il ESA which was submitted to the Commission on May 25, 2000
(Calpine/Bechtel 2000d, Attachment WM-241). Additional soil sampling was
conducted in the vicinity of the aboveground storage tank and in the vehicle yard.
Also, certification was provided that stockpiles containing asbestos materials had
been removed, and there were no other asbestos containing materials remaining.
Results of the additional sampling activities did not indicate any conditions of
concern. Limited further soil and/or groundwater investigations were recommended
to fully characterize previously inaccessible areas of the site. Staff will propose a
condition of certification requiring such investigations prior to facility construction.

In addition to the ESAs performed for the proposed site, a database search was
performed for potentially contaminated sites which may be encountered during
construction of the linear facilities (Calpine/Bechtel 1999r, data response # 210).
The search was for known hazardous substance release sites and operating
underground storage tanks up to one-half mile of either side of the proposed and
alternative linear facility routes. Table WM210-1 (Id.) lists 28 leaking underground
storage tanks within 250 feet of either side of the linear facilities. Of the 28 sites, 23
occur right on or directly adjacent to the proposed and alternative linear facilities.
However, many of the sites are considered “closed” by the Santa Clara Valley
Water District (SCVWD) and require “no further action”, meaning that the site has
been cleaned, or no cleanup activities were deemed necessary. Twelve of the sites
are still under oversight by the SCVWD for potential groundwater contamination
(Calpine/Bechtel 1999r, data response # 210, Table WM210-2 and Figures WM210-
1A,1B). Contaminated soil or groundwater is likely to exist at the listed sites, but the
extent of contamination is not indicated.

In addition to the reported leaking underground storage tanks, there are 24 sites
within 250 feet of the linear routes that have a total of 79 active operating
underground storage tanks (Calpine/Bechtel 1999r, data response # 210, Table
WM210-3).

DTSC staff recommended that samples be collected along the linear facility routes
to characterize the soils to determine potential health risks to workers and soll
management plans (DTSC 2000). However, discussions with DTSC staff indicated
that their concerns regarding worker safety and soil management would be satisfied
with the implementation of appropriate health and safety precautions during
construction. Additionally, DTSC’s Waste Evaluation Unit has provided guidance to
PG&E regarding the regulatory status of soils excavated during installation of
underground equipment (Calpine/Bechtel 2000e, Attachment WM-1). DTSC'’s
guidance included the following: “If, during the course of the installation,...soil
which has been excavated is determined to be contaminated, PG&E will implement
appropriate health and safety precautions to protect its employees and the public
and prevent or minimize any exposure to potentially harmful hazardous
substances.” Thus, possible contamination of soil is determined during the course
of installation, and appropriate measures are then taken. Staff's proposed
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Condition of Certification WASTE-4 in conjunction with an approved Health and
Safety Plan (see the Worker Safety and Fire Protection section of this document)
will ensure that contaminated soil discovered during excavation will be properly
handled with appropriate worker and environmental protection.

IMPACTS

PROJECT SPECIFIC IMPACTS

CONSTRUCTION

Project site preparation and construction will generate both nonhazardous and
hazardous wastes.

The proposed site currently contains wrecked automobiles, lumber, makeshift
buildings, and assorted trash and debris. The nonhazardous waste will be removed
by a waste removal company. The recyclable portion of the waste will be recovered
with the remaining waste transferred to a Class Il landfill (Calpine/Bechtel 1999a,
AFC p. 8.13-2).

A variety of nonhazardous waste streams will be generated from construction of the
generating plant, electric transmission line, natural gas supply line, and water
supply and wastewater discharge lines. Paper, wood, glass, and plastics will be
generated from packing materials, waste lumber, insulation, and empty chemical
containers. The applicant estimates that about 100 tons of these wastes will be
generated (Calpine/Bechtel 1999a, AFC p. 8.13-3), and those which cannot be
recycled will be disposed of weekly in a Class Il landfill. The applicant also expects
that about 70 tons of excess concrete will be generated during the course of
construction (Id.). This will be disposed of weekly in a Class Il landfill or at clean fill
sites. In addition, metal wastes will be generated from welding/cutting operations,
packing materials, empty chemical containers, and wiring. About 25 tons of metal
wastes are expected, and that which cannot be recycled will be deposited in a Class
[l landfill (1d.). Drilling will be necessary for some sections of the natural gas and
water pipelines, and will require the use of nontoxic drilling mud. About 1300
barrels will be used, and will be disposed at a Class Il or Il landfill (1d.).

Hazardous wastes that may be generated during construction include waste oil and
grease, paint, spent solvent, welding materials, and cleanup materials from spills of
hazardous substances. The construction contractor is considered the actual waste
generator and will be responsible for proper hazardous waste handling. Such
wastes will be collected in hazardous waste accumulation containers near the point
of generation. The containers will be taken to the construction contractor’s
hazardous waste storage area and within 90 days will be delivered to an authorized
hazardous waste management facility (Calpine/Bechtel 1999a, AFC p. 8.13-4).

Initial pre-operational cleaning of internal surfaces of the heat recovery steam
generators and auxiliary boiler will also generate chemical waste cleaning solutions
and filters. These wastes will be stored temporarily onsite in portable tanks, and will
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be disposed of offsite by a chemical cleaning contractor in accordance with
applicable regulatory requirements (Calpine/Bechtel 1999a, AFC p. 2-13).

Hazardous wastes may also be generated if contaminated soils are encountered
during site preparation or linear facility construction. When construction or
excavation is planned in areas near known contaminated sites, MEC has committed
to the following procedures to assure proper management of soil suspected to be
contaminated (MEC 1999b, p. 93):

Hand-held detection equipment, such as photoionization detectors, will be used
in the field during excavation to ascertain the presence of volatile hazardous
substances in excavated soil.

Health and safety precautions will be implemented to prevent or minimize
exposure to workers and the public if contaminated soil is determined to be
present.

Soil samples will be taken by trained personnel to confirm the nature of
contamination.

Soil suspected to be contaminated will be stockpiled near the site of excavation
on polyethylene sheeting and covered while awaiting laboratory confirmation.
Contaminated soil will be transported to an appropriately permitted facility.

Only clean soil will be deposited back into the original excavation site.

In areas where there is no known or suspected contamination, soil which is
discolored or has a petroleum hydrocarbon odor will be safely stockpiled until the
nature of the contamination is determined by laboratory analysis (Id.). If the soil is
found to be contaminated, procedures similar to those listed above will be followed.

OPERATION

Under normal operating conditions, the proposed facility will generate both
nonhazardous and hazardous wastes.

Nonhazardous wastes generated during plant operation include trash, office wastes,
empty containers, broken or used parts, used packing material, and used filters.
The quantities of nonhazardous wastes generated from gas-fired facilities such as
the MEC project are typically minor. MEC estimates that about 70 cubic yards
annually of such wastes will be generated (Calpine/Bechtel 1999a, AFC p. 8.13-4).

During routine project operation, hazardous wastes likely to be generated include
cleaning solutions, spent air pollution control catalysts, used oil and filters, used
cleaning solvents, cooling tower sludge, and contaminated cleanup materials. AFC
Table 8.13-1 summarizes the hazardous wastes expected to be generated at the
MEC facility, their origin, quantity, and disposal method. The majority of hazardous
wastes generated will be recycled. Cooling tower sludge, which consists of
suspended solids that accumulate as sediment in the tower basin, may or may not
be classified as hazardous, depending on operating conditions of the plant.
Sediment accumulates at the rate of 100-200 pounds annually, and is removed
every few years. Prior to removal, the material will be tested to determine if it must
be managed as hazardous.
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Hazardous wastes will be stored on site up to 90 days prior to their transport to a
permitted facility by a licensed hauler. MEC has proposed that the storage area be
surrounded by a berm sized to hold the contents of the single largest container plus
an additional 20 percent to allow for rainfall (Calpine/Bechtel 1999a, AFC p. 8.13-
11). The proposed design will have to meet the requirements of Title 22, California
Code of Regulations, section 66264.175 which, in part, states that the containment
system shall have sufficient capacity to contain precipitation from at least a 24-hour,
25-year storm plus 10 percent of the aggregate volume of all containers, or the
volume of the largest container, whichever is greater. The Hazardous Material
Compliance Division of Santa Clara County reviews hazardous waste containment
plans when issuing their required Hazardous Material Clearance Form. Staff will
propose that the project owner obtain such a form under condition of certification
WASTE-5.

Chemical feed area drains consisting of spillage, tank overflows, effluent from
maintenance operations, and liquid from area washdowns will be routed to a
neutralization facility for pH adjustment. Elementary neutralization is a type of
hazardous waste treatment under California regulations (Cal. Code Regs., tit. 22, §
67450.1 et seq.) and requires a permit from the Department of Toxic Substances
Control.

IMPACT ON EXISTING WASTE DISPOSAL FACILITIES

Nonhazardous waste which is not recycled will be disposed of at one of the regional
Class lll landfills in the area. AFC Table 8.13-2 lists landfills and recycling facilities
in the vicinity of the MEC project which accept nonhazardous wastes. Each of the
facilities listed have large operating and permitted capacities relative to the
guantities of waste expected from MEC. Even discounting the effects of recycling
on the total amount of non-hazardous wastes destined for landfilling, the amount of
waste generated during project construction and operation are insignificant relative
to existing disposal capacity.

Three Class | landfills in California, at Kettleman Hills in King’s County, Buttonwillow
in Kern County, and Westmoreland in Imperial County, are permitted to accept
hazardous waste. There is a combined total in excess of twenty million cubic yards
of remaining hazardous waste disposal capacity at these facilities with remaining
lifetimes as long as 50 years. Also, the amount of hazardous waste being
transported to these landfills has decreased in recent years due to source reduction
efforts by generators, and the transport of waste out of state that is hazardous
under California law, but not federal law.

Much of the hazardous waste generated during facility construction and operation
will be recycled, such as used oil and spent catalysts. Even without recycling, the
generation of hazardous waste from MEC would comprise only a small fraction of
existing capacity (less than one percent), and not significantly impact the capacity of
any of the state’s Class | landfills.
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CUMULATIVE IMPACTS

Due to the minor amounts of wastes generated during project construction and
operation, the insignificant impacts on individual disposal facilities, and the
availability of additional regional landfills, cumulative impacts will be insignificant for
both hazardous and nonhazardous wastes.

COMPLIANCE WITH APPLICABLE LAWS, ORDINANCES,
REGULATIONS, AND STANDARDS (LORS)

Energy Commission staff concludes that MEC will be able to comply with all
applicable LORS regulating the management of hazardous and non-hazardous
wastes during project construction and operation. The applicant is required to
dispose of hazardous and non-hazardous wastes at facilities approved by the San
Francisco Bay Regional Water Quality Control Board or the CAL EPA - Department
of Toxic Substances Control. Because hazardous wastes will be produced during
project construction and operation, MEC must acquire and maintain an EPA
identification number as a hazardous waste generator. Accordingly, MEC will be
required to properly store, package and label waste, use only approved
transporters, prepare hazardous waste manifests, and keep detailed records.
Pursuant to California Code of Regulations, title 22, section 67100.1 et seq., a
hazardous waste source reduction and management review may be required,
depending on the amounts of hazardous waste ultimately generated.

MITIGATION

The Applicant intends to implement the following mitigation measures during
construction and operation of the proposed MEC project (Calpine/Bechtel 1999a,

AFC p. 8.13-11):

Employees will be trained in hazardous waste procedures, spill contingencies,
and waste minimization.

Procedures will be developed to reduce the quantity of hazardous wastes
generated. Nonhazardous materials will be used instead of hazardous
materials whenever possible, and wastes will be recycled whenever possible.

Energy Commission staff has examined the mitigation measures proposed by MEC
and concluded that the measures together with applicable LORS will adequately
assure that no significant environmental impacts will result from the management
and disposal of project-related waste.

FACILITY CLOSURE

During any type of facility closure (see staff's General Conditions section which
discusses planned, unexpected temporary, and unexpected permanent closure),
the primary waste management related concern is that project wastes not pose any
potentially significant problem to the public, workers, or the environment. Staff has

October 10, 2000 185 WASTE MANAGEMENT



determined that conditions of certification in the General Conditions section will
adequately address waste management issues related to closure.

In the case of unexpected temporary closure, waste management practices
normally required by LORS and already in-place (such as limiting hazardous waste
accumulation time to 90 days and requiring proper containment) would likely be
adequate to avoid significant problems. In addition, staff's General Conditions for
Facility Closure require preparation of an on-site contingency plan which shall
provide for removal of hazardous wastes and draining of all chemicals from storage
tanks and other equipment for temporary closures exceeding 90 days.

An approved on-site contingency plan is also required to protect public health and
safety in the case of unexpected permanent closure. As above, the plan must
provide for the removal of hazardous materials and hazardous wastes, draining of
all chemicals from storage tanks and other equipment, and the safe shutdown of all
equipment.

For planned permanent closure, MEC is required to develop a facility closure plan at
least twelve months prior to commencement of closure and is committed to
complying with LORS which are applicable at the time of closure (Calpine/Bechtel
1999a, AFC p. 4-2).

CONCLUSIONS AND RECOMMENDATIONS

Management of the wastes generated during construction and operation of the MEC
project will not result in any significant adverse impacts if MEC implements the
mitigation measures proposed in the Application for Certification (99-AFC-3), the
additional measure proposed by staff below, and the proposed conditions of
certification.

Staff agrees with the procedures proposed by MEC regarding proper management
of soil suspected to be contaminated (Calpine/Bechtel 1999h, p. 93), including use
of hand-held detection equipment during excavation to ascertain the presence of
volatile hazardous substances, implementing health and safety precautions to
prevent or minimize exposure to workers and the public from contaminated soill,
confirming the nature of contamination through sampling, stockpiling and covering
contaminated soil near the site of excavation while awaiting laboratory confirmation,
transporting contaminated soil to a permitted facility, and using only clean soil for
backfill.

Staff further recommends that, during excavation activities, MEC have an
environmental professional available to determine the need for sampling when
contamination is suspected, and to coordinate the above activities as necessary. If
significant remediation may be required, MEC should also contact representatives
of the Santa Clara County Department of Environmental Health and the Berkeley
Field Office of the California Department of Toxic Substances Control for
consultation and possible oversight of remedial activities.
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CONDITIONS OF CERTIFICATION

WASTE-1 The project owner shall obtain a hazardous waste generator
identification number from the Department of Toxic Substances Control prior
to generating any hazardous waste.

Verification: The project owner shall keep its copy of the identification number
on file at the project site and notify the CPM via the monthly compliance report of its
receipt.

WASTE-2 The project owner shall notify the CPM of any waste management-
related enforcement action taken or proposed to be taken against it, or
against any waste hauler or disposal facility or treatment operator that the
owner contracts with.

Verification: The project owner shall notify the CPM in writing within 10 days of
becoming aware of an impending enforcement action.

WASTE-3 Prior to the start of both construction and operation, the project
owner shall prepare and submit to the CPM, for review and comment, a
waste management plan for all wastes generated during construction and
operation of the facility, respectively. The plans shall contain, at a minimum,
the following:

A description of all waste streams, including projections of frequency,
amounts generated and hazard classifications; and

Methods of managing each waste, including treatment methods and
companies contracted with for treatment services, waste testing methods
to assure correct classification, methods of transportation, disposal
requirements and sites, and recycling and waste minimization/reduction
plans.

Verification: No less than 60 days prior to the start of construction, the project
owner shall submit the construction waste management plan to the CPM for review.
The operation waste management plan shall be submitted no less than 60 days
prior to the start of project operation. The project owner shall submit any required
revisions within 30 days of notification by the CPM (or mutually agreed upon date).
In the Annual Compliance Reports, the project owner shall document the actual
waste management methods used during the year compared to planned
management methods.

WASTE-4 The project owner shall have an e nvironmental professional
available for consultation during soil excavation and grading activities. The
environmental professional shall be given full authority to oversee any earth
moving activities that have the potential to disturb contaminated soil. The
environmental professional shall meet the qualifications of such as defined
by the American Society for Testing and Materials designation E 1527-97
Standard Practice for Phase | Environmental Site Assessments as evidenced
by one of the following or similar credentials: (1) Certified Industrial Hygienist
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with experience in worker exposure monitoring, (2) Qualified Environmental
Professional certification, (3) Registered Environmental Assessor I, or (4)
Registered Professional Engineer with experience in remedial investigation
and feasibility studies.

Verification: At least 30 days prior to the start of construction, the project owner
shall submit the qualifications and experience of the environmental professional to
the CPM for approval.

WASTE-5 If potentially contaminated soil is unearthed during excavation at
either the proposed site or linear facilities as evidenced by discoloration,
odor, detection by handheld instruments, or other signs, the environmental
professional shall inspect the site, determine the need for sampling to
confirm the nature and extent of contamination, and file a written report to the
project owner and CPM stating the recommended course of action.
Depending on the nature and extent of contamination, the environmental
professional shall have the authority to temporarily suspend construction
activity at that location for the protection of workers or the public. If, in the
opinion of the environmental professional, significant remediation may be
required, the project owner shall contact representatives of the Santa Clara
County Department of Environmental Health and Region 2 of the California
Department of Toxic Substances Control for guidance and possible
oversight.

Verification: The project owner shall notify the CPM in writing within 5 days of
any reports filed by the environmental professional, and indicate if any substantive
issues have been raised.

WASTE-6 The project owner shall obtain a Hazardous Material Clearance
Form from the Santa Clara County Hazardous Materials Compliance
Division.

Verification: Prior to the start of construction, the project owner shall provide an

approved copy of the Santa Clara County Hazardous Materials Compliance

Division’s Hazardous Material Clearance Form to the CPM.

WASTE-7 The project owner shall perform additional limited investigations to
fully characterize the site, including sampling soil in the area of the former
asbestos containing material (ACM) piles to confirm that ACM is no longer
present, sampling of the contents of the unlabeled drums and above ground

storage tanks, and sampling of areas previously identified as inaccessible in
the Phase Il ESA.

Verification: Prior to the start of construction, the project owner shall submit
analytical results of the additional sampling to the CPM as a ESA Addendum.

WASTE-8 All site debris, including stockpiles, drums, automotive debris,
storage sheds, and living quarters, shall be removed from the site as soon as
possible after the project owner has control of the site.
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Verification: The project owner shall notify the CPM in writing within ten days of
removal of site debris.

October 10, 2000 189 WASTE MANAGEMENT



REFERENCES

Calpine/Bechtel. 1999a. Application for Certification, Metcalf Energy Center (99-
AFC-3). Submitted to the California Energy Commission, April 30, 1999.

Calpine/Bechtel. 1999h. Set 1la data responses to CEC data requests submitted to
the California Energy Commission on August 23, 1999.

Calpine/Bechtel. 1999|. Set 1c data responses to CEC data requests submitted to
the California Energy Commission on September 23, 1999.

Calpine/Bechtel. 1999r. Set 2c data responses submitted to the California Energy
Commission on November 12, 1999.

Calpine/Bechtel. 2000d. Set 5 data responses submitted to the California Energy
Commission on May 25, 2000.

Calpine/Bechtel. 2000e. Set 7 Comments of MEC PSA submitted to the California
Energy Commission on June 30, 2000.

DTSC. 2000. Letter from Barbara J. Cook, Chief, Northern California — Coastal
Cleanup Operations Branch to Mike Ringer, CEC. March 21.

ERM (Environmental Resources Management). 1999. Phase | Environmental Site
Assessment, Metcalf Site, San Jose, CA, April 13.

WASTE MANAGEMENT 190 October 10, 2000



LAND USE
Testimony of Eric Knight

INTRODUCTION

This land use analysis of the Metcalf Energy Center (MEC) focuses on two main
issues: the project’s consistency with local land use plans, ordinances and policies;
and the project’s compatibility with existing and planned land uses. In general, an
electric generation project and its related facilities may be incompatible with existing
and planned land uses if it creates unmitigated noise, dust, public health hazard or
nuisance, traffic, or visual impacts or when it unduly restricts existing or planned
future uses.

LAWS, ORDINANCES, REGULATIONS AND STANDARDS

Calpine/Bechtel has exercised its purchase option on Assessor’s Parcel Number
(APN) 708-29-003, which includes 116 acres on the southeast side of Tulare Hill
(Lot 5) and 10 acres of flat area at the base of Tulare Hill on the southeast side of
Fisher Creek (Lot 7). This 126-acre parcel is currently in unincorporated Santa
Clara County but within the Sphere of Influence of the City of San Jose*. The 10-
acre flat area is within the Urban Service Area of the City of San Jose®. The
applicant also has an ownership interest in 10 acres of Lot 6 (APNs 708-23-002,
003). This area is within the San Jose City limits. On March 1, 1999,
Calpine/Bechtel filed an Annexation application with the City of San Jose to annex
the 10-acre flat area (Lot 7) at the base of Tulare Hill’. The Tulare Hill portion of the
property would remain in the County and would not be developed. Lot 7 and the 10
acres from Lot 6 would be combined through the Tentative Map process to
configure a 20-acre site for the proposed power plant. Please refer to LAND USE
Figure 1.

Since the proposed power plant site currently is located partly within the City of San
Jose and partly within unincorporated Santa Clara County, staff reviewed all the
San Jose and Santa Clara County planning documents relevant to the project. In
addition, portions of the project’s electrical transmission line and natural gas supply
pipeline traverse unincorporated areas of Santa Clara County. A discussion of the
project’s conformity with applicable goals, policies, standards, and regulations from
each of these planning documents can be found in the subsection entitled
Compliance with Laws, Ordinances, Regulations, and Standards.

A city’s Sphere of Influence delineates the expected future physical boundaries and service
area of that city.

% An Urban Service Area (USA) is defined as all developed, undeveloped, or agricultural lands,
either incorporated or unincorporated, within a city’s Sphere of Influence, where services and facilties
are generally available, and where urban development requiring such services should be located.

A special provision of the Cortese-Knox Local Government Reorganization Act of 1985 (Gov.
Code § 56826) allows cities within Santa Clara County to approve their own annexations within the
established urban service area, bypassing the approval of the Santa Clara County Local Agency
Formation Committee (LAFCO). This procedure is referred to generally as “city-conducted”
annexations.
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CITY OF SAN JOSE

GENERAL PLAN

The San Jose 2020 General Plan contains each of the elements mandated by
Government Code Section 65302 (land use, circulation, housing, conservation,
open space, noise, and safety). The elements have been combined into “a
consistent meaningful whole” and organized to meet the needs of public officials,
developers, neighborhood organizations, and community members. The General
Plan contains a statement of development policies and includes a Land Use
Diagram and text, which set forth the objectives, principles, standards, and plans to
guide development proposals. The General Plan states that it “must always be
considered in its entirety, with no single policy, principle, standard, or plan read and
considered in isolation. It is also necessary that the General Plan provides some
flexibility and not be applied or interpreted in such a rigid manner as to impede
attainment of its objectives” (SJ 1994a, pp. 2-3).

NORTH CoYOTE VALLEY CAMPUS INDUSTRIAL AREA MASTER DEVELOPMENT
PLAN

In 1983, the City of San Jose amended its General Plan to allow Campus Industrial
uses in North Coyote Valley. The Campus Industrial category is intended to allow
development with a unique “campus” design concept that takes advantage of the
site’s natural features and incorporates substantial amounts of landscaped and
natural open space. Adopted as policy by the San Jose City Council on May 28,
1985 (Resolution #58353), the Master Development Plan represents a “clear and
unequivocal” statement of how San Jose’s adopted General Plan is to be
implemented in North Coyote Valley. The City of San Jose’s general goals for
development of North Coyote Valley are: “1) to provide much-needed, large, single-
user sites where major companies can consolidate their operations and; 2) by doing
S0, ensure the region’s long-term economic health” (SJ 1985, p.1).

While the Master Development Plan is not an ordinance, many of its provisions are
included in Planned Development zonings and have the force of law* (SJ 1985).
The Master Development Plan includes Private Improvement Guidelines, which are
“the concepts all development must incorporate.” The plan also sets forth
development standards “which must appear, as a minimum, as part of all Planned
Development Zoning approvals and Environmental Performance Standards which
all development must meet.* The Master Development Plan reads:

“Even the low intensity of development in the Campus Industrial areas of Coyote
Valley will not preserve its rural character if the large setbacks, height restrictions
and landscape concepts outlined in this section are not followed. The unusually

4 According to the Master Development Plan, all development in North Coyote Valley will occur
through Planned Development Zoning. For an explanation of Planned Development Zoning, see the
discussion on the City's Zoning Ordinance.

®> Amendments to the Private Improvement Standards and General Development Standards were
approved by the City Council on November 8, 1999. Staff has conducted its consistency analysis
based on the amended guidelines and standards.
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restrictive nature of these guidelines is deliberate. North Coyote Valley will attract
and hold the major ‘high technology’ users it is intended to accommodate only if
there is a clearly established standard of excellence and a commitment to meet that
standard” (SJ 1985).

RIPARIAN CORRIDOR PoOLICY STUDY

The Riparian Corridor Policy Study was adopted by the San Jose City Council on
May 17, 1994, and revised March 1999. The overall purpose of the study is to
explore in detail issues related to General Plan policies that promote the
preservation of riparian corridors (the areas along natural streams) and how these
corridors should be treated for consistency with the General Plan. The study
primarily addresses riparian corridors within San Jose’s Urban Service Area. Fisher
Creek, which traverses the MEC site on its west and north sides, is included in the
study. Recognizing that potential conflicts exist among competing land uses along
riparian corridors (e.g., land development, flood control protection, habitat
preservation), the study attempts to achieve a balance among these potentially
incompatible land use activities through the application of development guidelines.
The study states that these development guidelines are intended for use within the
context of the overall goals of the City.

ZONING ORDINANCE

There are two forms of zoning in San Jose: conventional zoning and Planned
Development (PD) zonings. Conventional zoning districts contained in the City’s
Zoning Ordinance include a range of allowed land uses, development intensities
and standards within the major land use categories such as residential, commercial
and industrial (SJ 1994a). The General Plan has the following to say about the
City’s Planned Development zonings:

“Planned Development zoning provides the means to tailor such regulations as
allowed uses, site intensities and development standards to a particular site. These
development standards and other site design issues implement the design
standards set forth in the General Plan and design guidelines adopted by the City
Council. This Planned Development zoning process enables the City Council to
consider the unique characteristics of a development site and its surroundings to
better implement the objectives, goals and policies of the General Plan” (emphasis
added; SJ 1994a).

Development in North Coyote Valley will occur through PD zoning (SJ 1985). The
PD zone or district is an override district, which is always combined with a
conventional zoning district. The portion of the MEC site in the City is zoned
Agriculture (A). The portion of the site currently in the County is zoned Agriculture,
20-acre minimum (A-20ac). Calpine/Bechtel filed Planned Development and
Prezoning® applications on August 12, 1999 to rezone the MEC site to A (PD).
Approval of a PD district involves City Council adoption of an ordinance that

6 Prezoning is usually done before annexation of unincorporated land to a city in order to facilitate
its transition into the city boundaries. The advantage is that a city will have zoning in effect
immediately upon annexation.
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includes specific land use regulations, design parameters, and performance
standards for the site and its use. Because there are no specific development
standards for Public/Quasi-Public uses, City planning staff have stated that a
determination of appropriate development standards for the MEC would be based
on applicable City plans and policies, such as the North Coyote Valley Campus
Industrial Area Master Development Plan (SJ 1999b).

The second phase of the City’s PD zoning process is the issuance of a Planned
Development (PD) Permit. The PD Permit is a combined site/architectural permit
and conditional use permit that implements the approved PD zoning on the property
(SJ 1994a). The conditional use permit aspect of the PD Permit would be
subsumed into the Energy Commission’s license, since issuance of a certificate by
the Energy Commission is in lieu of any local permit for the use of the site (Pub.
Resources Code § 25500). Thus, any conditions the City wishes to have imposed
on the project need to be considered by the Energy Commission and included, as
appropriate, in the Energy Commission’s license to have any binding effect on the
MEC. Nevertheless, under the City’s zoning ordinance, until a PD Permit is issued,
the uses allowed on the property and the development standards applicable to the
site are those which are allowed by the base zoning district only (SJ 1997,
820.36.030 and §820.36.040). The City’s current zoning on the MEC site is
Agriculture, which permits primarily agricultural uses. Other uses are conditionally
allowed, such as public utility facilities. However, a power plant is not among the
uses listed. The Agricultural District development standards restrict building and
structure heights to 35 feet (820.20.140). Until City Council approval of the PD
Permit, the PD Zoning necessary for development of the MEC could not be
effectuated, and the Agricultural District land use regulations would still apply to the
site. Calpine/Bechtel submitted a preliminary draft of their PD Permit application in
September.

COUNTY OF SANTA CLARA

GENERAL PLAN

Policies in the Santa Clara County General Plan (1995-2010) seek to maintain the
scenic character of the rural, unincorporated areas of the County and to promote
conservation and productive use of their natural resources for agriculture, ranching,
watershed, public recreation, and wildlife habitat. In regard to unincorporated lands
within city urban service areas, the General Plan states that these areas should
eventually be annexed to their surrounding cities. Even before annexation occurs,
development proposals within these areas must conform to the uses allowed in the
surrounding city’s general plan (SCC 1994).

SETTING

POWER PLANT SITE AND VICINITY

The proposed power plant site is located in Coyote Valley, which lies between the
southernmost part of urbanized San Jose and the northern edge of the City of
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Morgan Hill. The power plant site is located at the northern end of Coyote Valley at
the base of Tulare Hill. Monterey Road lies to the east of the site and Metcalf Road
is to the north. The site is bordered by Fisher Creek to the north and west and the
Union Pacific Railroad (UPRR) tracks to the east. Blanchard Road is to the south.
The fenced area of the power plant (which excludes the Fisher Creek riparian
setback area) would be 10.73 acres. The riparian area, landscaping, and the
access road from Blanchard Road would occupy the remainder of the 20-acre site.
A 10-acre area adjacent to and south of the site would be used as a temporary
laydown/staging area during construction of the power plant.

The 10-acre flat area at the base of Tulare Hill (the portion of the site under the
County’s jurisdiction) is currently used for storage of old vehicles and construction
debris and for raising poultry and some minor cattle grazing. No cultivation
activities occur on this portion of site. The southern 10 acres of the site and the 10-
acre construction laydown area are farmed for field crops. The entire MEC site is
designated as Prime Farmland on the 1998 Important Farmland Map for Santa
Clara County compiled by the California Department of Conservation (CDC 1999).

Existing land uses within a one-mile radius of the MEC site are shown on LAND
USE Figures 2 — 5. These uses include agricultural land, the Coyote Creek
Parkway, and commercial uses. Sensitive land uses include scattered residences,
the closest of which is located about 1,150 feet southeast of the MEC site
(Calpine/Bechtel 19994, p. 8.5-4). The Santa Teresa neighborhood, which is the
nearest residential community, is located on the northwest side of Tulare Hill a little
more than 0.5 mile from the site. An elementary school is located about 1.4 miles
southeast of the site (Calpine/Bechtel 1999a, p. 8.5-4). Major electrical
transmission lines owned by Pacific Gas & Electric Company (PG&E) are located
about 200 feet north of the site. These lines traverse Tulare Hill east to west and
connect to the PG&E Metcalf Substation, which is located about 2,000 feet
northeast of the site adjacent to U.S. 101.

City of San Jose and Santa Clara County General Plan designations within one mile
of the MEC site are shown on LAND USE Figures 6 and 7. The MEC site is

designated Campus Industrial on the San Jose General Plan Land Use Diagram.
The Santa Clara County General Plan designation for the site is Urban Service
Area.

LINEAR FACILITIES

ELECTRICAL TRANSMISSION LINE

The power plant would interconnect with an existing PG&E 230 kV transmission
line, which passes near the northern boundary of the MEC site, via a new 230 kV
transmission line approximately 240 feet in length. The interconnection would be
made at an existing transmission tower on Tulare Hill. The proposed transmission
line would traverse primarily undeveloped grazing land in unincorporated Santa
Clara County. The transmission line route is designated Am (Agriculture — medium
scale) on the County Land Use Plan and zoned A-20Ac. The same area is
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designated Non-Urban Hillside on the City of San Jose Land Use Diagram. The
City does not have a zoning designation for this area.

NATURAL GAS SUPPLY PIPELINE

Natural gas would be delivered to the MEC via approximately one mile of new 16-
inch pipeline that will connect to an existing PG&E main pipeline (Line 300), which
runs along the east side of U.S. 101. A gas metering station, which consists of an
aboveground segment of pipe and associated valves, metering equipment, and
support structures, would be located immediately adjacent to PG&E'’s Line 300 on
vacant land that lies just east of Malech Road and south of the county road that
intersects Malech Road. The gas metering station would be within a 35 feet by 80
feet fenced area and would lie 370 feet from the northbound outside lane of U.S.
101 (Calpine/Bechtel, 2000f). The proposed pipeline would be bored beneath U.S.
101. It would then follow along Coyote Ranch Road and an unnamed road west
toward Monterey Road. To go under Coyote Creek, Monterey Road, and the UPRR
tracks, the pipeline would be installed by horizontal directional drilling. From a point
on the western side of the railroad tracks just north of Blanchard Road, the pipeline
would then proceed north along the western side of the railroad right-of-way to the
power plant site (Calpine/Bechtel 1999a, p. 6-1).

About one-third of the gas pipeline route is within the City of San Jose and the
remainder is within unincorporated Santa Clara County. Existing land use along the
proposed gas pipeline is primarily park, vacant, and agricultural land. The route
traverses areas designated Other Public Open Lands (PL) and Regional Parks,
Existing (P) on the County Land Use Plan and Campus Industrial on the San Jose
Land Use Diagram. The route is primarily zoned agricultural.

WATER SUPPLY AND WASTEWATER PIPELINES

A new 10.2-mile long pipeline would be constructed to deliver cooling water to the
MEC. The primary source of cooling water would be recycled water from the South
Bay Water Recycling (SBWR) Program. As described in AFC Supplement A
(Calpine/Bechtel 1999e¢), the recycled water pipeline would begin north of the power
plant site and weave its way along paved city streets, traveling primarily through
residential and commercial areas, until reaching Fisher Creek at Santa Teresa
Boulevard. South of Fisher Creek the recycled water pipeline would turn northeast,
travelling through land currently in agricultural use on its way to the MEC site. The
pipeline segment from Santa Teresa Boulevard to the MEC site is labeled “Segment
B-3” in Supplement A. The agricultural land traversed by Segment B-3 is planted in
safflower, orchard trees, wheat, and row crop. The area traversed by Segment B-3
is designated Campus Industrial on the San Jose General Plan Land Use Diagram.
A portion of Segment B-3 traverses land that would be developed as part of the
proposed Coyote Valley Research Project. Existing land uses within 0.25 mile of
the recycled water pipeline are shown on AFC Figures 3.2-1a — 3.2-1g.
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Potable water would be supplied by the San Jose Municipal Water System (San
Jose MUNI) via a new 24-inch, 1.25-mile long pipeline’. The potable water pipeline
would begin at Well #23 near Bailey Avenue and travel north to the MEC site along
the western side of the UPRR right-of-way through agricultural land currently farmed
for field crops (Calpine/Bechtel 2000a, data response # 3-229). The area traversed
by the pipeline route is designated Campus Industrial.

San Jose MUNI has potable water pipelines in Santa Teresa Boulevard. As
described in AFC Supplement A, the MEC may tap into a supply pipeline in Santa
Teresa Boulevard as an alternative to the 1.25-mile long pipeline from Well #23.
The alternative 0.8-mile long potable water supply pipeline would follow the same
route as Segment B-3 of the recycled water supply pipeline.

As described in AFC Supplement A, the MEC would discharge industrial
wastewater and sewage into an existing sewer pipeline in Santa Teresa Boulevard.
Industrial wastewater and sewage would be conveyed in a single pipeline, which
would follow the same route as Segment B-3 of the recycled water supply pipeline.

Construction of the recycled water pipeline, alternate domestic water pipeline, and
wastewater discharge pipeline along Segment B-3 would require a construction
corridor with a maximum width of 66 feet (Calpine/Bechtel 1999¢, page 2-3).

SITE ACCESS ROADS

As proposed in the AFC, the power plant site would be accessed from Blanchard
Road off of Monterey Road. Access to the site would be across the UPRR tracks.
A new 900-foot long, two-lane road would be constructed beginning at Blanchard
Road and paralleling the UPRR tracks north to the MEC site. The new access road
would be located on land that is currently being used for agriculture and designated
Campus Industrial on the San Jose General Plan Land Use Diagram.

In its comments on the PSA (dated June 28, 2000), City staff raised concerns about
the inadequacy of access to the MEC site, since the project’s single point of access
would be across a major railroad line. The City is concerned about the periodic
inaccessibility of the MEC site during periods when trains are on or approaching the
section of track adjacent to the project site. In response to the City’s comments, the
applicant proposes to construct a “western” access road that would serve as the
primary access to the MEC site (Calpine/Bechtel, PSA Comments, Set 8). The
1,500-foot long, two-lane western access road would provide access to the MEC
site from Santa Teresa Boulevard via a future road within the proposed Coyote
Valley Research Park (CVRP). To connect the MEC site to the planned CVRP road
network, the western access road would cross two privately owned lands currently
used for agriculture. To the point of connection with the CVRP road network, the
western access road would be located over the water pipeline corridor described as
Segment B-3 in AFC Supplement A. If the CVRP project is approved, rather than

’ As an alternative to San Jose MUNI, potable water may be supplied by Great Oaks Water
Company via an interconnection point that has not been defined. Great Oaks Water Company owns
and operates a public water supply system just north of Coyote Valley in the Santa Teresa area
(Calpine/Bechtel, Project Description, August16, 2000).
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continuing across land currently in agricultural use, the applicant expects they could
construct the remaining portion of Segment B-3 underneath the public streets to be
developed as part of the CVRP (Calpine/Bechtel, PSA Comments, Set 8). The
western access road would be set back from Fisher Creek at a distance of at least
100 feet from the top of the bank. The construction and use of the western access
road is dependent on the applicant’s ability to obtain easements and access rights
across privately held property, and the development of public streets within the
CVRP project.

IMPACTS

Appendix G of the Guidelines to the California Environmental Quality Act (CEQA),
indicate that the following criteria are relevant to determining whether a land use
impact is a “significant effect”:

Would the project conflict with any applicable land use plan, policy, or
regulation of an agency with jurisdiction over the project adopted for the
purpose of avoiding or mitigating an environmental effect.

Would the project disrupt or divide the physical arrangement of an established
community.

Would the project convert Prime Farmland, Unique Farmland, or Farmland of
Statewide Importance, as shown on the maps prepared pursuant to the
Farmland Mapping and Monitoring Program of the California Resources
Agency, to non-agricultural use.

In addition, staff evaluates whether a project would cause compatibility conflicts with
existing and planned land uses. In general, a power plant and its related facilities
may be incompatible with existing and planned land uses if it creates unmitigated
noise, dust, public health hazard or nuisance, traffic, or visual impacts or if it unduly
restricts existing or future uses.

CONSISTENCY WITH LAWS, ORDINANCES, REGULATIONS AND
STANDARDS

Public Resources Code section 25525 states that the Energy Commission shall not
certify any facility when it finds “that the facility does not conform with any applicable
state, local, or regional standards, ordinances, or laws, unless the commission
determines that such facility is required for public convenience and necessity and
that there are not more prudent and feasible means of achieving such public
convenience and necessity.” When determining whether a project is in
conformance with state, local or regional standards, ordinances, or laws, Energy
Commission staff typically meets and consults with the applicable agencies to
determine conformity. The laws, ordinances, regulations, standards (LORS) and
policies applicable to the project have been analyzed below to determine the extent
to which the project is consistent or at variance with each requirement or standard®.

8 A summary of the project's consistency with applicable laws, ordinances, regulations, and
standards can be found in Appendix A of this analysis.
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CITY OF SAN JOSE
GENERAL PLAN

Land Use Diagram

The 20-acre MEC site is designated Campus Industrial on the Land Use Diagram of
the City of San Jose General Plan. According to the General Plan, land uses
allowed in the Campus Industrial category are “industrial research and
development, administration, marketing, assembly, and manufacturing.” City of San
Jose Planning staff determined that a heavy industrial use such as a power plant
would not be allowed by the Campus Industrial designation, but could be allowed by
either the Heavy Industrial or Public/Quasi-Public designations. On the direction of
City Planning staff, Calpine/Bechtel filed a General Plan amendment on March 1,
1999 to request the land use designation of the project site to be changed from
Campus Industrial to Public/Quasi-Public®. In explaining the City staff's decision on
why Public/Quasi-Public would be more appropriate for the MEC site than Heavy
Industrial, City staff wrote:

“Although the proposed power plant is a heavy industrial use, Planning staff has
determined that the City will have more land use control in this area not planned for
Heavy Industrial with the Public/Quasi-Public land use designation. This is
important in the event the amendment is approved but the Metcalf Energy Center
does not proceed. There is little likelihood that another public/quasi-public project
would be proposed for the site before the City could change the General Plan
designation back to Campus Industrial. A Heavy Industrial land use designation
does not provide the same amount of control in that a wide range of uses would be
allowed under that designation, such as manufacturing activities involving
hazardous materials. Such a broad designation could lead to land use
incompatibilities between the Heavy Industrial and Campus Industrial uses” (SJ
1999b).

According to the General Plan, the Heavy Industrial “category is intended for
industrial uses with nuisance or hazardous characteristics which for reasons of
health, safety, environmental effects, or welfare are best segregated from other
uses.” The General Plan further states that “the Heavy Industrial designation is
applied only to areas where heavy industrial uses presently predominate.”

According to the General Plan, the Public/Quasi-Public land use “category is used
to designate public land uses, including schools, colleges, corporation yards,
homeless shelters, libraries, fire stations, water treatment facilities, convention
centers and auditoriums, museums, governmental offices, and airports.” In
addition, this category is used to designate lands used by some private entities,

® The Tulare Hill portion of the 126-acre parcel under Calpine/Bechtel’s control is designated
“Non-Urban Hillside” on the San Jose Land Use Diagram. The Non-Urban Hillside designation
would remain unchanged.
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including public utilities™. On November 8, 1999, the San Jose City Council
approved a General Plan text amendment (GP99-T-1) to clarify that the
Public/Quasi-Public category is also used to designate lands used by “any [private]
organization involved in the provision of public services, such as gas, water,
electricity, and telecommunications” (SJ 1999d). According to the City staff report,
the intent of the text amendment was in part to reflect the deregulation of the
electric utility industry. Thus, an electric generation facility proposed by a “non-
public” utility, such as Calpine/Bechtel’'s Metcalf Energy Center, would be consistent
with the Public/Quasi-Public General Plan designation.

The City Council is expected to make its decision on the General Plan amendment
in Fall 2000. The Planned Development Rezoning/Prezoning and annexation
proposals will be considered at that time as well.

Major Strategies

The Major Strategies are the principal objectives of the General Plan, and as such,
they establish the basic framework for planning in San Jose (SJ 1994a). The Major
Strategies of the General Plan and their applicability to the project are discussed
below.

Economic Development

This major strategy is “designed to maximize the economic potential of the City’s
land resources while providing employment opportunities for San Jose’s residents.”
According to the General Plan, San Jose houses more employed residents than it
has jobs, therefore its existing jobs/housing balance is “jobs poor.” This situation
makes it difficult for San Jose to provide adequate urban services for its residents
because residential use by itself does not generate sufficient revenues to pay for
the service needs it generates. According to the General Plan, land uses that
generate jobs (e.g., commercial and industrial uses) do not require as many public
services and typically generate greater revenue (i.e., sales and property taxes) than
residential use. Thus, the Economic Development Major Strategy strives to make
San Jose a more “balanced community” by encouraging more commercial and
industrial growth to balance existing residential development.

Discussion: Although the MEC would not provide many jobs, it is a relatively
“capital-intensive” industrial use that would provide the City of San Jose
approximately $600,000 per year in property taxes (see the SOCIOECONOMICS
section of this FSA). Because the MEC would employ so few people, and the
electricity it would produce would go toward meeting an existing demand, the MEC
would not cause a substantial increase in population that would put a demand on
City services. Thus, staff concludes that the MEC would be supportive of the
Economic Development Major Strategy. For further discussion on the Economic
Development Major Strategy, please see the subsection of this analysis entitled
Response to Public and Agency Comments.

1% Eor instance, PG&E's Metcalf Substation is designated Public/Quasi-Public on the General
Plan Land Use Diagram.
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Growth Management

“The Growth Management Major Strategy addresses the need to balance the urban
facilities and services of new development with the need to balance the City’s
budget. Infill development within urbanized areas is identified as an important
means of controlling service costs through increased efficiency.” New development
is expected to pay for the infrastructure (e.g., streets, sewers, storm drains, and fire
stations) required to support it.

Discussion: Development of the project in rural Coyote Valley would not constitute
“infill” development. Infill development is development on vacant sites within an
urbanized area. However, the project site is within the City of San Jose’s Urban
Service Area, which is defined by the General Plan as an area where urban
services and facilities are generally available, and where urban development
requiring such services should be located. The project would connect to City
domestic water and sewer pipelines that exist within a short distance of the site. A
new 10.2-mile long recycled water supply pipeline would be constructed to deliver
cooling water to the project. Because the MEC would be located in an area where
urban services and facilities are generally available, the project would be consistent
with the Growth Management Major Strategy. Please refer to the
SOCIOECONOMICS section of the FSA for a discussion of the impacts of the
project on urban services and facilities.

Downtown Revitalization

This major strategy “emphasizes the importance of a prominent and attractive
Downtown as a catalyst that will bring new investment, residents, business visitors
and new life to the center city.”

Discussion: The Downtown Revitalization Major Strategy is not applicable to the
project.

Urban Conservation/Preservation

This major strategy “underscores the importance of protecting and enhancing San
Jose’s neighborhoods to promote residents’ pride in the quality of their living
environments.”

Discussion: Tulare Hill would separate the MEC from the nearest residential
neighborhood. Because of this separation, the residential neighborhood would be
protected from significant adverse land use impacts, such as noise impacts.

Greenline

“The Greenline Major Strategy is directed to preserving the scenic backdrop of the
hillsides surrounding San Jose, preserving land that protects water, habitat, or
agricultural resources and offers recreational opportunities.”

Discussion: The current architectural design of the power plant would not
substantially block views of the surrounding hillsides. Please refer to the VISUAL
RESOURCES section of the FSA for an analysis of the project’s potential effects on
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views of the hillsides. Calpine/Bechtel proposes to preserve, in perpetuity, the 116-
acre parcel that forms the southeast side of Tulare Hill (CH2MHILL 2000a). The
applicant would provide funds for managed cattle grazing of Tulare Hill for the life of
the power plant project. Managed grazing of nonnative grasses is intended to
promote growth of native plants, which are habitat for the Bay checkerspot butterfly.
As part of the project, Calpine/Bechtel would also make substantial improvements
to the Fisher Creek riparian area. The applicant proposes to plant native trees that
would double the amount of existing riparian habitat. Other improvements would
include installing permanent fencing to prevent cattle from entering Fisher Creek,
and removing non-natural debris from the stream (CH2MHILL 2000b). Please refer
to the BIOLOGICAL RESOURCES section of the FSA for a more complete
discussion of potential impacts to biological resources and proposed mitigation
measures. The project would maintain a 100-foot setback from the Fisher Creek
riparian area. A recreational trail, as shown on the General Plan Scenic Routes and
Trails Diagram, could be accommodated within the 100-foot setback area. In
summary, the project would preserve the scenic backdrop of the surrounding
hillsides, would preserve land that protects water, habitat, and agricultural
resources, and would offer recreational opportunities. Thus, the project would be
consistent with the Greenline Major Strategy.

Sustainable City

This major strategy is a statement of San Jose’s desire to become an
environmentally and economically sustainable city. A “sustainable city” is a city
designed, constructed, and operated to minimize waste, efficiently use its natural
resources, and to manage and conserve them for the use of present and future
generations.

Discussion: The power plant would use an average of 3.3 million gallons per day of
reclaimed water for cooling purposes (Calpine/Bechtel, Project Description, August
16, 2000). The project’s use of reclaimed water would provide a beneficial use for
the City’s wastewater, helping to reduce the City’s discharge to San Francisco Bay.
Thus, the project would be supportive of the Sustainable City Major Strategy.

Goals and Policies

Residential Land Use

In part, the Residential Land Use goals and policies reflect concerns for the
protection of residential neighborhoods from incompatible land uses. Residential
Land Use Policy #2 states that “residential neighborhoods should be protected from
the encroachment of incompatible activities or land uses that may have a negative
impact on the residential living environment™*.

Discussion: A power plant can be incompatible with residential uses. The MEC site
is within an area planned for industrial research and development, office, assembly,
and manufacturing uses. Tulare Hill would separate the project from the nearest

1 According to the San Jose General Plan, "should" signifies a directive to be honored in the
absence of significant countervailing considerations.
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residential neighborhood (Santa Teresa) located about 0.5 mile north of the site.
Staff has found with mitigation that the project would not have significant adverse
noise impacts on the sensitive receptors nearest to the MEC site. Because the
nearest residential neighborhood is located farther from the MEC site than the
nearest sensitive receptors, and separated from the site by Tulare Hill, the noise
impacts would be less than significant. Staff did not evaluate the project’s potential
for adverse visual impacts on the nearest residential neighborhood since staff
determined that the neighborhood would not have views of the site because of
Tulare Hill. Staff has also found that the project would not cause significant adverse
public health or traffic impacts. Because the power plant would not encroach upon
a residential neighborhood and would not have a negative impact on the residential
living environment, the project would be consistent with Residential Land Use Policy
#2. Please see the NOISE, PUBLIC HEALTH, TRAFFIC AND
TRANSPORTATION, and VISUAL RESOURCES sections of the FSA for more

information).

Industrial Land Use

Industrial Land Use Policy #1 states that “industrial development should incorporate
measures to minimize negative impacts on nearby land uses'?.” Industrial Land Use
Policy #10 states that “interface problems between existing residential and new
industrial areas should be resolved through the site design and discretionary permit
process.”

Discussion: Several rural residences are located within one mile of the power plant
site. The nearest residence (sensitive receptor) is located about 1,150 feet south of
the MEC site. The project incorporates noise reduction measures so that noise
from the power plant would not exceed 49 decibels (dBA) at the nearest residence.
This level is consistent with the long-term noise goal in the Noise Element of the
City’s General Plan for sensitive receptors (see the NOISE section of the FSA).
Thus, the project would be consistent with Industrial Land Use Policy #1 in regards
to noise impacts on nearby land uses since the project incorporates measures to
lessen these impacts. However, because the nighttime ambient noise level at the
nearest residence is very low (39 dBA), and staff considers an increase of 5 dBA
above the lowest ambient noise level to be potentially significant, staff proposes
additional mitigation at the nearest residence (sound-rated windows and air
conditioning) to reduce noise impacts to a less than significant level. Please see
staff’'s proposed condition of certification NOISE-4 in the NOISE section of the FSA.
The project also incorporates measures to reduce the negative visual impacts of the
project on nearby land uses, and therefore would be consistent with Industrial Land
Use Policy #1. However, staff has found visual impacts on nearby residences (at
Blanchard Road) to be significant since the MEC would substantially change the
character of the area from rural to industrial and substantially degrade high
sensitivity views of moderately high quality. These impacts are unmitigable
because proposed mitigation measures cannot substantially reduce these impacts
due to the nature of the project. Staff has proposed additional mitigation to reduce

12 "Minimize" is defined by the San Jose General Plan as "to reduce or lessen but not necessarily
to eliminate."
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the residual visual impacts of the project on existing land uses, although still not to a
less than significant level. Please refer to the VISUAL RESOURCES section of the
FSA for a more thorough discussion of the visual impacts of the project and
proposed mitigation measures to lessen these impacts on nearby land uses.

Urban Design

The City’s urban design goal is to “require the highest standards of architectural and
site design for all development projects, both public and private.” The General Plan
sets forth the following policies to achieve this goal.

Urban Design Policy #1 states that “the City should continue to apply strong
architectural and site design controls on all types of development for the protection
and development of neighborhood character and for the proper transition between
areas with different types of land uses” (emphasis added). Policy #22 states that
“design guidelines adopted by the City Council should be followed in the design of
development projects.”

Discussion: The City of San Jose is particularly concerned about the project’s
compatibility with the Campus Industrial uses that North Coyote Valley was
intended to accommodate. The applicant has proposed mitigation measures to
lessen the visual contrast between the power plant and planned campus industrial
development. The proposed visual screening has been designed to simulate the
appearance of an office building. In addition, the project’s lower profile buildings
and structures are oriented to the southern portion of site to provide for a
compatible transition between the taller elements of the project and the planned
Campus Industrial uses (which are allowed to be built to a maximum height of 120
feet). However, staff has found the project, with its proposed architectural design to
be visually incompatible with the planned Campus Industrial uses. Staff has
proposed additional mitigation measures to make the project more visually
compatible with expected development. Please refer to the VISUAL RESOURCES
section of the FSA for additional information. City staff has stated that the project
would be required to comply with the North Coyote Valley Campus Industrial Area
Master Development Plan, the design guidelines adopted by the City Council to
guide development of North Coyote Valley (SJ 1999b). Compliance with the Master
Development Plan guidelines is discussed later in this analysis and in the VISUAL
RESOURCES section of the FSA.

Urban Design Policy #2 states that private development should include adequate
landscape areas, which utilize water efficient plant materials and irrigation systems
and include provision for ongoing maintenance.

Discussion: According to the September 2000 Planned Development Zoning
application for the project, proposed landscape areas, including the Fisher Creek
riparian corridor, would cover 44.5 percent of the MEC site. All planting areas on
the site would be watered with an approved automatic underground irrigation
system that would be designed to make efficient use of water through conservation
techniques. Maintenance of the riparian trees and shrubs would extend for a period
of at least two years. Maintenance would include weed control, irrigation, and
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monitoring for grazing. Plant mortality surveys would be conducted on a periodic
basis for a period of 3 to 5 years after initial planting to determine replanting needs
(CH2MHILL 2000b). For a more thorough discussion, please see the BIOLOGICAL
RESOURCES section of the FSA. With the exception of the coast redwoods, all of
the proposed trees and shrubs are water efficient. The coast redwoods have been
chosen because they are tall growing, evergreen trees that would provide maximum
visual screening of the power plant. The AFC does not mention a provision for
ongoing maintenance of the landscaped areas planted for aesthetic screening.
However, the VISUAL RESOURCES section of the FSA proposes a condition of
certification that would require ongoing maintenance and replacement of
unsuccessful plantings. If the project complied with this condition, it would be
consistent with Urban Design Policy #2.

Urban Design Policy #11 establishes a maximum building height of 120 feet for the
Campus Industrial designated areas of North Coyote Valley, and a maximum height
of 95 feet in any area designated for Public/Quasi-Public uses. Urban Design
Poli